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SECTION 00 11 00 

INVITATION TO BID  
 
STATE OF CALIFORNIA  
DEPARTMENT OF STATE HOSPITALS (DSH) 
FACILITIES, PLANNING, CONSTRUCTION & MANAGEMENT 
 
Scope of Work:  

Major components of Project Work consist of installing supplemental cooling for the Central 
Kitchen, which will include two (2) new outdoor air conditioning units with piping and supports, 
eight (8) new indoor wall-mounted mini-split units, the required new refrigerant and condensate 
piping, and electrical work required to power the new mechanical equipment. 

The bids shall include all Work pursuant to the Drawings and Project Manual, and Addenda as 
may be issued prior to bid opening date. 

Drawings and Project Manual:  

Bid forms, plans, specifications, addenda, and, Bid Package will be available for download at 
http://www.caleprocure.ca.gov. Click on “Start Search”. In the Event Name field, enter the 
project number and click “Search”. While viewing the Event Details, click on “View Event 
Package” to view bid forms. 

It is recommended that all vendors register as a bidder through the Cal eProcure website 
at https://www.caleprocure.ca.gov/pages/bidder-vendor.aspx. This will allow for automatic 
notifications if there is any modification to the Event such as the posting of an addendum or 
additional documentation. 
 
License:  

Contractors' State License Classification required to bid Project is B – General Building 
Contractor; C-20 – Warm-Air Heating, Ventilating, and Air-Conditioning; C-10 – Electrical. 

1. Bidder must provide a copy of current Contractors State License, B – General 
Building Contractor, issued by the California Department of Consumer Affairs, 
Contractors State License Board. C-20 – Warm-Air Heating, Ventilating, and Air-
Conditioning; C-10 – Electrical Contractor. 

 
2. If subcontracting, bidder must provide a copy of the proposed trades including 

but not limited to: C-20 – Warm-Air Heating, Ventilating, and Air-Conditioning; C-
10 – Electrical Contractor issued by the California Department of Consumer 
Affairs, Contractors State License Board. 

 

[Refer to Document 00 21 00 or if utilized Document 00 22 00, Supplementary Instructions to Bidders, 
Subparagraph 2.1.3, regarding performance of work of a Fire Protection specialty contractor license 
classification C-16.] 
 
Availability of Funds:  

Award of this contract is subject to the availability of funds through the State’s normal budget 
process. 
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KEY ACTION DATES: 

Event Date Time (PT) 

IFB available to prospective bidders 08/27/2026 9:00 AM 

Deadline to Request to attend the Bidder’s Conference 09/11/2026 3:00 PM 

Mandatory Bidder’s Conference*  09/18/2026 9:30 AM 

Deadline to submit questions 09/28/2026 2:00 PM 

Responses to questions posted on Cal eProcure 09/30/2026 3:00 PM 

Bid Date: 10/12/2026 3:00 PM 

Public Bid Opening 10/13/2026 10:00 AM 

Award period 
Within 60 calendar 
days of Bid Date. 

N/A 

*Arrive early to address site security check-in requirements 
 
BIDDERS CONFERENCE 

Attendance requirements (mandatory for prime bidders):  
All prime bidders must attend the conference to have their bids considered responsive and 
responsible. Bidders who wish to attend the conference must notify Contract Manager via e-mail 
at MSH.PlantOperations@dsh.ca.gov and CC: Contract Analyst at Kyle.Roberts@dsh.ca.gov by 
the date and time indicated within the Key Action Dates table.  

This email notification must include the first and last name of the proposed attendee, as well as 
business name and contact information for security clearance purposes. Late submissions will 
not be accepted. The attendee may only sign in to represent one (1) company. Subcontractors 
may not represent a potential prime contractor at a conference. Furthermore, no more than two 
(2) attendees will be allowed from each company. 
 
For interested bidders who need assistance due to a physical impairment, a reasonable 
accommodation will be provided by the DSH, upon request. Bidders must request the 
accommodation when requesting to attend the conference as described above. 

Bidders and/or their representatives will be required to bring their driver’s license or other state-
issued identification card to be admitted onto hospital grounds. Bidders and/or their 
representatives will not be admitted onto hospital grounds unless professionally and 
appropriately dressed in clothing distinct from that worn by patients at the hospital.  

Bidders are hereby provided notice that the following restrictions will be enforced at the hospital. 
Failure to abide by any of the restrictions below may result in being barred from the conference: 

• Bidders will be notified and required to adhere to all COVID guidelines and protocols 
implemented at the facility based off the “The California Department of State 
Hospitals COVID-19 Transmission-Based Precautions and Testing” developed in 
partnership between DSH, and the California Department of Public Health, 
Healthcare Associated Infections Program.  

 
• Tan and Khaki clothing will prevent entry into patient areas of the hospital. No ties, 

scarves, or any items worn around the neck. 
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• Electronic and communication devices such as pagers, cell phones, smart watches, 
cameras/micro-cameras, and/or sound recording devices are subject to search within 
the Secured Treatment Area (STA). Contractor shall not take pictures or video with a 
camera or phone anywhere on DSH grounds without the consent or presence of the 
Contract Manager or Bidder’s Conference designee. 

 
Pre-bid Site Inspection: 
Bids will only be accepted from those Contractors having attended the MANDATORY bidder’s 
conference at which time representatives of the State and prospective bidders shall meet at the 
MSH Plant Operations - Office, located at 11401 S. Bloomfield Ave., Norwalk, CA 90650. 
The State’s requirements for Disabled Veteran Business Enterprise (DVBE) participation and 
other Contract requirements will be presented. Prime Contractors are encouraged to have their 
Key Administrator and DVBE office coordinator attend to receive this information and to have 
their questions answered. Attendance for the entire inspection is required in order for bidders to 
be eligible to submit a bid.  

Arrive at least 30 minutes prior to the time indicated on the Key Action Dates table to allow all 
attendees to check-in. Attendees who arrive late will not be allowed to participate in the bidder’s 
conference. 

PRE-BID QUESTIONS AND RESPONSES: 
Please submit all questions regarding this project to MSH.PlantOperations@dsh.ca.gov and 
CC: Kyle.Roberts@dsh.ca.gov  
 
Bidders requiring clarification of the intent or content of this IFB, or on procedural matters 
regarding the competitive procurement process, may request clarification by submitting 
questions in writing.   
 
All questions must be received no later than fourteen (14) calendar days prior to the bid date.  
DSH will post response to the questions within the Cal eProcure website twelve (12) calendar 
days of the bid date.  All questions which require a response which “materially changes” the 
scope of work as defined by Public Contract Code 4104.5 will require an addendum to be 
issued which could result in extending the bid closing date. 
 
BIDS: 

Bid Forms: 
Use the Bid Package forms posted on the Cal eProcure http://www.caleprocure.ca.gov. website 
specific to this project when submitting the bid.  

Bid Basis:  
Submit on Lump Sum basis. 

Sealed Bids: 
Bids received after the date and time identified in the Key Action Date table will not be 
considered received on time.  It is the responsibility of the Bidder to ensure timely delivery of the 
bid.  Late bids will not be opened and returned to the Bidder. 
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Indicate the following on the envelope carrying the sealed bids regardless if they are 
hand delivered or mailed. 

IFB # 26-20063-000 
Central Kitchen Air Conditioning 

ATTN: Contracts Department 
Department of State Hospitals – Metropolitan 

11401 S. Bloomfield 
Norwalk, CA 90650 

DO NOT OPEN 
 

Bid Delivery Options: 
Bids may be received by hand delivery or by mail. Regardless of the deliver option, the 
submission must include the labeling information above under sealed bids. 

Hand Delivery: 
All hand delivery of bids is by appointment only. To schedule hand delivery of the bid, please 
contact MSH.PlantOperations@dsh.ca.gov and CC: Kyle.Roberts@dsh.ca.gov  

Mailed Bids: 
All mailed bids must be submitted under sealed cover and received by DSH by the bid date 
and time as indicated in the Key Action Dates table above or as modified by addendum.  

 
Public Bid Opening: 
A public bid opening will be held on the following day (see Key Action Dates table) of the bid due 
date at 11401 S. Bloomfield Ave., Norwalk, CA 90650. Bidders may attend virtually, by 
telephone +1 916-382-0340,,283105994#, or in person. Bidders attending the bid opening in-
person will need to meet and sign in (mandatory) at the Plant Operations - Office at the mailing 
address above.  

At the public bid opening, all bids received before the date and time indicated within the Key 
Action Dates table will be opened and recorded onto a Preliminary Bid Tabulation. Bidders do 
not need to attend the bid opening as the Preliminary Bid Tabulation shall be available 
immediately for public inspection after the bid opening is completed.  

The bid opening may be attended virtually via the following link: 

https://teams.microsoft.com/meet/227429651957743?p=pVuYxyHyYq7WMOsUb7 

Join the meeting now 

Meeting ID: 227 429 651 957 743 

Passcode: rS7p3Xg2 

AWARD 
DSH reserves the right to reject any and all bids and waive any irregularity in any bid received.  
 
Award of the Contract, if awarded, will be to the lowest responsible Bidder whose Bid Form 
complies with all requirements prescribed. See Section 00 21 00 - Instructions to Bidders for 
further Award requirements. 
 
The award period(s) may be subject to an extension of such further period as may be agreed 
upon in writing between the DSH and the Bidder concerned. 
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MISCELLANEOUS PROVISIONS: 
 
Disabled Veterans Business Enterprises (DVBE): 
Participation in Disabled Veterans Business Enterprises (DVBE) program may be required for 
this project. Refer to Project Manual Document 00 21 00, Project Manual Document 00 22 10 
and Bid Forms for requirements. Bidders are advised to commence the required DVBE 
procedures immediately upon receipt of drawings and project manual. 

DVBE Bid Incentive:  
The DVBE Incentive program is being applied on this project. Refer to Project Manual 
Document 00 21 00, Article 18.5. 

Small Business Preference:  
Refer to Project Manual Document 00 21 00, Article 5.5 

Non-Small Business Subcontractor Preference:  
Refer to Project Manual Document 00 21 00, Article 5.6 

Bonds:  
Successful bidder shall furnish payment and performance bonds, each in the amount of 100 
percent of the Contract price. 

Non-Discrimination Program (Gov. Code, Section 12990): Refer to Project Manual 
Document 00 72 00, General Conditions of the Contract for Construction. 

Labor Code:  
Pursuant to Labor Code, Section 1774, the Contractor to whom the contract is awarded, and 
any subcontractor under him, shall pay not less than the specified general prevailing rates of per 
diem to all workers employed in the execution of the contract. Pursuant to Labor Code, Section 
1770 et seq., the Department of Industrial Relations (DIR) has ascertained general prevailing 
rate of per diem wages in the locality in which the work is to be performed. Copies of the 
general prevailing rate of per diem wages are available from the Department of Industrial 
Relations, Labor Statistics & Research Division, P.O. Box 420603, San Francisco, CA 94142, 
(415) 703-4780; or general prevailing rate of per diem may be accessed on the internet at 
Department of Industrial Relations website (https://www.dir.ca.gov) for the February 2026 
published general prevailing rate of per diem wages for this contract. Copies of the general 
prevailing rate of per diem wages are on file at DGS’ principal office, which shall be made 
available to any interested party on request. Note that when the general prevailing rate of per 
diem determination shows an expiration date (noted by a double asterisk**), to expire during the 
term of the contract, the Contractor must call or write the DIR to obtain the new rates and 
incorporate them in this contract for submittal of bid. The Contractor is responsible to comply 
with the Labor Code Sections and general prevailing rate of per diem determinations, including 
all the guidelines and the fine print in the general prevailing rate of per diem determinations. 
Refer to Project Manual Document 00 72 00, General Conditions of the Contract for 
Construction. 

Labor Compliance Monitoring and Enforcement:  
This project is subject to monitoring and enforcement by the DIR, Compliance Monitoring Unit. 
All Contractors and subcontractors, regardless of tier, shall be required to comply with the 
Monitoring and Enforcement Program, including, but not limited to, contractor registration, 
submittal of electronic certified payroll reports directly to the DIR as applicable and cooperation 
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with on-site monitoring by DIR personnel. Refer to Labor Code 1771.4 et seq. and the General 
Conditions of the Contract for Construction, Document 00 72 00, Article 3.3.3 for more 
information. 

Executive Order N-6-22:  
The Bidder must be advised of Executive Order N-6-22 Russia Sanctions. On March 4, 2022, 
Governor Gavin Newsom issued Executive Order (EO) N-6-22 regarding Economic Sanctions 
against Russia and Russian entities and individuals. “Economic Sanctions” refers to sanctions 
imposed by the U.S. government in response to Russia’s actions in Ukraine, as well as any 
sanctions imposed under state law. By submitting a bid, Bidder represents that it is not a target 
of Economic Sanctions. Should the State determine Bidder is a target of Economic Sanctions or 
is conducting prohibited transactions with sanctioned individuals or entities, that shall be 
grounds for rejection of the Bidder’s bid any time prior to contract execution, or, if determined 
after contract execution, shall be grounds for termination by the State. 

Certificate of Reported Compliance (CRC) – Fleet Vehicles:  
As a condition of Contract award, prior to Contract execution, Contractor shall submit 
copies of the valid CRCs for any fleet retained by the Contractor or any listed 
Subcontractor, for which any vehicles subject to the California Air Resources Board In-
Use Off-Road Diesel Fueled Fleet Regulations, Section 2449(i), Title 12, California 
Code of Regulations, are used in the completion of the work included in the Contract. 
More information on the In-Use Off-Road Diesel-Fueled Fleets Regulation can be found 
at the following link: 
 https://ww2.arb.ca.gov/our-work/programs/use-road-diesel-fueled-fleets-regulation 
 
Generative Artificial Intelligence (GenAI):  
The State of California seeks to realize the potential benefits of GenAI, through the development 
and deployment of GenAI tools, while balancing the risks of these new technologies. 

A. Bidder / Offeror must notify the State in writing if it: (1) intends to provide GenAI as a 
deliverable to the State; or (2), intends to utilize GenAI, including GenAI from third parties, to 
complete all or a portion of any deliverable that materially impacts: (i) functionality of a State 
system, (ii) risk to the State, or (iii) Contract performance. For avoidance of doubt, the term 
“materially impacts” shall have the meaning set forth in State Administrative Manual (SAM) § 
4986.2 Definitions for GenAI. Failure to report GenAI to the State may result in 
disqualification. The State reserves the right to seek any and all relief to which it may be 
entitled to as a result of such non-disclosure. 

B. Upon notification by a Bidder / Offeror of GenAI as required, the State reserves the right to 
incorporate GenAI Special Provisions into the final contract or reject bids/offers that present 
an unacceptable level of risk to the State. 

C. Government Code 11549.64 defines “Generative Artificial Intelligence (GenAI)” as an 
artificial intelligence system that can generate derived synthetic content, including text, 
images, video, and audio that emulates the structure and characteristics of the system’s 
training data. 

END OF DOCUMENT 
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January 2026 Edition 
1. GENERAL 

 
.1 Bidder shall examine these instructions carefully and be responsive to conditions with which 

must be complied with prior to bid. 
 

.2 Bidders shall be aware of the requirements of codes referenced in the Bidding Requirements 
and in the Contract Documents. Bidders may access codes included in California law through 
publications or through the Internet. The web site for California law is: 
http://leginfo.legislature.ca.gov/faces/codes.xhtml. 
 

2. COMPETENCE OF BIDDERS 

.1 License: 

.1 Bidder may only bid on work for which Bidder is properly licensed by the Contractors’ State 
License Board. 

.2 Joint venture Bidders must possess a joint venture license. Each party to a joint venture 
shall be properly licensed for the Work of this Project.  

.3 If the installation of a fire protection system is required, Bidders’ attention is directed to 
Business and Professions Code Sections 7026.12 and 7057(c).  This code requires the 
installation of a fire protection system to be performed only by a Contractor holding a Fire 
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Protection specialty contractor license classification C-16. The Contractor for this Project 
must hold the C-16 license classification or contract directly with a first-tier subcontractor 
with the C-16 license classification. 

.2 Prior Disqualification: Public Contract Code Section 10162 provides that a bid may be rejected 
on the basis of a Bidder, any officer of such Bidder, or any employee of such Bidder who has a 
proprietary interest in such Bidder, having been disqualified, removed or otherwise prevented 
from bidding on, or completing a Federal, State or Local project because of a violation of a law 
or a safety regulation. 

If the answer to question 6.1.2. on the Bid Form is “yes” the Department will review the 
circumstances presented. If the Director deems acceptance of the bid is not in the best interest 
of the State, the bid may be rejected. 

.3 Employment of Undocumented Immigrants: Pursuant to Section 6101 of the Public Contract 
Code, the State may not award a public works contract to a bidder or contractor, nor shall a 
bidder or contractor be eligible to bid for or receive a public works contract, who has, in the 
preceding five years, been convicted of violating a state or federal law respecting the 
employment of undocumented immigrants. 

.4 Contractor Registration: 

.1 Pursuant to Sections 1725.5 and 1771.1 of the Labor Code, all contractors and 
subcontractors must be currently registered with the Department of Industrial 
Relations in order to qualify to bid on, be listed in a bid proposal, subject to the 
requirements of Section 4104 of the Public Contract Code, or engage in the 
performance of any contract for public work.  

.2 Limited exceptions for Joint Venture Bidders and Projects with Federal Funds may 
apply pursuant to Section 1771.1 of the Labor Code. 

.5 Ineligible Subcontractors: Pursuant to Section 1777.1 or 1777.7 of the Labor Code, a contractor 
is prohibited from bidding on, being awarded or performing work on a public works project with a 
subcontractor who is ineligible to perform work on the public works project. Refer to the General 
Conditions of the Contract for Construction, Article 4.1.3. 

.6 Asbestos Abatement Certification: If Contractor performs the asbestos abatement work, 
Contractor must be certified for asbestos abatement work by the Contractors’ State License 
Board. If Contractor subcontracts the asbestos abatement work, Contractor need not be 
certified for asbestos abatement, but the subcontractor must be certified by the Contractor’s 
State License Board. 

.7 Hazardous Substance Removal Certification: If Contractor performs the hazardous substance 
removal work or remedial action; Contractor must be certified for hazardous substance removal 
work by the Contractors’ State License Board. If Contractor subcontracts the hazardous 
substance removal work or remedial action, Contractor need not be certified for hazardous 
substance removal, but the subcontractor must be certified by the Contractor’s State License 
Board. 
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3. EXAMINATION OF BID DOCUMENTS AND SITE 
 
.1 Bidder’s Responsibility: 

.1 Bidder shall carefully examine the Work site, Drawings, and Specifications (contract 
documents). This includes reference only documents that will not be part of the 
agreement, but are provided in addition to documents that will be part of the 
agreement.  

.2 By submitting a bid, Bidder acknowledges that the Bidder understands the character, 
quality and quantity of surface, locations of utilities, subsurface materials, or 
obstacles to be encountered; insofar as this information is reasonably ascertainable 
from inspection of the Work site, Drawings, and Specifications. 

.3 Bidder’s examination shall include all exploratory work done by the State, as well as 
information presented in the Drawings, Specifications, and other documents as 
available. 

.2 Refer to Document 00 11 00, Invitation to Bid, for availability of bidding documents. 
 

.3 Failure by Bidder to acquaint itself with available information will not relieve Bidder from 
responsibility for estimating properly the difficulty or cost of successfully performing the Work.  
 

.4 In connection with the foregoing, Bidder’s attention is invited to Paragraphs 3.1 and 9.1 of 
Document 00 72 00, General Conditions of the Contract for Construction. 
 

4. DISCREPANCIES, CONFLICTS, OMISSIONS, OR ERRORS  
 
.1 If discrepancies, conflicts, omissions or errors are found in the Drawings or the Project Manual 

prior to the date of bid opening, Bidder shall request clarification from the State’s Project 
Manager identified in the Project Manual.  
 

.2 Bidders shall notify DSH immediately via e-mail at Kyle.Roberts@dsh.ca.gov and 
MSH.PlantOperations@dsh.ca.gov if they need clarification about the services being sought or 
have questions about the IFB instructions or requirements. The level of detail that shall be 
provided in response is subject to the availability of DSH resources. DSH shall respond to all 
questions via an addendum to the solicitation with all questions and answers posted on Cal e-
Procure (www.caleprocure.ca.gov). Note: It is the responsibility of the bidder to check Cal 
eProcure for questions and/or changes within the IFB as all questions, answers, and 
addendums will be posted there. DSH will not be held responsible for inaccurate bids due to 
bidder’s oversight in reviewing any and all information via Cal eProcure. This official bid 
solicitation is only published online at the California E-Procure, FI$Cal web site at: 
https://caleprocure.ca.gov/pages/index.aspx.  

.1 Verbal comments regarding this IFB are unofficial and are not binding on DSH unless 
later confirmed in writing as an official addendum.   
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.2 Bidders that fail to report a known or suspected problem with the IFB or fail to seek 
clarification and/or correction of the IFB, submit a bid at their own risk.  

.3 Clarifications will be given only in the form of Addenda to all Bidders. 

.3 If no Addenda are issued related to supposed discrepancy, conflict, omissions or errors in 
figuring the Work, Bidders shall consider that discrepancies, conflicts, or omission between 
Drawings and Specifications shall be governed by Paragraph 1.5 of Document 00 72 00, 
General Conditions of the Contract for Construction. 
 

.4 Omission of an item in either the Specifications or Drawings does not create a discrepancy or 
conflict. 
 

5. BIDDING DOCUMENTS 
 
.1 Bid Form (Document 00 41 00): All bids must be on the forms provided by the Department of 

State Hospitals. A Bid not on the forms provided will be considered nonresponsive. 
 

.2 Completing the Bid Form: 

.1 Bidder’s name should be the same as listed on Bidder’s license. 

.2 Price(s) shall be in the manner required by the Bid Form. 

.3 Bid Form shall be signed by Bidder or duly authorized representative. 

.1 If Bidder is an individual, name must be shown. 

.2 If Bidder is a partnership, name of the partnership must be shown and one or more 
partners shall sign the Bid Form. 

.3 If Bidder is a corporation, name of the corporation must be shown, the state of 
incorporation must be listed, the title of the signor must be shown, and the corporate 
seal must be used. 

.4 Bidder business and mailing address should be shown. 

.3 Required Listing of Proposed Subcontractors (Document 00 41 00 – Article 10): 

.1 Failure to list kind of Work, Name, or Location shall cause the bid to be rejected as 
non-responsive.  

.2 Bidders’ attention is directed to other provisions of the Subletting and Subcontracting 
Fair Practices Act, beginning with Public Contract Code Section 4100, related to 
penalties for failure to comply with the Act by using unauthorized subcontractors or 
by making unauthorized substitutions. See General Conditions of the Contract for 
Construction, Paragraph 1.1, for definition of subcontractor, and Article 4 for further 
reference to subcontractors.  
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.3 Bidder’s attention is directed to Labor Code Section 1771.1, relating to inadvertent 
errors in the listing of subcontractors not currently registered with the Department of 
Industrial Relations.   

.4 Bidders Security: 

.1 All bids shall be accompanied by the following forms of bidder’s security: Bidder’s 
Bond (Document 00 43 13), cashier’s check, certified check or cash. Bidder’s Bond 
shall be executed by an admitted surety insurer, authorized to issue surety bonds in 
the State of California. Bond and checks shall be made payable to the director of the 
Department of State Hospitals . The security shall be in an amount equal to ten 
percent (10%) of the amount bid. A bid shall not be considered responsive unless 
one of the forms of bidder’s security is enclosed with it. 

.2 If Bidder’s security is a Bidder’s Bond, it must be executed on the form attached to 
the Bid Form. 

.5 Small Business: 

.1 A five percent (5%) small business preference will be granted to Bidders properly 
certified as “Small Business”, Microbusiness, or Non-Small Business in accordance 
with Government Code 14838, et seq and Section 1896 et. Seq., Title 2, California 
Code of Regulations. To qualify for Non-Small Business, Bidder must commit to 
contracting out a minimum 25% of the Bid amount to Small Business subcontractors.  

.2 If the Bidder is not already a Certified Small Business, applications for certification as 
“Small Business” must be submitted to the Office of Small Business and DVBE 
Certification (OSDS), 707 3rd Street, First  Floor, Suite 1-400, West Sacramento, CA 
95605; https://www.dgs.ca.gov/PD/About/Page-Content/PD-Branch-Intro-Accordion-
List/Office-of- Small-Business-and-Disabled-Veteran-Business-
Enterprise/Certification-Program. Firms can apply for small business certification 
online at https://www.dgs.ca.gov/PD/Services/Page- Content/Procurement-Division-
Services-List-Folder/Certify-or-Re-apply-as-Small-Business- Disabled-Veteran-
Business-Enterprise. 

.3 Submit a copy of your OSDS certification letter with the Bid Form. 

.4 Pursuant to Section 1896.14, in order to receive the small business preference, 
bidders must have a completed application (including proof of annual receipts) on file 
with the OSDS. The bidder must have requested a preference from OSDS and meet 
all applicable requirements under the subchapter and the State Small Business 
Procurement and Contract Act, (including but not limited to evidence to rebut 
presumptions) not later than five o’clock (5:00 p.m.) on the date on which the subject 
bid is opened. 

.6 Non-Small Business: 

.1 The application of the five percent (5%) small business bidding preference is now 
extended to a bidder whose business is not certified as a small business but commits 
to subcontracting at least twenty-five percent (25%) of its net bid price to businesses 
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that are California certified small businesses and/or microbusinesses. (See 
Document 00 41 00 – Article 2.2) 

When applicable this preference will be granted when the non-small business: 

 Has been determined to be a responsible bidder and submitted a timely 
responsive bid. 

 Completes Document 00 43 16-2, List of California Certified Small Business 
Subcontractors Summary form that he/she commits to subcontract with for a 
commercially useful function in the performance of the project and submits this 
document at the time of receipt of bids. Ascertain that the Bidder’s Name and 
Project Number are noted. If bidder fails to submit a properly completed 
Document 00 43 16-2 within 48 hours after the time of receipt of bids, the claim 
for non-small business preference will be denied. 

.7 Other Forms required to be completed by the Bidder and submitted with the Bid Form and 
Bidder’s Bond Form. These forms can be downloaded from the internet using the links below. 

.1 California Civil Rights Laws - A person that submits a bid or proposal to, or otherwise 
proposes to enter into or renew a contract with, a state agency with respect to any 
contract in the amount of $100,000 or above shall certify, under penalty of perjury, at 
the time the bid or proposal is submitted or the contract is renewed, all of the 
following: California Civil Rights Laws and Employer Discrimination Policies as 
outlined within the form. https://www.dgs.ca.gov/-/media/divisions/ols/forms/california-
civil-rights-laws-attachment.ashx 

.2 Noncollusion Declaration - Complete this form to certify that your bid is genuine, 
entirely independent, and free from any price-fixing, bid-rigging, or collusion with 
competitors. Form is an Appendix document in the State Contract Manual, Chapter 
10. https://www.dgs.ca.gov/-/media/Divisions/OLS/Resources/SCM-VI---04-2026-
Update/CH10-2026.pdf 

.3 Payee Data Record (STD 204) – This form is required in lieu of IRS W-9 when doing 
business with the State of California and will be used by the State to prepare tax 
information returns as stated on the form.  Failure to submit the completed form with 
the Bid will not be cause for rejection of a Bid but will be required prior to Award of 
Contract if not on file.  https://www.documents.dgs.ca.gov/dgs/fmc/pdf/std204.pdf. 

.4 Darfur Contracting Act - For such a company to bid on or submit a proposal for a 
State of California contract, the company must certify that it is either a) not a 
scrutinized company; or b) a scrutinized company that has been granted permission 
by the Department of General Services to submit a proposal. 
https://www.dgs.ca.gov//-/media/Divisions/PD/Acquisitions/Solicitation-Document-
Attachments/Darfur-Contracting-Act.pdf 

.5 Iran Contracting Act Verification Form - Pursuant to the Iran Contracting Act of 2010, 
vendors are ineligible to bid on, submit a proposal for, enter into, or renew any 
contract with the state for goods or services of one million dollars ($1,000,000) or 
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more if the vendor engages in investment activities in Iran, as defined in the Act.  
https://www.dgs.ca.gov/-/media/Divisions/PD/PTCS/OPPL/SCM/SCM-Link-
Docs/Iran-Contracting-Act.pdf 

6. PARTICIPATION IN DISABLED VETERANS’ BUSINESS ENTERPRISES (DVBE) PROGRAM 
 
.1 Pursuant to Section 10115 et seq. of the Public Contract Code, and Section 999 et seq. of the 

Military and Veterans Code, the Department of General Services has established an overall goal 
of not less than 3% participation by Disabled Veteran Business Enterprises (DVBE). However, 
these DVBE Participation Requirements may be modified for this project; reference Document 
00 22 10 of the Project Manual for the percentage requirements. 

.2 Bids will only be accepted from those Bidders that certify that they have achieved the required 
participation, as outlined in Document 00 22 10 of the Project Manual, and as set forth in the Bid 
Form. 

.3 Applicants for DVBE certification may apply online at https://www.dgs.ca.gov/PD/Services/Page-
Content/Procurement-Division-Services-List-Folder/Apply-for-or-Re-apply-as-Small-Business-
Disabled-Veteran-Business-Enterprise. DVBE applicants must submit specific support 
documentation the OSDS. 

.4 Bidder’s attention is directed to the requirement that certifications and documentation must be 
submitted with the bid; otherwise, bids will be considered non-responsive. 
 
BIDDERS ARE ADVISED TO COMMENCE THE REQUIRED DVBE PROCEDURES 
IMMEDIATELY UPON RECEIPT OF DRAWINGS AND SPECIFICATIONS, OR NOT LESS 
THAN THREE (3) WEEKS PRIOR TO THE BID OPENING, WHICHEVER OCCURS FIRST. 
 

.5 DVBE INCENTIVE 

.1 A DVBE Incentive will be granted to Bidders in accordance with Section 999.5(a) and (d) 
of the Military and Veterans Code and California Code of Regulations 1896.98 et seq. 

.2 The DVBE Incentive will be applied during the bid evaluation process and will only be 
applied to responsive bids from responsible bidders proposing the percentage(s) of 
DVBE Participation for the DVBE Incentive specified in the solicitation. Any Small 
Business Preference must be calculated prior to the DVBE Incentive calculation and 
evaluation. 

.3 The incentive will be applied when a Bidder’s DVBE Participation exceeds 3% the DVBE 
Mandatory participation Requirement, in an attempt to displace the apparent low bidder. 

The DVBE Incentive is as follows: 

Confirmed DVBE Participation Incentive 

7% and above 5% 

6% to 6.99% 4% 

5% to 5.99% 3% 
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4% to 4.99% 2% 

3.01% to 3.99% 1% 

0% -3% No incentive – minimum 3% 
participation required 

 

.4 The percentage of DVBE Incentive will not exceed 5% and will not exceed $50,000.00, 
whichever is less, of the #1 ranked net bid price. 

.5 For every bidder qualifying for the DVBE incentive, the amount (dollar value) of the 
incentive is computed using the qualifying bidder’s percentage of DVBE incentive and 
the lowest responsive and responsible bid price. Calculations to determine adjusted bid 
price are for consideration only. Bids will be awarded for the actual bid amount as 
verified by the State. 

.6 A certified Small Business may only be displaced by another certified Small Business 
with a higher percentage of DVBE participation and a lower adjusted bid price. 

1) A certified Small Business shall not be displaced by a non-small business. 

2) When applying the DVBE Incentive program, bidders claiming the “Non-Certified 
Small Business preference” are considered a non-small business. 

7. SUBMISSION OF BID FORMS 
 

.1 It is the sole responsibility of the Bidder to see that its bid is received in proper time. Bid 
received after scheduled closing time for receipt of bids will be returned to Bidder unopened. 

 
.2 Bid Forms shall be submitted under sealed cover, plainly identified as a bid for the work of 

the Project being bid upon and addressed as directed in the Invitation to Bid and the Bid 
Form. Bid Forms improperly marked may be disregarded. 

 
8. WITHDRAWAL OF BID FORMS 

 
.1 Bids may be withdrawn prior to the time fixed in the public notice for opening of bids, 

provided that a request in writing, executed by Bidder or Bidder’s authorized representative, 
for withdrawal of such bid is filed with the Administrative Services Division, Business 
Management Branch, Procurement and Contract Services Section, at the location of the bid 
opening. Withdrawal of a bid shall not prejudice the right of a Bidder to file a new bid. 

 
.2 This article does not authorize withdrawal of any bid after the time fixed in the Invitation to Bid 

for opening of bids. 
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9. PUBLIC OPENING OF BIDS 
 

.1 Bids will be publicly opened and read at time and place indicated in Invitation to Bid. Bidders 
or their authorized agents are invited to be present.  

 
10. REJECTION OF IRREGULAR BIDS 

 
.1 Bids may be rejected if they show any alterations of form, additions not called for, conditional 

bids, incomplete bids, erasures, or irregularities of any kind. If bid amount is changed after 
the amount is originally inserted, the change must be initialed. 

 
.2 When Bid Form is signed by an agent, other than the officer or officers of a corporation 

authorized to sign contracts on its behalf, or are signed by an agent other than a partner of a 
partnership, or by an agent for an individual, a power of attorney must be on file with the 
Department of State Hospitals prior to opening bids or shall be submitted with the Bid Form; 
otherwise the bid will be rejected as irregular and unauthorized. 

 
11. COMPETITIVE BIDDING 

 
.1 If more than one Bid Form is offered by an individual, firm, partnership, corporation, 

association, or any combination thereof, under the same or different names, all such Bid 
Forms may be rejected. A party who has quoted prices on materials or work to a Bidder is not 
thereby disqualified from quoting prices to other Bidders, or from submitting a bid directly for 
materials or work. 

 
.2 Bidders are put on notice that any collusive agreement fixing the prices to be bid so as to 

control or affect awarding of the Contract is in violation of competitive bidding requirements of 
the State Contract Act and may render void any Contract let under such circumstances. 

 
12. AWARD OF CONTRACT 

 
.1 The right is reserved to reject any and all bids and waive any irregularity in any bid received. 
 

.2 Award of the Contract, if awarded, will be to the lowest responsible Bidder whose Bid Form 
complies with all requirements prescribed. 

 
1. Such award, if made, will be made within 60 days after opening of bids. 

 
2. If lowest responsible Bidder refuses or fails to execute the Contract, the Director of 

State Hospitals may award the Contract to the second lowest responsible Bidder. Such 
award, if made, will be made within 75 days after opening of bids. 
 

3. If second lowest responsible Bidder refuses or fails to execute the Contract, the 
Director of State Hospitals may award the Contract to the third lowest responsible 
Bidder. Such award if made, will be made within 90 days after opening of bids. 
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.3 The above time periods within which award of Contract may be made are subject to 
extension of such further period as may be agreed upon in writing between the Department 
of State Hospitals and the Bidder concerned. 

 
.4 When Project is segregated into more than one prime Contract, and a Bidder upon one of the 

prime Contracts fail or refuses to execute the Contract, then the time for award of such 
Contract will be extended as provided by this Article, and the time for award of each of the 
other segregated prime Contracts will be extended by an equivalent length of time, if 
required. 

 
13. SUBSTITUTION OF ALTERNATIVE MATERIALS, ARTICLES, OR EQUIPMENT 

 
.1 Pursuant to Public Contract Code Section 3400, alternative material(s), article(s), or 

equipment that are of equal quality and of required characteristics for the purpose intended 
may be proposed during the bidding period; for use in the Work, provided the Bidder 
complies with the following requirements: 

1. Proposals for alternative material(s), article(s), or equipment, requested during the 
bidding period, shall be submitted in writing, not later than 96 hours prior to the 
scheduled bid date and time.  Bidders shall submit an email to  
Kyle.Roberts@dsh.ca.gov and MSH.PlantOperations@dsh.ca.gov with the product 
information as noted in 12.1.2 below. 

2. The proposal will not be considered unless the submittal is accompanied by complete 
information and descriptive data necessary to determine equality of offered 
material(s), article(s) or equipment. Samples shall be provided when requested by 
the State. Burden of proof as to comparative quality, suitability, and performance of 
offered material(s), article(s), or equipment shall be upon the Bidder submitting the 
proposal. The State will be the sole judge as to such matters. In the event the State 
rejects the use of such alternative(s) submitted, then one of the particular products 
originally specified in the Contract Documents shall be furnished. If the proposal is 
accepted, all Bidders will be notified by Addendum. 

3. Refer to the General Conditions of the Contract for Construction, Clauses 2.2.7 and 
3.12.10, for substitution requests after Contract Award. 

14. RETURN OF BIDDER’S SECURITY 
 

.1 Within 10 days after the award of the Contract, the Department of State Hospitals will 
destroy all Bidder’s security, other than Bidder’s Bonds, accompanying the Bid Forms that 
are not to be fully considered in making the award unless notified in writing prior to Award. 
 

.2 Retained Bidder’s security will be held until the Contract has been fully executed, after which 
all Bidder’s security, except Bidder’s Bonds, will be returned. 
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15. CONTRACT BONDS 

 
.1 Contractor will be required to furnish the Performance Bond and Payment Bond required by 

the State Contract Act, each in the amount of 100 percent of the Contract amount; as set 
forth in Paragraph 11.3 of Document 00 72 00, General Conditions of the Contract for 
Construction. 
 

16. INSURANCE 
 

.1 Contractor will be required to furnish to the State, concurrently with execution of the 
Contract, a certificate of insurance coverage as required by Paragraph 11.1 of Document 00 
72 00, General Conditions of the Contract for Construction. 
 

17. EXECUTION OF CONTRACT 
 

.1 Contract shall be signed by successful Bidder and returned within 7 days of receipt. The 
Contract shall not be binding upon the State until it is executed by the Contractor and the 
State. Should Contractor begin work in advance of receiving notice that the Contract has 
been approved, any work performed in advance of the date of approval shall be considered 
as having been done at risk as a volunteer. In no event shall Contractor commence work 
until Contractor has received notification from the State that the certificate of insurance has 
been approved and Notice to Proceed has been issued.  Contract Documents required for 
execution of the Contract consist of the following: 

.1 Agreement, Document 00 52 00. 

.2 Contract Bonds. 

.3 Certificate of Insurance. 

.4 Signed set of Drawings and Project Manual for filing with the Contract. 

.2 Should Contractor begin work in advance of receiving notice that the Contract has been 
approved, any work performed in advance of the date of approval shall be considered as 
having been done at risk as a volunteer. In no event shall Contractor commence work until 
Contractor has received notification from the State that the certificate of insurance has been 
approved. 
 

18. FAILURE TO EXECUTE CONTRACT 
 

.1 Failure to execute Contract within 7 days after successful Bidder has received Contract for 
execution may be cause for forfeiture of Bidder’s security. Failure to provide required bonds 
and insurance constitutes failure to execute Contract. 
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19. CERTIFICATE OF REPORTED COMPLIANCE – FLEET VEHICLES 
 

.1 For any project using vehicles subject to the California Air Resources Board In-Use Off-
Road Diesel Fueled Fleets Regulation, Section 2449(i), Title 12, California Code of 
Regulations, prior to the execution of a contract, Contractor shall be required to submit 
copies of the valid Certificates of Reported Compliance (CRC), issued by the California Air 
Resources Board. CRCs shall be provided for any fleet used by the Contractor or any listed 
Subcontractors. 
 

.2 CRCs are required for any contract involving the operation of self-propelled off-road diesel 
vehicles 25 horsepower or greater and most two-engine vehicles owned and operated in 
California, including vehicles that are rented or leased. 
 

.3 Certificates of Reported Compliance must be retained by the Contractor for three years after 
the completion of the project. 
 

.4 If no vehicles subject to the California Air Resources Board In-Use Off-Road Diesel Fueled 
Fleets Regulation shall be used on a project by the Contractor or any Subcontractor, 
Contractor shall provide a certification that no vehicles subject to these regulations will be 
used on the project. 

 

END OF DOCUMENT 
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SECTION 00 22 10 

DVBE PARTICIPATION PROGRAM REQUIREMENTS 
 

Public Contract Code Section 10115 establishes a contract participation goal of at least three 
percent (3%) for Disabled Veteran Business Enterprise (DVBE) for State agencies. 
 
No DVBE participation requirement applies to this solicitation. Bidders are not required to 
identify DVBE firms or commit to a minimum percentage of DVBE participation as a condition of 
bid responsiveness. 
 
Bidders may voluntarily identify certified DVBE firms proposed for participation in the Contract; 
however, no minimum percentage commitment is required. 
 
DVBE Exemption Notice: Pursuant to an approved STD 816 Exemption and State Contract 
Manual Section 1202.1, the DVBE Participation Program Requirements have been waived for 
this solicitation. Mandatory DVBE participation is established at zero percent (0%).  
 
All references to three percent (3%) DVBE participation requirements, mandatory DVBE 
participation requirements, DVBE participation goals, DVBE responsiveness requirements, 
DVBE Participation Summary requirements, DVBE participation commitments, and related 
DVBE compliance requirements contained in Division 00 and Division 01 of the Contract 
Documents are not applicable to this Project and are hereby superseded by this DVBE 
Exemption Notice for purposes of bid responsiveness, award, and contract administration. 
 

PLEASE READ THESE INSTRUCTIONS CAREFULLY 
 

For assistance with meeting the DVBE participation program requirements, please contact: 

Department of General Services Administrative Division 
Office of Business and Acquisition Services 

Contract Services Section – SB-DVBE Advocate 
707 Third Street, MS 508 

West Sacramento, CA 95605 Email: OBASAdvocate@dgs.ca.gov 
 
The Office of Small Business and DVBE Services (OSDS) offers program information and may be 
reached at: 

Department of General Services 
Office of Small Business and 

DVBE Services (OSDS) 707 3rd 

Street, 1st Floor, Room  400 
West Sacramento, CA 95605-2811 

Homepage: Apply for or Re-Apply for Certification as a Small Business and/or Disabled Veteran 
Business Enterprise 

Receptionist: (916) 375-4940 
FAX:  (916) 375-4950 

Email: OSDSHelp@dgs.ca.gov 
 

Mailing Address: 
Office of Small Business and DVBE Services (OSDS) Room 1-400, MS 210 

P.O. Box 989052 
West Sacramento, CA 95798-9052
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INSTRUCTIONS FOR 
DVBE PARTICIPATION PROGRAM COMPLIANCE OPTIONS 

 
No DVBE participation requirement applies to this solicitation. 
 
See DVBE Exemption Notice above. 

 
DVBE Certification: OSDS-DVBE certification is the only acceptable certification. To 
verify if a contractor is certified refer to the Cal eProcure website at The State of 
California Certifications . If a bidder voluntarily identifies a DVBE firm for participation in 
the Contract, the firm must be certified by the Department of General Services, Office of 
Small Business and DVBE Services (OSDS). Bidders proposing voluntary DVBE 
participation shall provide certification verification for each participating DVBE contractor, 
subcontractor, or supplier. Applicants for DVBE certification may apply online at Apply for 
or Re-Apply for Certification as a Small Business and/or Disabled Veteran Business 
Enterprise. DVBE applicants must submit specific support documentation to the OSDS. 

 

 
 
 
 

END OF DOCUMENT 
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SECTION 00 41 00 

BID FORM 
 
 

THE STATE OF CALIFORNIA FROM:  
DEPARTMENT OF STATE HOSPITAL  (Name of Bidding Firm - TBD) 
ADMINISTRATIVE SERVICES DIVISION   
FACILITIES, PLANNING, AND CONSTRUCTION 
MANAGEMENT 

  

   
DELIVER TO: BEFORE: 3:00 P.M., October 12, 2026 
 Department of State Hospitals - Metropolitan  
 Plant Operations Office 

11401 S. Bloomfield Avenue 
 

 Norwalk, CA 90650  
FOR:   
 CENTRAL KITCHEN AIR CONDITIONING 
 NORWALK, LOS ANGELES COUNTY, CALIFORNIA 
 #26-20063-000 

Plainly mark outside of the envelope with "Bid For”; followed by the above title and Project Number. 

The undersigned hereby proposes and agrees to furnish all labor, materials, and equipment, and to perform 
all work required for the above-named Project in the manner and time prescribed in the Drawings dated 
November 27, 2024 and Project Manual, dated August 27, 2026 and such addenda thereto as may be issued 
prior to bid opening date and in accordance with prevailing wage rates ascertained by the Department of 
Industrial Relations and set forth on the DIR web site (Prevailing Wage Requirements) for General Prevailing 
Wage Rates as determined by the August 2026 DIR prevailing wage published rates. The Bid Price, set forth 
below in clear legible figures, includes the cost of Bonds, insurance, sales tax, and every other item of 
expense, direct or indirect, incidental to the Bid Price. 
 
SCHEDULE OF WORK AND PRICES 
 

 

WORK 
ITEM DESCRIPTION ITEM TOTAL IN FIGURES 

1. Complete Work for the lump sum of: 

 
 

$  __ 

2.

Contingency Allowance(s) as specified in Section 01 21 
00, not included in Work Items 1 above. Enter 10% of the 
amount entered into Work Item 1 for the lump sum 
amount of: 

 
 

$  __ 

 
 
COMPLETE WORK: Total of Work Items 1 and 2 for the lump sum of: 

 
 

$  __ 
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DETERMINATION OF BID: Determination of amount of bid will be on the basis of total sum of Work Items as 
verified by the State. 
IMPORTANT - READ BEFORE SIGNING: Bid Form must be executed in same name-style in which the bidder 
is licensed. Bidder bidding jointly or as a combination of several business organizations is specially cautioned 
that such bidder must be jointly licensed in the same form and style in which the bid is executed. If making a 
bid as a joint venture, each person submitting the bid shall provide the information required below with respect 
to his or her licensure. The undersigned Bidder certifies and agrees to provide the information and comply with 
the requirements contained in Articles 1 through 10 on the following pages of the Bid Form. By signing, Bidder 
swears under penalty of perjury that the conditions of Article 2; Article 4, Paragraph 4.2; Article 7 and Article 9, 
Paragraph 9.2.1 are true. 
 
Legal Name of 
Bidder: 

 Federal I.D. 
No.: 

 

Contractor's 
License No.: 

 
License 
Expiration 
Date: 

 
License 
Classification: 

 

      
Contractor’s Public Works Registration No.  
(Dept. of Industrial Relations): 

 

Contractor’s DGS Small Business/DVBE Certification Number:  

Business Address     

 (Street and/or P.O. Box) (City) (State) (Zip) 
E-Mail Address:  
Business Telephone 
No.: 

  Facsimile  
 No.: 

 

 
 

   

            SIGN HERE  
 

   
 

  Print Name and Title of Bidder 
  

 
      

Executed this  day of           , 2026        at  California. 
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ARTICLE 1 – BIDDER’S BUSINESS IDENTIFICATION  

THIS BID IS SUBMITTED BY (check one): 
 Individual  Partnership 

 Joint Venture  Corporation 

  

 State in which Incorporated 

NOTE: If Bidder is a corporation, the State in which incorporated shall be inserted above and the legal name of 
the corporation shall be set forth on Page 1, together with the signature of the officer or officers authorized to 
sign contracts on behalf of the corporation; if Bidder is a partnership, the true name of the firm shall be set forth 
on Page 1, together with the signature of a partner authorized to sign contract in behalf of the partnership; and 
if Bidder is an individual, that person’s signature shall be placed on Page 1. If signature is by an agent, other 
than an officer of a corporation or a member of a partnership, a Power of Attorney must be on file with the 
Department prior to opening bids or submitted with the bid; otherwise, the bid will be regarded as irregular and 
unauthorized. If bid is submitted by partnership or joint venture, the members are: 

ARTICLE 2 – PREFERENCES AND INCENTIVES 

2.1 Small Business Preference - By checking “yes” below, Bidder requests preference as a "Small 
Business" and further certifies under penalty of perjury, that the firm still meets the requirements of Section 1896 
et. seq. Title 2, of the California Code of Regulations, and has either: 1) been approved by the Office of Small 
Business and Disabled Veteran Business Enterprise (DVBE) Services (OSDS) or; 2) submitted a complete 
application pursuant to Section 1896.14 to the OSDS by 5:00 p.m. on the bid opening date. 
 
The Legal Name of Bidder and the Bidder’s OSDS Certification must be executed in the same name-style in 
which bidder is licensed. A Bidder bidding jointly or as a combination of several business organizations is 
specially cautioned that such bidder must be jointly licensed in same form and style in which the bid is executed. 

Special attention is directed to Section 1896.16 for penalties for furnishing incorrect supporting information in 
obtaining preference 

2.1.1 Small Business Preference Claimed? 

 Yes  No 
    

 (List date filed if not yet certified)   

Non-Small Business Subcontractor Preference - By checking “yes” below Bidder requests preference as a 
Non- Small Business and agrees to complete and submit Document 00 43 16-2 attached hereto, no later than 
forty-eight (48) hours after the time of receipt of bids (or the following business day if a weekend or state 
holiday). Special attention is directed to Section 1896.16 for penalties for furnishing incorrect supporting 
information in obtaining preference. 

Non-Small Business Subcontractor Preference Claimed?  

 Yes  No 

2.2 Disabled Veteran Business Enterprise Bid Incentive - By checking “yes” below, Bidder certifies and 
claims credit for achieving 1% or greater of DVBE Participation on this bid as is shown in Article 9 of this bid 
form and also requests that the corresponding DVBE Incentive be applied to this bid. 
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DVBE Incentive Claimed? 

 Yes  No 

ARTICLE 3 – BONDING ASSISTANCE 

In the event Bidder has received assistance in obtaining bonding for this Project, Bidder shall set forth name 
and nature of firm providing such assistance. Should that firm be listed as subcontractor, Bidder shall set forth 
the percentage of contract to be performed by that subcontractor. 

 

Firm Providing Assistance and Nature of Assistance 

Subcontractor: 

 Yes  No 

ARTICLE 4 – CERTIFICATIONS - BID DEPOSITORY AND FEDERAL COURT FINDINGS 

4.1 By signing this Bid Form, Bidder certifies that in preparation of this Bid Form, no bid was received by 
the bidder from a bid depository, which depository (as to any portion of the work) prohibits or imposes sanctions 
for the obtaining by bidder, or the submission to bidder by any subcontractor or vendor or supplier of goods and 
services, of a bid outside the bid depository. This certification shall constitute a warranty, the falsity of which 
shall entitle the State to pursue any remedy authorized by law, and shall include the right, at the option of the 
State, of declaring any contract made as a result thereof to be void. 
 
4.2 By signing this Bid Form, Bidder swears under penalty of perjury that representations of the bid with 
respect to bidder's license are true and that no more than one final un-appealable finding of contempt of court 
by a Federal Court has been issued against the Contractor within the immediately preceding two-year period 
because of the Contractor's failure to comply with an order of a Federal Court which orders the Contractor to 
comply with an order of the National Labor Relations Board. 

4.3 By signing this Bid Form, Bidder acknowledges that in in accordance with the provisions of Section 
3700 of the Labor Code, every contractor will be required to secure the payment of compensation to his 
employees. The Bidder agrees that they are aware of the provisions of Section 3700 of the Labor Code which 
require every employer to be insured against liability for workers’ compensation or to undertake self-insurance 
in accordance with the provisions of that code, and will comply with such provisions before commencing the 
performance of the work of this contract. 
 
4.4 By signing this Bid Form, Bidder certifies they will not ask an applicant for onsite construction-related 
employment to disclose orally or in writing information concerning the conviction history of the applicant on or 
at the time of an initial employment application. 
 
This section shall not apply to a position for which the person or the state is otherwise required by state or 
federal law to conduct a conviction history background check or to any contract position with a criminal justice 
agency, as that term is defined in Section 13101 of the Penal Code. 

This section shall not apply to a person to the extent that he or she obtains workers from a hiring hall pursuant 
to a bona fide collective bargaining agreement. 
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ARTICLE 5 – STATEMENT OF COMPLIANCE - NONDISCRIMINATION 

Bidder (hereinafter referred to as "prospective contractor" in this Statement), by signing this Bid Form, hereby 
certifies, unless specifically exempted, compliance with Government Code Section 12990 (a-f), and CCR, Title 
2, Division 4, Chapter 5, Section 8103, in matters relating to reporting requirements and the development, 
implementation and maintenance of a Nondiscrimination Program; as set forth in the General Conditions of the 
Contract for Construction. Prospective contractor agrees not to unlawfully discriminate, harass or allow 
harassment against any employee or applicants for employment because of sex, race, color, ancestry, religious 
creed, national origin, physical disability (including HIV and AIDS), medical disability (cancer), age (over 40), 
marital status, and denial of family care leave. 

ARTICLE 6 – QUESTIONNAIRE 

6.1 In accordance with Public Contract Code, Section 10162, the Bidder shall complete the following 
questionnaire: 
 
6.1.1 Has the Bidder, any officer of the Bidder, or any employee of the Bidder who has a proprietary 
interest in the Bidder, ever been disqualified, removed, or otherwise prevented from bidding on, or completing 
a Federal, State or Local government project because of a violation of law or a safety regulation? 

 Yes  No 
 
6.1.2 Has the Bidder, any officer of the Bidder, or any employee of the Bidder who has a proprietary 
interest in the Bidder, ever received a safety violation or failed to file notifications to the Cal-OSHA, Federal 
OSHA, or EPA Agencies for employee records as required by CCR, Title 8, Section 5208 and CFR 40, Part 
61? 

 Yes  No 
 
If the answer to either 6.1.1 or 6.1.2 above is “Yes”, then give the date(s) of the citation(s) or failure to make 
notifications and explain the circumstances by attachment to this Bid Form. 
 
6.2 In order to verify compliance with California Air Resources Board In-Use Off-Road Diesel Fueled 
Fleets Regulation, Section 2449(i), Title 13, California Code of Regulations, the Bidder shall complete the 
following questionnaire: 
 
6.2.1. Does the work for the above-named Project involve use of vehicles subject to California Air Resources 
Board In-Use Off-Road Diesel Fueled Fleets Regulation? 
 

 Yes  No 

If the answer to 6.2.1 above is “Yes”, successful low Bidder shall, prior to the execution of a contract, submit 
copies of the valid Certificates of Reported Compliance, issued by the California Air Resources Board, for the 
fleet selected for the contract and listed subcontractors. 

ARTICLE 7 – NON-COLLUSION DECLARATION TO BE EXECUTED BY BIDDER AND SUBMITTED WITH BID 

By signing this Bid Form, Bidder, being first duly sworn, deposes and says that he or she is the authorized 
representative of the Bidder, the party making the foregoing bid, that the bid is not made in the interest of, or on 
behalf of, any undisclosed person, partnership, company, association, organization, or corporation; that the bid 
is genuine and is not collusive or sham; that the Bidder has not directly or indirectly induced or solicited any 
other Bidder to put in a false or sham bid, and has not directly or indirectly colluded, conspired, connived, or 
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agreed with any Bidder or anyone else to put in a sham bid, or that anyone shall refrain from bidding; that the 
Bidder has not in any manner, directly or indirectly, sought by agreement, communication, or conference with 
anyone to fix the bid price of the Bidder or any other Bidder, or to fix any overhead, profit, or cost element of the 
bid price, or that of any other Bidder, or to secure any advantage against the public body awarding the contract 
of anyone interested in the proposed contract; that all statements contained in the bid are true; and, further, that 
the Bidder has not, directly or indirectly, submitted his or her bid price or any breakdown thereof, or the contents 
thereof, or divulged information or data relative thereto, or paid, and will not pay, any fee to any corporation, 
partnership, company association, organization, bid depository, or to any member or agent thereof to effectuate 
a collusive or sham bid. 

ARTICLE 8 – ADDENDA 

In submitting this bid, Bidder represents that Bidder has examined copies of all the Contract Documents and 
acknowledges receipt of the following addenda: 

Addendum No.:  Date:  Addendum No.:  Date:  

Addendum No.:  Date:  Addendum No.:  Date:  

Addendum No.:  Date:  Addendum No.:  Date:  

Failure to acknowledge on the Bid Form receipt of an addendum shall not in itself be cause for 
withdrawal or rejection of bids, if it can be shown that bidder did, in fact, receive such addendum prior 
to bid opening. 

ARTICLE 9 – DVBE COMPLIANCE & PARTICIPATION SUMMARY 

9.1 In accordance with Public Contract Code Section 10115, et seq., the Department of General Services 
has established criteria to implement the DVBE  Program  Goal  as  set  forth  in  Document  00  22  10  of  the  
Project  Manual.  Document 00 22 10, DVBE PARTICIPATION PROGRAM REQUIREMENTS cites the specific 
percentage of DVBE Participation required for this contract. Failure to meet this requirement will result in a non-
responsive bid. 
 
If DVBE Participation is a requirement for this bid, Bidder must complete Article 9.2.1 - DVBE PARTICIPATION 
SUMMARY. Failure to meet the full percentage of required DVBE participation will cause the bid to be deemed 
non-responsive and the bid will be rejected by the State. Listed DVBE vendor or subcontractor relationships 
should be first tier. 

Any DVBE person, firm, corporation or organization committed by the bidder to fulfill DVBE Participation must: 1) 
be certified with the OSDS, and; 2) perform or provide a Commercially Useful Function as defined in Military and 
Veterans Code Section 999. Failure to comply with these requirements will deem the bid non-responsive and the 
bid will be rejected by the State. 

If DVBE participation is set at zero percent, Bidder may still claim DVBE Incentive for voluntary DVBE Participation 
of 1% or greater. To have DVBE Incentive applied to this bid, Bidder must claim the Incentive in ARTICLE 2.3 - 
PREFERENCES & INCENTIVES and complete ARTICLE 9.2 - DVBE PARTICIPATION SUMMARY of the Bid 
Form. 

If any DVBE subcontractor will be performing work in excess of 1/2 of 1% of the bid amount, the subcontractor 
MUST be listed under ARTICLE 9.2.1 - DVBE PARTICIPATION SUMMARY AND ARTICLE 10 - LIST OF 
SUBCONTRACTORS in accordance with Public Contract Code Section 4100, et.seq. 
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9.2 DVBE PARTICIPATION SUMMARY      NAME OF BIDDER:_ ___________________________________________   

Completion Instructions: Capture all required and non-required first tier DVBE Participation in the space below. Identify the proposed work (services, 
trade or materials) to be completed by the DVBE. List the Company name, contact information, OSDS Certification Number, and the DIR Registration 
Number. If the Bidder is a DVBE, list only the Bidder’s information as 100%; do not list additional subcontractors. Indicate the dollar amount of the 
work to be performed by each DVBE company and the corresponding percentage of this bid price rounded to two decimals. Add up each Dollar 
Amount and identify the total on the bottom row marked, TOTAL DVBE PARTICIPATION. Calculate and list the percentage of the bid price this amount 
represents. 

Pursuant to Military and Veterans Code §999.7, the awarding department shall withhold, on a contract entered into on or after January 1, 2021, ten 
thousand dollars ($10,000) from the final payment, or the full final payment if less than ten thousand dollars ($10,000), until a prime contractor complies 
with the certification requirements of subdivision (d) of Section Military and Veterans Code §999.5. A prime contractor that fails to comply with the 
certification requirement shall, after notice, be allowed to cure the defect. Notwithstanding any other law, if, after at least 15 calendar days but not 
more than 30 calendar days from the date of notice, the prime contractor refuses to comply with the certification requirements, the awarding department 
shall permanently deduct ten thousand dollars ($10,000) from the final payment, or the full payment if less than ten thousand dollars ($10,000). 

9.2.1 Listed hereinafter is the certified DVBE company(s) proposed to perform work if the contract is awarded to Bidder: 
 

TYPE OF WORK 
PERFORMED 

(Service, Trade or Materials) 

 
NAME OF DVBE COMPANY, 
CONTACT PERSON AND PHONE 
NUMBER 

 
OSDS 

CERTIFICATION 
NUMBER 

 
DIR     

REGISTRATION 
NUMBER 

 
DOLLAR AMOUNT OF 
WORK PERFORMED 

 
PERCENTAGE 
OF BID PRICE 

      

      

      

      

TOTAL DVBE PARTICIPATION: 
  

DETERMINATION OF TOTAL DVBE PARTICIPATION: Determination of total DVBE participation will be on the basis of total sum of all listed DVBE above and as 
verified by the State. When there is a discrepancy between the Dollar Amount and the Percentage of Bid, the higher of the two will prevail.
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ARTICLE 10 – LIST OF PROPOSED SUBCONTRACTORS 

Listed hereinafter are the name, location, license number, and registration number of all subcontractors who will be employed, and the kind of work 
which each will perform if the contract is awarded to the undersigned. I understand that under Public Contract Code Section 4100, et. seq., I must here 
clearly set forth the name and location of each subcontractor who will perform work or labor or render service to me in or about the construction of the 
work in an amount in excess of one-half of one percent (1/2 of 1%), of my total bid, and that as to any work in which I fail to do so, I agree to perform that 
portion myself or be subject to penalty under the act. (Note: In case more than one subcontractor is named for the same kind of work, state the portion that 
each will perform.) I also understand that listed subcontractors must be registered with the Department of Industrial Relations in order to be listed for and to 
engage in the performance of work on Public Works projects. 

Notwithstanding General Conditions Paragraph 1.1, the definition of a SUBCONTRACTOR for the purposes of the Subletting and Subcontracting law is as 
follows: A trade Contractor who is licensed with the Contractors’ State License Board with an A, B, C or D classification, as defined pursuant to PCC 
Section  4113. 

 Vendors or suppliers of materials only need not be listed. 
 Any DVBE subcontractor performing work in excess of ½ of 1% of the bid amount MUST be listed below AND under ARTICLE 9.2.1 - DVBE 

PARTICIPATION SUMMARY. 
 C-16 or C-57 subcontractors must contract directly with the prime contractor and must be first tier subcontractors. If a C-16 or C-57 subcontract is 

for more than 1/2 of 1% of the total bid, it must be listed below. 

Failure to list Kind of Work, Name, Location or License Number shall cause the bid to be rejected as non-responsive. 

Kind of Work Name 
Location  

(City) 
CSLB  

License No. 
DIR  

Registration No. 
     

     

     

     

     

     

     

     

     

     

     

If further space is required below, copy this page and attached hereto to be made a part of the Bid Form.  Sub List Page ____of____ 
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BIDDER’S BOND 
STATE OF CALIFORNIA 

DEPARTMENT OF STATE HOSPITALS 

IT IS HEREBY AGREED: 

That we,  

 

 , as Principal, 

and   

 

as Surety, are held and firmly bound unto the State of California, hereinafter called the State, in the penal sum of ten percent (10%) of the total amount of 
the bid of the Principal above named, submitted by said Principal to the State of California, Department of State Hospitals, for the work described below,  
for the payment of which sum in lawful money of the United States, well and truly to be made, we bind ourselves, our heirs, executors, administrators and 
successors, jointly and severally, firmly by these presents. 

THE CONDITION of this obligation is such that: 

WHEREAS, the Principal has submitted the above-mentioned bid to the State of California, Department of State Hospitals, for certain 
construction specifically described as follows, for which bids are to be opened at _________________________________________________________ 
______________________________ (Insert place where bids will be opened) on ____________________________  (Insert date of bid opening) 

for ______________________________________________________________________________________________________________________ 

(Copy here the exact description of work, including location, as it appears on the proposal) 

NOW, THEREFORE, If the aforesaid Principal is awarded the contract and, within the time and manner required under the specifications, 
after the prescribed forms are presented to him for signature, enters into a written contract, in the prescribed form, in accordance with the bid, and files the 
two bonds with the Department, one to guarantee faithful performance and the other to guarantee payment for labor and materials, as required by law,  

then this obligation shall be null and void; otherwise, it shall be and remain in full force and virtue. 
In the event suit is brought upon this bond by the Obligee and judgment is recovered, the Surety shall pay all costs incurred by the Obligee in such suit, 
including a reasonable attorney’s fee to be fixed by the court. 

IN WITNESS WHEREOF, We have hereunto set our hands and seals on this __________ day of _____________________, 20_____ . 

  (SEAL) 

  (SEAL) 

  (SEAL) 

 Name of Principal and Address for Service  
 

By 

 

 Contractor Signature 
 (SEAL) 

 (SEAL) 

 (SEAL) 

 

A notary public or other officer completing this 
certificate verifies only the identity of the 
individual who signed the document to which 
this certificate is attached, and not the 
truthfulness, accuracy, or validity of that 
document. 
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DOCUMENT 00 43 16 

LIST OF CERTIFIED SMALL BUSINESS SUBCONTRACTOR(S) 

COMPLETION INSTRUCTIONS 
PLEASE READ THESE INSTRUCTION 

CAREFULLY 
 
IN ORDER TO GRANT A FIVE PERCENT (5%) NON-SMALL BUSINESS 
SUBCONTRACTOR PREFERENCE TO A NON-SMALL BUSINESS, THE BIDDER 
MUST COMPLETE THE CERTIFIED SMALL BUSINESS SUBCONTRACTOR 
SUMMARY (CSBSS) FORM 00 43 16-2. THIS FORM MUST BE COMPLETED BY THE 
NON-SMALL BUSINESS BIDDER AND RETURNED TO THE AWARDING AGENCY NO 
LATER THAN FORTY-EIGHT (48) HOURS AFTER THE TIME OF RECEIPT OF BIDS. 
IF THE BIDDER FAILS TO RETURN THE COMPLETED FORM 00 43 16-2 WITHIN 48 
HOURS, THE CLAIM FOR SMALL BUSINESS PREFERENCE WILL BE DENIED. 
 
CSBS COMPANY NAME – list the name(s) of the certified small business 
subcontractor(s) to be used to complete this project. 
 
CSBS COMPANY ADDRESS – list the address(es) of the certified small business 
subcontractor(s) to be used to complete this project. 
 
CSBS COMPANY TELEPHONE NUMBER – list the telephone number(s) of the certified 
small business subcontractor(s) to be used to complete this project. 
 
CSBS PERCENTAGE (%) OR DOLLAR ($) AMOUNT – list the percentage(s) or dollar 
amount(s) that will be given to the certified small business subcontractor(s) used to 
complete this project. 
 
DESCRIPTION OF WORK – identify the proposed work including services or materials 
to be performed by the certified small business subcontractor(s) to complete this project. 
 
TO OBTAIN THE 5% NON-CERTIFIED SMALL BUSINESS PREFERENCE, THE 
LISTED SUBCONTRACTOR(S) AND/OR SUPPLIER(S) FIRM(S) MUST BE 
FORMALLY CERTIFIED BY THE OFFICE OF SMALL BUSINESS AND DVBE 
CERTIFICATION (OSDC) AS A SMALL AND/OR MICROBUSINESS. (Prime 
contractors should ask Subcontractor/Supplier to provide them with a copy of their 
OSDC certification letter)
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BIDDER NAME_____________________________     PROJECT NUMBER _________________ 

STATE OF CALIFORNIA 
CERTIFIED SMALL BUSINESS SUBCONTRACTOR(S) SUMMARY 
 
Form date 09/28/2004 

 
Listed hereinafter is the name of business, address, telephone number, dollar amount or percentage of all certified subcontractors who will be employed, and 
the description of the work which each will perform if the contract is awarded to this bidder. 
 

Failure to list name of business, address, telephone number, description of work to be performed and dollar amount or percentage of work for 
each subcontractor may be cause for denial of the non-small business subcontractor preference. 
 
(If further space is required for the List of Proposed Subcontractors, additional sheets showing the required information, as indicated below, shall be attached hereto 
and made a part of the Bid). 

CERTIFIED SMALL BUSINESS 
SUBCONTRACTOR 

(Name of Business) 

CERTIFIED SMALL BUSINESS 
SUBCONTRACTOR 

(Address) 

CERTIFIED SMALL 
BUSINESS 

SUBCONTRACTOR 
(Telephone Number) 

CERTIFIED SMALL 
BUSINESS 

SUBCONTRACTOR 
     ($ or % Amount) 

CERTIFIED SMALL BUSINESS 
SUBCONTRACTOR 

(Description of Work) (Service or 
Materials) 
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             STATE OF                           
CALIFORNIA Std. 807 

 (Rev. 10/2019)                                      PAYMENT BOND  
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PAYMENT BOND TO ACCOMPANY CONSTRUCTION CONTRACT 
(Public Contract Code Sections 7103 and 10221) 

BOND NO. __________
The premium on this bond is ____________________for the term of _______________________________ 

Know All Men By These Presents: 

That the State of California, acting by and through the ______________________________, has awarded to 

______________________________ whose address for service ____________________________, as 
Principal, a contract for the work described as follows: 

Project Title:  
Project Location:  

WHEREAS, the provisions of the Public Contract Code Sections 7103 and 10221 require that the Principal file a bond in 
connection with said contract and this bond is executed and tendered in accordance therewith. 

NOW THEREFORE, Principal and ____________________________, a Surety Corporation organized under 

the laws of __________, and authorized to transact a general surety business in the State of California, as Surety, are held and 
firmly bound for which payment we bind ourselves, our heirs, executors, administrators, successors and assigns jointly and 
severally, firmly by these presents. 

THE CONDITION OF THIS OBLIGATION IS SUCH, 

That if said Principal or its subcontractors shall fail to pay any of the persons named in Civil Code Section 9100, or amounts due 
under the Unemployment Insurance Code with respect to work or labor performed under the contract,  or for any amounts required 
to be deducted, withheld, and paid over t the Employment Development Department from the wages of employees of the Principal 
and subcontractors pursuant to Section 13020 of the Unemployment Insurance Code, with respect to such work and labor, that the 
surety herein will pay for the same, otherwise this obligation is to be void.  In case suit is brought upon this bond, the Surety will 
pay a reasonable attorney’s fee to be fixed by the court. 
This bond shall inure to the benefit of any persons named in Civil Code Section 9100 as to give a right of action to such persons or 
their assigned in any suit brought upon this bond. 
The aggregate liability of the Surety hereunder, including costs and attorney fees, on all claims whatsoever shall not exceed the 
penal sum of the bond in accordance with the provisions of Section 996.470(a) if the Code of Civil Procedure. 
This bond is executed by the Surety, to comply the provisions of Public Contract Code Sections 7103, 10221 and 10222, of 
Chapter 5, Title 3, Part 6, Division 4 of the Civil Code and of Chapter 2, Title 14, Part 2 of the Civil Procedure and said bond shall 
be subject to all of the terms and provisions thereof. 
This bond may be cancelled by the Surety in accordance with the provisions of Section 996.310 et seq. of the Code of Civil 
Procedure. 

This bond to become effective __________________________________________________ 

______________________________  ______________________________ 
(NAME OF SURETY)     (ADDRESS FOR SERVICE) 

I certify (or declare) under penalty of perjury under the laws of the State of California that I executed the foregoing bond under the 
unrevoked power of attorney. 

Executed in    
 (CITY AND STATE) on (DATE) 

 X  
  (SIGNATURE OF ATTORNEY IN FACT) 
   
  (PRINTED OR TYPED NAME OR ATTORNEY IN FACT) 
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GENERAL CONDITIONS 

ARTICLE 1 - GENERAL PROVISIONS 

1.1 DEFINITIONS 

When the following terms appear in the contract, they shall have the following meaning: 

1.1.1 Acceptance of the Work: Written acceptance of the Work by the Director of the Department of State 
Hospitals, State of California, or the Director’s designee. 

1.1.2 Act of God: An Act of God shall include only the following occurrences or conditions and effects: 
.1 Earthquakes in excess of a magnitude of 3.5 on the Richter Scale; or 
.2 Tidal waves. 

1.1.3 Addendum (Addenda): A document issued by the State during the bidding period which modifies, 
supersedes or supplements the Contract Documents. 

1.1.4 Alternative: Refer to Approved Equal and Substitution. 

1.1.5 Applicable Codes: Include, but are not limited to, applicable laws, statutes, regulations, rules, building and 
other codes, ordinances, rulings, and lawful orders of all public authorities having jurisdiction over the 
State, the Contractor, Subcontractors, the Project, the Work, or the execution of the Work. 

1.1.6 Approved Equal: Material, equipment, or method approved by the State for use in the Work, as being 
acceptable as an equivalent in essential attributes to the material, equipment, or method specified in the 
Contract Documents. 

1.1.7 Agreement: The written and executed document known as Document 00 52 00, Agreement. 

1.1.8 Architect or Engineer: The State, or the State's consultant listed in the Contract Documents as the 
designer of record responsible for the preparation and coordination of the Drawings and technical 
sections of the Project Manual. 

1.1.9 Beneficial Occupancy: Occupancy and use by the State of all, or part, or parts, of the Work as selected by 
the State, prior to Completion. 

1.1.10 Bidder: Any individual, partnership, corporation, association, joint venture, or any combination thereof, 
submitting a Bid Form for the Work. 

1.1.11 Change Order: A written order issued by the State used to determine adjustments in the Contract based 
on: 
.1 a change in the Work, 
.2 the amount of the adjustment in the Contract Sum, and 
.3 the extent of the adjustment in the Contract Time. 

1.1.12 Claim: An unresolved Dispute arising under or relating to the performance of the Contract which can only 
be filed after Acceptance of the Work and the final statement to the Contractor. 

1.1.13 Completion: When the entire Work has been performed in accordance with the Contract requirements as 
delineated in the Contract Documents and Project Manual. Completion of the Work occurs when the 
State’s final inspection has been made and all construction, services and deliverables have been fully 
executed as determined by the State’s Representative, including but not limited to completion of all 
punch-list items and delivery of as-built drawings, operation & maintenance manuals, guaranties, 
warranties, spare parts, reports and certifications as noted in the Project Manual, Section 01 77 00. 

1.1.14 Construction Manager: A consultant firm, retained for this Project by the State to assist the Department of 
State Hospitals. 

1.1.15 Contract: The Contract Documents form the Contract for Construction. The Contract represents the entire 
and integrated agreement between the parties hereto and supersedes prior negotiations, representations 
or agreements, either written or oral. The Contract may be amended or modified by a Change Order. The 
Contract Documents shall not be construed to create a contractual relationship of any kind between any 
persons or entities other than the State and the Contractor. 

1.1.16 Contract Documents: The Contract Documents consist of the Agreement between the State and 
Contractor, Payment and Performance Bonds; the Conditions of the Contract, including General, 
Supplementary and other Conditions; Drawings, Specifications, Addenda and Change Orders. 

1.1.17 Contract Sum: The Contract Sum is stated in the Agreement and, including authorized adjustments by 
Change Order, is the total amount payable by the State to the Contractor for performance of the Work 
under the Contract Documents. 
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1.1.18 Contract Time: The Contract Time is the period of time, from the Start Date to the date of Completion of 
the Work, including authorized adjustments, allotted in the Contract. 

1.1.19 Contractor: The individual, partnership, corporation, association, joint venture, or any combination thereof, 
who has entered into a contract with the State, identified as such in the Agreement, and referred to 
throughout the Contract as if singular in number. The term ”Contractor" means the Contractor or the 
Contractor's representative. 

1.1.20 Day: Calendar day, unless otherwise specifically defined. 

1.1.21 Department: The Department of State Hospitals, State of California. 

1.1.22 Director: The Director of the Department of State Hospitals, State of California, or the Director's designee. 

1.1.23 Dispute: A demand during performance of the Work seeking adjustment or interpretation of Contract 
terms, payment of money, extension of time or other relief with respect to the terms of the Contract. A 
Dispute is not a Claim. 

1.1.24 Drawings: The graphic and pictorial portions of the Contract Documents, illustrating the design, location 
and dimensions of the Work, generally including but not limited to, plans, elevations, sections, details, 
schedules and diagrams. 

1.1.25 Emergency: A sudden, unexpected occurrence that poses a clear and imminent danger, requiring 
immediate action to prevent or mitigate the loss or impairment of life, health, property, or essential public 
services. 

1.1.26 General Notes: The written instructions, provisions, conditions or other requirements appearing on the 
Drawings, and so identified thereon, which pertain to the performance of the Work. 

1.1.27 Guarantee: The Contractor's assurance that the Project complies with the requirements of the Contract 
Documents. 

1.1.28 Hazardous Materials: These materials include but are not limited to products and materials containing: 
Asbestos, Lead, PCB’s, Petroleum fuels and lubricants (including chemical additives), oxidizers, 
corrosives, solvents, acids and carcinogens. 

1.1.29 Official Progress Schedule: The Contractor's baseline schedule and updates accepted by the State. 

1.1.30 Or Equal: Refer to Approved Equal. 

1.1.31 Owner: The State of California. 

1.1.32 Product Data: Illustrations, standard schedules, performance charts, instructions, brochures, diagrams 
and other information furnished by the Contractor to illustrate materials or equipment for some portion of 
the Work. 

1.1.33 Project: The total construction of which the Work performed under the Contract may be the whole or a 
part. 

1.1.34 Project Manual: The volume(s) assembled for the Work which includes the Introductory Information, 
Bidding Requirements, Contracting Requirements, Specifications, and other information as may be listed 
in the Project Manual Table of Contents. 

1.1.35 Request for Information (RFI): A written request by the Contractor submitted in a State provided format for 
information regarding Project specific issues. 

1.1.36 Retention: A percentage of the Contract Sum held back upon completion of the Work, or any portion of 
the Work, to cover outstanding liabilities, contingencies, and the like, as specified in the Contract 
Documents. 

1.1.37 Samples: Physical examples which illustrate materials, equipment or workmanship and establish 
standards by which the Work will be judged. 

1.1.38 Schedule of Values: A document furnished by the Contractor to the State reflecting the portions of the 
Contract sum allotted for the various parts of the Work, and used as the basis for reviewing the 
Contractor's applications for payment requests. 

1.1.39 Shop Drawings: Drawings, diagrams, schedules, and other data specially issued for the Work by the 
Contractor or a Subcontractor, Sub-subcontractor, and material suppliers to illustrate some portion of the 
Work. 

1.1.40 Specifications: That portion of the Contract Documents consisting of the written requirements for 
materials, standards, equipment, construction systems, and standards of workmanship for the Work, and 
performance of related services. 

1.1.41 State: The State of California acting through the Department of State Hospitals. 
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1.1.42 State Construction Supervisor/Inspector: The person(s) authorized by the State to provide inspection 
services, field coordination and quality control during construction. 

1.1.43 State Contract Act: The act which is set forth in the California Public Contract Code, Section 10100, et 
seq. 

1.1.44 State's Representative: Person(s) authorized by the State to act on behalf of the State for the Project. 

1.1.45 Subcontractor: An individual, partnership, corporation, association, joint venture, or any combination 
thereof, who has a direct contract with the Contractor to perform work or labor or render service in or 
about the Work. The term "Subcontractor" is referred to as if singular in number and means a 
Subcontractor or a representative of the Subcontractor. The term "Subcontractor" shall not include those 
who supply materials only or a separate contractor or subcontractors of a separate contractor. 

1.1.46 Sub-subcontractor: A person or entity who has a direct or indirect contract with a Subcontractor to 
perform a portion of the work. The term "Sub-subcontractor" is referred to as if singular in number and 
means a Sub-subcontractor or a representative of the Sub-subcontractor. 

1.1.47 Substitution: A material and/or process offered by the Contractor in lieu of the specified material and/or 
process, and accepted by the State in writing as being equivalent (equal) to the specified material and/or 
process. 

1.1.48 Warranty: A Contractor's, manufacturer's or material supplier's assurance that products and services 
provided meet the requirements of the Contract Documents. 

1.1.49 Work: Construction, services and deliverables required by the Contract Documents and Project Manual, 
including labor, materials, equipment, services, and documents provided or to be provided by the 
Contractor to fulfill the Contractor’s obligations under the Contract, including but not limited to 
requirements such as; completion of punch-list items, as-built drawings, operation & maintenance 
manuals, guaranties, warranties, spare parts, reports, and certifications. 

1.2 EXECUTION, CORRELATION AND INTENT 

1.2.1 The Contract will not be binding on the State until appropriately endorsed by the State's Legal 
Representative, in accordance with Public Contract Code, Section 10220. 

1.2.2 Execution of the Contract by the Contractor is a representation that the Contractor is familiar with the 
methodology under which the work is to be performed and has correlated personal observations with 
requirements of the Contract Documents. 

1.2.3 The intent of the Contract Documents is to include items necessary for completion of the Work by the 
Contractor. The Contract Documents are complementary, and what is required by one shall be as binding 
as if required by all. Performance by the Contractor shall be required only to the extent consistent with the 
Contract Documents and reasonably inferable from them as being necessary to produce the intended 
results. 

1.2.4 Organization of the Specifications into Groups, Divisions, subgroups, Sections and Articles, and 
arrangement of Drawings shall not be the basis that Contractor utilizes in dividing the Work among 
Subcontractors, nor in establishing the extent of work to be performed by any trade. 

1.2.5 When standards of the Federal Government, trade societies, or trade associations are referred to in the 
Contract Documents by specific date of issue, these shall be considered as part of the Contract 
Documents. When such references do not bear date of issue, current published edition at the date of the 
first Invitation to Bid shall be considered as part of the Contract Documents. 

1.2.6 Unless otherwise stated in the Contract Documents, words and terms which have well-known or 
commonly accepted technical or construction industry meanings shall be used in the Contract Documents 
in accordance with such recognized meanings. 

1.2.7 Every part of the Work shall be accomplished in workmanship-like manner by workers, laborers, or 
mechanics specially skilled in the class of work required. Any person the State may deem incompetent or 
disorderly shall be promptly removed from the Project by the Contractor upon written notice from the 
State, and shall not be re-employed on this Project. 

1.3 USE OF THE STATE'S DRAWINGS, PROJECT MANUAL AND OTHER DOCUMENTS 

The Drawings, Project Manual and other documents issued by the State, and copies furnished to the 
Contractor, are for use solely with respect to this Project. They are not to be used by the Contractor or any 
Subcontractor, Sub-subcontractor or material or equipment supplier on other projects, nor for additions to this 
Project outside the scope of the Work without the specific written consent of the State. The Contractor, 
Subcontractors, Sub-subcontractors and material or equipment suppliers are granted a limited license to use 
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and reproduce applicable portions of the Drawings, Project Manual and other documents issued by the State 
appropriate to, and for use in, the execution of their work under the requirements of the Contract Documents.  

1.4 CAPITALIZATION 

1.4.1 Terms capitalized in the General Conditions of the Contract for Construction include those which are: 
.1 Specifically defined; or 
.2 Titles of numbered Articles; or 
.3 References to Paragraphs, Subparagraphs and Clauses; or 
.4 Titles of other documents. 

1.5 CONFLICTS IN THE CONTRACT DOCUMENTS 

1.5.1 In the event of conflict in the Contract Documents, the following priorities shall govern: 
.1 Addenda shall govern over other Sections of the Contract Documents to the extent specifically 

noted; subsequent Addenda shall govern over prior Addenda only to the extent specified. 
.2 The General Conditions of the Contract for Construction shall govern over Drawings and 

Specifications except for specific modifications stated in the Supplementary Conditions, and except 
for Addenda. 

.3 In case of conflict between the Drawings and the Specifications, the Specifications shall govern 
unless the requirement(s) in the Drawings is/are more stringent and/or of higher quality and/or of 
higher quantity. 

.4 ln the case of conflict within the Drawings, the following shall govern: 
a) Schedules, when identified as such, shall govern over all other portions of the Drawings. 
b) Specific notes shall govern over other notes and all other portions of the Drawings, except 

schedules described in the preceding Clause. 
c) Larger scale Drawings shall govern over smaller scale Drawings. 
d) Detail Drawings shall govern over standard plates bound within the Project Manual. 
e) Figured or numerical dimensions shall govern over dimensions obtained by scaling. 

1.5.2 Omissions: If the Contract Documents are not complete as to any minor detail or required construction 
system or with regard to the manner of combining or installing of parts, materials, or equipment, but there 
exists accepted trade standard for good and workmanlike construction, such detail shall be deemed to 
have been implied by the requirements of the Contract Documents in accordance with such standard. 
.1 "Minor Detail” shall include the concept of substantially identical components, where price of each 

such component is small even though aggregate cost or importance is substantial, and shall include 
a single component which is incidental, even though its cost or importance may be substantial. 
Quality and quantity of parts or material so supplied shall conform to trade standards and be 
compatible with type, composition, strength, size and profile of parts or materials otherwise set forth 
in the Contract Documents. 

1.6 REQUESTS FOR INFORMATION, CLARIFICATION OR ADDITIONAL INSTRUCTIONS 

1.6.1 Requests for Information (RFI): Should the Contractor discover conflicts, omissions, or errors in the 
Contract Documents, or have any questions concerning interpretation or clarification of Contract 
Documents, the Contractor shall immediately submit to the State in writing an RFI that complies with the 
following requirements: 
.1 All RFIs, whether by the Contractor, a Subcontractor or supplier at any tier, shall be submitted by 

the Contractor to the State. 
.2 RFIs shall be numbered sequentially and be presented in the format provided by the State. 
.3 The Contractor shall clearly and concisely set forth the single issue for which interpretation or 

clarification is sought, indicate Specification Section number, article and sub article numbers, and 
Contract Drawing number, and detail, or other item involved, and state why a response is required 
from the State. 

.4 The Contractor shall set forth its own interpretation or understanding of the requirements, along with 
reasons why it has reached such an understanding in each RFI. 

.5 RFIs shall be submitted in a timely manner in order that they may be adequately researched and 
answered before the response affects any critical activity of the Work. 

.6 The State will review all RFIs to determine whether they are truly RFIs within the meaning of the 
term as defined in Paragraphs 1.1.33 and 1.6.1. RFI’s which are determined to be not within the 
meaning of the term and/or RFIs where answers can readily be found in the Drawings and Project 
Manuals shall be deemed to be superfluous and the cost for reviewing these RFIs will be back-
charged to the Contractor. 
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.7 Responses to RFIs will be made within 14 days unless the State notifies the Contractor in writing 
that a response will take longer. The 14 days will begin when the RFI is received and dated by the 
State. Should the State respond sooner, the Contractor shall not assume that a new timeline has 
been established. Delays in the progress of the Work due to late submittal of RFIs by the Contractor 
are solely the responsibility of the Contractor. 

.8 Responses from the State will not change any requirement of the Contract unless so noted by the 
State in the response to the RFI. 

.9 Should the Contractor believe that a response to an RFI causes a change to the requirements of the 
Contract, the Contractor shall, before proceeding, give written notice to the State, indicating that the 
Contractor considers the State's response to the RFI to be a Change Order. An RFI will not be 
considered to be automatically a notice for a Change Order. The Contractor shall give separate 
written notice within 7 days of receipt of the State's response to the RFI indicating it to be a Change 
Order. If the Contractor fails to give notice within 7 days or prior to commencement of the change, 
the Contractor shall forfeit the right to seek additional time or cost under Article 6. 

1.6.2 Additional Detailed Instructions: The State may furnish additional detailed written and/or graphic 
instructions to further explain the work, and such instructions shall be a part of the Contract requirements. 
Should additional detailed instructions, in the opinion of the Contractor, constitute work in excess of the 
scope of the Work, the Contractor shall submit written notice to the State within 14 days following receipt 
of such instructions, and in any event prior to commencement of the work thereon. The State will then 
consider the notice; and, if in the State's judgment it is justified, the State's instructions will be revised or 
the extra work authorized in accordance with the provisions of Article 6. 

ARTICLE 2 - ADMINISTRATION OF THE CONTRACT 

2.1 INFORMATION AND/OR SERVICES REQUIRED OF THE STATE 

2.1.1 Information and/or services under the State's control shall be furnished by the State within a mutually 
agreed upon response time so as to avoid delay in the orderly progress of the Work. 

2.1.2 The Contractor will be furnished Drawings and Project Manuals as specified in the Contract Documents. 

2.2 ADMINISTRATION OF THE CONTRACT 

2.2.1 The State will provide administration of the Contract as described in the Contract Documents during 
construction, until final payment is due and during the correction period described in Paragraph 12.2 and 
throughout the guarantee period. 

2.2.2 The State will visit the Project site appropriate to the stage of construction to become familiar with the 
progress and quality of the completed work and to determine if the Work is in accordance with the 
Contract Documents. 

2.2.3 Unless so specified in the Contract Documents, the State will not have control over construction means, 
methods, techniques, sequences or procedures, or safety precautions and programs in connection with 
the Work. The State will not be responsible for the Contractor's failure to carry out the Work in 
accordance with the requirements of the Contract Documents. The State will not be responsible for acts, 
errors, or omissions of the Contractor, a Subcontractor, or anyone directly or indirectly employed by any 
of them, or of any other persons performing portions of the Work. 

2.2.4 Communications Facilitating Contract Administration: Communications by and with the State's 
consultants shall be through the State. Communications by and with Subcontractors, Sub-subcontractors 
and material suppliers shall be through the Contractor. Communications by and with separate contractors 
shall be through the State. 

2.2.5 If the State observes work that appears to not comply with the requirements of the Contract Documents, 
the State will have the authority to reject the Work. Whenever the State considers it necessary or 
advisable for implementation of the intent of the Contract Documents, the State will require additional 
inspection or testing of the Work, in accordance with Subparagraphs 3.13.2 and 3.13.3, whether or not 
such work is fabricated, installed or completed. 

2.2.6 The State will review and take action upon the Contractor's submitted Shop Drawings, Product Data and 
Samples, but only for the limited purpose of checking for conformance with information given and the 
design concept expressed in the Contract Documents. Review of submittals is not conducted for the 
purpose of determining the accuracy and completeness of other details, such as dimensions and 
quantities, nor for substantiating instructions for installation or performance of equipment or systems, 
which remain the responsibility of the Contractor. 

2.2.7 Substitutions and Approved Equals: Alternative material(s), article(s), or equipment that are of equal 
quality and of required characteristics for the purpose intended may be proposed by the Contractor. The 
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State will examine proposed alternatives for compliance with the Contract Documents. The proposed 
material(s), article(s), or equipment, will be reviewed for comparative quality, suitability, and performance 
against the product(s) specified in the Contract Documents. Refer to Subparagraph 3.12.10, for 
Substitution procedures. If Contractor’s substitution is accepted, the Contractor shall be responsible for 
the costs of any changes resulting from the substitution, including, but not limited to redesign costs of the 
Project. 

2.2.8 The State will conduct inspections to determine the Contractor’s compliance with the Contract Documents 
and the date of Completion; will receive, for review and record, written warranties and related documents 
required by the Contract Documents and assembled by the Contractor; and will issue a final Payment 
Authorization upon compliance with the requirements of the Contract Documents and Acceptance of the 
Work. 

2.3 BREACHES, DEFAULTS AND TERMINATION FOR CAUSE 

2.3.1 If the Director deems that the Contractor has failed to supply an adequate working force, or material of 
proper quality, or has failed to comply with Public Contract Code Section 10262, or has failed in any other 
respect to prosecute the Work with the diligence and force specified by the Contract, the Director may: 
.1 after written notice of at least 5 days to the Contractor, specifying the defaults to be remedied, 

provide any such labor or materials and deduct the cost from any money due or to become due to 
the Contractor under the Contract; or 

.2 if the Director considers that the failure is sufficient ground for such action, the Director may give 
written notice of at least 5 days to the Contractor and the Contractor's sureties, that if the defaults 
are not remedied, the Contractor's control over the Work will be terminated. 

2.3.2 Should the State exercise its rights to terminate as noted in Subparagraph 2.3.1, the State may, without 
prejudice to any other rights or remedies of the State and subject to any prior rights of the Surety: 
.1 terminate employment of the Contractor; 
.2 take possession of the Project site, materials, equipment, tools, appliances, and construction 

equipment and machinery owned by the Contractor; 
.3 accept assignment of Subcontractor Agreements pursuant to Paragraph 4.4; and/or 
.4 finish the Work by whatever method(s) the State may deem expeditious and appropriate. 

2.3.3 When the State terminates the Contract for reasons provided in Subparagraph 2.3.1, the Contractor shall 
not be entitled to receive any further payment until Completion of the Work. If the costs incurred by the 
State because of termination under Subparagraph 2.3.1 exceed the unpaid balance, the Contractor shall 
pay the difference to the State. 

2.4 TERMINATION FOR THE STATE'S CONVENIENCE 

2.4.1 The State reserves the right to terminate this Contract or any part thereof, due to an Act of God or for its 
sole convenience. In the event of such termination, the Contractor shall immediately stop hereunder and 
shall immediately cause its Subcontractors, Sub-subcontractors and material suppliers at any tier, to 
immediately stop work, leaving the site in a safe and secured condition. The Contractor shall not be paid 
for any work performed or costs incurred after the termination date that could have been avoided. 

2.4.2 The Contractor shall be paid in accordance with the provisions of Article 8; except that the amount due 
the Contractor shall be based upon the State's final estimate of the Work completed, or acceptable 
materials furnished but not used, to the date of suspension of the Work, less any amounts required to be 
withheld pursuant to Article 8, and less any prior payment(s) made to, or on the account of the Contractor. 

2.5 SUSPENSION BY THE STATE FOR CONVENIENCE 

2.5.1 The State may, by written notice, order the Contractor to suspend, delay or interrupt the Work, in whole or 
in part, for such period of time as the State may determine. 

2.5.2 An adjustment may be claimed by the Contractor in accordance with Article 6 and Article 7 for changes in 
the Work, caused by a suspension, delay or interruption. No adjustment will be made to the extent: 
.1 that Contractor’s performance of the Work, is, was or would have been so suspended, delayed or 

interrupted by another cause for which the Contractor is responsible; or 
.2 that an equitable adjustment is made or denied under another provision of the Contract. 
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2.6 RUSSIAN SANCTION ORDERS 

2.6.1 On March 4, 2022, Governor Gavin Newsom issued Executive Order (EO) N-6-22 regarding Economic 
Sanctions against Russia and Russian entities and individuals. “Economic Sanctions” refers to sanctions 
imposed by the U.S. government in response to Russia’s actions in Ukraine, as well as any sanctions 
imposed under state law. The EO directs state agencies to terminate contracts with, and to refrain from 
entering any new contracts with, individuals or entities that are determined to be a target of Economic 
Sanctions. Accordingly, should the State determine Contractor is a target of Economic Sanctions or is 
conducting prohibited transactions with sanctioned individuals or entities, that shall be grounds for 
termination of this agreement. The State shall provide Contractor advance written notice of such 
termination, allowing Contractor at least 30 calendar days to provide a written response. Termination shall 
be at the sole discretion of the State. 

2.7 GENERATIVE ARTIFICIAL INTELLIGENCE (GENAI) REPORTING 

2.7.1 Definitions: The following terms are in addition to the defined terms and shall apply to the Contract:  

.1  “Generative AI (GenAI)” means an artificial intelligence system that can generate derived synthetic 
content, including text, images, video, and audio that emulates the structure and characteristics of the 
system's training data. (Gov. Code § 11549.64.) 

2.7.2 Contractor shall immediately notify the State in writing if it: (1) intends to provide GenAI as a deliverable 
to the State; or (2), intends to utilize GenAI, including GenAI from third parties, to complete all or a portion 
of any deliverable that materially impacts: (i) functionality of a State system, 

(ii) risk to the State, or (iii) Contract performance. For avoidance of doubt, the term “materially impacts” 
shall have the meaning set forth in State Administrative Manual (SAM) § 4986.2 Definitions for GenAI. 

2.7.3 Notification shall be provided to the State’s Representative identified in this Contract. 

2.7.4 At the direction of the State, Contractor shall discontinue the provision to the State of any previously 
unreported GenAI that results in a material impact to the functionality of the System, risk to the State, or 
Contract performance, as determined by the State. 

2.7.5 If the use of previously undisclosed GenAI is approved by the State, then Contractor will update the 
Deliverable description, and the Parties will amend the Contract accordingly, which may include 
incorporating the GenAI Special Provisions into the Contract, at no additional cost to the State. 

2.7.6 The State, at its sole discretion, may consider Contractor’s failure to disclose or discontinue the provision 
or use of GenAI as described above, to constitute a material breach of Contract when such failure results 
in a material impact to the functionality of the System, risk to the State, or Contract performance. The 
State is entitled to seek any and all remedies available to it under law as a result of such breach, 
including but not limited to termination of the contract. 

2.8 NEWS RELEASES 

2.8.1 News release pertaining to the award of, or work performed as a result of, contract may not be made 
without prior written approval from: 
Media Requests 
1205 O Street 
Sacramento, CA 95814 
Phone: (916) 654-2410 

 

ARTICLE 3 - CONTRACTOR 

3.1 REVIEW OF CONTRACT DOCUMENTS AND FIELD CONDITIONS BY THE CONTRACTOR 

3.1.1 The Contractor shall carefully study and compare the Contract Documents with each other and shall 
report to the State, in writing, any errors, inconsistencies or omissions discovered. If the Contractor 
performs any work knowing it involves a recognized error, inconsistency or omission in the Contract 
Documents, without such notice to the State, the Contractor shall assume responsibility for such 
performance and shall bear the cost for correction. 

3.1.2 The Contractor shall take field measurements and verify field conditions and shall compare such field 
measurements, conditions and other related information known to the Contractor with the Contract 
Documents before proceeding. 

3.1.3 The Contractor shall promptly, and before such conditions are disturbed, notify the State in writing of: 
.1 subsurface or latent physical conditions at the site differing materially from those indicated, or 
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.2 unknown physical conditions at the site of an unusual nature, differing materially from those 
ordinarily encountered and generally recognized as inherent in work of the character provided for in 
this Contract. 

.3 Hazardous materials. 

3.1.4 The State will promptly investigate the conditions, and if the State finds that such conditions do materially 
so differ and cause an increase or decrease in the Contractor's cost of, or the time required for, 
performance of any part of the Work, whether or not changed as a result of such conditions, a Change 
Order will be issued in accordance with Article 6. 

3.2 SUPERVISION AND CONSTRUCTION PROCEDURES 

3.2.1 The Contractor shall supervise and direct the Work. The Contractor shall be responsible for, and have 
control over, construction means, methods, techniques, sequences, procedures, safety precautions and 
programs in connection with the Work, and for coordinating the Work under the Contract; unless 
otherwise noted or specified in the Contract Documents. 

3.2.2 The Contractor shall be responsible to the State for acts and omissions of the Contractor's employees, 
Subcontractors, Sub- subcontractors or material suppliers and their agents and employees, and other 
persons performing portions of the Work under a contract with the Contractor. 
.1 Subcontractor Responsibility: The Contractor shall be responsible for the actions or inaction of 

Subcontractors, Sub-subcontractors or material suppliers, at all tiers, regardless of whether they are 
a Disabled Veterans Business Enterprise (DVBE) firm or are stipulated suppliers or sole sourced. 
No claim, request for equitable adjustment or Change Order request shall be submitted to the State 
for any action of any Subcontractor, Sub-subcontractor or material supplier, at any tier, unless the 
Contractor can demonstrate that the State is the proximate cause of the change or delay alleged in 
such request. The State will not accept any responsibility or liability for any action or inaction of any 
Subcontractor, Sub-subcontractor or material supplier, at any tier, except to the extent that the State 
is the proximate cause of the change or delay. 

3.2.3 The Contractor shall not be relieved of obligations to perform the Work in accordance with the Contract 
Documents, either by activities or duties of the State, the State's administration of the Contract, or by 
tests, inspections or approvals required or performed by persons other than the Contractor. 

3.2.4 The Contractor shall be responsible for inspections of portions of the Work already completed under the 
Contract to determine that such portions are in proper condition to receive subsequent work. If the 
Contractor determines that some work performed on the Project does not comply with the requirements of 
the Contract Documents, the Contractor shall repair or replace such defective work at the Contractor's 
sole expense. 

3.2.5 Until Acceptance of the Work, the Contractor shall have the charge and care thereof, and shall bear risk 
of injury or damage to any part of the Work by action on the elements (except for an Act of God, or 
natural disaster as proclaimed by the State or Federal Government provided that the loss does not 
involve Contractor negligence and if the Work damaged is built in accordance with the Contract and 
applicable building standards), or from any other reason except for such damages as are directly caused 
by acts of the Federal or State Government and the public enemy, except as provided in Paragraph 8.5. 

3.3 LABOR AND MATERIALS 

3.3.1 Unless otherwise provided in the Contract Documents, the Contractor shall provide and pay for labor, 
materials, equipment, tools, construction equipment and machinery, water, heat, utilities, transportation, 
and other facilities and services necessary for proper execution and completion of the Work, whether 
temporary or permanent and whether or not incorporated or to be incorporated in the Work. Materials, 
articles and equipment furnished by the Contractor for incorporation into the Work shall be new unless 
otherwise specified in the Contract Documents. 

3.3.2 Hours of Labor: Workers are limited and restricted to 8 hours during any one calendar day, and 40 hours 
during any one calendar week except that pursuant to Labor Code Section 1815, any work performed in 
excess of 8 hours per day and 40 hours during any one week, shall be permitted upon compensation for 
hours worked in excess of 8 hours per day at not less than 1-1/2 times the basic rate of pay. The 
Contractor shall pay the State $25 as a penalty for each worker for each calendar day worked in violation 
of the above limitations and restrictions. 

3.3.3 Prevailing Wage: The Contractor shall comply with Labor Code Sections 1774 and 1775. Pursuant to 
Section 1774, the Contractor and every subcontractor, regardless of tier, shall pay not less than the 
specified prevailing wage rates to all workers employed in the execution of the Contract. In accordance 
with Section 1775, the Contractor shall forfeit to the State up to $200 for each day, or portion thereof, for 
each worker paid less than the prevailing wage rates for the work or craft in which the worker is employed 
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for any work executed under the Contract by the Contractor or by any subcontractor, regardless of tier, in 
violation of the provisions of the Labor Code; and, in particular, Labor Code Sections 1770 to 1780, 
inclusive. In addition to such forfeiture, the difference between such stipulated prevailing wage rates and 
the amount paid to each worker for each day, or portion thereof, shall be paid to each underpaid worker 
by the Contractor. This provision shall not apply to properly registered apprentices. 
.1 Pursuant to Labor Code, Section 1770, the Director of the Department of Industrial Relations has 

ascertained the general prevailing rate of per diem wages and a general prevailing rate for legal 
holiday and overtime work for each craft required for execution of the Contract. The Contractor shall 
obtain copies of the prevailing rate of per diem wages from the Department of Industrial Relations, 
Division of Labor Statistics & Research, PO Box 420603, San Francisco, CA 94142-0603, (415) 
703-4780; or wage rates may be accessed on the internet at Prevailing Wage Requirements. The 
Contractor is responsible to read, understand and comply with all the guidelines, including the fine 
print in the prevailing wage determinations; and shall post a copy of the prevailing wage rates, 
specific to the Project, at the Project site. 

.2 Wage rates set forth are the minimum that may be paid by the Contractor. Nothing herein shall be 
construed as preventing the Contractor from paying more than the minimum rates set. No extra 
compensation will be allowed by the State due to the inability of the Contractor to hire labor at 
minimum rates, nor for necessity for payment by the Contractor of subsistence, travel time, 
overtime, or other added compensations, all of which possibilities are elements to be considered 
and ascertained to the Contractor's own satisfaction in preparing the Bid Form. 

.3 If it becomes necessary to employ crafts other than those listed in the General Prevailing Wage 
Rate booklet, the Contractor shall contact the Division of Labor Statistics and Research as noted 
above. The rates thus determined shall be applicable as minimum for the contract and incorporated 
in the bid. When the wage determination shows an expiration date (noted by a double asterisk**), to 
expire during the term of the contract, the Contractor must call or write the DIR to obtain the new 
rates and incorporate them in the bid to be applicable for the term of the contract. 

.4 The Contractor and each subcontractor, regardless of tier, shall keep an accurate payroll record 
showing the names, addresses, social security numbers, work classifications, straight time and 
overtime hours worked each day and week, and the actual per diem wages paid to each 
journeyman, apprentice, worker, or other employee employed by the Contractor and/or 
subcontractor in connection with the Work. Payroll records shall be certified and shall be on forms 
provided by the Division of Labor Standards Enforcement or shall contain the same information as 
those forms. The Contractor's and subcontractor's certified payroll records for each employee shall 
be submitted upon request, covering the period of the payment request unless requested otherwise 
by the Labor Commissioner of the Department of Industrial Relations pursuant to Labor Code 
Section 1771.4(c)(2)(b) monthly payrolls should be sent directly to the Department of Industrial 
Relations in the current prescribed electronic format. Refer to Certified Payroll Reporting for access 
to the electronic Certified Payroll (eCRP) Application. 

.5 Labor Compliance Monitoring and Enforcement: This project is subject to monitoring and 
enforcement by the Department of Industrial Relations (DIR), Compliance Monitoring Unit. All 
Contractors and subcontractors, regardless of tier, shall be required to comply with the Monitoring 
and Enforcement Program, including, but not limited to, contractor registration, submittal of 
electronic certified payroll reports directly to the DIR and cooperation with on-site monitoring by DIR 
personnel. 

3.3.4 Travel and Subsistence Payments: The Contractor shall pay travel and subsistence payments to persons 
required to execute the Work as such travel and subsistence payments are defined in applicable 
collective bargaining agreements filed with the Department of Industrial Relations, pursuant to Labor 
Code, Sections 1773.1 and 1773.9. 

3.3.5 Apprentices: Properly registered apprentices may be employed in the execution of the Work. Every 
apprentice shall be paid the standard wage paid to apprentices under the regulations of the craft or trade 
at which the apprentice is employed and shall be employed only at the work of the craft or trade to which 
the apprentice is registered. The Contractor and each Subcontractor shall comply with the requirements 
of Labor Code, Section 1777.5, and any related regulations regarding the employment of registered 
apprentices. 

3.4 NONDISCRIMINATION CLAUSE 

3.4.1 During the performance of this contract, the recipient, contractor, and its subcontractors shall not deny the 
contract's benefits to any person on the basis of race, religious creed, color, national origin, ancestry, 
physical disability, mental disability, medical condition, genetic information, marital status, sex, gender, 
gender identity, gender expression, age, sexual orientation, or military and veteran status, nor shall they 
discriminate unlawfully against any employee or applicant for employment because of race, religious 
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creed, color, national origin, ancestry, physical disability, mental disability, medical condition, genetic 
information, marital status, sex, gender, gender identity, gender expression, age, sexual orientation, or 
military and veteran status. Contractor shall insure that the evaluation and treatment of employees and 
applicants for employment are free of such discrimination.  

3.4.2 Contractor shall comply with the provisions of the Fair Employment and Housing Act (Gov. Code, § 12900 
et seq.), the regulations promulgated thereunder (Cal. Code Regs., tit. 2, § 11000 et seq.), the provisions 
of Article 9.5, Chapter 1, Part 1, Division 3, Title 2 of the Government Code (Gov. Code, §§ 11135-
11139.5), and the regulations or standards adopted by the awarding state agency to implement such 
article. 

3.4.3 Contractor or recipient shall permit access by representatives of the Department of Fair Employment and 
Housing (DEFH) and the awarding state agency upon reasonable notice at any time during the normal 
business hours, but in no case less than 24 hours' notice, to such of its books, records, accounts, and all 
other sources of information and its facilities as said Department or Agency shall require to ascertain 
compliance with this clause. 

3.4.4 Recipient, contractor and its subcontractors shall give written notice of their obligations under this clause 
to labor organizations with which they have a collective bargaining or other agreement. 

3.4.5 The contractor shall include the nondiscrimination and compliance provisions of this clause in all 
subcontracts to perform work under the contract. 

3.4.6 STANDARD CALIFORNIA NONDISCRIMINATION CONSTRUCTION CONTRACT SPECIFICATIONS 
(GOV. CODE SECTION 12990) 

These specifications are applicable to all state contractors and subcontractors having a construction 
contract or subcontract of $5,000 or more. 
.1 The used in the specifications: 

a) “Act” means the Fair Employment and Housing Act. 
b) “Administrator” means Administrator, Office of Compliance Programs, California Department of 

Fair Employment and Housing, or any person to whom the Administrator delegates authority; 
.2 Whenever the contractor or any subcontractor subcontracts a portion of the work, it shall include in 

each subcontract of $5,000 or more the nondiscrimination clause in this contract directly or through 
incorporation by reference. Any subcontract for work involving a construction trade shall also include 
the Standard California Construction Contract Specifications, either directly or through incorporation 
by reference. 

.3 The contractor shall implement the specific nondiscrimination standards provided in paragraphs 6(a) 
through (e) of these specifications. 

.4 Neither the provisions of any collective bargaining agreement, nor the failure by a union with whom 
the contractor has a collective bargaining agreement, to refer members of any group protected by 
the Act shall excuse the contractor's obligations under these specifications, Government Code 
section 12990, or the regulations promulgated pursuant thereto .5. In order for the nonworking 
training hours of apprentices and trainees to be counted, such apprentices and trainees must be 
employed by the contractor during the training period, and the contractor must have made a 
commitment to employ the apprentices and trainees at the completion of their training, subject to the 
availability of employment opportunities. Trainees must be trained pursuant to training programs 
approved by the U.S. Department of Labor or the California Department of Industrial Relations. 

.5 In order for the nonworking training hours of apprentices and trainees to be counted, such 
apprentices and trainees must be employed by the contractor during the training period, and the 
contractor must have made a commitment to employ the apprentices and trainees at the completion 
of their training, subject to the availability of employment opportunities. Trainees must be trained 
pursuant to training programs approved by the U.S. Department of Labor or the California 
Department of Industrial Relations. 

.6 The contractor shall take specific actions to implement its nondiscrimination program. The 
evaluation of the contractor's compliance with these specifications shall be based upon its effort to 
achieve maximum results from its actions. The contractor must be able to demonstrate fully its 
efforts under steps a. through e. below: 
a) Ensure and maintain a working environment free of harassment, intimidation, and coercion at 

all sites, and at all facilities at which the contractor's employees are assigned to work. The 
contractor shall specifically ensure that all foremen, superintendents, and other on-site 
supervisory personnel are aware of and carry out the contractor's obligations to maintain such 
a working environment. 
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b) Provide written notification within (7) seven days to the director of the DFEH when the referral 
process of the union or unions with which the contractor has a collective bargaining agreement 
has impeded the contractor's efforts to meet its obligations. 

c) Disseminate the contractor's equal employment opportunity policy by providing notice of the 
policy to unions and training, recruitment and outreach programs and requesting their 
cooperation in assisting the contractor to meet its obligations; and by posting the company 
policy on bulletin boards accessible to all employees at each location where construction work 
is performed. 

d) Ensure all personnel making management and employment decisions regarding hiring, 
assignment, layoff, termination, conditions of work, training, rates of pay or other employment 
decisions, including all supervisory personnel, superintendents, general foremen, on-site 
foremen, etc., are aware of the contractor's equal employment opportunity policy and 
obligations, and discharge their responsibilities accordingly. 

e) Ensure that seniority practices, job classifications, work assignments, and other personnel 
practices, do not have a discriminatory effect by continually monitoring all personnel and 
employment related activities to ensure that the equal employment opportunity policy and the 
contractor's obligations under these specifications are being carried out. 

.7 Contractors are encouraged to participate in voluntary associations that assist in fulfilling their equal 
employment opportunity obligations. The efforts of a contractor association, joint contractor-union, 
contractor-community, or other similar group of which the contractor is a member and participant, 
may be asserted as fulfilling any one or more of its obligations under these specifications provided 
that the contractor actively participates in the group, makes every effort to assure that the group has 
a positive impact on equal employment opportunity in the industry, ensures that the concrete 
benefits of the program are reflected in the contractor's workforce participation, and can provide 
access to documentation that demonstrates the effectiveness of actions taken on behalf of the 
contractor. The obligation to comply, however, is the contractor's. 

.8 The contractor is required to provide equal employment opportunity for all persons. Consequently, 
the contractor may be in violation of the Fair Employment and Housing Act (Government Code 
section 12990 et seq.) if a particular group is employed in a substantially disparate manner. 

.9 The contractor shall not use the nondiscrimination standards to discriminate against any person 
because race, religious creed, color, national origin, ancestry, physical disability, mental disability, 
medical condition, genetic information, marital status, sex, gender, gender identity, gender 
expression, age, sexual orientation, or military and veteran status. 

.10 The contractor shall not enter into any subcontract with any person or firm decertified from state 
contracts pursuant to Government Code section 12990. 

.11 The contractor shall carry out such sanctions and penalties for violation of these specifications and 
the nondiscrimination clause, including suspension, termination and cancellation of existing 
subcontracts as may be imposed or ordered pursuant to Government Code section 12990 and its 
implementing regulations by the awarding agency. Any contractor who fails to carry out such 
sanctions and penalties shall be in violation of these specifications and Government Code section 
12990. 

.12 The contractor shall designate a responsible official to monitor all employment related activity to 
ensure that the company equal employment opportunity policy is being carried out, to submit reports 
relating to the provisions hereof as may be required by OCP and to keep records. Records shall at 
least include for each employee the name, address, telephone numbers, construction trade, union 
affiliation if any, employee identification number when assigned, status, (e.g., mechanic, apprentice 
trainee, helper, or laborer), dates of changes in status, hours worked per week in the indicated 
trade, rate of pay, and locations at which the work was performed. Records shall be maintained in 
any easily understandable and retrievable form; however, to the degree that existing records satisfy 
this requirement, contractors shall not be required to maintain separate records. 

3.4.7 Establishment and implementation of a bona fide affirmative action plan pursuant to Section 8104(b) of 
Title 2, California Code of Regulations (CCR), shall create a rebuttable presumption that the Contractor is 
in compliance with the requirements of Government Code, Section 12990, and its implementing 
regulations. 

3.4.8 The Contractor shall not use the nondiscrimination standards to discriminate, harass or allow harassment 
against any person because of race, color, religion, sex, national origin, ancestry, physical disability 
(including HIV and AIDS), mental disability, medical condition (cancer), marital status, or age over 40, 
denial of family and denial of family care leave. 

3.4.9 The Contractor shall not enter into any subcontract with any person or firm decertified from State 
contracts pursuant to Government Code, Section 12990. 
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3.4.10 The Contractor shall carry out such sanctions and penalties for violation of these specifications and the 
Nondiscrimination Clause, including suspension, termination and cancellation of existing subcontracts as 
may be imposed or ordered pursuant to Government Code, Section 12990 and its implementing 
regulations by the awarding agency. Any Contractor who fails to carry out such sanctions and penalties 
shall be in violation of these specifications and Government Code, Section 12990. 

3.4.11 The Contractor shall designate a responsible official to monitor all employment-related activity to ensure 
that the company's equal employment opportunity policy is being carried out, to submit reports relating to 
the provisions herein as may be required by OCP, and to keep records. Records shall at least include for 
each employee the name, address, telephone number, construction trade, union affiliation, if any, 
employee identification number when assigned, social security number, race, sex, status (e.g., mechanic, 
apprentice trainee, helper or laborer), dates of changes in status, hours worked per week in the indicated 
trade, rate of pay, and locations at which the work is performed. Records shall be maintained in any 
easily understandable and retrievable form; however, to the degree that existing records satisfy this 
requirement, the Contractor shall not be required to maintain separate records. 

3.5 GUARANTEE 

3.5.1 The Contractor unconditionally guarantees the Work will be completed in accordance with the 
requirements of the Contract Documents and will remain free of defects in workmanship and materials for 
a period of 1 year from the date of Completion of the Work of the Project, unless a longer guarantee 
period is specifically called for in the Contract Documents. The Contractor shall repair or replace work, or 
adjacent work, or both, that may have been damaged or displaced, which was not in accordance with the 
requirements of the Contract Documents, or that may be defective in its workmanship or material within 
the guarantee period specified in the Contract Documents, without any expense whatsoever to the State; 
ordinary wear and tear and abuse excepted. 

3.5.2 The Contractor further agrees, within 14 days after being notified in writing by the State, of work not in 
accordance with the requirements of the Contract Documents or defects in the Work, that the Contractor 
shall commence and execute, with due diligence, work necessary to fulfill the terms of the guarantee. If 
the State finds that the Contractor fails to perform the work under the guarantee, the State will proceed to 
have the work completed at the Contractor's expense and the Contractor will pay costs of the work upon 
demand. The State will be entitled to all costs, including attorney's fees necessarily incurred upon the 
Contractor's refusal to pay the above costs. 

3.5.3 Notwithstanding the foregoing Subparagraph, in the event of an emergency constituting an immediate 
hazard to health or safety of State employees, property, or licensees, the State may undertake, at the 
Contractor's expense and without prior notice, work necessary to correct such hazardous condition(s) 
when it is caused by work of the Contractor not being in accordance with the requirements of the Contract 
Documents. 

3.6 TAXES 

3.6.1 The Contractor shall pay all applicable taxes for the Work, or portions thereof provided by the Contractor, 
which were legally enacted as of the bid date, whether or not yet effective or merely scheduled to go into 
effect. 

3.7 PERMITS, FEES AND NOTICES 

3.7.1 The Contractor shall secure and pay for required permits, governmental fees, licenses and inspections 
necessary to complete the Work, unless otherwise provided in the Contract Documents. 

3.7.2 The Contractor shall comply with and give notices required by laws, ordinances, rules, regulations and 
lawful orders of public authorities bearing on the performance of the Work. 

3.7.3 If the Contractor observes that portions of the Contract Documents are at variance with applicable laws, 
statutes, ordinances, building codes, and rules and regulations, the Contractor shall promptly notify the 
State in writing. lf the Contractor performs work known to be contrary, or should have known to be 
contrary to laws, statutes, ordinances, building codes, and rules and regulations without prior notice to the 
State, the Contractor shall assume full responsibility for the Work and shall bear the attributable costs. 

3.7.4 The Contractor is not subject to municipal, county, or district laws, rules, or regulations pertaining to 
building permits or regulating the design or construction of buildings upon State property, except as 
specified in the Contract Documents. 

3.7.5 The Contractor may be subject to federal, state, municipal, county, local or district laws, rules, or 
regulations pertaining to off-site work, such as utility connections, fire protection systems and 
encroachment upon federal, state, private, city or county property, including, but not limited to storm water 
pollution prevention plans. 
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3.7.6 All construction work shall comply with the California Code of Regulations, Title 24, California Building 
Standards Code (CBSC), and other Applicable Codes, current edition, as of the bid date or as specified in 
the Specifications. 

3.8 ALLOWANCES 

3.8.1 The Contractor shall include in the Contract Sum, Allowances in accordance with the requirements of the 
Specifications, Division 01. 

3.9 SUPERINTENDENT 

3.9.1 The Contractor shall employ a competent Superintendent and assistants who shall attend the project site 
during performance of the Work. The Superintendent, or the Contractor’s duly appointed representative, 
shall be the person in charge of the construction of the Work and shall represent the Contractor. 
Communications given to the Superintendent shall be as binding as if given directly to the Contractor. All 
communications shall be confirmed in writing by the Contractor. Should the State deem the 
Superintendent to be incompetent, the State has the authority to request the Contractor to replace this 
person. 

3.9.2 Should the Contractor decide to replace the Superintendent, the Contractor shall notify the State in 
writing, no fewer than 14 calendar days prior to the replacement. The Contractor shall submit the name 
and resume of the new Superintendent with the letter. 

3.9.3 At any other time when the Superintendent is absent from the Project site because no Work is being 
performed, the Superintendent shall nevertheless keep the State advised of the Superintendent's 
whereabouts so that the Superintendent may readily be reached and available for consultation at the 
Project site at any time. 

3.10 CONTRACTOR’S PROGRESS SCHEDULE 

3.10.1 Within the time frame specified in the specifications and prior to the first payment request, the Contractor 
shall submit to the State a Progress Schedule, including submittal schedules, prepared in accordance 
with the Specifications, Division 01. The Progress Schedule shall show the order in which the Contractor 
proposes to execute the Work, dates on which the Contractor will start each major subdivision of the 
Work, and projected dates of completion of each such subdivision in accordance with the requirements of 
the Contract Documents. The Contractor shall submit adjusted Progress Schedules, including submittal 
schedules, to reflect changed conditions in accordance with the requirements of the Contract Documents 
with each payment request. 

3.10.2 The Contractor shall, unless otherwise specified in the Contract Documents, or directed by the State in 
writing, show in the schedule that physical construction of the Work will start within 10 calendar days of 
the start date stipulated in the Notice to Proceed, and show execution to Completion, in accordance with 
the specified schedule, subject to adjustment in accordance with the requirements of the Contract 
Documents. 

3.10.3 The Contractor shall provide an adequate work force, materials of proper quality, and equipment to 
properly execute the Work and to ensure completion of each part in accordance with the Progress 
Schedule and within the Contract Time specified. 

3.10.4 The Contractor shall submit to the State a Schedule of Values consistent with the Progress Schedule and 
Article 8. The Schedule of Values will be used as a basis for payment in accordance with Article 8. 

3.10.5 The State's review and acceptance of the Progress Schedule is for compliance with the requirements of 
the Contract Documents only. Review and acceptance by the State of the Progress Schedule does not 
mean approval and does not relieve the Contractor of any of the Contractor's responsibility for the 
accuracy or feasibility of the Progress Schedule, or of the Contractor's ability to meet the interim Project 
milestone dates and the date of Completion. The State's review and acceptance does not expressly or 
impliedly warrant, acknowledge or admit the reasonableness of the logic, durations, manpower or 
equipment loading of the Progress Schedule. 

3.11 DOCUMENTS AND SAMPLES AT THE PROJECT SITE 

3.11.1 The Contractor shall maintain at the Project site one record copy of the Drawings, Project Manual, 
Addenda, Change Orders and other modifications, in good order and marked currently to record changes 
and selections made during construction, and in addition, Shop Drawings, Product Data, Samples and 
similar required submittals. These shall be available to the State and shall be delivered to the State upon 
completion of the Work. 

3.11.2 Daily Records Clause: The Contractor shall prepare and maintain daily inspection records to document 
the progress of the Work on a daily basis. Daily Records shall include a daily accounting of labor and 
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equipment on the site for the Contractor and Subcontractors, at any tier. Daily Records shall make a clear 
distinction between work being performed under Change Order, base scope work, and/or disputed work. 
Daily Records shall be copied and provided to the State at the end of every week, unless otherwise 
agreed to in writing. 

3.12 SHOP DRAWINGS, PRODUCT DATA AND SAMPLES (SUBMITTALS) 

3.12.1 Shop Drawings, Product Data, Samples and similar submittals are not Contract Documents. Their 
purpose is to demonstrate those portions of the work for which submittals are required and the way the 
Contractor proposes to conform to the information given and the design concept expressed in the 
Contract Documents. Review by the State is subject to the limitations of Subparagraph 2.2.6. 

3.12.2 The Contractor shall review, approve and submit to the State Shop Drawings, Product Data, Samples and 
similar submittals required by the Contract Documents within the number of days set forth in the 
Specifications, Division 01; except finishes which shall be submitted in a sequence so as to cause no 
delay in the progress of the Work or in the activities of the State or separate contractors. Submittals that 
are not required by the Contract Documents may be returned to the Contractor without action. 

3.12.3 The Contractor shall perform no portion of the Work requiring submittal and review of Shop Drawings, 
Product Data, Samples or similar submittals until the respective submittal has been reviewed by the 
State. Such work shall be in accordance with reviewed submittals. 

3.12.4 By submitting Shop Drawings, Product Data, Samples and similar submittals, the Contractor represents 
that the Contractor has determined and verified materials, field measurements and related field 
construction criteria, and has checked and coordinated the information contained within the submittal(s) 
with the requirements of the Contract Documents. 

3.12.5 The Contractor shall not be relieved of the responsibility for any deviation from the requirements of the 
Contract Documents by the State's review of submittals unless the Contractor has specifically informed 
the State, in writing, or as directed by the State, of such deviation at the time of submittal, and the State 
has given written consent to the specific deviation. The State's review shall not relieve the Contractor of 
responsibility for errors or omissions in submittals. Any resulting cost increase due to such a deviation 
shall be the sole responsibility of the Contractor. 

3.12.6 The Contractor shall respond per requirements of the Contract Documents, in writing or on resubmitted 
submittals, to revisions other than those requested by the State on previous submittals. After the second 
resubmittal of a specific item, that is still not accepted, the Contractor will be charged all costs of submittal 
review. The charges will be deducted from the Contract Sum. 

3.12.7 Informational submittals on which the State is not expected to take action, may be identified in the 
Contract Documents. 

3.12.8 When professional certification of performance criteria of materials, systems or equipment is required by 
the Contract Documents, the State will be entitled to rely upon the accuracy and completeness of such 
calculations and certifications. 

3.12.9 When descriptive catalog designations, including manufacturer's name, product brand name, or model 
number(s) are referred to in the Contract Documents, such designations shall be considered as being 
those found in industry publications of current issue at date of first Invitation to Bid. 

3.12.10 Substitutions and Approved Equals: Alternative material(s), article(s), or equipment that are of equal 
quality and of required characteristics for the purpose intended may be proposed by the Contractor for 
use in the Work, provided the Contractor complies with the Specifications, Division 01, and the following 
requirements: 
.1 The Contractor shall submit a proposal for the alternative material(s), article(s), or equipment, in 

writing, within 35 days after Contract start date stated in the Notice to Proceed. In exceptional cases 
where the best interests of the State so require, the State may give written consent to a submittal or 
resubmittal received after expiration of the time limit designated. 

.2 The proposal will not be considered unless the submittal is accompanied by complete information 
and descriptive data necessary to determine equality of offered material(s), article(s), or equipment. 
Samples shall be provided when requested by the State. Burden of proof as to comparative quality, 
suitability, and performance of offered material(s), article(s), or equipment shall be upon the 
Contractor. The State will be the sole judge as to such matters. In the event the State rejects the 
use of such alternative(s) submitted, then one of the particular products originally specified in the 
Contract Documents shall be furnished. 

.3 If mechanical, electrical, structural, or other changes are required for installation, fit of alternative 
materials, articles, or equipment, or because of deviations from Contract Drawings and 
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Specifications, such changes shall not be made without consent of the State, and shall be made 
without additional cost to the State. 

3.13 TESTS AND INSPECTIONS 

3.13.1 The Contractor shall at all times permit the State, its agents, officers, and employees to visit the Project 
site and inspect the Work, including shops where the work is in preparation. This obligation shall include 
maintaining proper facilities and safe access for such inspection. Including, but not limited to providing 
lifts, ladders, scaffolds, platforms and paths of travel. When the Contract Documents require a portion of 
the Work to be tested, such portion of the work shall not be covered up until inspected and approved by 
the State. The Contractor shall be solely responsible for notifying the State where and when the work is 
ready for inspection and testing and shall give written notice no fewer than two business days prior to the 
time of inspection. For inspections that require the State Fire Marshal’s (SFM) presence, the Contractor 
shall provide the State’s Inspector of Record (IOR) written notice where and when the work is ready for 
inspection no fewer than three business days prior to the time of inspection. 

Should any work be covered without the required testing and approval, such work shall be uncovered and 
recovered at the Contractor’s expense. 

3.13.2 If the State determines that portions of the Work require additional testing, inspection or approval not 
included in the Contract Documents, the State will instruct the Contractor, in writing, to make 
arrangements for additional testing, inspection or approval by an entity acceptable to the State, and the 
Contractor shall give written notice to the State of where and when tests and inspections will be 
conducted no fewer than two business days prior to the time of the additional testing, inspection or 
approval so that the State may observe the procedures. For inspections that require the State Fire 
Marshal’s (SFM) presence, the State’s Inspector of Record (IOR) will make the necessary arrangements 
with the SFM. The Contractor shall provide a written notice no fewer than three business days prior to the 
time of inspection.  

The State will bear the costs except as provided in Subparagraph 3.13.3. 

3.13.3 If procedures for testing, inspection or approval under Subparagraphs 3.13.1 and 3.13.2 reveal failure of 
a portion(s) of the Work to comply with the Contract Documents, the Contractor shall bear all costs made 
necessary by such failure(s) including those of repeated procedures and compensation for the State's 
services and expenses. 

3.13.4 Required certificates of testing, inspection or approval shall, unless otherwise required by the Contract 
Documents, be secured by the Contractor and delivered to the State within 14 days after each test. 

3.14 USE OF PROJECT SITE 

3.14.1 The Contractor shall confine operations at the Project site to areas permitted by law, ordinances, permits 
and the Contract Documents. 

3.14.2 The Contractor shall perform no operations of any nature on or beyond the limits of Work or premises, 
except as such operations are authorized in the Contract Documents, or authorized by the State. 

3.14.3 The Contractor shall ensure the limits of Work to be free of graffiti or other similar defacements during the 
time of the Contract; if such defacement occurs, then the Contractor shall properly remove, repair, or 
correct the affected area(s), or as otherwise directed by the State. The Contractor shall protect exposed 
surfaces within the limits of Work, with anti-graffiti coatings, and maintain such protection continuously 
effective during the time of the Contract. 

3.14.4 Prohibitions: Pursuant to Subparagraph 3.2.2., the use of alcohol and tobacco products, and the use or 
possession of weapons, or illegal controlled substances by the Contractor, or others under the 
Contractor's control, on State property is not allowed. Residing on site in temporary facilities by the 
Contractor, or others under the Contractor's control, is not allowed unless otherwise specified in the 
Specifications, Division 01. 

3.15 CUTTING AND PATCHING 

3.15.1 The Contractor shall be responsible for cutting, fitting or patching as required to complete the Work. 

3.15.2 The Contractor shall not damage nor endanger the Work by cutting, patching or otherwise altering the 
construction, and shall not cut nor otherwise alter the construction without prior written consent of the 
State. 

3.16 CLEANING UP 

3.16.1 The Contractor shall keep the Project site and surrounding areas free from waste materials and/or 
rubbish caused by operations under the Contract and at other times when directed by the State. At all 
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times while finish work is being accomplished, floors shall be kept clean, free of dust, construction debris 
and trash. Upon completion of the Work, the Contractor shall remove from the Project site the 
Contractor's tools, construction equipment, machinery, and any waste materials not previously disposed 
of, leaving the Project site thoroughly clean, and ready for the State's final inspection. 

3.16.2 If the Contractor fails to clean up as provided in the Contract Documents, the State may do so and charge 
the cost thereof to the Contractor. 

3.17 ACCESS TO WORK 

3.17.1 The Contractor shall provide the State continuous and safe access to the Work. Including, but not limited 
to providing lifts, ladders, scaffolds, platforms and paths of travel. 

3.18 ROYALTIES AND PATENTS 

3.18.1 The Contractor shall pay royalties and license fees. The Contractor shall defend suits or claims for 
infringement of patent rights and hold the State harmless. 

3.19 INDEMNIFICATION 

3.19.1 Duty To Defend: To the fullest extent permitted by law, the Contractor shall defend the State and any 
officer or employee of the State from and against suits filed against the State alleging claims, (including 
costs of attorneys fees) by reason of liability imposed by law and claims, including but not limited to, 
claims of personal injury, death, damage to property and loss of use thereof, or any claims arising out of 
the Contractor's performance of the Contract, or damages of other relief based on allegations of the 
failure of the Contractor, or the Contractor’s Subcontractors to properly perform their obligations under the 
Contract, of the Contractor's violations of any legal duties, even if the allegations of any suit are 
groundless, false or fraudulent, and the Contractor may make such investigation and settlement of any 
suit as the Contractor deems expedient. This duty to defend is separate and independent from the 
Contractor's duty to indemnify and hold harmless the State from such claims. Any failure to fulfill this 
obligation shall be a default of the Contractor's performance obligations under the Contract. 

3.19.2 Duty to Indemnify: To the fullest extent permitted by the law, the Contractor shall hold harmless and 
indemnify the State and any officer or employee of the State from and against claims, losses and 
expenses (including costs of attorney’s fees) by reason of liability imposed by law for claims, including but 
not limited to, claims of personal injury, death, damage to property and loss of use thereof, or any claims 
arising out of the Contractor's performance of the Contract, or damages or other relief based on 
allegations of the failure of the Contractor, or the Contractor’s Subcontractors to properly perform their 
obligations under the Contract, or the Contractor's violations of any legal duties. Any failure to fulfill this 
obligation shall be a default of the Contractor's performance obligations under the Contract. 

3.20 AIR POLLUTION 

3.20.1 The Contractor and Subcontractors shall comply with State and/or local air pollution control rules, 
regulations, ordinances, and statutes that apply to work performed under the Contract. If there is a conflict 
between the State and local air pollution control rules, regulations, ordinances and statutes, the most 
stringent shall govern. 

3.21 CERTIFICATION BY CONTRACTOR OF RECYCLED CONTENT 

3.21.1 The Contractor shall certify in writing, under penalty of perjury, to the State, the minimum, if not exact, 
percentage of recycled content, both post-consumer material and secondary material, as defined in 
Public Contract Code Sections 12153 and 12200 and 12209, in materials, goods, or supplies offered or 
products used in the performance of the Contract, regardless of whether the product meets the required 
recycled percentage as defined in Sections 12153 and 12200 and 12209. The Contractor may certify that 
the product contains zero recycled content. 

3.22 UNFAIR BUSINESS PRACTICES 

3.22.1 The Contractor agrees and will require the Subcontractors and suppliers to agree to assign to the State 
all rights, title, and interest in and to all causes of action they may have under Section 4 of the Clayton Act 
(15 U.S.C. Section 15), or under the Cartwright Act (commencing with Section 16700 of the Business and 
Professions Code), arising from the purchase of goods, services or materials, pursuant to the Contract 
Documents or subcontract thereunder. An assignment made by the Contractor, and additional 
assignments made by Subcontractors and suppliers, shall be deemed to have been made and will 
become effective at the time the State tenders final payment to the Contractor, without further 
acknowledgment of the parties. 
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3.23 CHILD SUPPORT COMPLIANCE ACT 

3.23.1 For any contract in excess of $100,000, the Contractor acknowledges in accordance with Public Contract 
Code Section 7110, that: (a) the Contractor recognizes the importance of child and family support 
obligations and shall fully comply with all applicable state and federal laws relating to child and family 
support enforcement, including, but not limited to, disclosure of information and compliance with earnings 
assignment orders, as provided in Chapter 8 (commencing with Section 5200) of Part 5 of Division 9 of 
the Family Code; and (b) the Contractor, to the best of its knowledge is fully complying with the earnings 
assignment orders of all employees and is providing the names of all new employees to the New Hire 
Registry maintained by the California Employment Development Department. 

3.24 CONTRACTOR REQUIRED NOTIFICATION OF CHANGES 

3.24.1 The Contractor shall notify the State’s Representative in writing of any change to Contractor’s name, 
status, or information including but not limited to: 
.1 Name 

a) An amendment is required to change the Contractor’s name as listed on this Agreement. Upon 
receipt of Contractor’s notification and legal documentation of the name change, the State will 
process the amendment. Payment of invoices presented with a new name cannot be paid prior 
to approval of said amendment. 

b) The State shall not be liable for penalties or interest on payments which are delayed due to 
Contractor’s change of name and subsequent amendment processing. 

.2 Address/Location 

.3 Federal Employer Identification Number (FEIN) 

.4 Type of Organization or Legal Status — including: 
a) Corporate 
b) Partnership 
c) Individual/Sole-Ownership 
d) Joint Venture 
e) Limited Liability Company 
f) DBA 

.5 Ownership 

.6 Officers or Key Personnel 

.7 License 

.8 Others (Bankruptcy, Etc.) 

Contractor shall immediately provide an updated Standard Form 204 (IRS/FTB form) to the Division of 
Administrative Services, Business Management Branch within five (5) calendar days of any such relevant 
change. 

3.24.2 The State shall not be liable for penalties or interest on payments which are delayed due to Contractor’s 
lack of proper or timely notice and documentation of a relevant change in status which impacts the State’s 
ability to pay. 

ARTICLE 4 - SUBCONTRACTORS 

4.1 SUBLETTING AND SUBCONTRACTING 

4.1.1 The Contractor shall adhere to the rules governing subcontracting as set forth in the Subletting and 
Subcontracting Fair Practices Act, commencing with Public Contract Code, Section 4100. Subcontractor 
substitutions shall be in accordance with provisions of the Subletting and Subcontracting Fair Practices 
Act, beginning with Public Contract Code, Section 4100. Violations of this Act by the Contractor may 
subject the Contractor to penalties and disciplinary action as provided by the Subletting and 
Subcontracting Fair Practices Act. 

4.1.2 The Contractor shall be responsible for the Work. Persons engaged in the Work of the Project are the 
responsibility and under the control of the Contractor. The Contractor shall give personal attention to 
fulfillment of the Contract and shall keep the Work under the Contractor's control. When any 
Subcontractor fails to execute a portion of the Work in a manner satisfactory to the State, the Contractor 
shall remove such Subcontractor immediately upon written request notice from the State, and the 
Subcontractor shall not again be employed on the Project. Although Specification Sections of the 
Contract Documents may be arranged according to various trades or general grouping of work, the 
Contractor is not obligated to sublet work in any manner. The State will not entertain requests to arbitrate 
disputes among Subcontractors or between the Contractor and Subcontractor(s) concerning responsibility 
for performing any part of the Work. 
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4.1.3 The State may not permit a contractor or subcontractor who is ineligible to bid or work on, or be awarded, 
a public works project pursuant to Sections 1777.1 or 1777.7 of the Labor Code to bid on, be awarded, or 
perform work as a subcontractor on a public works project. 
.1 Any contract on a public works project entered into between a contractor and a debarred 

subcontractor is void as a matter of law. A debarred subcontractor may not receive any public 
money for performing work as a subcontractor on a public works contract, and any public money 
that may have been paid to a debarred subcontractor by a contractor on the project shall be 
returned to the awarding body. The Contractor shall be responsible for the payment of wages to 
workers of a debarred subcontractor who has been allowed to work on the Project. 

4.2 SUB-CONTRACTUAL RELATIONS 

4.2.1 The Contractor shall make available to each proposed Subcontractor, prior to the execution of a 
Subcontractor Agreement, copies of the Contract Documents to which the Subcontractor will be bound. 
Upon written request of the Subcontractor, the Contractor shall identify to the Subcontractor the terms 
and conditions of the proposed Subcontractor Agreement which may or may not be at variance with the 
Contract. Subcontractors shall similarly make copies of applicable portions of such documents available 
to their respective proposed Sub-subcontractors. The Contractor shall, by Subcontractor Agreement, 
require each Subcontractor, to the extent of the work to be performed by the Subcontractor: 
.1 To be bound to the Contractor by terms of the Contract. 
.2 To assume toward the Contractor the obligations and responsibilities which the Contractor, by the 

Contract, assumes toward the State. 
.3 To preserve and protect the rights of the State under the Contract Documents with respect to the 

work to be performed by the Subcontractor. 
.4 To be allowed, unless specifically provided otherwise in the Subcontractor Agreement, the benefits 

of rights, remedies and redress against the Contractor that the Contractor, by the Contract, has 
against the State. 

.5 To enter into similar agreements with Sub-subcontractors. 

4.2.2 Subcontractor Payments: Subcontractors and Sub-subcontractors shall be paid for work performed in 
accordance with Public Contract Code Sections 10262 and 10262.5. 

4.3 DISABLED VETERAN BUSINESS ENTERPRISE PROGRAM 

4.3.1 Pursuant to Public Contract Code (PCC) Section 10115 et. seq., the Contractor shall use, employ and 
utilize Disabled Veteran Business Enterprise (DVBE) subcontractors, sub-subcontractors or material 
suppliers who were listed in their bid documents for DVBE Program participation, to the full extent of the 
amount of money and/or percentage of commitment manifested in the bid documents. If the Contractor 
wishes to substitute any listed DVBE subcontractors, sub-subcontractors or material suppliers for just and 
legal cause, the Contractor shall follow the dictates of PCC Sections 4107 and 10115.12b, as well as 
Military and Veterans Code (M&VC) Section 999.5(e) and California Code of Regulations, Title 2, Section 
1896.64. The DVBE may only be replaced by another DVBE and shall obtain the written authorization of 
the State prior to any such substitutions. The Contractor shall not unilaterally substitute a listed DVBE 
subcontractor, sub-subcontractor or material supplier. Failure of Contractor to seek substitution and 
adhere to the DVBE participation requirement identified in the bid may be cause for contract termination, 
recovery of damages under rights and remedies due to the State, and penalties as outlined in M&VC 
Section 999.9; PCC Sections 4110 and PCC Section 10115.10. 

4.4 CONTRACT ASSIGNMENTS 

4.4.1 Performance of the Contract may not be assigned except upon written consent of the State. Consent will 
not be given to an assignment which would relieve the Contractor or the Contractor's Surety of their 
responsibilities under the Contract. 

ARTICLE 5 - CONSTRUCTION BY THE STATE OR BY SEPARATE CONTRACTORS 

5.1 STATE'S RIGHT TO PERFORM CONSTRUCTION AND TO AWARD SEPARATE CONTRACTS 

5.1.1 The State reserves the right to perform work or operations related to the Project with the State's own work 
force, and to award separate contracts in connection with other portions of the Project, and other 
construction or operations on the Project site or adjacent to the Project. The Contractor shall at all times 
conduct the Work so as to impose no hardship on the State or others engaged in work on the Project, nor 
to cause any unreasonable delay or hindrance to the Project. 

5.1.2 When separate contracts are awarded for different portions of the Project, "the Contractor" in the Contract 
Documents in each case shall mean the contractor who executes each separate contract. Each 
contractor is the intended third part beneficiary of other contracts for the Project. 
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5.1.3 The Contractor shall not cause unnecessary hindrance or delay to another contractor working on or near 
the Project. If the performance of any contract for the Project is likely to be interfered with by the 
simultaneous execution of some other separate contract or contracts, the State will decide which 
contractor may proceed.  

5.1.4 Costs caused by defective or ill-timed work shall be borne solely by the responsible contractor. 

5.2 MUTUAL RESPONSIBILITY 

5.2.1 The Contractor shall cooperate fully with the State and separate contractors with regard to the execution 
of their work as follows: 
.1 The Contractor shall cooperate fully with the State and all separate contractors with regard to 

introduction and storage of their materials and equipment. 
.2 The Contractor shall coordinate with the State and separate contractors with regard to construction 

scheduling and sequence of operations, subject to approval of the State. 
.3 Each contractor shall monitor the schedule and progress of each other contractor whose work 

affects its work, and shall provide timely notice to the State of potential problems of interface so that 
the State can mitigate the problem. 

.4 The Contractor shall properly connect the Work to the work of the State or the separate contractors. 

.5 The Contractor shall inspect the work of the State or other contractors affecting the Work and 
promptly report to the State in writing irregularities or defects in the separate work, which renders it 
unsuitable for reception or connection of the Work. 

.6 Failure of the Contractor to inspect and report shall constitute acceptance of the other work as fit 
and proper to receive the Work, except as to defects which may develop in the other work after 
execution of the Contractor’s Work. 

5.2.2 Claims Between Separate Contractors: 
.1 Should the Contractor cause damage to the work or property of any separate contractor on the 

Project, the Contractor shall, upon due notice, settle with such other contractor by agreement, 
mediation or arbitration, if they will so settle. 

.2 If such separate contractor sues the State or initiates an arbitration proceeding on account of any 
damage alleged to have been so sustained, the State will notify the Contractor who shall defend 
such proceedings at the Contractor’s sole expense. 

.3 The Contractor shall pay or satisfy any judgement or award against the State, arising therefrom. In 
addition, the Contractor shall pay the State for attorney’s fees, court, arbitration or mediation costs 
and additional administrative, professional, consultant, inspection, testing and other service costs 
which the State has incurred. 

5.2.3 The Contractor shall promptly remedy damage wrongfully caused by the Contractor to any completed or 
partially completed construction or to any property of the State or separate contractors as provided in 
Subparagraph 10.1.6. 

5.2.4 Cutting and Patching Under Separate Contracts: The Contractor shall be responsible for any cutting, 
fitting and patching that may be required to complete the Work, except as otherwise specifically provided 
for in the Contract Documents. The Contractor shall not endanger any work of the State or of any other 
contractor by cutting, excavating, or otherwise altering any work, except with the written consent of the 
State. 

5.3 STATE'S RIGHT TO CLEAN UP 

5.3.1 If a dispute arises among the Contractor, separate contractors and/or the State as to the responsibility 
under their respective contracts for maintaining the Project site and surrounding areas free from waste 
materials and rubbish as described in Paragraph 3.16, the State may clean up and allocate the costs 
among those responsible. 

ARTICLE 6 - CHANGES IN THE WORK 

6.1 GENERAL 

6.1.1 The State may order changes, including but not limited to, revisions to the Contract Documents, 
performance of extra work, and the elimination of work, without invalidating the Contract. Orders for such 
changes will be in writing. Changes shall not affect the obligations of the sureties on the contract bonds 
nor require their consent. Contract Time and Contract Sum will be adjusted, by written Change Order for 
changes which materially increase or decrease the time or cost or performance. 
.1 Proposed Change Order: The Contractor will be issued a written proposed Change Order by the 

State describing the intended changes to the Work. 
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.2 Timeline: Within 14 days the Contractor shall submit to the State the Contractor's proposed cost 
estimate to be added or deducted from the Contract Sum due to the change, authenticated in full by 
completely detailed estimates and other authenticators of the cost by the Contractor, 
Subcontractors, Sub-subcontractors, vendors or material suppliers, and any adjustments of time of 
Completion of the entire Work that is directly attributable to the State's proposed Change Order. 

.3 Agreement: lf an agreement is reached as to the adjustment in compensation for performance of 
changed Work, but an agreement is not reached as to the adjustment of Time for such Work, then 
the Contractor shall proceed with the Work at the agreed cost, reserving to the Contractor the right 
to further pursue the Contractor's claim for adjustment of time in accordance with Paragraphs 7.4 
and 9.1. 

.4 Failure to Submit Cost Estimate: If the Contractor fails to submit the cost estimate within the 14 days 
timeline, or there is failure to agree to the Cost, then the State shall have the right to issue an order 
in writing to the Contractor to commence Work immediately, and the Contract Sum shall be changed 
in accordance with the State's estimate of cost, unless, within 14 days following completion of the 
added Work or with written notice to delete the Work, the Contractor submits to the State written 
proof that the State's estimate is in error. 

.5 Approved Proposed Change Orders authorize the intended changes to the work and do not change 
the contract amount. All changes to the Executed Contract in compensation for services rendered 
will be in accordance with Section 6.2 and 6.3. 

6.1.2 The Contractor, when ordered by the State, shall proceed with changes before agreement is reached on 
adjustment, if any, in compensation or time for performance, and shall furnish to the State records as 
specified in Clause 6.2.1.3. If the Contractor fails to provide such records, the State's records will be used 
for the purpose of adjustment, if any, in Contract Time and Contract Sum. 
.1 Contractor may make payment requests for such work. 

6.1.3 The Contractor will forfeit compensation for cost and /or time for proceeding with changes to the Work 
without written authorization from the State. The Contractor shall notify the State, in writing, and request 
an evaluation whenever it appears a change is necessary. This written notice shall be made within 24 
hours of such discovery. If the State concurs with the Contractor’s request for a change to the Work, the 
State will follow the procedures under Article 6. Delays as a result of these requests will be the 
responsibility of the Contractor. 

6.2 CHANGE ORDER 

6.2.1 Methods used in determining adjustments to the Contract Sum shall be based on one of the following 
methods: 
.1 By mutual acceptance of a lump sum increase or decrease in costs. Upon the State's written 

request, the Contractor shall furnish a detailed estimate of increase or decrease in costs, together 
with cost breakdowns and other support data within the time specified in such request. The 
Contractor shall be responsible for any additional costs caused by the Contractor's failure to provide 
the estimate within the time specified. 

.2 By the State, on the basis of the State's estimate of increase or decrease in the costs. 

.3 By the State, whether or not negotiations are initiated as provided in Clause 6.2.1.1, by actual and 
necessary costs, as determined by the State, on the basis of records. Beginning with the first day 
and at the end of each day, the Contractor shall furnish to the State detailed hourly records for labor, 
construction equipment, and services; and itemized records of materials and equipment used that 
day in performance of the changes. Such records shall be on a form acceptable to the State. Such 
records shall be signed by the Contractor and, when agreed to by the State, will become the basis 
for compensation for the changed work. Such agreement shall not preclude subsequent adjustment 
based upon later audit by the State. 

.4 By unit prices stated in the Contract Documents, or subsequently agreed upon. 

.5 By a manner agreed upon by the State and the Contractor. 

6.2.2 Allowable Costs: The only costs which will be allowed due to changes in the Work shall be computed in 
the following manner: 
.1 Labor: Compensation for labor shall include the applicable payroll cost for labor, including first level 

supervision providing physical construction labor directly engaged in performance of the changes. 
Others, who may be involved in the preparation of the change order, including, but not limited to 
supervisors, superintendent, engineers, or estimators, shall be considered as overhead costs under 
Clause 6.2.2.4. Payroll cost for labor shall be the General Prevailing Wage Rates applicable for this 
project and in the locality for performance of the changes. In addition to the published rates, only 
social security, worker compensation, state and federal taxes shall be included in the total payroll 
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cost. Other costs shall be considered as mark-ups under Clause 6.2.2.4. Use of a classification 
which would increase labor costs will not be permitted. 

.2 Materials and Equipment: Compensation for materials and equipment shall include the necessary 
costs for materials and equipment directly required for performance of the changes. Cost of 
materials and equipment may include costs of transportation and delivery. If discounts by suppliers 
are available to the Contractor, they shall be credited to the State. If materials and equipment are 
obtained from a supply or source owned by, or in part, by the Contractor, payment therefore will not 
exceed current wholesale prices for such materials and equipment. If, in the opinion of the State, the 
cost of materials and equipment is excessive, or if the Contractor fails to furnish satisfactory 
evidence of costs from supplier, the cost of materials and equipment shall be the lowest current 
wholesale price at which similar materials and equipment are available in quantities required. The 
State reserves the right to furnish materials and equipment required for performance of the changes, 
and the Contractor shall have no claim for costs or mark-ups on such materials and equipment. 

.3 Construction Equipment: 
a) Compensation for construction equipment shall include the necessary costs for use of 

construction equipment directly required for performance of the changes. Any use for less than 
30 minutes shall be considered one-half hour. No costs will be allowed for time while 
construction equipment is inoperative, idle, or on stand-by, for any reason, unless such times 
have been approved in advance by the State. Rental time for construction equipment moved by 
its own power shall include the time required to move construction equipment to the Work site 
from the nearest available source for rental of such equipment, and time required to return 
such equipment to the source. If construction equipment is not moved by its own power, 
loading and transportation costs will be paid in lieu of such rental time. Neither moving time nor 
loading and transportation costs will be allowed if the construction equipment is used for any 
work other than the changes. No allowance will be made for individual pieces of construction 
equipment and tools having a replacement value of $500 or less. No construction equipment 
costs will be recognized in excess of rental rates established by distributors or equipment rental 
agencies in the locality for performance of the changes. 

b) Unless otherwise approved by the State, the allowable rate for use of construction equipment 
shall constitute full compensation to the Contractor for cost of fuel, power, oil, lubrication, 
supplies, necessary attachments, repairs and maintenance of any kind, depreciation, storage, 
insurance, labor except for construction equipment operators and any and all costs to the 
Contractor incidental to the use of such construction equipment. 

.4 Mark-Ups for Added Work: 
a) General: The following allowance for mark-ups for performance of the changes shall constitute 

full compensation for additional field and home office overhead, profit, insurance, taxes 
(excluding sales taxes for materials incorporated into the project), and bonds, and other costs 
not covered under Clauses .2.1 through 6.2.2.3. 

b) Contractor: When work is added, the Contractor may claim mark-up in addition to authorized 
allowable costs, a reasonable sum as compensation for the items identified in 6.2.2.4.1 above, 
subject to proof of entitlement based on actual job costs, actual job experience, the 
Contractor’s bidding data, and industry custom and practice. Under no circumstance can this 
sum exceed the following percentages: 
1) Contractor Labor:                                 21 percent, includes bond cost. 
2) Contractor Materials and Equipment:   16 percent, includes bond cost. 
3) Subcontractor Work:      6 percent of Subcontractor’s 

costs, includes bond cost. 
(a) Calculations of the Contractor’s allowable 6 percent mark-up of the Subcontractor’s 

Work shall not include the Subcontractor’s allowable mark-up. Compounding of 
mark-up is not allowed. 

c) Subcontractors: When work is added, the Subcontractor may claim mark-up in addition to 
authorized allowable costs, a reasonable sum as compensation for the items identified in 
6.2.2.4.1 above, subject to proof of entitlement based on actual job costs, actual job 
experience, the Subcontractor’s bidding data, and industry custom and practice. Under no 
circumstance can this sum exceed the following percentages: 
1) Subcontractor Labor:                               20 percent 
2) Subcontractor Materials and Equipment: 15 percent 
3) The aggregate mark-ups for all Subcontract tiers shall not exceed 20 percent for labor 

and 15 percent for materials and equipment. Compounding of mark-up is not allowed. 
.5 For Deleted Work: When the State is entitled to a credit for deleted work, the credit shall include 

direct labor, materials, and supervision plus overhead of the Contractor or Subcontractor, as 
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applicable for the deleted work. Deleted overhead shall be computed as no less than 5 percent of 
the direct labor, materials, and supervision, and should reflect the actual savings to the Contractor 
resulting from the deletion based upon actual job prices for the work at issue, actual job experience, 
the Contractor’s bidding data for the project and industry custom and practice. For example, if a 
$10,000 item of work is deleted, the credit to the State would be no less than $10,500. 

.6 For Combination of Added and Deleted Work: For Change Orders that involve both added and 
deleted work, the Contract Sum will be adjusted based on the following computation: Cost before 
mark-ups of added and deleted work shall each be separately estimated. If a difference between 
costs results in an increase to the Contract Sum, a mark-up for added work shall be applied to the 
difference. lf a difference in costs results in a decrease, then the 5 percent credit to the State for 
deleted overhead set forth above shall be applied to the difference. 

.7 General Limitations: Costs to the Contractor for changes which exceed market values prevailing at 
the time of the change will not be allowed unless the Contractor establishes that all reasonable 
means for performance of the changes at prevailing market values have been investigated and the 
excess cost could not be avoided. Notwithstanding actual charges to the Contractor on work 
performed or furnished by others, no mark-ups will be allowed in excess of those specified in Clause 
6.2.2.4 above. 

6.2.3 Cost Disallowance: Costs which will not be allowed or paid in Change Orders or Claim settlements under 
this Contract include, but are not limited to, interest cost of any type other than those mandated by 
statute; Claim preparation or filing costs; legal expenses; the costs of preparing or reviewing proposed 
Change Orders or Change Order proposals concerning Change Orders which are not issued by the 
State; lost revenues; lost profits; lost income or earnings; rescheduling costs; costs of idled equipment 
when such equipment is not yet at the site or has not yet been employed on the Work; lost earnings or 
interest on unpaid retainage; claims consulting costs; the costs of corporate officers or staff visiting the 
site or participating in meetings with the State; any compensation due to the fluctuation of foreign 
currency conversions or exchange rates; or loss of other business. 

6.3 ACCEPTANCE OF CHANGE ORDERS 

6.3.1 The Contractor's written acceptance of a Change Order shall constitute final and binding agreement to 
the provisions thereof and a waiver of Claims in connection therewith, whether direct, indirect, or 
consequential in nature. 

6.4 EFFECT ON SURETIES 

6.4.1 Alterations, extensions of time, extra and additional work, and other changes authorized by the Contract 
Documents may be made without securing consent of Surety(s) on Contract Bonds. 

ARTICLE 7 - TIME 

7.1 NOTICE TO PROCEED 

7.1.1 The Contractor will be notified of the Contract start date as stated in the Notice to Proceed. 
Notwithstanding other provisions of the Contract, the State will not be obligated to accept or to pay for 
work furnished by the Contractor prior to the start date stated in the Notice to Proceed whether or not the 
State has knowledge of the furnishing of such work. The Contractor shall not be allowed on the site of the 
Work until the Contractor's Contract bonds and certificates of insurance comply with requirements of the 
Contract. 

7.1.2 Work under the Contract shall be conducted in accordance with Paragraph 3.10. The Contractor shall not 
begin any Work until authorized in writing by the State. 

7.2 CONTRACT TIME 

7.2.1 The Contract Time is the period set forth in Document 00 73 00, Supplementary Conditions. The start and 
completion dates will be stated in a Notice to Proceed. It is essential that the Project be completed within 
the time fixed for Completion as specified in Contractors or liquidated damages will be assessed for 
delay. All portions of the Work shall be completed and shall be ready for full use by the State on, or prior 
to, the date of Completion.  

7.2.2 Time is of the essence in this Contract. 

7.3 LIQUIDATED DAMAGES 

7.3.1 For every day that the Work remains unfinished after the time fixed for Completion in the Contract 
Documents, as modified by any approved extension of time, damage will be sustained by the State. 
Because of the difficulty in computing actual material loss and disadvantages to the State, it is determined 
in advance that the Contractor will pay the State the amount of damages set forth in the Agreement, as 
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representing a reasonable forecast of actual damages which the State will suffer by failure of Contractor 
to complete the Work within the time fixed for Completion in the Contract. Execution of the Agreement 
shall constitute acknowledgment by the Contractor that the Contractor agrees that the State will actually 
suffer damages in the amount fixed for every Day during which Completion of the Work is avoidably 
delayed beyond the time fixed for Completion in the Contract. 

7.4 TIME EXTENSIONS 

7.4.1 Request for Time Extension In the event the Contractor requests an extension of Contract Time for 
unavoidable delay, the Contractor shall furnish such justification and supporting evidence as the State 
may deem necessary for the determination as to whether the Contractor is entitled to an extension of 
Contract Time. The Contractor shall submit justification in writing no later than 7 days after the initial 
occurrence of any delay. The justification shall be based on the Official Progress Schedule as updated at 
the time of occurrence of the delay or execution of work related to any changes to the scope of the Work. 
The justification shall include, but is not limited to the following information: 
.1 Duration to perform activity(ies) relating to changes in the Work and resources (manpower, 

equipment, material, etc.) required to perform these activities within the stated duration. 
.2 Logical ties to the Official Progress Schedule for proposed changes or delay showing activity(ies) in 

the schedule start or completion dates are affected by the change or delay. 

7.4.2 The State, upon receipt of such justification and supporting evidence, shall make its finding of fact. The 
State's decision shall be final and conclusive, and the State will advise the Contractor in writing of such 
decision. If the State finds that the Contractor is entitled to an extension of Contract Time, the State's 
determination as to the total number of extension days shall be based upon the latest updated version of 
the Official Progress Schedule. Such data will be included in the next monthly updating of the schedule. 

7.4.3 Time Extensions: For delays that the State agrees are unavoidable, and are Justified in accordance with 
Subparagraph 7.5.2, the Contractor shall, pursuant to the Contractor's application, be allowed an 
extension of time beyond the Contract Time. During such extension of time, neither extra compensation 
for engineering and inspection nor liquidated damages will be charged to the Contractor. Time extensions 
shall be granted only for delays or changes that extend the Completion date, based on the latest 
accepted updated version of the Official Progress Schedule. Time extensions for delays and changes 
shall not exceed one day for each day that the Contract Completion date of the Official Progress 
Schedule is extended by this change or delay. 

7.5 DELAYS IN COMPLETION OF THE WORK 

7.5.1 Notice of Delays: Whenever the Contractor foresees delay in the continuance and Completion of the 
Work, or immediately upon the occurrence of any delay which the Contractor regards as unavoidable, the 
Contractor shall notify the State in writing, in a separate notice of the delay. The Contractor's notice shall 
include the probability of the occurrences of such delay and its cause in order that the State may take 
immediate steps to prevent the occurrence or continuance of the delay. If the delay cannot be prevented, 
the State will determine whether the delay is unavoidable and to what extent continuance and Completion 
of the Work is anticipated to be delayed. 
.1 The Contractor shall make no claim for delay not called to the attention of the State in writing, at the 

time of its occurrence. 
.2 Delay in the continuance of parts of the Work that does not prevent or delay the continuance of 

other parts of the Work or the Completion of the whole Work within the Contract Time shall be 
deemed to constitute neither avoidable delays nor unavoidable delays, within the meaning of the 
Contract. Such delay will be considered Unjustified and no extension to the Contract Time and/or 
additional compensation will be granted. 

7.5.2 Justified Delay: Justified Delay in the continuance or Completion of the Work shall include delays which 
result from causes beyond the control of the Contractor and which could not have been avoided by the 
exercise of due care and diligence on the part of the Contractor or the Contractor's Subcontractors. Delay 
in Completion of the Work due to Contract modifications ordered by the State and unforeseeable delays 
in continuance or completion of the work of other contractors employed by the State may be considered 
Justified Delays insofar as they interfere with the Contractor's Completion of the Work within the Contract 
Time. Delays due to normal weather conditions which prevent the Contractor from proceeding with the 
controlling item on the Official Progress Schedule will not be regarded as a Justified Delay. 
.1 Justified Delay will result in an extension beyond the Contract Time in accordance with Paragraph 

7.4. 
.2 Justified Delay that includes Contract modifications ordered by the State may entitle the Contractor 

to extra compensation in accordance with the provisions of Article 6. 
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.3 Delay that results from causes beyond the control of the State and is determined by the State to be 
the Contractor’s responsibility shall be considered Unjustified and will result in no extension in the 
Contract Time or extra compensation. The State’s decision shall be final and conclusive. 

.4 The State will determine the net difference between overlapping or concurrent Justified Delays and 
Unjustified Delays and whether the Contractor is entitled to any extension in the Contract Time 
and/or extra compensation. The State’s decision shall be final and conclusive. 

7.5.3 Weather Delays: If weather conditions are the basis for delays in the continuance or completion of the 
Work, such delay shall be documented by 5 year climatological data obtained by the Contractor, from the 
nearest nationally recognized reporting station to the Work site, substantiating that weather conditions 
were abnormal for the period of time and could not have been reasonably anticipated, and that weather 
conditions had an adverse effect on the scheduled construction. The State will not be responsible for 
additional costs of the Contractor caused by weather delays, including, but not limited to, costs of 
extended overhead. 

7.6 ACCELERATION 

7.6.1 The State reserves the right to accelerate the Work of the Contract. In the event that the State directs 
acceleration, such directive will be only in written form. The Contractor shall keep cost and other Project 
records related to the acceleration directive separately from normal Project costs and records, and shall 
provide a written record of acceleration cost to the State on a daily basis. 

7.6.2 In the event that the Contractor believes that some action or inaction on the part of the State constitutes 
an acceleration directive, the Contractor shall immediately notify the State in writing that the Contractor 
considers the actions an acceleration directive. This written notification shall detail the circumstances of 
the acceleration directive. The Contractor shall not accelerate work efforts until the State responds to the 
written notification. If acceleration is then directed or required by the State, cost records referred to above 
shall be maintained by the Contractor and provided to the State on a daily basis. 

7.6.3 In order to recover additional costs due to acceleration, the Contractor shall document that additional 
expenses were incurred and paid by the Contractor. Labor costs recoverable will be only overtime or shift 
premium costs or the cost of additional laborers brought to the site to accomplish the accelerated work 
effort. Equipment costs recoverable will be only the cost of added equipment mobilized to the site to 
accomplish the accelerated work effort. 

ARTICLE 8 - PAYMENTS AND COMPLETION 

8.1 SCHEDULE OF VALUES 

8.1.1 Before the first payment request, the Contractor shall submit to the State a Schedule of Values allocated 
to portions of the Work, included with the Contractor’s Progress Schedule, and supported by such data to 
substantiate the accuracy as the State may require. This Schedule of Values, unless objected to by the 
State, shall be used as a basis for progress payments. 

8.2 TIMELINESS OF PAYMENTS 

8.2.1 Upon receipt of a payment request by the designated State’s Representative with updated Progress 
Schedule from the Contractor, the State will review same to determine if it is a proper payment request 
based on the approved Schedule of Values. Any payment request determined by the State not to be 
suitable for payment shall be modified and processed in accordance with the State’s assessment or 
returned to the Contractor for resubmittal. The reason(s) the payment request was deemed unsuitable 
shall be stated in writing. 

8.2.2 Actual payment request submittal date shall be established by the State. Thereafter, the payment request 
submittal date will be monthly on the same date. 

8.2.3 The State will make progress payments pursuant to Public Contract Code, Sections 10261 and 10261.5. 

8.3 RETENTIONS 

8.3.1 Upon submittal and receipt of a monthly payment request in accordance with Paragraph 8.2 above, the 
following shall apply: 
.1 The Contractor's payment request shall include the total amount of Work completed to date, 

including materials as verified by the State, furnished and delivered on the Project site, not used, or 
in a secure off-site facility, pursuant to Public Contract Code, Section 10261. All materials included 
in the Contractor’s payment requests furnished and delivered on the Project site, not used, and /or 
in a secure off-site facility shall be used exclusively for the Project. It shall be the sole responsibility 
of the Contractor to maintain, protect and secure such materials. 

.2 The State shall withhold 5 percent of the estimated value of Work completed. 
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8.3.2 Securities in Lieu of Retention: At the request and expense of the Contractor, and in accordance with 
Public Contract Code, Section 10263, the Contractor may provide securities in lieu of retention. 

8.4 ASSIGNMENT OF CONTRACT FUNDS 

8.4.1 The Contractor may assign moneys due or to become due under the Contract, through an amendment to 
the Contract. Any assignment of moneys earned by the Contractor shall be subject to proper retention in 
favor of the State and to deductions provided for in the Contract. Moneys withheld, whether assigned or 
not, are subject to being used by the State to the extent permitted by law, for the Completion of the Work 
in the event that the Contractor is in default of the Contract. 

8.5 OCCUPANCY BY THE STATE PRIOR TO COMPLETION OF THE WORK 

8.5.1 The State reserves the right to occupy all or any part of the Project prior to Completion of the Work, upon 
written notice. Such occupancy or use is herein referred to as Beneficial Occupancy. In this event, the 
Contractor shall be relieved of responsibility to the State for liability arising out of such occupancy by the 
State. 

8.5.2 The State’s Beneficial Occupancy does not constitute Completion of the Work or Acceptance of the Work 
by the State, or any portion of the Work, nor will it relieve the Contractor of responsibility for correcting 
defective Work or materials found at any time before Acceptance of the Work, as set forth in Article 12 or 
during the Guarantee period as set forth in Paragraph 3.5, or after the State's acceptance, as set forth in 
Subparagraph 8.6.1. However, when the Project includes separate buildings, and one or more of the 
buildings is entirely occupied by the State, then upon written request by the Contractor and by written 
consent from the State, the Guarantee period will commence to run from the date of the State’s 
occupancy of such building or buildings. 

8.6 ACCEPTANCE OF THE WORK AND FINAL PAYMENT 

8.6.1 When the Contractor considers the Work complete, the Contractor shall request a final inspection in 
writing to be conducted by the State. 
.1 The Contractor shall request this final inspection only when all Work, including deficient items 

identified on previous inspections, have been completed and deliverables delivered as noted in the 
Project Manual, Section 01 77 00. 

.2 The State Representative shall conduct a final inspection within 14 days of receipt of a written 
request from the Contractor for final inspection. 

.3 If, after the inspection, the State Representative determines that the Work is complete, the State 
Representative will establish a date for Completion of the Work. The State Representative will then 
recommend to the Director of the Department of State Hospitals, or the Director’s designee, to 
accept the Work within 60 days from the date of Completion of the Work. 

.4 Upon Acceptance of the Work by the Director: 
a) The Retention held by the State will be released, and 
b) The Contractor will be relieved of the duty of maintaining and protecting the Work. 

.5 If the State determines that the Work is not complete, the Contractor will be notified in writing of 
deficiencies. After correcting all deficiencies, the Contractor shall again initiate the procedures for 
final inspection as set forth above. If the process of re-inspection and correction of deficiencies goes 
beyond the Contract Time, the Contractor shall be assessed liquidated damages. 

.6 Determination by the State that the Work is complete or Acceptance of the Work will not bar any 
Claim against the Contractor pursuant to Paragraph 3.5. 

8.6.2 Upon Acceptance of the Work, the State will submit a final statement to the Contractor: 
.1 The final statement shall take into account the Contract Sum as adjusted by any Change Orders, 

amounts already paid to the Contractor, sums to be withheld for incomplete Work, liquidated 
damages, stop notices, and for any other cause under the Contract. 

.2 A warrant in the amount of the sum due the Contractor, if any, will be issued. 

.3 If the Contractor owes any amount to the State, the final statement shall serve as an invoice to the 
Contractor. 

8.6.3 The Contractor is required to pay Subcontractors from which a Retention has been withheld within 7 days 
of receipt from the State of Retention proceeds. 

8.6.4 The Contractor has 30 days after receipt of the final statement to file a Claim with the State. 
.1 All Claims shall comply with the requirements of Subparagraph 9.1.2. 
.2 Failure to file a Claim within the 30-day period constitutes a failure to diligently pursue and exhaust 

the required administrative procedures set forth in the Contract. Such failure shall constitute waiver 
of additional rights to compensation under the Contract or the right to request Equitable Adjustment. 
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.3 If the Contractor does not file a Claim within the 30-day period, the final warrant made by the State 
will become a complete and final settlement between the State and the Contractor. 

8.7 INTEREST 

8.7.1 Payments due and unpaid under the Contract shall earn interest pursuant to Public Contract Code, 
Sections 7107 and 10261.5. 

ARTICLE 9 - DISPUTES AND CLAIMS 

9.1 DISPUTE AND CLAIM PROCEDURES 

9.1.1 Dispute as to Contract Requirements: When the Contractor and the State fail to agree whether or not any 
work is within the scope of Contract requirements, the Contractor shall immediately perform such work 
upon receipt of a written notice to do so by the State. Within 14 days after receipt of such notice to 
perform disputed work, the Contractor may submit a written protest to the State, specifying in detail the 
Contract requirements that were exceeded, and approximate change in cost resulting so that the State 
will have notice of a potential Claim. Failure to submit a protest within the specified period shall constitute 
a waiver of any and all rights to an adjustment in Contract Sum and Contract Time due to such work, and 
the Contractor thereafter shall not be entitled to adjustment of Contract Sum or Contract Time. For any 
such work that is found to exceed Contract requirements, there shall be an adjustment in Contract Sum 
and Contract Time on same basis as any other change in the Work. 
.1 The Contractor shall provide supporting data and shall provide and maintain records of costs 

attributable to Disputes in similar manner as for Change Orders in Article 6. 
.2 The State’s Representative and the Contractor’s Superintendent will make every reasonable effort 

to resolve the Dispute prior to proceeding to the next step. 
.3 Either the State or the Contractor may call a special meeting for the purpose of resolving the 

Dispute. Such a meeting will be held within 7 days of written request thereof. 
.4 If the Dispute as to the Contract Documents has not been resolved, the Contractor shall, within 14 

days after the special meeting, take one or more of the following actions: 
a) submit additional supporting data requested by the State; 
b) modify the initial Dispute; or 
c) notify the State that the initial Dispute stands as is. 

.5 lf the Dispute has not been resolved within 7 days after the Contractor’s action in response to 
Clause 9.1.1.4, another meeting may be scheduled, at the State’s option, with senior management 
personnel of the State and the Contractor. The purpose of this meeting is to resolve the Dispute 
prior to proceeding to the action under Subparagraph 9.1.2. 

9.1.2 Claim Submission and Documentation: If a Dispute has not been resolved at the time of the State’s final 
statement, the Contractor shall submit within 30 days a Claim along with detailed documentation required 
by Subparagraph 9.1.1 for the State’s consideration. 
.1 The Contractor shall furnish 3 certified copies of the required Claim documentation. The Claim 

documentation shall be complete when furnished. The evaluation of the Contractor's Claim will be 
based upon State records and the Claim documents furnished by the Contractor. 

.2 Claim documentation shall conform to generally accepted accounting principles and shall be in the 
following format: 
a) General Introduction 
b) General Background Discussion 
c) Issues 

1) Index of Issues (listed numerically) 
2) For each issue 

(a) Background 
(b) Chronology 
(c) Contractor's position (reason for State's potential liability) 
(d) Supporting documentation of merit or entitlement 
(e) Supporting documentation of damages 
(f) Begin each issue on a new page 

d) All critical path method (CPM) schedules, both as-planned, monthly updates, schedule 
revisions, and as- built along with the computer disks of all schedules related to the Claim. 

e) Productivity exhibits (if appropriate) 
f) Summary of Issues and Damages 

.3 Supporting documentation of merit for each issue shall be cited by reference, photocopies, or 
explanation. Supporting documentation may include, but shall not be limited to, General Conditions; 
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General Requirements; technical Specifications; Drawings; correspondence; conference notes; 
Shop Drawings and submittals; Shop Drawing logs; survey books; inspection reports; delivery 
schedules; test reports; daily reports; subcontracts; fragmentary critical path method (CPM) 
schedules or time impact analyses; photographs; technical reports; requests for information; field 
instructions; and all other related records necessary to support the Contractor's Claim. 

.4 Supporting documentation of damages for each issue shall be cited, photocopied, or explained. 
Supporting documentation may include, but shall not be limited to, documents related to the 
preparation and submission of the bid; certified, detailed labor records, including labor distribution 
reports; material and equipment procurement records; construction equipment ownership costs 
records or rental records; Subcontractor or vendor files and cost records; service cost records; 
purchase orders; invoices; Project as-planned and as-built cost records; general ledger records; 
variance reports; accounting adjustment records; and any other accounting materials necessary to 
support the Contractor's Claim. 

.5 Each copy of the Claim documentation shall be certified by a responsible officer of the Contractor in 
accordance with the requirements of the Contract Documents. 

.6 Should the Contractor be unable to support any part of the Claim, and it is determined that such 
inability is attributable to falsity of such certification or misrepresentation of fact or fraud on the part 
of the Contractor, the Contractor shall be liable to the State as provided for under California 
Government Code, Section 12650 et seq., known as the False Claims Act. 

.7 The State will render a written decision to the Contractor relative to the Claim. The State’s written 
decision shall be final and binding on the party(ies) but subject to arbitration. The State may 
withhold from the final payment an amount not to exceed 150 percent of the disputed amount. If 
there is a Surety and there appears to be a possibility of a Contractor’s default, the State may, but is 
not obligated to, notify the Surety and request the Surety’s assistance in resolving the controversy. 

.8 All issue items to be included in the Complaint in Arbitration shall be a part of the Claim submitted 
with the required documentation under this Subparagraph 9.1.2. Issues not included in the Claim 
under Subparagraph shall not be considered. 

9.1.3 Arbitration: Any Claim filed in compliance with Subparagraph 9.1.2 not resolved by the above procedures 
shall be resolved by arbitration in accordance with the provisions of Public Contract Code Section 10240 
et seq., and Title 1, California Code of Regulations, Section 1300 et seq., unless the State and the 
Contractor agree in writing to waive arbitration and proceed to litigation. Either party may initiate 
arbitration by filing a Complaint in Arbitration with the Office of Administrative Hearings in Sacramento, 
California, in compliance with the requirements of Public Contract Code Section 10240, et seq., and Title 
1, California Code of Regulations, Section 1300 et seq. Arbitration shall be conducted in Sacramento, 
California. 

9.2 AUDIT AND ACCESS TO RECORDS 

9.2.1 The Contractor shall maintain books, records, documents, and other evidence directly pertinent to the 
performance of the Work under this Contract, in accordance with generally accepted accounting 
principles and practices consistently applied. The Contractor shall also maintain all financial information 
and data used by the Contractor in the preparation or support of any cost submission, including the 
Contractor's original bid required for this Contract, or any Change Order, Claim, or other request for 
equitable adjustment, and a copy of the cost summary or information submitted to the State. The State's 
Representative shall have access upon 24 hours advance written notice, at all times during normal 
business hours, to such books, records, documents, financial information, and all other evidence for the 
purpose of inspection, audit, and copying. The Contractor shall, at no cost to the State, provide proper 
facilities for such access, inspection and copying purposes. 

9.2.2 The Contractor agrees to make the provisions of Paragraph 9.2 applicable to this Contract, and Change 
Orders, Claims, or other requests for Equitable Adjustment affecting the Contract Time or Contract Sum. 
The Contractor agrees to include the provisions of Paragraph 9.2 in subcontracts and sub-subcontracts or 
purchase orders, at any tier, and make Paragraph 9.2 applicable to subcontracts, at any tier, in excess of 
$10,000, and to make the provisions of Paragraph 9.2 applicable to Change Orders, Claims, and other 
requests for Equitable Adjustment related to Project performance. 

9.2.3 Audits conducted under Paragraph 9.2 shall be in accordance with general accepted auditing standards 
and established procedures and guidelines of the reviewing or audit agency. 

9.2.4 The Contractor agrees to the disclosure of all information and reports resulting from access to records 
under the provisions of Paragraph 9.2, to the State, and other affected agencies. 

9.2.5 Records under the provisions of Paragraph 9.2 shall be maintained and made available during the 
performance of the Work under this Contract until 3 years past final payment, and until final settlement of 
all Disputes, Claims, or litigation, whichever occurs later. In addition, those records which relate to any 
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portion of this Contract, to any Change Order, to any Dispute, to any litigation, to the settlement of any 
Claim arising out of such performance, or to the cost or items to which an audit exception has been taken, 
shall be maintained and made available until final payment or final resolution of such Dispute, litigation, 
Claim, or exception, whichever occurs later. 

9.2.6 The right of access provisions of Paragraph 9.2 applies to financial records pertaining to this Contract and 
Change Orders and Claims. In addition, this right of access applies to records pertaining to all contracts, 
Change Orders, and Contract Amendments: 
.1 To the extent the records pertain directly to Contract performance; 
.2 If there is any indication that fraud, gross abuse, or corrupt practices may be involved; 
.3 If the Contract is terminated for default or convenience. 

9.2.7 Access to records is not limited to the required retention periods. The authorized State Representatives 
shall have access to records at any reasonable time for as long as the records are maintained. 

9.2.8 Further, the Contractor agrees to include a similar right of the State to audit records and interview staff in 
any subcontract related to performance of this Agreement, in regards to the Disabled Veterans Business 
Enterprise (DVBE) Program. 

ARTICLE 10 - PROTECTION OF PERSONS AND PROPERTY 

10.1 SAFETY OF PERSONS AND PROPERTY 

10.1.1 The Contractor shall initiate, maintain and supervise -safety precautions and programs in connection with 
the performance of the Work. 

10.1.2 The Contractor shall take precautions for safety and provide protection to prevent damage, injury or loss 
to: 
.1 Employees working under the Contract and other persons who may be affected thereby; 
.2 The Work and materials and equipment to be incorporated therein, whether in storage on or off the 

Project site, under care, custody or control of the Contractor or the Contractor's Subcontractors or 
Sub-subcontractors; and 

.3 Other property at the Project site, or adjacent thereto, such as trees, shrubs, lawns, walks, 
pavements, roadways, structures and utilities, except as otherwise noted or specified. 

10.1.3 The Contractor shall comply with applicable laws, ordinances, rules, regulations and lawful orders of 
public authorities bearing on the safety of persons or property, or their protection from damage, injury or 
loss. 

10.1.4 The Contractor shall erect and maintain, as required by existing conditions and performance of the 
Contract, safeguards for safety and protection, including posting danger signs and other warnings against 
hazards, promulgating safety regulations and notifying the State, other Owners (other than the State) and 
users of adjacent sites and utilities. 

10.1.5 The Contractor shall comply with applicable laws, ordinances, rules, regulations and lawful orders of 
public authorities regarding the storage and/or use of explosives or other hazardous materials or 
equipment necessary for execution of Work. The Contractor shall employ properly qualified personnel for 
supervision of same. 

10.1.6 The Contractor shall remedy damage and loss to property referred to in Clauses 10.1.2.2 and 10.1.2.3 
caused in whole or in part by the Contractor, a Subcontractor, a Sub-subcontractor, or anyone directly or 
indirectly employed by any of them, or by anyone for whose acts they may be liable and for which the 
Contractor is responsible under Clauses 10.1.2.2 and 10.1.2.3. The foregoing obligations of the 
Contractor are in addition to the Contractor's obligations under Paragraph 3.19. 

10.1.7 The Contractor shall not permit any part of the Work or Project site to be loaded so as to endanger its 
safety. 

10.1.8 When conditions of the Work, in the judgment of the State, present risk of injury or death to persons or 
property damage, the State, may direct the Contractor, at the Contractor's sole expense, to close down 
the Work and not commence work again until dangerous conditions are eliminated. 

10.1.9 The Contractor, at the Contractor's own cost, shall rebuild, repair, restore and make good damages to 
any portion of the Work affected by such causes before Acceptance of the Work. 

10.2 EMERGENCIES 

10.2.1 In an emergency affecting safety of persons or property, the Contractor shall act, at the Contractor's sole 
discretion, to prevent any threatened damage, injury or loss. Additional compensation or extension of 
Contract Time claimed by the Contractor because of an emergency will be reviewed as provided in Article 
6. 
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10.3 DRUG-FREE WORKPLACE 

10.3.1 By signing the Agreement, the Contractor certifies, under penalty of perjury under the laws of the State of 
California, that the Contractor will comply with the requirements of the Drug-Free Workplace Act of 1990 
(Government Code, Section 8350 et seq.), and will provide a drug-free workplace by taking the following 
actions: 
.1 Publish a statement notifying employees that unlawful manufacture, distribution, dispensation, 

possession, or use of a controlled substance is prohibited and specifying actions to be taken against 
employees for violations. 

.2 Establish a Drug-Free Awareness Program to inform employees about: 
a) The dangers of drug abuse in the workplace; 
b) The person's or company's policy of maintaining a drug-free workplace; 
c) Any available counseling, rehabilitation, and employee assistance programs; and, 
d) penalties that may be imposed upon employees for drug abuse violations. 

.3 Provide, as required by Government Code, Section 8355(c), that every employee who works under 
the Contract will: 
a) receive a copy of the company's drug-free workplace policy statement; and 
b) agree to abide by the terms of the company's statement as a condition of employment. 

ARTICLE 11 - INSURANCE AND BONDS 

11.1 CONTRACTOR'S INSURANCE 
 

11.1.1 General Insurance Requirements: 
.1 Contractor shall procure and maintain insurance against claims for injuries to persons or damages 

to property which may arise from or in connection with the performance of the work hereunder and 
the results of that work by the Contractor, its agents, representatives, employees or subcontractors. 
a) Contractor shall furnish the State with certificates and endorsements effecting coverage 

required by this clause. All certificates and endorsements are to be received and approved by 
the State before work commences. 

b) The State reserves the right to require complete, certified copies of all required insurance 
policies, including endorsements affecting the coverage required by these specifications at any 
time. 

.2 Insurance Companies shall be acceptable to Department of State Hospitals (DSH). Insurance is to 
be placed with insurers with a current A.M. Best’s rating of no less than A-VII, unless otherwise 
acceptable to DSH. Exception may be made for the State Compensation Insurance Fund. If self-
insured, review of financial information may be required. 

.3 Except as otherwise provided for Builders Risk/Installation Floater under Clause 11.1.2.4, all 
coverage shall be in force until the Acceptance of the Work by the Director of DSH. If the insurance 
expires, the Contractor shall immediately provide a new current certificate or be declared in breach 
of Contract. The State reserves the right to withhold all progress and retention payments until the 
breach is cured to the satisfaction of the State. Renewal insurance certificates must be tendered to 
the State prior to or exactly at the expiration of the previous insurance certificate. There shall be no 
gap in insurance coverage. This renewed insurance shall be in accordance with the terms of the 
Contract. 

.4 Contractor is responsible for notifying the State a minimum of five (5) business days before the 
effective date of any cancellation, non-renewal or material change that affects required insurance 
coverage. 

.5 Unless otherwise stated in the contract, the Contractor shall be responsible for any premium 
deductible or self-insured retention contained within the insurance. 

.6 All insurance policies required by this contract must allow the State to pay and/or act as the 
contractor’s agent in satisfying any self-insured retention (SIR). The choice to pay and/or act as the 
contractor’s agent in satisfying any SIR is at the State’s discretion. 

.7 In the event the Contractor fails to keep in effect at all times the specified insurance coverage, the 
State may, in addition to the remedies noted in Article 11.1.1.3 above and any other remedies it may 
have, remove the Contractor from the work site and/or may terminate this Contract upon the 
occurrence of such event, subject to the provisions of this Contract. 
In the event, the State elects to remove the Contractor from the work site, the Contractor will not be 
entitled to additional days or compensation. 

.8 Any insurance required to be carried shall be primary and not excess or contributory, to any other 
insurance carried by the State. 
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.9 Any required endorsement requested by the State must be submitted with all requested certificates 
of insurance and not substituted by referring to such coverage on the certificate of insurance. 

.10 Minimum Scope of Insurance - Coverage shall be at least as broad as: 
a) Insurance Services Office Commercial General Liability coverage (occurrence Form CG 0001).  
b) Insurance Services Office Form Number CA 0001 covering Automobile Liability, “any auto”, or 

“all owned, hired and non-owned”. 
.11 All coverage and limits available to the contractor shall also be available and applicable to the State. 
.12 Contractor shall procure and maintain insurance against claims for injuries to persons or damages 

to property which may arise from or in connection with the performance of the work hereunder by 
the Contractor, his agents, representatives, employees, or subcontractors. 

.13 With the exception of Builders Risk/Installation Floater, Contractor shall require and verify that all 
subcontractors maintain insurance coverage and limits meeting or exceeding all the requirements 
stated herein. Contractor shall ensure that the Department of State Hospitals and the State of 
California, its officers, agents, and employees, as additional insured on insurance required from 
subcontractors but only insofar as the operations under the Contract are concerned. For 
Commercial General Liability coverage subcontractors shall provide coverage with a form at least as 
broad as CG 20 38 04 13. The State reserves the right to require the Contractor to provide the 
subcontractors’ insurance certificates and policies, when so directed by the State. 

11.1.2 Insurance Requirements: The Contractor shall furnish to the State evidence of the required insurance as 
follows: 
.1 Commercial General Liability: The Contractor shall maintain commercial general liability with limits of 

not less than $3,000,000 per occurrence for bodily injury and property damage liability combined. If 
Commercial General Liability insurance or other form with a general aggregate limit is used, either 
the general aggregate limit shall apply separately to this project/location or the general aggregate 
limit shall be twice the required occurrence limit. If the aggregate applies “per project or location”, it 
shall so state on the certificate. The policy shall include coverage for liabilities arising out of 
premises, operations, independent contractors, products, completed operations, personal and 
advertising injury, and liability assumed under an insured contract. This insurance shall apply 
separately to each insured against whom claim is made or suit is brought subject to the Contractor’s 
limit of liability. The policy shall include the Department of State Hospitals and the State of 
California, its officers, agents, and employees, as additional insureds, but only insofar as the 
operations under the Contract are concerned. 
a) Additional Insured coverage shall be provided in the form of an insured endorsement as broad 

as the (CG 20 10 11 85) to the contractor’s insurance policy. All coverage and limits available 
to the named insured shall be available and applicable to the additional insured. The 
endorsement must be attached to the certificate. 

b) Deductibles and Self-Insured Retentions (for Commercial General Liability): Any deductibles or 
self-insured retentions must be declared to and approved by the State. At the option of the 
State, either: the insurer shall reduce or eliminate such deductibles or self-insured retentions as 
respects the State of California and the Department of State Hospitals, its officers, agents, 
employees and servants or the Contractor shall provide a financial guarantee satisfactory to 
the State guaranteeing payment of losses and related investigations, claim administration, and 
defense expenses. 

.2 Automobile Liability: The Contractor shall maintain motor vehicle liability with limits of not less than 
$1,000,000 per accident for bodily injury and property damage. The State is to be covered as 
additional insured with respect to liability arising out of automobiles owned, leased, hired or 
borrowed by or on behalf of the contractor. The policy shall include the Department of State 
Hospitals and The State of California, its officers, agents, and employees, as additional insureds, 
but only insofar as the operations under the Contract are concerned. All coverage and limits 
available to the named insured shall also be available and applicable to the additional insured. 

.3 Workers' Compensation: The Contractor shall maintain statutory workers' compensation and 
employer's liability coverage for all its employees who will be engaged in the performance of the 
Contract, including special coverage extensions where applicable as required by the State of 
California. The Workers' Compensation policy shall be endorsed with a waiver of subrogation in 
favor of the State for all work performed by the contractor, its employees, agents and 
subcontractors. Except for State Fund certificates, all subrogation waiver endorsements shall be 
submitted on a separate form. The Contractor shall maintain Employer’s Liability coverage of 
$1,000,000 per accident for bodily injury or disease. 

.4 Builders Risk/Installation Floater: The Contractor shall maintain in force, at its own expense, 
Builders Risk/Installation Floater covering the Contractor’s labor, materials, and equipment to be 
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used for completion of the Work performed under this Contract against all risks of direct physical 
loss, excluding earthquake and flood, for an amount equal to the full amount of the Contract Sum. 
a) The Contractor agrees as a provision of the contract to waive all rights of recovery against the 

State. 
b) The State of California, Department of State Hospitals shall be a named insured or additional 

insured under the policy. 
c) The policy shall have a loss payable clause in favor of the State of California, Department of 

State Hospitals 
d) The requirement for maintaining the Builders Risk/Installation Floater shall be in full force at all 

times during the entire duration of the Contract Time without any gaps, delays or breaks in 
coverage. This includes Beneficial Occupancy and authorized adjustment for time extensions. 
Coverage shall be maintained until Completion of the Work, except for delivery of as-built 
drawings, operation and maintenance manuals, guarantees, warranties, spare parts, reports 
and certifications as noted in the Closeout Procedures section of the Project Manual and as 
determined by the State’s Representative in writing. 

11.2 NO PERSONAL LIABILITY 

11.2.1 Neither the State, nor any other officer or employee of the State will be personally responsible for 
liabilities arising under the Contract. 

11.3 PERFORMANCE BOND AND PAYMENT BOND 

11.3.1 The Contractor shall furnish bonds, each in the amount of 100 percent of the Contract Sum, covering 
faithful performance of the Contract and payment of obligations arising thereunder, as stipulated in the 
bidding requirements or as specifically required in the Contract Documents. 

11.3.2 Upon the request of any person or entity appearing to be a potential beneficiary of bonds covering 
payment of obligations arising under the Contract, the Contractor shall promptly furnish a copy of the 
bond(s) or permit a copy to be made. 

ARTICLE 12 - UNCOVERING AND CORRECTION OF WORK 

12.1 UNCOVERING AND CORRECTION OF WORK 

12.1.1 If a portion of the Work is covered prior to the State's review, it shall, if requested in writing by the State, 
be uncovered for the State's observation and replaced at the Contractor's expense without change in the 
Contract Time. 

12.1.2 The Contractor shall notify the State 2 working days prior to covering any work. 

12.2 CORRECTION OF WORK 

12.2.1 The Contractor shall promptly correct work rejected by the State or Work failing to conform to the 
requirements of the Contract Documents, whether or not fabricated, installed or completed. The 
Contractor shall bear the costs of correcting such rejected work, including additional testing and 
inspections required and compensation for the State's services and expenses made necessary thereby. 

12.2.2 Notwithstanding Paragraph 3.5, in the event of an emergency constituting an immediate hazard to the 
health or safety of any persons or property, the State may undertake, at the Contractor's expense and 
without prior notice, work necessary to correct such hazardous condition(s) arising from work performed 
by the Contractor that is not in conformance with the requirements of the Contract Documents. 

12.2.3 The Contractor shall remove from the Project site portions of the Work that are not in accordance with the 
requirements of the Contract Documents, and are neither corrected by the Contractor nor accepted by the 
State. 

12.2.4 If the Contractor fails to correct nonconforming work, as per Paragraph 3.5, the State may correct the 
nonconforming work in accordance with Paragraph 2.3. If the Contractor does not proceed with correction 
of such nonconforming work, within such time fixed by written notice from the State, the State may 
remove and store the salvable materials articles and/or equipment at the Contractor's expense. If the 
Contractor does not pay all costs of such removal and storage within 14 days after written notice, the 
State may, upon 14 additional calendar days written notice, sell such materials articles and/or equipment 
at an auction or private sale, and shall account for the proceeds thereof, after deducting costs and 
damages that would have been borne by the Contractor, including compensation for the State's services 
and expenses made necessary thereby. If the proceeds of a sale do not cover all costs that the 
Contractor would have borne, the Contract Sum shall be reduced by the deficiency. If payments then or 
thereafter due the Contractor are not sufficient to cover such amount, the Contractor shall pay the 
difference to the State. 
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12.2.5 The Contractor shall bear the cost of correcting destroyed or damaged Work executed by the State or 
separate contractors, whether fully completed or partially completed, which is caused by the Contractor's 
correction or removal of Work that is not in accordance with requirements of the Contract Documents. 

12.2.6 Nothing contained in this Paragraph 12.2 shall be construed to establish a period of limitation with respect 
to other obligations that the Contractor might have in the Contract Documents. Establishment of the time 
period of 1 year, as described in Subparagraph 3.5.1, relates only to the specific obligation of the 
Contractor to correct the Work, and has no relationship to the time within which the obligation to comply 
with requirements of the Contract Documents may be sought to be enforced, nor to the time within which 
proceedings may be commenced to establish the Contractor's liability with respect to the Contractor's 
obligations other than specifically to correct the Work. 

12.3 ACCEPTANCE OF NONCONFORMING WORK 

12.3.1 If the State prefers to accept any or all of the Work that is not in accordance with requirements of the 
Contract Documents, the State may do so instead of requiring its correction and/or removal, in which 
case the Contract Sum will be reduced as appropriate and equitable. Such adjustment shall be effected 
whether or not final payment to the Contractor has been made. 

ARTICLE 13 - MISCELLANEOUS PROVISIONS 

13.1 GOVERNING LAW 

13.1.1 The Contract shall be governed by the law of the State of California. 

13.2 SUCCESSORS AND ASSIGNS 

13.2.1 The Contract binds the Contractor, the Contractor's partners, successors, assigns and legal 
representatives to the State in respect to covenants, agreements and obligations contained in the 
Contract Documents. Neither party to the Contract shall assign the Contract as a whole without written 
consent of the other. If either party attempts to make such an assignment without such consent, that party 
shall nevertheless remain legally responsible for all obligations in the Contract Documents. 

13.3 WRITTEN NOTICE 

13.3.1 Written notice shall be deemed to have been duly served if delivered in person to the individual; or a 
member of the firm or entity; or to an officer of the corporation for which it was intended; or if delivered to 
or sent by US mail to the last business address known to the party giving notice. 

13.4 CONTRACTOR’S USE OF COMPUTER SOFTWARE 

13.4.1 The Contractor, by signing the Agreement, certifies that it has appropriate systems and controls in place 
to ensure that State funds will not be used in the performance of the Contract for the acquisition, 
operation or maintenance of computer software in violation of copyright laws. 

13.5 INDEPENDENT CONTRACTOR 

13.5.1 Contractor, and the agents, subcontractors, and employees of the Contractor, in the performance of this 
Contract, shall act in an independent capacity and not as officers or employees or agents of the State. 

13.5.2 Contractor, and the agents, subcontractors, and employees of the Contractor, in the performance of this 
Contract, shall act in an independent capacity and not as officers or employees or agents of the State. 

13.6 UNENFORCEABLE PROVISIONS 

13.6.1 In the event that any provision of this Contract is unenforceable or held to be unenforceable, then the 
parties agree that all other provisions of this Contract have force and effect and shall not be affected 
thereby. 

13.6.2 In the event that any provision of this Contract is unenforceable or held to be unenforceable, then the 
parties agree that all other provisions of this Contract have force and effect and shall not be affected 
thereby. 

13.7 EXPATRIATE CORPORATIONS 

13.7.1 Contractor herby declares that it is not an expatriate corporation or subsidiary of an expatriate corporation 
within the meaning of Public Contract Code Section 10286 and 10286.1, and is eligible to contract with 
the State. 

13.8 DOMESTIC PARTNERS 

13.8.1 For Contracts executed or amended after July 1, 2004, the Contractor may elect to offer domestic partner 
benefits to the Contractor’s employees in accordance with Public Contract Code Section 10295.3. 



   
 

Edition:05/11/2026 General Conditions 
00 72 00 - 36  DSH-Master Template   

However, the Contractor cannot require an employee to cover the costs of providing any benefits which 
have otherwise been provided to all employees regardless of marital or domestic partner status. 

13.9 AIR OR WATER POLLUTION VIOLATION 

13.9.1 Under the State laws, the Contractor shall not be: (1) in violation of any order or resolution not subject to 
review promulgated by the State Air Resources Board or an air pollution control district; (2) subject to 
cease and desist order not subject to review issued pursuant to Section 13301 of the Water Code for 
violation of waste discharge requirements or discharge prohibitions; or (3) finally determined to be in 
violation of provisions of federal law relating to air or water pollution. 

13.10 CERTIFICATION BY CONTRACTOR OF DISABLED VETERAN BUSINESS ENTERPRISE/SMALL 
BUSINESS PARTICIPATION 

13.10.1 If, for this agreement, the Contractor made a commitment to achieve disabled veteran business 
enterprise (DVBE) participation, the Contractor must certify in writing to the State, the total amount the 
Contractor received under the contract, the name and address of the DVBE firms that participated in the 
prefinance of the contract, the amount each DVBE received from the Contractor, that all payments have 
been made to the DVBE and the actual percentage of DVBE participation achieved. Additionally, if for this 
agreement, the Contractor made a commitment to achieve 25% Small Business participation, the 
Contractor must certify in writing to the State, the actual percentage of Small Business participation that 
was achieved. The Contractor is instructed to comply with the procedures stated in CLOSEOUT 
PROCEDURES, Section 01 77 00. This certification shall be completed pursuant to Section 999.5 of the 
Military and Veterans Code (M&VC) and Section 14841 of the Government Code. A person or entity that 
knowingly provides false information shall be subject to a civil penalty for each violation. 

END OF SECTION  00 72 00 
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SECTION 00 73 00 

SUPPLEMENTARY CONDITIONS 
 

 Requirements included herein supplement DOCUMENT 00 72 00 - GENERAL CONDITIONS OF 
THE CONTRACT FOR CONSTRUCTION. 

1.  Paragraph 3.24, CONTRACTOR REQUIRED NOTIFICATION OF CHANGES 

Delete Paragraph 3.24 in its entirety and replace with the following Paragraph 3.24 
 

3.24 CONTRACTOR REQUIRED NOTIFICATION OF CHANGES: The 
Contractor shall notify the State’s Representative in writing of any change to 
Contractor’s name, status, or information including but not limited to: 

 
1. Name 

a. An amendment is required to change the Contractor’s name as listed 
on this Agreement. Upon receipt of Contractor’s notification and legal 
documentation of the name change, the State will process the 
amendment. Payment of invoices presented with a new name cannot 
be paid prior to approval of said amendment. 

b. The State shall not be liable for penalties or interest on payments 
which are delayed due to Contractor’s change of name and 
subsequent amendment processing. 

2. Address/Location 
3. Federal Employer Identification Number (FEIN) 
4. Type of Organization or Legal Status – including: 

a. Corporate 
b. Partnership 
c. Individual/Sole-Ownership 
d. Joint Venture 
e. Limited Liability Company 
f. DBA 

5. Ownership 
6. Officers or Key Personnel 
7. License 
8. Other (Bankruptcy, Etc.) 

Contractor shall immediately provide an updated Standard Form 204 (IRS/FTB form) to 
the Plant Operations Office within five (5) calendar days of any such relevant change. 

The State shall not be liable for penalties or interest on payments which are delayed due 
to Contractor’s lack of proper or timely notice and documentation of a relevant change in 
status which impacts the State’s ability to pay. 

Contractor shall submit the firm’s status change in writing including the Contract Number, 
Project Title and all necessary backup and legal documentation to support the status 
change to: 
 

Department of State Hospitals - Metropolitan 
Plant Operations Office 

11401 S. Bloomfield Avenue 
Norwalk, CA 90650 
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2. ARTICLE 7 – TIME 

Paragraph 7.2, CONTRACT TIME 
 

Delete Subparagraph 7.2.1 and 7.2.2 and replace it with the following Subparagraph 7.2.1: 
 

7.2.1 Time is of the Essence in this Contract. The Contractor shall complete all the 
Work of the Contract within the Contract Time of: 

 

ONE HUNDRED AND EIGHTY (180) 
 

calendar days, starting on the Start Date stipulated in the Notice to Proceed, 
which the Contractor will receive not less than 5 days in advance. 

 
7.2.2 Work of the Contract shall be executed in one (1) phase. 

 
.1 Phase 1: “Installation of 4-Ton and 12-Ton HVAC systems” 

 
Upon Notice to Proceed, Contractor shall complete the Security Clearance 
requirements, provide submittals and receive acceptance, procure materials, 
install materials, conduct equipment start up, conduct test and balance, 
complete commissioning, pass inspections, and complete all other incidental 
Work necessary to complete the project scope within the Central Kitchen. 

 

Paragraph 7.3, LIQUIDATED DAMAGES 
 

Add the following Subparagraphs 7.3.2 and 7.3.3: 
 

7.3.2 The Contractor shall pay to the State the sum of $2,500 (Two Thousand Five 
Hundred Dollars) per day for each and every calendar day delay in finishing of 
Work under this Contract beyond the Contract time. 

 
7.3.3 If the Contractor is more than 14 calendar days behind schedule at any point 

during the Contract Time, based on the latest updated Official Progress 
Schedule, the State will withhold $2,500 (Two Thousand Five Hundred Dollars)  
per day for each and every day that the Contractor is behind schedule from the 
monthly payment for that month. If the Contractor recoups all or a portion of 
the delay during the next pay period, the amount withheld will be reduced 
accordingly. 
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STATE OF CALIFORNIA  
DEPARTMENT OF STATE HOSPITAL 

 
ADMINISTRATIVE SERVICES DIVISION 
BUSINESS MANAGEMENT BRANCH 
FACILITIES, PLANNING AND CONSTRUCTION MANAGEMENT 
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SECTION 01 10 00 

SUMMARY 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Work required to be performed by the Contractor comprises: 

B.  
1. Central Kitchen Air Conditioning in conformity with the Drawings and Specifications hereinafter 

identified; including furnishing all material, labor, plant, tools, equipment, and services necessary 
therefor and incidental thereto, complete and ready for use, except as hereinafter otherwise provided. 

2. Contract Time: The Contract Time for this agreement is 180 (One Hundred and Eighty) Calendar 
Days. 

3. Liquidated Damages: The Liquidated Damages for this Agreement is $2,500 (Two thousand five 
hundred dollars). 

1.2 WORK NOT INCLUDED 

A. Except for such auxiliary work as is shown or specified or is necessary as a part of the construction, the 
following work is NOT included in this Contract. 

1. Work shown but marked "NIC" (Not in Contract). "BUA" (By Using Agency) or otherwise 
designated to be done by others. 

1.3 PROJECT INFORMATION 

A. Project Location: Department of State Hospitals – Metropolitan 

B. 11401 S. Bloomfield Ave. 

C. Norwalk, CA; Los Angeles County 

D. Project Identification: #26-20063-000 

E. Web-Based Project Software: Project software will be used for purposes of managing communication and 
documents during the construction stage. 

1. See Sections 01 31 00 "Project Management and Coordination" and 01 31 25 “Web-based Project 
Management System” for requirements for using web-based project software. 

1.4 SPECIFICATIONS 

A. The Specifications are those bound in the Project Manual in Book I and enumerated in the Table of 
Contents. The General Conditions of the Contract for Construction, Supplementary Conditions, and 
Division 01 of the Specifications apply to all Work of this Contract. 
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1.5 DRAWINGS 

A. The Drawings consist of Drawing Sheets as listed in Document 00 01 15 of Project Manual. 

1.6 CONTRACTOR'S SET OF DRAWINGS AND PROJECT MANUALS 

A. Electronic PDF copies will be made available to the contractor. 

1.7 SPECIAL SECURITY PROCEDURES 

A. Contractor shall cooperate with the authorities and shall observe and comply with all regulations presently 
in force on facility grounds. Refer to Section 01 35 53 Security Procedures.  

B. After award of Contract, there will be a project start meeting, at which time security regulations will be 
reviewed with the Contractor and subcontractors. 

1.8 INTERRUPTION OF SERVICES 

A. Contractor shall make provisions to accomplish the work of this Contract without undue interference with 
facility operations. Interruptions to services for the purpose of making or breaking connection shall be made 
only after consultation with the State, minimum of one week in advance of connection break, and shall be 
at such time and of such duration as may be directed. 

B. In addition, existing electrical, mechanical and security lines disconnected for work of this Contract shall 
not remain disconnected for more than 2 hours.  If electrical power cannot be restored within the 4-hour 
period, Contractor shall provide temporary electrical service to restore required electrical power at 
Contractor’s expense. 

1.9 SEQUENCE OF CONSTRUCTION OPERATIONS 

A. Before starting construction operations, Contractor shall confer with the State to review sequence of 
construction operations. 

B. Contractor shall prepare schedules as set forth in Section 01 32 00 “CONSTRUCTION PROGRESS 
DOCUMENTATION”. 

1.10 PHASED CONSTRUCTION 

A. Work of this Contract shall be executed in one phase. 

1.11 WORK RESTRICTIONS 

A. Comply with restrictions on construction operations. 

1. Comply with limitations on use of public streets, work on public streets, rights of way, and other 
requirements of authorities having jurisdiction. 

B. On-Site Work Hours: Limit work to between 7:30 a.m. to 4:00 p.m., Monday through Friday, unless 
otherwise indicated. Work hours may be modified to meet Project requirements if approved by State and 
authorities having jurisdiction. 
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1. During the time of this Contract, the Hospital will maintain Hospital Escorts at the Project site for 
protection of persons and properties, at no charge to the Contractor, while work is actually being 
performed during regular work hours.  

2. Weekend Hours and State Holidays: Work may be permitted if approval is received from the State 
at least three working days in advance.  The Contractor shall make special arrangements for overtime 
work with the Project Manager for the Project. No overtime will be allowed unless prior approval 
has been obtained. 

3. Work in Existing Building: Work hours inside the Central Kitchen will be limited from 7:30 a.m. to 
4:00 p.m. On-site work inside the building will not be permitted during the kitchen service hours 
unless approved by State. Contractor to provide a minimum of 72-hour notice for approval of such 
work. 

4. Night Work: Work in certain designated areas inside the building such as the cooking/prep rooms 
to be performed between the hours of 7:30 p.m. to 4:00 a.m. The work allotted to night-time is 
limited to 10% of the total project scope of work unless approved by State. Contractor to provide a 
minimum of 72-hour notice for additional night work required. 

5. Work outside Existing Building: Limit work hours for construction outside the existing building from 
7:30 a.m. to 6:00 p.m. 

6. Hours for Core Drilling, Rotor Hammering, Cutting, and other loud activities outside the existing 
building are limited between 7:30 p.m. to 6:00 p.m. per the City of Norwalk noise regulations. 

C. Existing Utility Interruptions: Do not interrupt utilities serving facilities occupied by State or others unless 
permitted under the following conditions and then only after arranging for temporary utility services 
according to requirements indicated: 

1. Notify State’s Representative not less than two days in advance of proposed utility interruptions. 
 

2. Obtain State’s written permission before proceeding with utility interruptions. 

D. Noise, Vibration, Dust, and Odors: Coordinate operations that may result in high levels of noise and 
vibration, dust, odors, or other disruption to State occupancy with State. 

1. Notify State’s Representative not less than two days in advance of proposed disruptive operations. 
 

2. Obtain State’s Representative's written permission before proceeding with disruptive operations. 

E. Nonsmoking Building/Campus: Smoking is not permitted within the building/campus. This includes the 
use of smokeless products. 

1.12 CONTRACTOR'S USE OF SITE AND PREMISES 

A. Use of Site: Contractor shall have limited use of Project site for construction operations as indicated on 
Drawings by the Contract limits and as indicated by requirements of this Section. Contractor's use of Project 
site is limited by State’s right to perform work or to retain other contractors on portions of Project. 

B. Limits on Use of Site: Limit use of Project site to areas within the Contract limits indicated. Do not disturb 
portions of Project site beyond areas in which the Work is indicated. 

1. Driveways, Walkways and Entrances: Keep driveways, parking areas, loading areas, and entrances 
serving premises clear and available to State, State’s employees, and emergency vehicles at all times. 
Do not use these areas for parking or for storage of materials. 

a. Schedule deliveries to minimize use of driveways and entrances by construction operations. 



 SUMMARY 
02/23/2026 01 10 00 - 4 PROJECT # 26-20063-000 

1) If deliveries will impact State’s operations, request State’s approval 48 hours prior to 
delivery. 

b. Schedule deliveries to minimize space and time requirements for storage of materials and 
equipment on-site. 

1.13 COORDINATION WITH OCCUPANTS 

A. Full State Occupancy: State will occupy Project site and existing building(s) during entire construction 
period. Cooperate with State during construction operations to minimize conflicts and facilitate State usage. 
Perform the Work so as not to interfere with State's day-to-day operations. Maintain existing exits unless 
otherwise indicated. 

1. Maintain access to existing walkways, corridors, and other adjacent occupied or used facilities. Do 
not close or obstruct walkways, corridors, or other occupied or used facilities without written 
permission from State and approval of authorities having jurisdiction. 

2. Notify State not less than 72 hours in advance of activities that will affect State's operations. 

B. Use only State approved designated areas for work operations or storage. 

1.14 HAZARDOUS MATERIALS ANTICIPATED ON-SITE 

A. If existing construction materials are identified as containing hazardous materials and/or are disturbed while 
performing work under this Contract cease work around the suspect area immediately and notify the State. 
Site conditions and extent of hazardous materials removal related work will be assessed by the State. 
Affected work activities under this Contract shall not resume until determination is made by the State. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION (Not Used) 

END OF SECTION 
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SECTION 01 21 00 

ALLOWANCES 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes administrative and procedural requirements governing allowances. 

B. Types of allowances include the following: 

1. Contingency allowances. 

1.2 DEFINITIONS 

A. Contingency Allowance: A dollar amount included in the Contract, established to address unpredictable 
changes in the work including but not limited to unknown or unforeseeable conditions, errors and omissions 
in the construction documents, and to modify or change the scope of the project. 

1.3 SUBMITTALS 

A. Submit proposed cost estimates in accordance with Article 6 – Changes in the Work. 

B. When authorized by the state’s representative to proceed with work prior to submitting a proposed costs 
estimate, Contractor shall: 

1. Submit invoices or delivery slips to show actual quantities of materials delivered to the site for use 
in fulfillment of each allowance. 

2. Submit time sheets and other documentation to show labor time and cost for installation of allowance 
items that include installation as part of the allowance. 

C. Coordinate and process submittals for allowance items in same manner as for other portions of the Work. 

1.4 CONTINGENCY ALLOWANCES 

A. Use the contingency allowance only as directed by the contract documents and only by Change Orders that 
indicate amounts to be charged to the allowance. 

B. Contractor's overhead, profit, and related costs for products and equipment ordered by Owner under the 
contingency allowance are included in the allowance and are not part of the Contract Sum. These costs 
include delivery, installation, insurance, equipment rental, and similar costs and  

C. Change Orders authorizing use of funds from the contingency allowance will be prepared in accordance 
with Section 00 72 00 General Conditions, Article 6 – Changes in the Work.  

D. At Project closeout, credit unused amounts remaining in the contingency allowance to Owner by Change 
Order. 



 ALLOWANCES 
05/27/2026 01 21 00 - 2   PROJECT # 26-20063-000 

1.5 CONTRACTOR RESPONSIBILITY FOR ALLOWANCE ITEMS 

A. Make all arrangements for performance of allowance work. 

B. Submit to State certified copies of invoices, bills of sale or other documents authenticating costs incurred 
by Contractor for allowance items. 

1.6 ADJUSTMENT OF COSTS 

A. Should net cost be more or less than specified amount of allowance, the Contract Sum will be adjusted 
accordingly by a Change Order in compliance with requirements of the Document 00 72 00 “General 
Conditions of the Contract for Construction”. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Examine products covered by an allowance promptly on delivery for damage or defects. Return damaged 
or defective products to manufacturer for replacement. 

3.2 PREPARATION 

A. Coordinate materials and their installation for each allowance with related materials and installations to 
ensure that each allowance item is completely integrated and interfaced with related work. 

3.3 SCHEDULE OF ALLOWANCES 

A. Allowance No. 1:  Contingency Allowance: Includes the amount identified within the Section 00 41 00 Bid 
Form for Contingency Allowance. This allowance includes the Contractor’s Allowable Costs and Mark-
Up for Added Work under sub article 6.2 Change Order of the General Conditions.  

END OF SECTION 
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SECTION 01 25 00 

SUBSTITUTION PROCEDURES 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes administrative and procedural requirements for substitutions. 

1.2 DEFINITIONS 

A. Substitutions: Changes in products, materials, equipment, and methods of construction from those required 
by the Contract Documents. 

1. Substitutions for Cause: Changes proposed by Contractor that are required due to changed Project 
conditions, such as unavailability of product, regulatory changes, or unavailability of required 
warranty terms. 

1.3 ACTION SUBMITTALS 

A. Substitution Requests: Submit documentation identifying product or fabrication or installation method to 
be replaced. Include Specification Section number and title and Drawing numbers and titles. 

1. Substitution Request Form: Use form acceptable to State. 

2. Documentation: Show compliance with requirements for substitutions per Article 3.12.10, Document 
00 72 00 “General Conditions of the Contract for Construction”, and the following, as applicable: 

a. Coordination of information, including a list of changes or revisions needed to other parts of 
the Work and to construction performed by Owner and separate contractors that will be 
necessary to accommodate proposed substitution. 

b. Detailed comparison of significant qualities of proposed substitutions with those of the Work 
specified. Include annotated copy of applicable Specification Section. Significant qualities 
may include attributes, such as performance, weight, size, durability, visual effect, sustainable 
design characteristics, warranties, and specific features and requirements indicated. Indicate 
deviations, if any, from the Work specified. 

c. Product Data, including drawings and descriptions of products and fabrication and installation 
procedures. 

d. Samples, where applicable or requested. 

e. Certificates and qualification data, where applicable or requested. 

f. Contractor's certification that proposed substitution complies with requirements in the 
Contract Documents, except as indicated in substitution request, is compatible with related 
materials and is appropriate for applications indicated. 

g. Contractor's waiver of rights to additional payment or time that may subsequently become 
necessary because of failure of proposed substitution to produce indicated results. 
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1.4 QUALITY ASSURANCE 

A. Compatibility of Substitutions: Investigate and document compatibility of proposed substitution with 
related products and materials. Engage a qualified testing agency to perform compatibility tests 
recommended by manufacturers. 

1.5 PROCEDURES 

A. Coordination: Revise or adjust affected work as necessary to integrate work of the approved substitutions. 

1.6 SUBSTITUTIONS 

A. Substitutions for Cause: Submit requests for substitution immediately on discovery of need for change. 

B. Substitutions for Convenience: Not allowed. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION (Not Used) 

END OF SECTION 
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SECTION 01 29 00 

PAYMENT PROCEDURES 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes administrative and procedural requirements necessary to prepare and process Applications 
for Payment. 

1.2 SCHEDULE OF VALUES 

A. Coordination: Coordinate preparation of the schedule of values with preparation of Contractor's 
construction schedule. 

1. Coordinate line items in the schedule of values with items required to be indicated as separate 
activities in Contractor's construction schedule. 

2. Submit the schedule of values to State at earliest possible date, but no later than 14 days before the 
date scheduled for submittal of initial Applications for Payment. 

B. Format and Content: Use Project Manual table of contents as a guide to establish line items for the schedule 
of values. Provide at least one line item for each Specification Section. 

1. Identification: Include the following Project identification on the schedule of values: 

a. Project name and location. 
b. State’s Project number. 
c. Contractor's name and address. 
d. Date of submittal. 

2. Arrange the schedule of values in tabular form, with separate columns to indicate the following for 
each item listed: 

a. Related Specification Section or division. 
b. Description of the Work. 
c. Change Orders (numbers) that affect value. 
d. Dollar value, as a percentage of the Contract Sum to nearest one-hundredth percent, adjusted 

to total 100 percent. Round dollar amounts to whole dollars, with total equal to Contract Sum. 

3. Provide a breakdown of the Contract Sum in enough detail for each Specification Section to facilitate 
continued evaluation of Applications for Payment and progress reports.  

4. Allowances: Provide a separate line item in the schedule of values for each allowance. 

5. Overhead Costs, Proportional Distribution: Include total cost and proportionate share of general 
overhead and profit for each line item. 

6. Schedule of Values Revisions: Revise the schedule of values when Change Orders result in a change 
in the Contract Sum. Include at least one separate line item for each Change Order. 
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1.3 APPLICATIONS FOR PAYMENT 

A. Each Application for Payment following the initial Application for Payment shall be consistent with 
previous applications and payments. 

B. Payment Application Process: The date for each payment progress shall be established by the State. The 
period covered by each Application for Payment is one month. 

1. Submit draft copy of Application for Payment three days prior to due date for review by State 
Construction Supervisor/Inspector. 

2. State Construction Supervisor/Inspector will review the draft with the Contractor to verify requested 
payment percentages. Meet as required with the State Construction Supervisor/Inspector to review 
the submission. 

3. Adjust percentages as noted by State Construction Supervisor/Inspector. 

4. Submit Application for Payment to the State’s Representative upon approval by the State 
Construction Supervisor/Inspector. 

C. Application for Payment Forms: Submit forms for approval with initial submittal of schedule of values. 

D. Application Preparation: Complete every entry on form. State will return incomplete applications without 
action. 

1. Entries shall match data on the schedule of values and Contractor's construction schedule. Use 
updated schedules if revisions were made. 

2. Include amounts for work completed following previous Application for Payment, whether or not 
payment has been received. Include only amounts for work completed at time of Application for 
Payment. 

3. Include amounts of Change Orders issued before last day of construction period covered by 
application. 

E. Partial payment for "mobilization" shall be made in percentages as follows (less retainage): 

Contract Amount           Payment for 
Completed                     Mobilization 

5 % 50% of amount bid for mobilization, or 5% of original Contract amount, 
whichever is lesser. 

10% 75% of amount bid for mobilization, or 7.5% of original Contract amount, 
whichever is lesser. 

20% 95% of amount bid for mobilization, or 9.5% of original Contract amount, 
whichever is lesser. 

50% 100% of amount bid for mobilization, or 10% of original Contract amount, 
whichever is lesser. 

1. Upon completion of all Work on the Project, payment of any amount bid for mobilization in excess 
of 10% of the original Contract amount will be paid. 

F. Stored Materials: Include in Application for Payment amounts applied for materials or equipment purchased 
or fabricated and stored subject to or under the control of the State, but not yet installed. Differentiate 
between items stored on-site and items stored off-site. 

1. Provide certificate of insurance, evidence of transfer of title to State, and consent of surety to payment 
for stored materials. 
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2. Provide supporting documentation that verifies amount requested, such as paid invoices. Match 
amount requested with amounts indicated on documentation; do not include overhead and profit on 
stored materials. 

3. Provide summary documentation for stored materials indicating the following: 

a. Value of materials previously stored and remaining stored as of date of previous Applications 
for Payment. 

b. Value of previously stored materials put in place after date of previous Application for 
Payment and on or before date of current Application for Payment. 

c. Value of materials stored since date of previous Application for Payment and remaining stored 
as of date of current Application for Payment. 

G. Transmittal: Submit Application for Payment signed by the Contractor and State Construction 
Supervisor/Inspector to the State. 

H. Initial Application for Payment: Administrative actions and submittals that must precede or coincide with 
submittal of first Application for Payment include the following: 

1. Schedule of values. 

2. Contractor's construction schedule (preliminary if not final). 

I. Final Payment Application: After completing Project closeout requirements, submit final Application for 
Payment with releases and supporting documentation not previously submitted and accepted, including, but 
not limited, to the following: 

1. Evidence of completion of Project closeout requirements in accordance with Section 01 77 00 
"Closeout Procedures." 

2. Certification of completion of final punch list items. 

3. Warranty certificates for products and completed operations where required and proof that taxes, 
fees, and similar obligations were paid. 

4. Evidence that claims have been settled. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION (Not Used) 

END OF SECTION 
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SECTION 01 31 00 

PROJECT MANAGEMENT AND COORDINATION 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes administrative provisions for coordinating construction operations on Project, including, 
but not limited to, the following: 

1. General coordination procedures. 
2. Requests for Information (RFIs). 
3. Digital project management procedures. 
4. Web-based Project management software package. 
5. Project meetings. 

1.2 INFORMATIONAL SUBMITTALS 

A. Key Personnel Names: Within 15 days of starting construction operations, submit a list of key personnel 
assignments, including superintendent and other personnel in attendance at Project site. Identify individuals, 
and their duties and responsibilities, list telephone numbers, and e-mail addresses. Provide names, e-mail 
addresses, and telephone numbers of individuals assigned as alternates in the absence of individuals 
assigned to Project. Keep list current at all times. 

1.3 REQUEST FOR INFORMATION (RFI) 

A. General: Immediately on discovery of the need for additional information, clarification, or interpretation of 
the Contract Documents, Contractor shall prepare and submit an RFI in the form specified. 

1. State will return without response those RFIs submitted to State by other entities controlled by 
Contractor. 

2. Coordinate and submit RFIs in a prompt manner to avoid delays in Contractor's work or work of 
subcontractors. 

B. Content of the RFI: Include a detailed, legible description of item needing information or interpretation and 
the following: 

1. Project name. 
2. State’s Representative name. 
3. State’s Project number. 
4. Date. 
5. Name of Contractor. 
6. RFI number, numbered sequentially. 
7. RFI subject. 
8. Specification Section number and title and related paragraphs, as appropriate. 
9. Drawing number and detail references, as appropriate. 
10. Field dimensions and conditions, as appropriate. 
11. Contractor's suggested resolution. If Contractor's suggested resolution impacts the Contract Time or 

the Contract Sum, Contractor shall state impact in the RFI. 
12. Contractor's signature. 



   
 

 PROJECT MANAGEMENT AND COORDINATION 
02/23/2026 01 31 00 - 2 PROJECT # 26-20063-000 

13. Attachments: Include sketches, descriptions, measurements, photos, Product Data, Shop Drawings, 
coordination drawings, and other information necessary to fully describe items needing 
interpretation. 

a. Include dimensions, thicknesses, structural grid references, and details of affected materials, 
assemblies, and attachments on attached sketches. 

C. RFI Forms:  Form bound in Project Manual, provided at the Pre-Construction Meeting, or software-
generated form with substantially the same content as indicated above, acceptable to State. 

1. Attachments shall be electronic files in PDF format. 

D. State’s Action: State will review each RFI, determine action required, and respond. 

1. The following Contractor-generated RFIs will be returned without action: 

a. Requests for approval of submittals. 
b. Requests for approval of substitutions. 
c. Requests for approval of Contractor's means and methods. 
d. Requests for coordination information already indicated in the Contract Documents. 
e. Requests for adjustments in the Contract Time or the Contract Sum. 
f. Requests for interpretation of State’s actions on submittals. 
g. Incomplete RFIs or inaccurately prepared RFIs. 

2. State’s action may include a request for additional information, in which case State’s time for 
response will date from time of receipt by State of additional information. 

3. State’s action on RFIs that may result in a change to the Contract Time or the Contract Sum may be 
eligible for Contractor to submit Change Proposal according to Document 00 72 00 “General 
Conditions of the Contract for Construction”. 

1.4 DIGITAL PROJECT MANAGEMENT PROCEDURES 

A. State’s Data Files Not Available: State will not provide State’s BIM model or CAD drawing digital data 
files for Contractor's use during construction. 

B. Web-Based Project Management Software Package: Use State’s web-based Project management software 
package for purposes of hosting and managing Project communication and documentation with the State 
until Acceptance of the Work. 

1. Web-based project management software includes, at a minimum, the following features: 

a. Compilation of Project data, including Contractor, State, State's consultants, and other entities 
involved in Project.  

b. Access control for each entity for each workflow process, to determine entity's digital rights 
to create, modify, view, and print documents. 

c. Document workflow planning, allowing customization of workflow between project entities. 
d. Creation, logging, tracking, and notification for Project communications required in other 

Specification Sections, including, but not limited to, Requests for Information, Submittals, 
Additional Detailed Instructions, and Change Orders. 

e. Track status of each Project communication in real time, and log time and date when responses 
are provided. 

f. Procedures for handling PDFs or similar file formats.  
g. Tracking of payment applications. 
h. Tracking of contract modifications. 
i. Creating and distributing meeting minutes. 
j. Document management such as but not limited to Drawings, Specifications, Photos, RFI’s, 

and Submittals including revision control. 
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k. Management of construction progress photographs. 
l. Mobile device compatibility, including smartphones and tablets. 
m. State will be using Procore web-based project management software. 

1.5 PROJECT MEETINGS 

A. General:  Schedule and conduct meetings and conferences at the Project site or when authorized by the 
DSH representative, the meetings may be held on a virtual video meeting platform. DSH utilizes Microsoft 
Teams. 

1. Attendees: Inform participants and others involved, and individuals whose presence is required, of 
date and time of each meeting. Notify State of scheduled meeting dates and times a minimum of 10 
working days prior to meeting. 

2. Agenda: Prepare the meeting agenda. Distribute the agenda to all invited attendees. 

3. Minutes: Entity responsible for conducting meeting will record significant discussions and 
agreements achieved. Distribute the meeting minutes to everyone concerned, within three days of 
the meeting. 

B. Preconstruction Conference:  State will schedule and conduct a preconstruction conference no later than 15 
days after execution of the Agreement and before starting construction, at a time convenient to State. 

1. Attendees: Authorized representatives of State, Construction Manager, Architect or Engineer, and 
their consultants, State Construction Supervisor/Inspector; Contractor and its superintendent; major 
subcontractors; and other concerned parties shall attend the conference. Participants at the conference 
shall be familiar with Project and authorized to conclude matters relating to the Work. 

2. Agenda: Discuss items of significance that could affect progress, including but not limited to the 
following: 

a. Responsibilities and personnel assignments. 
b. Tentative construction schedule. 
c. Phasing. 
d. Critical work sequencing and long lead items. 
e. Lines of communications. 
f. Use of web-based Project software. 
g. Procedures for processing field decisions and Change Orders. 
h. Procedures for RFIs. 
i. Procedures for Quality Assurance / Quality Control (testing and inspecting). 
j. Procedures for processing Applications for Payment. 
k. Distribution of the Contract Documents. 
l. Submittal procedures. 
m. Sustainable design requirements including commissioning. 
n. Preparation of Record Documents. 
o. Use of the premises. 
p. Allowable entrance. 
q. Work restrictions. 
r. Working hours. 
s. State’s occupancy requirements. 
t. Installation of temporary facilities and controls. 
u. Procedures for disruptions and shutdowns. 
v. Construction waste management and recycling. 
w. Parking availability. 
x. Office, work, and storage areas. 
y. Equipment deliveries and priorities. 
z. Safety. 
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aa. Security. 
bb. Progress cleaning. 

3. Minutes: Entity responsible for conducting the meeting will record and distribute the meeting 
minutes to each party present and to parties requiring information. 

C. Project Closeout Conference:  State will schedule and conduct a project closeout conference no later than 
30 days prior to the scheduled date of Completion. 

1. Conduct the conference to review requirements and responsibilities related to Project closeout. 

2. Attendees: Authorized representatives of State, Construction Manager, Architect or Engineer, and 
their consultants; Contractor and its superintendent; major subcontractors; and other concerned 
parties shall attend the meeting. Participants at the meeting shall be familiar with Project and 
authorized to conclude matters relating to the Work. 

3. Agenda: Discuss items of significance that could affect or delay Project closeout, including the 
following: 

a. Preparation of Record Documents. 
b. Procedures required prior to inspection for Completion and for final inspection for acceptance. 
c. Procedures for completing and archiving web-based Project software site data files. 
d. Requirements for preparing operations and maintenance data. 
e. Submittal procedures. 
f. Submittal of written warranties. 
g. Requirements for completing sustainable design and commissioning documentation. 
h. Requirements for delivery of material samples, attic stock, and spare parts. 
i. Requirements for demonstration and training. 
j. Preparation of Contractor's punch list. 
k. Procedures for processing Applications for Payment at Completion and for final payment. 
l. Removing temporary facilities and controls. 

4. Minutes: Entity responsible for conducting the meeting will record and distribute the meeting 
minutes to each party present and to parties requiring information. 

D. Progress Meetings: State will conduct progress meetings at weekly intervals. 

1. Attendees: In addition to representatives of State, Construction Manager, and Architect or Engineer, 
each contractor, subcontractor, and other entity concerned with current progress or involved in 
planning, coordination, or performance of future activities shall be represented at these meetings. All 
participants at the meeting shall be familiar with Project and authorized to conclude matters relating 
to the Work. 

2. Agenda: Review and correct or approve minutes of previous progress meeting. Review other items 
of significance that could affect progress. Include topics for discussion as appropriate to status of 
Project. 

a. Contractor's Construction Schedule: Review progress since the last meeting. 

1) Review schedule for next period. 
2) Conduct separate schedule only meetings to review the details of the schedule as 

required. See Document 01 32 00 Construction Progress Documentation. 

b. Review present and future needs, including the following: 

1) Interface requirements. 
2) Sequence of operations. 
3) Safety. 
4) Status of submittals. 
5) Status of sustainable design documentation and commissioning. 
6) Deliveries. 
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7) Off-site fabrication. 
8) Access. 
9) Site use. 
10) Temporary facilities and controls. 
11) Progress cleaning. 
12) Quality Assurance / Quality Control (testing and inspection). 
13) Status of correction of deficient items. 
14) Field observations. 
15) Status of RFIs. 
16) Status of Changes in the Work. 

a) This is a high-level discussion on the status of the Changes. 
b) Conduct a separate Change Management meeting with the appropriate 

stakeholders as needed to review cost and time impacts. 

17) Payment requests. 

3. Minutes: Entity responsible for conducting the meeting will record and distribute the meeting 
minutes to each party present and to parties requiring information. 

a. Schedule Updating: Issue revised Contractor's construction schedule concurrently with the 
report of each meeting. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION (Not Used) 

END OF SECTION 
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SECTION 01 31 25 

WEB-BASED PROJECT MANAGEMENT SYSTEM 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 

1. Administrative and procedural requirements for the use of State’s web-based project management 
software system for purposes of hosting and managing Project communication and documentation 
until Acceptance of the Work. 

B. Use of the web-based project management systems will not change any contractual responsibilities of the 
construction team members. Contractor will be required to use two separate web-based system depending 
on the operational need. 

1. Procore-DSH.  Contractor shall use this system for all items identified in 1.7.A.2 below, except for 
Quality Control Requirements (Inspection needs). 

2. Procore-DGS.  Contractor shall use this system for all Correspondence-Inspection Requests and all 
ancillary services around inspections. 

1.2 DEFINITIONS 

A. System: A real time web-based software that shares data, translates data, organizes data, facilitates 
communication, archives actions, and offers status prompts to identified Users. 

B. Users: Authorized participants of this Project furnished with a unique password and authorized to access 
the system to view/input/export data. State, Construction Manager (as applicable), Architect or Engineer, 
and the Contractors are all Users. Other Users may be added as necessary. 

C. Contacts: Entities identified to automatically receive specific transmissions or entities selected to receive 
specific information sent by the system through an e-mail address. 

D. Signees: Those individuals identified, by the Contractors, authorized to sign change orders and payment 
applications via electronic signature. This electronic signature is as contractually binding as an original 
signature on paper. 

1.3 SOFTWARE AND HARDWARE REQUIREMENTS 

A. Each User shall provide and maintain a computer with high-speed internet access and an email address. 

B. License(s) to Use System: State will provide licenses to use the system for this Project. 

1.4 USE OF SYSTEM 

A. Use of the system is mandatory for the documentation of the transmittal of all non-oral information, even 
if the actual transmission of the information is by another means. 
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1. The State will NOT accept faxed, emailed, and/or handwritten documentation of Requests for 
Information, Sketches, Drawings, and/or Submittals. 

B. Use of the system will be mandatory by the Contractor to send, retrieve, and respond to project processes. 

C. The State will provide each Project team member with an invitation to web-based project management 
system. 

1. The State will administer User accounts for this Project. 

D. Official Records: 

1. Documentation and records uploaded and maintained in web-based project management system will 
be the “Official Records” for the Project and the sole property of the State. 

1.5 SUBMITTALS 

A. Submit to the State the contact information, including email address, of the Contractor’s personnel that will 
administer the system on behalf of the Contractor. Identify one key personnel who will be assigned as the 
main contact throughout the project's duration. 

1.6 QUALITY ASSURANCE 

A. Instructional guides can be located within Procore’s Support Center or Quick How-to Training Videos for 
the most common tasks. 

1. Attendees shall have sufficient computer skills and previous experience with web-based project 
management software systems. 

B. Web-based support is available after logging into Procore and selecting the Support and Feedback icon:  

“  ” 

C. Web-based learning is available at Procore Learning. 

D. Acceptance via automated system notifications or audit logs extends only to the face value of the submitted 
documentation and does not constitute validation of the Contractor's submitted information. 

E. Contractor shall be solely responsible for: 

1. Training its staff on how to use the Procore and shall be at no additional costs to the contract. 
2. Validity of their information placed in Procore. 
3. Scanning of documents as necessary for the electronic submittal and attachment of necessary 

information related to Contractor’s supporting documentation. 

1.7 SYSTEM DESCRIPTION 

A. The web-based project management system is Procore (https://login.procore.com/ ). 

1. Access into the various applications within Procore will be role based. 
2. The following Procore-DSH applications shall be made available and utilized to their fullest extent 

to the Project team unless identified otherwise below: 

a. Emails. 
b. Request For Information (RFI). 
c. Submittals. 
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d. Documents. 
e. Inspections. (Response only) 
f. Incidents. 
g. Observations. (Response only) 
h. Punchlist. (Response only) 
i. Meetings. 
j. Schedule. Read only. Submit as required by contract. 
k. Daily Log.  

1) Required only if Contractor does not have a formal Daily Log process which produces 
a daily report acceptable to DSH. 

l. Photos. 
m. Drawings. 
n. Specifications. 
o. Commitments. 

1) Change Orders. View only. 
2) Request for Quotes (RFQ). (Response only) 
3) Invoicing. View only. 

3. The following Procore-DGS applications shall be made available to the Project Team: 

a. Correspondence – Inspection Request. 

B. Web-based project management system includes, at a minimum, the following features: 

1. Compilation of Project data, including Contractor, subcontractors, State, State's consultants, and 
other entities involved in Project.  

2. Access control for each entity for each workflow process, to determine entity's digital rights to create, 
modify, view, and print documents. 

3. Document workflow planning, allowing customization of workflow between Project entities. 
4. Creation, logging, tracking, and notification for Project communications including, but not limited 

to, Requests for Information, Submittals, Additional Detailed Instructions, and Change Orders. 
5. Track status of each Project communication in real time, and log time and date when responses are 

provided. 
6. Procedures for handling PDFs or similar file formats. 
7. Tracking of payment applications. 
8. Tracking of contract modifications. 
9. Creating and distributing meeting minutes. 
10. Document management such as but not limited to Drawings, Specifications, Photos, RFI’s and 

Submittals including revision control. 
11. Management of construction progress photographs. 
12. Mobile device compatibility, including smartphones and tablets. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION 

3.1 RESPONSIBILITIES 

A. Contractor is responsible for directing field personnel on the usage of Procore and specific training required 
for each team member. 

B. Contractor is responsible for supplying necessary equipment for usage of Procore. 
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C. Contractor shall have sufficient computer(s) with capabilities to access the system at their on-site and off-
site project offices, and mobile devices.  

D. Contractor’s personnel shall have sufficient computer skills required to access the Internet, log on to the 
Procore, and utilize the system. 

E. Contractor shall be solely responsible for data entry via the Procore website for the generation of project 
related documentation. 

F. All documents identified within the Contract Documents shall be managed inside the system and will be 
the Official Records for the project. 

G. All documents submitted shall be in PDF file format unless otherwise requested. 

3.2 QUALITY CONTROL 

A. Contractor is responsible for its own connectivity to the Internet. The State will not be liable for any delays 
associated from the usage of Procore including, but not limited to slow response time, down time periods, 
connectivity problems, or loss of information. Under no circumstances shall the usage of the Procore be 
grounds for a time extension or cost adjustment to the contract. 

B. The document control system shall be available for Contractor use at all times unless system maintenance 
(i.e., backups, upgrades, etc.) is being performed. System maintenance will generally be limited to non-
core business hours. In the event a Contractor’s authorized user cannot access the control system, the 
Contractor shall notify the State. In the event the control system becomes unavailable during normal 
business hours for an extended period, the Contractor may issue correspondence requiring immediate 
attention by the State in hard copy format. The hard copy correspondence must be entered into Procore  
immediately upon becoming available again. Inability by the Contractor to gain access to the Procore  for 
any reason shall not be grounds for claim. 

END OF SECTION 
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SECTION 01 32 00 

CONSTRUCTION PROGRESS DOCUMENTATION 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes administrative and procedural requirements for planning and documenting the progress of 
construction during performance of the Work, including the following: 

1. Startup construction schedule. 
2. Construction Schedule. 
3. Short Interval Schedule. 
4. Recovery Schedule. 
5. Construction schedule updating reports. 
6. Daily construction reports. 
7. Unusual event reports. 

1.2 DEFINITIONS 

A. Activity: A discrete part of a project that can be identified for planning, scheduling, monitoring, and 
controlling the construction Project. Activities included in a construction schedule consume time and 
resources. 

1. Critical Activity: An activity on the critical path that must start and finish on the planned early start 
and finish times. 

2. Predecessor Activity: An activity that precedes another activity in the network. 
3. Successor Activity: An activity that follows another activity in the network. 

B. Cost Loading: The allocation of the schedule of values for completing an activity as scheduled. The sum of 
costs for all activities must equal the total Contract Sum. 

C. CPM: Critical path method, which is a method of planning and scheduling a construction project where 
activities are arranged based on activity relationships. Network calculations determine the critical path of 
Project and when activities can be performed. 

D. Critical Path: The longest connected chain of interdependent activities through the network schedule that 
establishes the minimum overall Project duration and contains no float. 

E. Event: The starting or ending point of an activity. 

F. Float: The amount of time between earliest start date and late start date, or between earliest finish date and 
latest finish date of Schedule activities. 

G. Resource Loading: The allocation of manpower and equipment necessary for completing an activity as 
scheduled. 

1.3 INFORMATIONAL SUBMITTALS 

A. Format for Submittals: Submit required submittals in the following format: 

1. Working electronic copy of the schedule file in its native format. 
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2. PDF file. 

3. Three paper copies of sufficient size to display the entire period or schedule, as required. 

B. Startup construction schedule. 

1. Submittal of cost-loaded startup construction schedule will not constitute acceptance of schedule of 
values for cost-loaded activities. 

C. Startup Network Diagram: Of size required to display entire network for entire construction period. Show 
logic ties for activities. 

D. Contractor's Construction Schedule: Initial schedule, of size required to display entire schedule for the entire 
construction period. 

1. Submit a working digital copy of schedule, using software indicated, and labeled to comply with 
requirements for submittals. 

E. CPM Reports: Concurrent with CPM schedule, submit each of the following reports. Format for each 
activity in reports shall contain activity number, activity description, cost and resource loading, original 
duration, remaining duration, early start date, early finish date, late start date, late finish date, and total float 
in calendar days. 

1. Activity Report: List of activities sorted by activity number and then early start date, or actual start 
date if known. 

2. Logic Report: List of preceding and succeeding activities for each activity, sorted in ascending order 
by activity number and then by early start date, or actual start date if known. 

3. Total Float Report: List of activities sorted in ascending order of total float. 

4. Projected Monthly Payment Requests Report: List of Contractor’s monthly planned billings from the 
Notice to Proceed until Completion of the Work. 

F. Construction Schedule Updating Reports: Submit with Applications for Payment. 

G. Short Interval Schedule: Submit at weekly intervals. 

H. Daily Construction Reports: Submit at weekly intervals. 

I. Site Condition Reports: Submit at time of discovery of differing conditions. 

J. Unusual Event Reports: Submit at time of unusual event. 

1.4 QUALITY ASSURANCE 

A. Scheduling Conference: State may conduct conference at Project site to review methods and procedures 
related to the Contractor's Construction Schedule, including, but not limited to, the following: 

1. Review software limitations and content and format for reports. 
2. Verify availability of qualified personnel needed to develop and update schedule. 
3. Discuss constraints, including, but not limited to, phasing work, stages, area separations, interim 

milestones and beneficial occupancy. 
4. Review delivery dates for State-furnished products. 
5. Review submittal requirements and procedures. 
6. Review time required for review of submittals and resubmittals. 
7. Review requirements for tests and inspections by independent testing and inspecting agencies. 
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8. Review time required for Project closeout and State startup procedures, including commissioning 
activities. 

9. Review list of construction activities to be included in schedule. 
10. Review procedures for updating schedule. 

1.5 CONTRACTOR'S CONSTRUCTION SCHEDULE 

A. Computer Scheduling Software: Prepare schedules using current version of a program that has been 
developed specifically to manage construction schedules. 

1. Use Microsoft Project or Primavera for current Windows operating system. 

B. Time Frame: Extend schedule from date established for the Notice to Proceed to date of Final Completion. 

1. Contract completion date shall not be changed by submission of a schedule that shows an early 
completion date, unless specifically authorized by Change Order. 

C. Activities: Treat each floor or separate area as a separate numbered activity for each main element of the 
Work. Comply with the following: 

1. Activity Duration: Define activities so no activity is longer than 21 days. 
2. Indicate start and completion dates for the following as applicable: 

a. Securing of approvals and permits required for performance of the Work. 
b. Temporary facilities. 
c. Construction of mock-ups, prototypes and samples. 
d. State interfaces and furnishing of items, if any. 
e. Regulatory agency approvals. 
f. Punch list. 

3. Procurement Activities: Include procurement process activities for the long lead-time items and 
major items as separate activities in schedule. Procurement cycle activities include, but are not 
limited to, submittals, approvals, purchasing, fabrication, and delivery. 

4. Submittal Review Time: Include review and resubmittal times indicated in Section 01 33 00 
"Submittal Procedures" in schedule. Coordinate submittal review times in Contractor's Construction 
Schedule with submittal schedule. 

5. Startup and Testing Time: Include no fewer than 15 days for startup and testing. 

6. Commissioning Time: Include no fewer than 15 days for commissioning. 

7. Punch List and Completion: Include not more than 30 days for completion of punch list items and 
Completion. No activities other than Startup, Testing and/or Commissioning shall be scheduled 
during this period. 

D. Constraints: Include constraints and work restrictions indicated in the Contract Documents and as follows 
in the schedule, and show how the sequence of the Work is affected. 

E. Milestones: Include milestones indicated in the Contract Documents in schedule, including, but not limited 
to, the Notice to Proceed, Beneficial Occupancy, and Completion, and any milestones indicated in 
Document 00 73 00 “Supplementary Conditions”. 

F. Contractor's Construction Schedule Updating: At monthly intervals, update schedule to reflect actual 
construction progress and activities. Issue schedule one week prior to submitting the monthly progress 
payment application. 

1. Revise schedule immediately after each meeting or other activity where revisions have been 
recognized or made. Issue updated schedule concurrently with the report of each such meeting. 
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2. Include a report with updated schedule that indicates every change, including, but not limited to, 
changes in logic, durations, actual starts and finishes, and activity durations. 

3. As the Work progresses, indicate Completion percentage for each activity. 

G. Distribution of Accepted or No Exceptions Taken Copies: 

1. Post a copy of the updated schedule in Project meeting rooms and State’s temporary field offices. 

2. When revisions are made post in the same locations. 

1.6 SHORT INTERVAL SCHEDULE 

A. Short Interval Scheduling (SIS) shall be used throughout onsite construction activity. Interval shall be a 3-
week projection and shall include week submitted and two weeks thereafter. It shall contain sufficient detail 
to evaluate daily milestones and manpower/equipment loading and shall identify/tie into monthly updated 
Schedule. 

1.7 RECOVERY SCHEDULE 

A. When periodic update indicates the Work is 15 or more calendar days behind the current approved schedule, 
submit a separate recovery schedule indicating means by which Contractor intends to regain compliance 
with the schedule. Indicate changes to working hours, working days, crew sizes, equipment required to 
achieve compliance, and date by which recovery will be accomplished. 

B. Upon acceptance by the State, incorporate Recovery Schedule into Contractor's Construction Schedule. 

1.8 STARTUP CONSTRUCTION SCHEDULE 

A. Gantt-Chart Schedule: Submit startup, horizontal, Gantt-chart-type construction schedule within 10 days of 
date established for the Notice to Proceed. 

B. Preparation: Indicate each significant construction activity separately. Identify first workday of each week 
with a continuous vertical line. Outline significant construction activities for first 90 days of construction. 
Include skeleton diagram for the remainder of the Work and a cash requirement prediction based on 
indicated activities. 

1.9 CPM SCHEDULE REQUIREMENTS 

A. CPM Schedule: Prepare Contractor's Construction Schedule using a time-scaled CPM network analysis 
diagram for the Work. 

1. Develop network diagram in sufficient time to submit CPM schedule, so it can be accepted for use 
no later than 30 days after date established for the Notice to Proceed. 

a. Failure to include any work item required for performance of this Contract shall not excuse 
Contractor from completing all work within applicable completion dates. 

2. Use "one workday" as the unit of time for individual activities. Indicate nonworking days and 
holidays incorporated into the schedule to coordinate with the Contract Time. 

B. CPM Schedule Preparation: Prepare a list of all activities required to complete the Work. Using the startup 
network diagram, prepare a skeleton network to identify probable critical paths. 
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1. Activities: Indicate the estimated time duration, sequence requirements, and relationship of each 
activity in relation to other activities. 

2. Critical Path Activities: Identify critical path activities, including those for interim completion dates. 
Scheduled start and completion dates shall be consistent with Contract milestone dates. 

3. Processing: Process data to produce output data on a computer-drawn, time-scaled network. Revise 
data, reorganize activity sequences, and reproduce as often as necessary to produce the CPM 
schedule within the limitations of the Contract Time.  

C. Duration Modifications: 

1. For each proposed contract duration modification greater than five working days and concurrent with 
its submission, prepare a Time-Impact Analysis (TIA) using a network fragment to demonstrate the 
effect of the proposed change on the overall Project schedule. 

2. The State shall have no obligation to consider time extension request unless requirements of Contract 
Documents are complied with; the State shall not be responsible or liable to Contractor for 
constructive acceleration due to failure of the State to grant time extensions under the Contract 
Documents, should Contractor fail to comply with submission requirements and justification 
requirements of this Contract for time extension requests.  Contractor's failure to perform in 
accordance with Schedule shall not be excused because Contractor has submitted time extension 
requests, until and unless such requests are approved by the State. 

1.10 REPORTS 

A. Daily Construction Reports: Prepare a daily construction report recording the following information 
concerning events at Project site: 

1. List of subcontractors at Project site. 
2. Approximate count of personnel at Project site. 
3. Equipment at Project site. 
4. Material deliveries. 
5. High and low temperatures and general weather conditions, including presence of rain or snow. 
6. Testing and inspection. 
7. Accidents. 
8. Meetings and significant decisions. 
9. Unusual events. 
10. Stoppages, delays, shortages, and losses. 
11. Meter readings and similar recordings. 
12. Emergency procedures. 
13. Orders and requests of authorities having jurisdiction. 
14. Services connected and disconnected. 
15. Equipment or system tests and startups. 

1.11 PAYMENTS WITHHELD 

A. Progress Payments may be withheld in whole or in part should Contractor fail to comply with requirements 
of this Section. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION (Not Used) 

END OF SECTION
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SECTION 01 32 33 

PHOTOGRAPHIC DOCUMENTATION 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes administrative and procedural requirements for the following: 

1. Preconstruction photographs. 
2. Concealed Work photographs. 
3. Periodic construction photographs. 
4. Final Completion construction photographs. 

1.2 INFORMATIONAL SUBMITTALS 

A. Key Plan: Submit key plan of Project site and building with notation of vantage points marked for location 
and direction of each photograph. Indicate elevation or story of construction. Include same information as 
corresponding photographic documentation. 

B. Digital Photographs: Submit image files within seven days of taking photographs. 

1. Submit photos by uploading to web-based Project management software site. Include copy of key 
plan indicating each photograph's location and direction. 

2.  
3. Identification: Provide the following information with each image description in web-based Project 

management software site: 

a. Name and number of Project. 
b. Date photograph was taken. 
c. Description of location, vantage point, and direction. 
d. Unique sequential identifier keyed to accompanying key plan. 

1.3 FORMATS AND MEDIA 

A. Digital Photographs: Provide color images in JPG format, produced by a digital camera with minimum 
sensor size of 12 megapixels, and at an image resolution of not less than 3200 by 2400 pixels. Use flash in 
low light levels or backlit conditions. 

B. Digital Images: Submit digital media as originally recorded in the digital camera, without alteration, 
manipulation, editing, or modifications using image-editing software. 

C. Metadata: Record accurate date and time and GPS location data from camera. 

D. File Names: Name media files with date, Project number, Project area, and sequential numbering suffix. 

1.4 CONSTRUCTION PHOTOGRAPHS 

A. Photographer: 

1. Engage Contractor's Project staff to take construction photographs. 
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B. General: Take photographs with maximum depth of field and in focus. 

1. Maintain key plan with each set of construction photographs that identifies each photographic 
location. 

C. Preconstruction Photographs: Before commencement of the Work, and in the presence of the State’s 
Representative, take photographs of Project site and surrounding properties, including existing items to 
remain during construction, from different vantage points, as directed by State. 

1. Take 20 photographs to show existing conditions adjacent to property before starting the Work. 

2. Take 20 photographs of existing buildings either on or adjoining property, to accurately record 
physical conditions at start of construction. 

3. Take additional photographs as required to record settlement or cracking of adjacent structures, 
pavements, and improvements. 

D. Concealed Work Photographs: After Inspection and before proceeding with installing work that will 
conceal other work, take photographs sufficient in number, with annotated descriptions, to record nature 
and location of concealed Work, including, but not limited to, the following: 

1. Underground utilities. 

2. Under slab services. 

3. Piping. 

4. Electrical conduit. 

5. Waterproofing and weather-resistant barriers. 

E. Periodic Construction Photographs: Take 10 photographs weekly. Following suggestions by State, select 
vantage points to show status of construction and progress since last photographs were taken. 

F. Final Completion Construction Photographs: Take 20 photographs after date of Completion for submission 
as Project Record Documents. State will inform photographer of desired vantage points. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION (Not Used) 

END OF SECTION
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SECTION 01 33 00 

SUBMITTAL PROCEDURES 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 

1. Submittal schedule requirements. 

2. Administrative and procedural requirements for submittals. 

1.2 DEFINITIONS 

A. Submittals: Written and graphic information and physical samples that require State’s responsive action. 
Submittals are those submittals indicated in individual Specification Sections. Submittals may be rejected 
for not complying with requirements. 

1.3 SUBMITTAL SCHEDULE 

A. Submittal Schedule: Submit a list of submittals, arranged in chronological order by dates required by 
construction schedule. Include time required for review, ordering, manufacturing, fabrication, and delivery 
when establishing dates within the schedule. Include additional time required for making corrections or 
revisions to submittals noted by State and additional time for handling and reviewing submittals required 
by those corrections. 

1. Schedule submissions during the first 90 days after a date established for the Notice to Proceed and 
at least 21 days before dates reviewed submittals will be needed and within the time periods specified 
below. 

a. Items needed in initial stages of Work or requiring long lead-time for ordering must be 
submitted within the first 30 days. 

b. Deferred Approval submittals, for review and approval by Regulatory Agencies such as but 
not limited to Office of the State Fire Marshal, Healthcare Access and Information, and 
Division of the State Architect, have long review periods. Contact these agencies at the onset 
of the start of construction to determine the length of time for review, back-checks and 
approval, and appropriately include this time in Submittal and Construction Schedule to avoid 
delays: submit within the first 30 days. 

2. Coordinate submittal schedule with list of subcontracts, the schedule of values, and Contractor's 
construction schedule. 

3. Initial Submittal Schedule: Submit within 10 days of date established for the Notice to Proceed. 
Include submittals required during the first 90 days of construction. List those submittals required to 
maintain orderly progress of the Work and those required early because of long lead time for 
manufacture or fabrication. 

4. Final Submittal Schedule: Submit concurrently with the first complete submittal of Contractor's 
construction schedule. 

a. Submit revised submittal schedule as required to reflect changes in current status and timing 
for submittals. 
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5. Format: Arrange the following information in a tabular format: 

a. Scheduled date for first submittal. 

b. Specification Section number and title. 

c. Description of the Work covered. 

d. Scheduled date for State’s final release or approval. 

e. Scheduled dates for purchasing. 

f. Scheduled dates for installation. 

1.4 SUBMITTAL FORMATS 

A. Submittal Information: Include the following information in each submittal: 

1. Project name. 

2. Date. 

3. Name of Contractor. 

4. Name of firm or entity that prepared submittal. 

5. Unique submittal number, including revision identifier. 

6. Submittal purpose and description. 

7. Number and title of Specification Section, with paragraph number and generic name for each of 
multiple items. 

8. Drawing number and detail references, as appropriate. 

9. Indication of full or partial submittal. 

10. Location(s) where product is to be installed, as appropriate. 

11. Other necessary identification. 

12. Remarks. 

13. Signature of transmitter. 

B. Options: Identify options requiring selection by State. 

C. Deviations and Additional Information: On each submittal, clearly indicate deviations from requirements 
in the Contract Documents, including minor variations and limitations; include relevant additional 
information and revisions, other than those requested by State on previous submittals. Indicate by 
highlighting within each submittal or noting on attached separate sheet. 

D. Electronic Submittals: Prepare submittals as PDF package, incorporating complete information into each 
PDF file. Name PDF file with submittal number. 

E. Submittals Utilizing Web-Based Project Software: Prepare submittals as PDF files or other format indicated 
by Project Management Software. 

1.5 SUBMITTAL PROCEDURES 

A. Prepare and submit submittals required by individual Specification Sections. Types of submittals are 
indicated in individual Specification Sections. 
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1. Web-Based Project Management Software: Prepare submittals in PDF form, and upload to web-
based Project management software website. Enter required data in web-based software site to fully 
identify submittal. 

B. Coordination: Coordinate preparation and processing of submittals with performance of construction 
activities. 

1. Coordinate each submittal with fabrication, purchasing, testing, delivery, other submittals, and 
related activities that require sequential activity. 

2. Submit all submittal items required for each Specification Section concurrently unless partial 
submittals for portions of the Work are indicated on approved submittal schedule. 

3. Coordinate transmittal of submittals for related parts of the Work specified in different Sections, so 
processing will not be delayed because of need to review submittals concurrently for coordination. 

a. State reserves the right to withhold action on a submittal requiring coordination with other 
submittals until related submittals are received. 

C. Processing Time: Allow time for submittal review, including time for resubmittals, as follows. Time for 
review shall commence on State’s receipt of submittal. No extension of the Contract Time will be 
authorized because of failure to transmit submittals enough in advance of the Work to permit processing, 
including resubmittals. 

1. Initial Review: Allow 21 days for initial review of each submittal. Allow additional time if 
coordination with subsequent submittals is required. State will advise Contractor when a submittal 
being processed must be delayed for coordination. 

2. Intermediate Review: If intermediate submittal is necessary, process it in same manner as initial 
submittal. 

3. Resubmittal Review: Allow 21 days for review of each resubmittal. 

D. Resubmittals: Make resubmittals in same form and number of copies as initial submittal. 

1. Note date and content of previous submittal. 

2. Note date and content of revision in label or title block and clearly indicate extent of revision. 

3. Resubmit submittals until they are marked with approval notation from State’s action stamp. 

E. Use for Construction: Retain complete hard copies of submittals on Project site. Use only final action 
submittals that are marked with approval notation from State’s action stamp. 

1.6 SUBMITTAL REQUIREMENTS 

A. Product Data: Collect information into a single submittal for each element of construction and type of 
product or equipment. 

1. If information must be specially prepared for submittal because standard published data are 
unsuitable for use, submit as Shop Drawings, not as Product Data. 

2. Mark each copy of each submittal to show which products and options are applicable. 

3. Include the following information, as applicable: 

a. Manufacturer's catalog cuts. 

b. Manufacturer's product specifications. 

c. Standard color charts. 

d. Statement of compliance with specified referenced standards. 
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e. Testing by recognized testing agency. 

f. Application of testing agency labels and seals. 

g. Notation of coordination requirements. 

h. Availability and delivery time information. 

4. For equipment, include the following in addition to the above, as applicable: 

a. Wiring diagrams that show factory-installed wiring. 

b. Printed performance curves. 

c. Operational range diagrams. 

d. Clearances required to other construction, if not indicated on accompanying Shop Drawings. 

5. Submit Product Data before Shop Drawings, and before or concurrently with Samples. 

B. Shop Drawings: Prepare Project-specific information, drawn accurately to scale. Do not base Shop 
Drawings on reproductions of the Contract Documents or standard printed data. 

1. Preparation: Fully illustrate requirements in the Contract Documents. Include the following 
information, as applicable: 

a. Identification of products. 

b. Schedules. 

c. Compliance with specified standards. 

d. Notation of coordination requirements. 

e. Notation of dimensions established by field measurement. 

f. Relationship and attachment to adjoining construction clearly indicated. 

g. Seal and signature of professional engineer if specified. 

2. Paper Sheet Size: Except for templates, patterns, and similar full-size Drawings, submit Shop 
Drawings on sheets at least 8-1/2 by 11 inches, but no larger than 30 by 42 inches. 

a. Six opaque copies of each submittal. State will retain four copies; remainder will be returned. 

C. Samples: Submit physical samples for review of type, color, pattern, and texture for a check of these 
characteristics with other materials. 

1. Transmit Samples that contain multiple, related components, such as accessories together in one 
submittal package. 

2. Where size of Samples is not specified, Samples should be of sufficient size and quantity to clearly 
illustrate functional characteristics of product or material, with integrally related parts and attachment 
devices. 

3. Identification: Permanently attach label on unexposed side of Samples that includes the following: 

a. Project name and submittal number. 

b. Generic description of Sample. 

c. Product name and name of manufacturer. 

d. Sample source. 

e. Number and title of applicable Specification Section. 

f. Specification paragraph number and generic name of each item. 
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4. Web-Based Project Management Software: Prepare submittals to accompany Samples in PDF form, 
and upload to web-based Project software website. Enter required data in web-based software site to 
fully identify submittal. 

5. Paper Transmittal: Include paper transmittal to accompany Samples, including complete submittal 
information indicated. 

6. Disposition: Maintain sets of approved Samples at Project site, available for quality-control 
comparisons throughout the course of construction activity. Sample sets may be used to determine 
final acceptance of construction associated with each set. 

D. Qualification Data: Prepare written information that demonstrates capabilities and experience of firm or 
person. Include lists of completed projects with project names and addresses, contact information of 
architects and owners, and other information specified. 

E. Design Data: Prepare and submit written and graphic information indicating compliance with indicated 
performance and design criteria in individual Specification Sections. Include list of assumptions and 
summary of loads. Include load diagrams if applicable. Provide name and version of software, if any, used 
for calculations. Number each page of submittal. 

1.7 DELEGATED-DESIGN SERVICES 

A. Performance and Design Criteria: Where professional design services or certifications by a design 
professional are specifically required of Contractor by the Contract Documents, provide products and 
systems complying with specific performance and design criteria indicated. 

1. If criteria indicated are insufficient to perform services or certification required, submit a written 
request for additional information to State. 

B. Delegated-Design Services Certification: In addition to Shop Drawings, Product Data, and other required 
submittals, submit digitally signed PDF file and three paper copies of certificate, signed and sealed by the 
responsible design professional, for each product and system specifically assigned to Contractor to be 
designed or certified by a design professional. 

1. Indicate that products and systems comply with performance and design criteria in the Contract 
Documents. Include list of codes, loads, and other factors used in performing these services. 

1.8 CONTRACTOR'S REVIEW 

A. Action Submittals and Informational Submittals: Review each submittal and check for coordination with 
other Work of the Contract and for compliance with the Contract Documents. Note corrections and field 
dimensions. Mark with approval stamp before submitting to State. 

B. Contractor's Approval: Indicate Contractor's approval for each submittal with. Include name of reviewer, 
date of Contractor's approval, and statement certifying that submittal has been reviewed, checked, and 
approved for compliance with the Contract Documents. 

1. State will not review submittals received from Contractor that do not have Contractor's review and 
approval. 
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1.9 STATE’S REVIEW 

A. Submittals: State will review each submittal, indicate corrections or revisions required, and return. 

1. Submittals by Web-Based Project Management Software: State will indicate, on Project management 
software website, the appropriate action. 
a. Actions taken by indication on Project management software website have the following 

meanings: 

1) No Exception Taken: Where the submittal is marked "No Exception Taken," the Work 
covered by the submittal may proceed, provided it complies with the Contract 
Documents. Final acceptance will depend on that compliance. 

2) Exception, See Comments: Where the submittal is marked "Exception, See Comments," 
the Work covered by the submittal may proceed, provided it complies both with State’s 
notations and corrections on the submittal and the Contract Documents. Final 
acceptance will depend on that compliance. 

3) Revise and Resubmit: Where the submittal is marked "Revise and Resubmit," do not 
proceed with the Work covered by the submittal, including purchasing, fabrication, 
delivery, or other activity for the product submitted. Revise or prepare a new submittal 
according to State’s notations and corrections. 

4) Rejected: Where the submittal is marked "Rejected," do not proceed with the Work 
covered by the submittal. Prepare a new submittal for a product that complies with the 
Contract Documents. 

B. Partial submittals prepared for a portion of the Work will be reviewed when use of partial submittals has 
received prior approval from State. 

C. Incomplete submittals are unacceptable, will be considered nonresponsive, and will be returned for 
resubmittal without review. 

D. State will return without review submittals received from sources other than Contractor. 

E. Submittals not required by the Contract Documents will be returned by State without action. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION (Not Used) 

END OF SECTION
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SECTION 01 35 16 

ALTERATION PROJECT PROCEDURES 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes special procedures for alteration work shown on Drawings and specified in Sections 
pertaining to crafts or trades involved. 

1.2 DEFINITIONS 

A. Alteration Work: This term includes remodeling, renovation, repair, and maintenance work performed 
within existing spaces or on existing surfaces as part of the Project. 

B. Consolidate: To strengthen loose or deteriorated materials in place. 

C. Deconstruction: To remove by disassembling or detaching an item from a surface, using gentle methods 
and equipment to prevent damage to the item and surfaces; disposing of items unless indicated to be 
salvaged or reinstalled. 

D. Match: To blend with adjacent construction and manifest no apparent difference in material type, species, 
cut, form, detail, color, grain, texture, or finish; as approved by State. 

E. Refinish: To remove existing finishes to base material and apply new finish to match original, or as 
otherwise indicated. 

F. Repair: To correct damage and defects, retaining existing materials, features, and finishes. This includes 
patching, piecing-in, splicing, consolidating, or otherwise reinforcing or upgrading materials. 

G. Replace: To remove, duplicate, and reinstall entire item with new material. The original item is the pattern 
for creating duplicates unless otherwise indicated. 

H. Replicate: To reproduce in exact detail, materials, and finish unless otherwise indicated. 

I. Reproduce: To fabricate a new item, accurate in detail to the original, and from either the same or a similar 
material as the original, unless otherwise indicated. 

J. Retain: To keep existing items that are not to be removed or dismantled. 

K. Strip: To remove existing finish down to base material unless otherwise indicated. 

1.3 COORDINATION 

A. Alteration Work: Coordinate sequence of alteration work activities to accommodate the following: 

1. State’s continuing occupancy of all or portions of existing building. 

a. Interference with or inconvenience to occupants shall be kept to a minimum. This includes 
noise disturbances and ongoing support operations for the staff and occupants of the facility. 
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2. State’s partial occupancy of completed Work. 

3. Pedestrian and Vehicular Circulation  

4. Tests and inspections. 

5. Utility Services: Coordinate shutoff, capping, and continuation of utility services. 

6. Other known work in progress. 

1.4 MATERIALS OWNERSHIP 

A. Historic items, relics, and similar objects including, but not limited to, cornerstones and their contents, 
commemorative plaques and tablets, antiques, and other items of interest or value to State that may be 
encountered or uncovered during the Work, regardless of whether they were previously documented, 
remain State’s property. 

1. Notify the State when these objects are encountered. 

2. Carefully dismantle and salvage each item or object in a manner to prevent damage and protect it 
from damage. 

3. Promptly deliver it to State where directed at Project site. 

1.5 SUBMITTALS 

A. Preconstruction Documentation: Show preexisting conditions of adjoining construction and site 
improvements that are to remain, including finish surfaces, that might be misconstrued as damage caused 
by Contractor's alteration work operations. 

1. Submit itemized list of defects or damages, including items such as but not limited to, glass, window 
screens, drywall, salvage items, paving, walks, etc. 

1.6 QUALITY ASSURANCE 

A. Specialist Qualifications: An experienced firm regularly engaged in specialty work similar in nature, 
materials, design, and extent to alteration work as specified in each Section. 

1.7 FIELD CONDITIONS 

A. Survey of Existing Conditions: Record existing conditions that affect the Work. 

1. Comply with requirements specified in Section 01 32 33 "Photographic Documentation." 

B. Work Layout: Comply with requirements specified in Section 01 31 00 “Project Management and 
Coordination”. 

C. Discrepancies: Notify State of discrepancies between existing conditions and Drawings before proceeding 
with removal and dismantling work. 

D. At completion of the Work, defects not noted on the itemized list or not verifiable from the Survey of 
Existing Conditions shall be corrected or replaced at no cost to the State. 
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PART 2 - PRODUCTS - (Not Used) 

PART 3 - EXECUTION 

3.1 PROTECTION 

A. Protect persons, motor vehicles, surrounding surfaces of building, building site, plants, and surrounding 
buildings from harm resulting from alteration work. 

1. Use only proven protection methods, appropriate to each area and surface being protected. 

2. Provide temporary barricades, barriers, and directional signage to exclude the public from areas 
where alteration work is being performed. 

3. Erect temporary barriers to form and maintain fire-egress routes. 

4. Erect temporary protective covers over walkways and at points of pedestrian and vehicular entrance 
and exit that must remain in service during alteration work. 

5. Contain dust and debris generated by alteration work, and prevent it from reaching the public or 
adjacent surfaces. If indicated on Drawings, temporary dust-retarding partitions and barricades shall 
be built around work areas. 

6. Provide shoring, bracing, underpinning, and supports as necessary. Do not overload structural 
elements. 

7. Protect floors and other surfaces along hauling routes from damage, wear, and staining. 

8. Provide supplemental sound-control treatment to isolate demolition work from other areas of the 
building. 

B. Temporary Protection of Materials to Remain: 
1. Protect existing materials with temporary protections and construction. Do not remove existing 

materials unless otherwise indicated. 
2. Do not attach temporary protection to existing surfaces except as indicated as part of the alteration 

work program. 

C. Comply with each product manufacturer's written instructions for protections and precautions. Protect 
against adverse effects of products and procedures on people and adjacent materials, components, and 
vegetation. 

D. Utility and Communications Services: 

1. Notify State, authorities having jurisdiction, and entities owning or controlling wires, conduits, pipes, 
and other services affected by alteration work before commencing operations. 

2. Disconnect and cap pipes and services as required by authorities having jurisdiction, as required for 
alteration work. 

3. Maintain existing services unless otherwise indicated; keep in service, and protect against damage 
during operations. Provide temporary services at Contractor's expense during interruptions to 
existing utilities. 

4. Provide temporary construction lighting and power, as required, in areas where Work is being 
performed when normal site power is disrupted. 

E. Condition of Existing Building: Maintain portions of existing building affected by construction operations 
in a weathertight condition throughout construction period. Repair damage caused by construction 
operations. 
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F. Condition of Existing Grounds: Maintain portions of existing grounds, landscaping, and hardscaping 
affected by construction operations throughout construction period. Repair damage caused by construction 
operations. 

G. Existing Drains: Prior to the start of work in an area, test drainage system to ensure that it is functioning 
properly. Notify State immediately of inadequate drainage or blockage. Do not begin work in an area until 
the drainage system is functioning properly. 

1. Prevent solids such as adhesive or mortar residue or other debris from entering the drainage system. 
Clean out drains and drain lines that become sluggish or blocked by sand or other materials resulting 
from alteration work. 

2. Protect drains from pollutants. Block drains or filter out sediments, allowing only clean water to pass. 

H. Existing Roofing: Prior to the start of work in an area, install roofing protection to prevent damage to 
existing roofing system. 

3.2 GENERAL ALTERATION WORK 

A. Replace, patch and finish in kind, adjacent surfaces or features displaced or disturbed in performance of 
alteration work.  Broken and cut units shall be replaced with whole units. 

B. Except as otherwise shown or specified, join new work to existing work to match similar existing adjoining 
work.  Prepare existing surfaces to receive new work. 

C. Materials and equipment shall be delivered, and rubbish removed, through passages designated by the State.  
Deliveries of materials and equipment to jobsite shall be made with a Contractor's representative present. 

D. Keep corridors and entrances for use of occupants, and reasonable access thereto, clear of building 
materials, refuse, and the like. 

END OF SECTION 
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SECTION 01 35 53 

SECURITY PROCEDURES 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 

1. Special requirements for California Department of State Hospitals project applicable to the 
Department of State Hospitals – Metropolitan; hereinafter referred to as Site. Security regulations 
include, but are not limited to, the given provisions in this Section. 

1.2 DEFINITIONS 

A. Site Representative: An employee of the California Department of State Hospitals who is assigned to the 
Project to maintain required security procedures on the Project Work Site. 

B. Construction Personnel: Any individual person, employed directly or indirectly by the Contractor to 
perform work or provide services in connection with the Work of this Contract. 

1.3 SUBMITTALS 

A. Contractor shall seek security clearance as early as possible to avoid scheduling delays and no later than 10 
calendar days after Notice to Proceed. 

B. Security Clearance: Those working at the Site must seek clearance by taking the following steps. 

1. Contractor and Contractor’s staff must be able to pass a background check with the State of 
California to be eligible for a contractor identification badge (ID). The ID badge will allow the 
contractor to act as an independent service provider. Contractor and service staff, if applicable, shall 
submit to the background check within ten (10) business days upon execution of the contract and 
provide DSH with proof of submission. Failure to do so will result in termination of the contract. 

2. Background check shall be completed at the Contractor’s expense. The Contractor and service staff 
shall submit to a LIVE SCAN background check at the Contractor’s choice of Law Enforcement 
Agency. The LIVE SCAN location must be approved by the California Department of Justice (DOJ). 
It is the responsibility of the Contractor to obtain DSH – Metropolitan’s ORI number, which will 
direct the return results to DSH – Metropolitan. Contractor shall obtain a Request for LIVE SCAN 
Service Form and provide their full legal name to the DSH – Metropolitan Human Resources 
Department, which will include the hospital’s ORI number, for the law enforcement agency 
conducting the LIVE SCAN process. Allow 14 calendar days for security clearance, prior to new 
employee being permitted on Project site. 

a. Live Scan Locations: https://oag.ca.gov/fingerprints/locations. 

3. Prior arrest/conviction record may or may not affect the eligibility of a worker. The Superintendent 
of the Hospital will decide in each individual case. The Hospital stresses that the Contractor's 
personnel should be as truthful and divulging as possible to assist in these decisions. Information 
about work arrest/conviction records will be kept confidential.  
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4. After findings are submitted to the Site by DOJ, a Site Representative will provide notification of 
access approval or denial. 

a. If an individual is approved, inform the Site Representative of the first date that individual is 
expected to be on Site. Site Representative will facilitate an appointment for that individual to 
have their photo taken at the Site’s Employment Office, to receive the appropriate badge. 
Submit to the Hospital a minimum of 24 hours before commencing work of that trade. 

b. Individual’s security clearance will be continuously monitored by the DOJ for the duration of 
their participation in the Project.  

c. Workers are subject to eviction from the Hospital at any time when a question of security 
clearance arises. Eviction for this reason is not a statement as to the character of the employee 
being evicted. Allow 30 days to verify security clearance where a question has arisen.  

1.4 SECURITY 

A. General: Site has patients which may occupy the same general area as Contractor's work area.  

B. The Contractor shall include in the bid all costs necessary to accommodate Hospital Police Officer Escorts 
in the inventories (tool checks), security clearances, described within, to the satisfaction of the Hospital 
Police Officer.  

1. The Contractor shall make allowances in bid for delays caused by routine gate inspections and 
checking in and out.  

2. The Contractor shall allow up to 1 hour each way for access arrival/departure of employees and 
material to and from Hospital grounds. 

C. During the time of this Contract, the Hospital will maintain Hospital Police Officers at the Project site for 
protection of persons and properties, at no charge to the Contractor, while work is actually being performed 
during regular work hours. Should the Contractor have no work force present on any particular scheduled 
workday, the Contractor will be required to pay Hospital guarding costs for each missed workday; unless 
the Contractor notifies the Hospital, through the Project Manager, at least 24 hours in advance of each 
particular scheduled workday on which the Contractor expects no work force to be present. 

D. Cooperation: Cooperate with the Site authorities, observe and comply with all regulations presently in force 
on the Site, and do not cause interference with operations of existing or completed areas of the Site. 

E. State of Emergency: If State deems it necessary to declare a State of Emergency, work may be curtailed or 
terminated for duration of said emergency. Requests for additional compensation for occurrences of State 
of Emergency will not be considered. 

F. Personnel: Contractor will be responsible for ensuring that its personnel read and comply with Site 
regulations.  

1. Contractor's personnel will be required to sign in and out at the Plant Operations Office daily.  

2. All personnel must enter the Secure Treatment Area (STA) through the Sallyport. 

a. All contractors and their subcontractors must have prior authorization before entering the 
STA.  

b. Construction personnel will not be permitted into any occupied area without being escorted at 
all times by a State Representative or being issued a contractor's badge. 

3. Contractor's personnel will be required to work in clothing different from that worn by the patients. 
Khaki, beige, or brown clothing, will not be allowed. 

4. Contractor's personnel will be required to wear Hospital issued ID badges at all times.  
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5. Search of one’s person is not normally required. However, the Hospital reserves the right to search 
Contractor's personnel when there is probable cause, as determined by the Hospital. 

G. No firearms, narcotics, drugs, intoxicants, ammunition, knives, handcuffs, alarm keys, cellular telephones, 
smart watches, cameras, audio recording devices, explosives or other restricted materials will be allowed 
on the premises.  

H. Occupied Facilities: Occupied facilities are those facilities, existing or new, which have employee or patient 
occupants. The following restrictions apply to all occupied areas.  
1. Contractor’s Personnel will not be permitted into any occupied area without being escorted at all 

times by a Site Representative. 
2. Personnel going into occupied areas must have both Contractor identification and valid California 

identification. 
3. Work conducted in occupied portions of Site must be carefully coordinated with Site Representative 

at minimum 48 hours in advance to allow scheduling of escorts. 
4. Restrictions may be placed on quantity and type of tools and materials taken by construction workers 

into occupied areas. Workers will be required to account for tools and materials taken into occupied 
areas every time workers with escorts depart for breaks, meals, or end of workday. 

5. Occupied areas operate on a round-the-clock basis. Conduct operations so as not to interrupt or 
disrupt the functioning of occupants or Central Plant.  All work which will affect the operation of the 
Site must be scheduled 48 hours in advance and be accepted by State. 

I. Vehicle Security: 

1. All persons shall remove ignition keys from their vehicles when they are out of vehicle.   

2. Contractor's equipment shall be rendered temporarily inoperative when not in use, by locking and/or 
other means. 

J. Vehicles, equipment, and supplies entering State property may be given a cursory inspection by State 
personnel each time they enter or leave the Site.  Vehicles, equipment, and supplies may also be thoroughly 
searched when State staff determines this as a necessity. 

K. Deliveries: When scheduling delivery of materials or equipment to site other than during Normal Work 
Hours, alert State one working day ahead of delivery so that arrangements can be made to provide entrance 
to Site.  Contractor must have a representative present to receive deliveries.  

1.5 USE OF PROPERTY 

A. Confine Project operations to areas shown on Project Drawings. State will coordinate use of property areas 
with Contractor to ascertain that Contractor's needs are fulfilled to fullest extent possible within project 
constraints and Site regulations. 

1. Access to Site shall be as directed by State. 

B. Material storage, shop facilities, and the like, shall be located as near to the working areas as Hospital Police 
regulations permit. However, entering and exiting of Hospital grounds from and to lay-down, material 
storage, fabrication, and tool storage areas will be required. Clear access for emergency vehicles shall be 
maintained at all times.  

1. The Chief of Plant Operations III, or Chief’s designee, will designate an appropriate material storage, 
tool storage or shop facility area, and the like, on Hospital grounds for the Contractor's use.  

2. Materials, supplies, and persons shall be subject to inspection by Hospital Police Officers at 
Sallyport(s) before entering or leaving Hospital grounds. 
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C. Keep construction access under custodial control and always locked to maintain Site security. Provide 
construction access keys to the Site Representative or Plant Operations as directed.  

D. No open burning or trash dumping will be allowed. 

E. Parking area will be provided by State for general contractor employee parking. Cars parked in this area 
may not be searched on a daily basis but will be subject to search as required by State. 

1.6 MATERIALS, TOOLS, AND EQUIPMENT 

A. Prior to the start of construction, meet with the Hospital Police Tool Control Office to discuss Tool Control 
and inventory requirements.  

B. All tools stored and utilized inside the controlled area (STA and designated areas/units outside the STA) 
shall be registered with Hospital Police Tool Control.  

1. A tool control binder is required for each controlled area. The binder will have all the necessary 
paperwork to assist staff in conducting tool control, accountability, and reporting.  

2. The binder will be kept with the tools and readily available for inspection by the Hospital Police. 

C. Tools shall be stored at close of working hours and located in a place of security provided by Contractor, 
as accepted and directed by Site Representative or Plant Operations. 

D. Use of explosive powered tools and other explosives shall be by special arrangement with State. 

E. Report to Hospital Police, immediately on discovery, any loss of tools, equipment, or materials stored or 
used on Site.  State will not be responsible for losses due to theft or otherwise. 

F. Custodial control shall be maintained for volatiles, quick evaporating liquids, alcoholic base thinners, 
cutting instruments and tools, files, ropes and ladders. Custodial regulations may require alteration as job 
progresses as directed by State.  

1. The Contractor is responsible for missing tools. In the event of missing tools, the expense of search 
by Hospital Police staff shall be paid for by the Contractor.  

2. Lunch boxes, toolboxes and vehicles are inspected on a regular basis, as determined by the Hospital 
Police staff.  

G. Debris loading into trucks or dumpsters shall be observed by a Hospital Police Officer. In the event an 
officer is not notified and present to view a loading, the Contractor shall remove the debris from the truck 
or dumpster to the satisfaction of the officer in order to make an inspection. Costs for such actions shall be 
paid for by the Contractor. 

H. The Contractor will be required to provide the Hospital, or its representative, with a master inventory list 
of tools brought into the Hospital. These tools, and the like, shall be stored in locked boxes outside Hospital 
gates. 

I. Under the administration of the Hospital Police Officer Escorts, the master inventory list will be checked 
once at beginning of each work period, once during work period, once again at end of work period, and at 
any time as determined by the Hospital Police Officer. Master inventory list will be held by Hospital Police 
Officer Escorts. Hospital Police Officer Escorts shall report lost or broken tools to their Supervisor. This 
loss shall also be reported on "Loss of Tools Report" form, to be completed by the Contractor. 
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J. Tools and equipment not necessary for completion of Project should be removed from vehicles and 
toolboxes prior to arriving at The Hospital. Removal of unnecessary tools and equipment will facilitate 
required searches. 

K. Broken tools shall be disposed of off Hospital grounds. The Contractor shall also ensure that metals, or 
other items deemed dangerous in the opinion of the Hospital, are stored away, and protected from patient 
pilferage. 

L. Mismanagement of tools, equipment or materials will result in the Contractor's personnel being removed 
and barred from Hospital property. The Hospital reserves the right to determine any mismanagement 
concerned. 

M. The following tools are considered "escape priority tools" and shall be color coded by the Contractor, as 
directed by the Hospital.  

1. The Contractor shall notify Hospital personnel prior to use of the following items. 

a. Hacksaws. 
b. Bolt cutters. 
c. Oxygen-acetylene equipment. 
d. Hydraulic jacks. 
e. Blocks and tackles. 
f. Ropes. 
g. Ladders over 6 feet. 
h. Portable scaffolds. 
i. Files. 
j. Steel pipe cutters. 
k. Pneumatic jackhammers with equipment. 
l. Welding torches and cutting tips. 
m. Impact hammers and bits. 
n. Powder activated tools. 
o. Any other tools as designated by the Hospital. 

2. Items including, but not limited to the following, are considered dangerous tools and stock: 

a. Knives. 
b. Hatchets. 
c. Axes. 
d. Chisels. 
e. Hammers. 
f. Screwdrivers. 
g. Prick punches. 
h. Scribes. 
i. Sharp pointed tools. 
j. Electric grinders and/or belt grinders. 
k. Shears and scissors. 
l. Grinders, stationary or portable. 
m. Shears - metal cutting (capable of shearing 1/16" metal stock). 
n. Plexiglass, plastic, or fiberglass. 
o. Any other tools as designated by the Hospital. 

N. Control of Hacksaw, Do-All Saw, and Bandsaw Blades:  The Contractor shall notify the Hospital prior to 
bringing hacksaws, do-all saws and/or bandsaw blades onto Hospital grounds. Controlled items will be 
issued and stored in accordance with Hospital policy. Lost blades or missing parts of broken blades shall 
be reported to the Hospital Police Officer Escort. Under no circumstances shall blades be brought into the 
Hospital other than through outlined procedure. 
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O. Use and Control of Ladders:  Ladders shall be used and transported under direct and constant supervision 
of Hospital personnel. Ladders 6 feet in height and over, and which are not in use, shall be under chain and 
padlock furnished by the Contractor. They shall be accounted for on a daily basis. At the end of workday, 
ladders shall be stored in an area designated by the Hospital. 

P. Use and Control of Scaffolding:  The Contractor shall notify the Hospital Police Officer Escort prior to 
scaffolding being used in order that clearances may be obtained. When it is necessary to leave scaffolding 
at the project site overnight or longer, the Hospital Police Coordinator will be notified so that he/she may 
evaluate security precautions that must be taken in the area that the scaffolding is to be left. Scaffolding 
shall be placed in an area which provides adequate security measures, as determined by the Hospital. 
Scaffold shall be securely chained and padlocked in such a manner to prevent it from being moved. Chain 
and padlocking devices shall encompass more than single rungs or struts of scaffolding and thereby provide 
adequate protection from becoming freed from such security. When not in use on project site, scaffolding 
shall be broken down and stored in an area designated by Hospital Police Coordinator. Chains shall be 
furnished by the Contractor. Locks shall be furnished by Hospital Police Officer. 

Q. Locks on equipment, toolboxes, ladders and scaffolding shall be installed by the Contractor to the 
satisfaction of the Hospital Police staff. 

R. Gang boxes for storage of tools shall be specially constructed to allow for "shadow boards" or other means 
to quickly identify contents by Hospital Police staff. 

S. Storage Tools/Materials in Occupied patient housing units:  Hand tools may be secured in gang box and 
then secured in unoccupied patient rooms as directed by Hospital Police staff. Power tools, ropes, cutting 
outfit tips and other tools that will not fit in gang box shall be stored outside of patient housing unit in area 
designated by Hospital Police Coordinator. Welding torches shall be broken down to separate gas tank from 
cutting tip. Tips may be secured in tool room, but gas tank shall not be stored inside security perimeter. 

T. Storage Tools/Materials in Unoccupied patient housing units:  Hand tools may be secured in gang box and 
left inside of unoccupied housing units which is being worked on by the Contractor. Power and other larger 
tools that cannot be secured in gang box may be left overnight in unit which will be secured by Hospital 
Police staff at end of workday. Ropes, ladders over 6 feet in height, cutting/welding torches and other 
equipment designated by Hospital Police staff shall be stored in area designated by Hospital Police staff. 
Welding torches shall be broken down to separate gas tank from cutting tip. Tips may be secured in tool 
room, but gas tank shall not be stored inside security perimeter. Hacksaw, bandsaw, and do-all blades shall 
be stored as previously described. 

U. Debris, waste materials, and other trash resulting from work of this project, shall be disposed of daily. 
Disposal shall be off of State property and the Contractor shall pay fees required for use of public dumps. 
Burning on State property is prohibited. Containers/dumpsters in which debris is placed will be subject to 
clearance by Hospital Police Officers as stated in Article 1.6 of this Section. Arrangements for outside 
waste companies to enter Hospital grounds to pick-up/drop-off dumpsters shall be made with the Hospital 
Police Coordinator. Dumpsters shall be off Project site by no later than 3:00pm. 

1.7 SAFETY PRECAUTIONS 

A. Materials Hazardous to Patients: Prevent access by patients to hazardous materials, such as pieces of pipe, 
conduit, reinforcing bars, wire, cords, rope, bricks, broken concrete, or other material.  Remove hazardous 
spilled liquid materials immediately. 

B. Oxygen and acetylene cylinders shall be protected by fastening to walls or rigid posts, with screw caps 
replaced at end of each day. 
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1.8 CAMERAS AND AUDIO OR VISUAL RECORDING DEVICES 

A. Cameras (no cell phones)/filming equipment are not allowed on the hospital grounds without Executive 
Director/designee approval. Hospital Police Department (HPD) Officers have the authority to record 
incidents as they occur without prior approval from, or notification given to those involved in the incident 
when compliant with state and federal guidelines. 

1. Under no circumstances shall any individual be permitted to use the camera/video function of any 
devices, such as personal cellular telephones, electronic tablets, Google Glass, or other electronic 
devices to capture any images of patients, patient living areas, security perimeters, etc., unless 
explicitly approved in writing for a specified business purpose signed by the Executive Director. 

2. This prohibition includes posting photos on public/private hosted internet websites, cloud storage 
and file sharing sites (such as Dropbox, Google Drive, OneDrive, Box, SkyDrive, SparkleShare, et 
cetera) and social media sites (such as Facebook, Instagram, Twitter, Flickr, Google Plus, Reddit, 
LinkedIn, et cetera). 

3. All photos, approved and unapproved, are prohibited from posting photos on public/private hosting 
sites or cloud storage, including but not limited to, Facebook, Instagram, Twitter, Flickr, et cetera. 

4. Any photographs containing patient identifiable information are covered by HIPAA and must be 
protected in the same manner as any patient clinical documentation. 

5. No person is to record any conversations, pursuant to Penal Code Section 632 Invasion of Privacy, 
on hospital grounds without first having obtained the consent of all those employees/patients/visitor 
present (with the exception of HPD/OSI Officers recording incidents). 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION (Not Used) 

END OF SECTION
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SECTION 01 40 00 

QUALITY REQUIREMENTS 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes administrative and procedural requirements for quality assurance and quality control. 

B. Testing and inspection services are required to verify compliance with requirements specified or indicated. 
These services do not relieve Contractor of responsibility for compliance with the Contract Document 
requirements. 

1.2 DEFINITIONS 

A. Field Quality-Control Tests and Inspections: Tests and inspections that are performed on-site for installation 
of the Work and for completed Work. 

B. Installer/Applicator/Erector: Contractor or another entity engaged by Contractor as an employee, 
subcontractor, or sub-subcontractor, to perform a particular construction operation, including installation, 
erection, application, assembly, and similar operations. 

1. Use of trade-specific terminology in referring to a Work result does not require that certain 
construction activities specified apply exclusively to specific trade(s). 

C. Preconstruction Testing: Tests and inspections performed specifically for Project before products and 
materials are incorporated into the Work, to verify performance or compliance with specified criteria. 
Unless otherwise indicated, copies of reports of tests or inspections performed for other than the Project do 
not meet this definition. 

D. Product Tests: Tests and inspections that are performed by a nationally recognized testing laboratory 
(NRTL) according to 29 CFR 1910.7, by a testing agency accredited according to NIST's National 
Voluntary Laboratory Accreditation Program (NVLAP), or by a testing agency qualified to conduct product 
testing and acceptable to authorities having jurisdiction, to establish product performance and compliance 
with specified requirements. 

E. Source Quality-Control Tests and Inspections: Tests and inspections that are performed at the source (e.g., 
plant, mill, factory, or shop). 

F. Testing Agency: An entity engaged to perform specific tests, inspections, or both. The term "testing 
laboratory" shall have the same meaning as the term "testing agency." 

G. Quality-Assurance Services: Activities, actions, and procedures performed before and during execution of 
the Work, to guard against defects and deficiencies and substantiate that proposed construction will comply 
with requirements. 

H. Quality-Control Services: Tests, inspections, procedures, and related actions during and after execution of 
the Work, to evaluate that actual products incorporated into the Work and completed construction comply 
with requirements. Contractor's quality-control services do not include contract administration activities 
performed by State.  



   
 

 QUALITY REQUIREMENTS 
01/02/2026 01 40 00 - 2 PROJECT NO # 26-20063-000 

1.3 CONFLICTING REQUIREMENTS 

A. Conflicting Standards and Other Requirements: If compliance with two or more standards or requirements 
is specified and the standards or requirements establish different or conflicting requirements for minimum 
quantities or quality levels, inform the State regarding the conflict. Use the requirement(s) that is/are more 
stringent and/or of higher quality and/or higher quantity. 

1.4 SUBMITTALS 

A. Reports: Prepare and submit certified written reports, products test reports, and documents as required 
and/or specified. 

B. Permits, Licenses, and Certificates: For State’s record, submit copies of permits, licenses, certifications, 
inspection reports, releases, jurisdictional settlements, notices, receipts for fee payments, judgments, 
correspondence, records, and similar documents established for compliance with standards and regulations 
bearing on performance of the Work. 

1.5 REPORTS AND DOCUMENTS 

A. Manufacturer's Technical Representative's or Factory-Authorized Service Representative's Field Reports: 
Prepare written information documenting manufacturer's technical representative's tests and inspections 
specified in other Sections. Include the following: 

1. Name, address, telephone number, and email address of technical representative making report. 
2. Statement on condition of substrates and their acceptability for installation of product. 
3. Statement that products at Project site comply with requirements. 
4. Summary of installation procedures being followed, whether they comply with requirements and, if 

not, what corrective action was taken. 
5. Results of operational and other tests and a statement of whether observed performance complies 

with requirements. 
6. Statement of whether conditions, products, and installation will affect warranty. 
7. Other required items indicated in individual Specification Sections. 

1.6 QUALITY ASSURANCE 

A. Qualifications paragraphs in this article establish the minimum qualification levels required; individual 
Specification Sections specify additional requirements. 

B. Manufacturer Qualifications: A firm experienced in manufacturing products or systems similar to those 
indicated for this Project and with a record of successful in-service performance, as well as sufficient 
production capacity to produce required units. As applicable, procure products from manufacturers able to 
meet qualification requirements, warranty requirements, and technical or factory-authorized service 
representative requirements. 

C. Fabricator Qualifications: A firm experienced in producing products similar to those indicated for this 
Project and with a record of successful in-service performance, as well as sufficient production capacity to 
produce required units. 

D. Installer Qualifications: A firm or individual experienced in installing, erecting, applying, or assembling 
work similar in material, design, and extent to that indicated for this Project, whose work has resulted in 
construction with a record of successful in-service performance.  See individual technical specifications for 
project specific requirements. 
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E. Professional Engineer Qualifications: A professional engineer who is legally qualified to practice in the 
State of California or jurisdiction where Project is located, and who has minimum of five years of 
experience in providing engineering services of the kind indicated. Engineering services are defined as 
those performed for installations of the system, assembly, or product that is similar in material, design, and 
extent to those indicated for this Project. 

F. Manufacturer's Technical Representative Qualifications: An authorized representative of manufacturer who 
is trained and approved by manufacturer to observe and inspect installation of manufacturer's products that 
are similar in material, design, and extent to those indicated for this Project. 

G. Factory-Authorized Service Representative Qualifications: An authorized representative of manufacturer 
who is trained and approved by manufacturer to inspect, demonstrate, repair, and perform service on 
installations of manufacturer's products that are similar in material, design, and extent to those indicated for 
this Project. 

1.7 QUALITY CONTROL 

A. State Responsibilities: Where quality-control services are indicated as State’s responsibility, State will 
engage a qualified testing agency to perform these services. 

1. Costs for retesting and reinspecting construction that replaces or is necessitated by Work that failed 
to comply with the Contract Documents will be charged to Contractor, and the Contract Sum will be 
adjusted by Change Order. 

2. Tests and inspections shall be performed by State’s testing laboratory in conformance with California 
Code of Regulations, Title 24 as noted in individual specifications sections. 

B. Contractor Responsibilities: Perform additional quality-control activities, whether specified or not, to verify 
and document that the Work complies with requirements. 

1. Unless otherwise indicated, provide quality-control services specified and those required by 
authorities having jurisdiction. Perform quality-control services required of Contractor by authorities 
having jurisdiction, whether specified or not. 

2. Engage a qualified testing agency to perform quality-control services. 

a. Contractor shall not employ same entity engaged by State, unless agreed to in writing by State. 
b. Testing, Adjusting, and Balancing of Systems:  These services shall be provided by approved 

testing organization in conformance with requirements for services specified in individual 
sections pertaining to each system. 

3. Where quality-control services are indicated as Contractor's responsibility, submit a certified written 
report, in duplicate, of each quality-control service. 

4. Testing and inspection requested by Contractor and not required by the Contract Documents are 
Contractor's responsibility. 

5. Submit additional copies of each written report directly to authorities having jurisdiction, when they 
so direct. 

C. Manufacturer's Field Services: Where indicated, engage a factory-authorized service representative to 
inspect field-assembled components and equipment installation, including service connections. Report 
results in writing as specified in Section 01 33 00 "Submittal Procedures." 

D. Manufacturer's Technical Services: Where indicated, engage a manufacturer's technical representative to 
observe and inspect the Work. Manufacturer's technical representative's services include participation in 
preinstallation conferences, examination of substrates and conditions, verification of materials, observation 
of Installer activities, inspection of completed portions of the Work, and submittal of written reports. 
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E. Contractor's Associated Requirements and Services: Cooperate with agencies and representatives 
performing required tests, inspections, and similar quality-control services, and provide reasonable 
auxiliary services as requested. Notify agency sufficiently in advance of operations to permit assignment 
of personnel. Provide the following: 

1. Access to the Work. 
2. Incidental labor and facilities necessary to facilitate tests and inspections. 
3. Adequate quantities of representative samples of materials that require testing and inspection. Assist 

agency in obtaining samples. 
4. Facilities for storage and field curing of test samples. 
5. Preliminary design mix proposed for use for material mixes that require control by testing agency. 
6. Security and protection for samples and for testing and inspection equipment at Project site. 

F. Coordination: Coordinate sequence of activities to accommodate required quality-assurance and quality-
control services with a minimum of delay and to avoid necessity of removing and replacing construction to 
accommodate testing and inspection. 

1. Schedule times for tests, inspections, obtaining samples, and similar activities. 

G. The State shall have the right to reject materials and workmanship which are defective or to require their 
correction. Rejected workmanship shall be satisfactorily corrected and rejected materials shall be removed 
from the premises without charge to the State.  If Contractor does not correct such rejected work within a 
reasonable time, fixed by a written notice, the State may correct same and charge the expenses to Contractor. 

H. Should it be considered necessary or advisable by the State at any time before Acceptance of the Work to 
make examination of work already completed by removing or tearing out same, Contractor shall, on request, 
promptly furnish necessary facilities, labor and materials.  If such work is found to be defective in any 
respect due to fault of Contractor or subcontractor, Contractor shall defray all expenses of such 
examinations and of satisfactory reconstruction.  If, however, such work is found to meet requirements of 
the Contract, additional cost of labor and material necessarily involved in the examination and replacement 
will be allowed to the Contractor. 

1.8 SPECIAL TESTS AND INSPECTIONS 

A. Special Tests and Inspections: State will engage a qualified testing agency and/or special inspector to 
conduct special tests and inspections required by authorities having jurisdiction as the responsibility of 
State. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION 

3.1 GENERAL 

A. Notify State's Inspector 48 hours in advance of operations to allow for laboratory assignment of personnel 
and scheduling of tests.  When tests or inspections cannot be performed after such notice, reimburse the 
State for laboratory personnel and travel expenses incurred due to Contractor's negligence. 

B. When additional testing services are needed for Contractor's convenience, employ and pay for services of 
separate, equally qualified independent testing laboratory; or make arrangements with State's laboratory 
and pay for additional samples and tests required for Contractor's convenience. 
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3.2 REPAIR AND PROTECTION 

A. General: On completion of testing, inspection, sample-taking, and similar services, repair damaged 
construction and restore substrates and finishes. 

1. Provide materials and comply with installation requirements specified in other Specification Sections 
or matching existing substrates and finishes. Restore patched areas and extend restoration into 
adjoining areas with durable seams that are as invisible as possible. Comply with the Contract 
Document requirements for cutting and patching in Section 01 73 00 "Execution." 

B. Protect construction exposed by or for quality-control service activities. 

C. Repair and protection are Contractor's responsibility, regardless of the assignment of responsibility for 
quality-control services. 

END OF SECTION 
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SECTION 01 43 19 
 

MOCKUP 

PART 1 - GENERAL 

1.1 1.1 RELATED DOCUMENTS  

A. Construction Drawings, Technical Specifications, Addenda, and general provisions of the Contract, 
including Contract General Conditions and Supplementary General Conditions and other Division 1 
Specification Sections, apply to this Section. 

1.2 1.2 SECTION INCLUDES  

A. Full scale mock-ups for visual qualities. 

1.3 1.3 RELATED SECTIONS  

A. Section 01 31 00 – Project Management and Coordination 

B. Section 32 01 26.71 – Grooving of Concrete Paving. 

C. Section 06 41 00 - Custom Casework. 

D. Section 06 66 00 – Custom Ornamental Simulated Woodwork 

1.4 1.4 DEFINITIONS 

A. Mock-Ups:  Full-size, physical example assemblies to illustrate finishes and materials. 
1. Mock-ups are used to verify selections made under Sample submittals, to demonstrate aesthetic 

effects and, where indicated, qualities of materials and execution, and to review construction, 
coordination, testing, or operation; they are not Samples. 

2. Mock-ups establish the standard by which the Work will be judged. 

1.5 1.5 SUBMITTALS 

A. Product Data and Shop Drawings:  For each product or system that will be incorporated in the mock-ups, 
submit required submittals electronically as specified in submittal section and applicable product section of 
the Specifications. 

1.6 1.6 QUALITY ASSURANCE 

A. Mock-Ups:  Before installing portions of the Work requiring mock-ups, build mock-ups for each form of 
construction and finish required to comply with the following requirements, using materials indicated for 
the completed Work: 
1. Build mock-ups in location and of size indicated or, if not indicated, as directed by State’s 

Representative. 
2. Notify State’s Representative and Architect minimum of seven days in advance of dates and times 

when mock-ups will be constructed. 
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3. Demonstrate the proposed range of aesthetic effects and workmanship. 
4. Obtain review and acceptance of mock-ups by Architect and State’s Representative before starting 

Work, including fabrication and installation construction. 
5. Maintain mock-ups during construction in an undisturbed condition as a standard for judging the 

completed Work. 
6. Demolish and remove mock-ups when directed, unless otherwise indicated. 

PART 2 - PRODUCTS 

2.1 2.1 MOCK-UPS FOR VISUAL QUALITIES 

A. Mock-Ups for Visual Qualities:  Before installing portions of the Work requiring a mock-up, build the 
mock-ups with each form of construction and finish required to comply with the following requirements, 
using materials indicated for the completed Work: 
1. Construct field mock-ups as indicated on the Drawings, indicating assemblies and interfaces of 

materials. 
2. Construct mock-ups at location where directed by State’s Representative. 
3. Demonstrate the proposed range of visual effects, qualities and workmanship. 
4. Provide structural substrate for mock-ups as suitable.  Mock-ups shall be free standing and self-

supporting. 
5. Maintain mock-ups during construction in an undisturbed condition as a standard for judging 

completed Work. 
6. Demolish and legally dispose of mock-ups when directed, unless otherwise indicated. 

PART 3 - EXECUTION 

3.1 3.1 CONSTRUCTION OF MOCK-UPS FOR VISUAL QUALITIES 

A. Mock-Ups for Visual Qualities, General:  Construct mock-ups as noted on the Drawings and specified in 
individual product Sections of the Specifications, including the following: 

1. Casework: 
a. Typical base cabinet, plastic laminate countertop and wall cabinet, including ceiling and wall 

trim. 
2. Ceramic tile:  Toilet room, floor and wall tile including: 

a. Intersections of floor-wall and wall-ceiling. 
b. Transition from wall tile finish to gypsum board finish (including wallcovering, where 

applicable). 
c. Inside corner of tile covered wall. 
d. Shower curb. 

B. Central Kitchen Mock-Ups: 
1. Construct mock-up where indicated on the Drawings or, if not indicated, where designated by State’s 

Representative. 
2. Construct wall and ceiling framing for gypsum board finish, paint, door frames and doors (with 

hardware), floor fill at Corridor door, floor coverings and base, wallcoverings, dummy lighting 
fixtures, dummy electrical and signal outlets, dummy plumbing fixtures, casework and trim. 

3. Remove, reconstruct and refinish products as necessary to achieve fit, finish and tolerances 
acceptable to State's Representative and Architect. 

END OF SECTION 
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SECTION 01 50 00 

TEMPORARY FACILITIES AND CONTROLS 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes requirements for temporary utilities, support facilities, and security and protection 
facilities. 

1.2 USE CHARGES 

A. Installation, removal, and use charges for temporary facilities shall be included in the Contract Sum unless 
otherwise indicated. Allow other entities engaged in the Project to use temporary services and facilities 
without cost, including, but not limited to, State, testing agencies, and authorities having jurisdiction. 

B. Sewer, Drainage, Water, Gas, Telecommunication and Electric Power Service:  Pay connection and service 
use charges for usage by all entities for construction operations. 

1.3 SUBMITTALS 

A. Dust-, Odor- and HVAC-Control Plan: Submit coordination drawing and narrative that indicates the dust- 
and HVAC-control measures proposed for use, proposed locations, and proposed time frame for their 
operation. Include the following: 

1. Locations of dust-control partitions at each phase of work. 
2. HVAC system isolation schematic drawing. 
3. Location of proposed air-filtration system discharge. 
4. Waste-handling procedures. 
5. Other dust-control measures. 
6. Other odor-control measures. 

B. Noise and Vibration Control Plan: Identify construction activities that may impact the occupancy and use 
of existing spaces within the building or adjacent existing buildings, whether occupied by others, or 
occupied by the State. Include the following: 

1. Methods used to meet the requirements of the State. 
2. Concrete cutting method(s) to be used. 
3. Location of construction devices on the site. 
4. Show compliance with the use and maintenance of quieted construction devices for the duration of 

the Project. 
5. Indicate activities that may disturb building occupants and that are planned to be performed during 

non-standard working hours as coordinated with the State. 
6. Indicate locations of sensitive areas or other areas requiring special attention as identified by State. 

Indicate means for complying with State’s requirements.  

C. Moisture- and Mold-Protection Plan: Describe procedures and controls for protecting materials and 
construction from water absorption and damage and mold. Describe delivery, handling, storage, installation, 
and protection provisions for materials subject to water absorption or water damage. 
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1. Indicate procedures for discarding water-damaged materials, protocols for mitigating water intrusion 
into completed Work, and requirements for replacing water-damaged Work. 

2. Indicate sequencing of work that requires water, such as sprayed fire-resistive materials, plastering, 
and terrazzo grinding, and describe plans for dealing with water from these operations. Show 
procedures for verifying that wet construction has dried sufficiently to permit installation of finish 
materials. 

3. Indicate methods to be used to avoid trapping water in finished work. 

1.4 QUALITY ASSURANCE 

A. Electric Service: Comply with NECA, NEMA, and UL standards and regulations for temporary electric 
service. Install service to comply with NFPA 70. 

1. Construct and maintain temporary electrical facilities in accordance with California Electrical Code, 
California Public Utilities Commission “Rules for Overhead Line Construction” (General Order No. 
95), and requirements of utility company providing service.  Materials, devices, and equipment used 
for these facilities shall be in good and safe condition but need not be new. 

B. Tests and Inspections: Arrange for authorities having jurisdiction to test and inspect each temporary utility 
before use. Obtain required certifications and permits. 

C. Accessible Temporary Egress: Comply with applicable provisions in the United States Access Board's 
ADA-ABA Accessibility Guidelines and California Building Code. 

1.5 PROJECT CONDITIONS 

A. Temporary Use of Permanent Facilities: Assume responsibility for operation, maintenance, and protection 
of each permanent service during its use as a construction facility before State’s acceptance, regardless of 
previously assigned responsibilities. 

B. Construction Equipment: Erect, equip, operate, and maintain construction equipment in strict accordance 
with applicable statutes, laws, ordinances, rules, and regulations of authorities having jurisdiction. 

1. Provide and maintain scaffolding, staging, runways, and similar equipment, as needed. 

PART 2 - PRODUCTS 

2.1 TEMPORARY FACILITIES 

A. Field Offices for the State use: Not required. 

B. Field Office for Contractor use:  Contractor may provide at their expense field office facilities for 
Contractor’s use as desired. 

2.2 EQUIPMENT 

A. Fire Extinguishers: Portable, UL rated; with class and extinguishing agent as required by locations and 
classes of fire exposures. 

B. Air-Filtration Units: Primary and secondary HEPA-filter-equipped portable units with four-stage filtration. 
Provide single switch for emergency shutoff. Configure to run continuously. 
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PART 3 - EXECUTION 

3.1 TEMPORARY FACILITIES, GENERAL 

A. Conservation: Coordinate construction and use of temporary facilities with consideration given to 
conservation of energy, water, and materials. Coordinate use of temporary utilities to minimize waste. 

1. See other Sections for disposition of salvaged materials that are designated as State’s property. 

3.2 INSTALLATION, GENERAL 

A. Locate facilities where they will serve Project adequately and result in minimum interference with 
performance of the Work. Relocate and modify facilities as required by progress of the Work. 

1. Locate facilities to limit site disturbance as specified in Section 01 10 00 "Summary." 

B. Provide each facility ready for use when needed to avoid delay. Do not remove until facilities are no longer 
needed or are replaced by authorized use of completed permanent facilities. 

3.3 TEMPORARY UTILITY INSTALLATION 

A. General: Install temporary service or connect to existing service. 

1. Arrange with utility company, State, and existing users for time when service can be interrupted, if 
necessary, to make connections for temporary services. 

B. Sanitary Facilities: Provide temporary toilets, wash facilities, safety shower and eyewash facilities, and 
drinking water for use of construction personnel. Comply with requirements of authorities having 
jurisdiction for type, number, location, operation, and maintenance of fixtures and facilities. 

1. Use of Permanent Toilets: Use of State’s existing or new toilet facilities is not permitted. 

C. Isolation of Work Areas in Occupied Facilities: Prevent dust, fumes, and odors from entering occupied 
areas. 

1. Prior to commencing work, isolate the HVAC system in area where work is to be 
performed according to coordination drawings. 

a. Disconnect supply and return ductwork in work area from HVAC systems servicing occupied 
areas. 

b. Maintain negative air pressure within work area, using HEPA-equipped air-filtration units, 
starting with commencement of temporary partition construction, and continuing until 
removal of temporary partitions is complete. 

2. Maintain dust partitions during the Work. Use vacuum collection attachments on dust-producing 
equipment. Isolate limited work within occupied areas using portable dust-containment devices. 

3. Perform daily construction cleanup and final cleanup using approved, HEPA-filter-equipped vacuum 
equipment. 

D. Electric Power Service: Connect to State’s existing electric power service. Maintain equipment in a 
condition acceptable to State. 

1. Connect temporary service to State’s existing power source, as directed by State. 

E. Lighting: Provide temporary lighting that provides adequate illumination for construction operations, 
observations, inspections, and traffic conditions or as designated by the State. 
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1. Install and operate temporary lighting that fulfills security and protection requirements without 
operating entire system. 

F. Comply with the following: 

1. Utilize designated area within existing building for temporary facilities. 

a. Spaces used by Contractor and subcontractors for materials storage and/or staging within 
building, shall be protected and restored before completion of Contract to prior existing or 
better than prior existing condition. 

2. Maintain support facilities until State schedules final inspection. Remove before Completion. 

G. Traffic Controls: Comply with requirements of authorities having jurisdiction. 

1. Protect existing site improvements to remain, including curbs, pavement, and utilities. 

2. Maintain access for fire-fighting equipment and access to fire hydrants. 

H. Parking: Personnel involved in construction operations shall comply with parking and traffic regulations 
for use of streets, as enforced by authorities having jurisdiction, except for other arrangements as may be 
agreed to between Contractor and authorities having jurisdiction. 

I.  
1. Provide temporary parking areas for construction personnel. 

2. Use designated areas of State’s existing parking areas for construction personnel. 

J. Storage and Staging: Provide temporary offsite area for storage and staging needs. State will allocate 
available onsite storage and work areas to Contractor, subject to change as may be necessary by job 
progress, such as site development or other intervening work. 

K. Project Signs: Not required. 

L. Temporary Signs: Provide other signs as indicated and as required to inform public and individuals seeking 
entrance to Project. 

M. Other Signs or Advertising: Not permitted, except that Contractor’s name may be placed on Contractor’s 
field office, when a field office is used. 

N. Lifts and Hoists: Provide and maintain hoists and construction elevators, including elevators for hoisting 
workmen; complete with operators, power and signals, as required per Safety Orders of State of California 
Division of Industrial Safety. 

O. Temporary Use of Elevator: Use of elevators is not permitted. 

P. Existing Stair Usage: Use of State’s existing stairs will be permitted, provided stairs are cleaned and 
maintained in a condition acceptable to State. Prior to Completion, restore stairs to condition existing before 
initial use. 

1. Provide protective coverings, barriers, devices, signs, or other procedures to protect stairs and to 
maintain means of egress. If stairs become damaged, restore damaged areas, so no evidence remains 
of correction work. 
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3.4 SECURITY AND PROTECTION FACILITIES INSTALLATION 

A. Protection of Existing Facilities: Protect existing vegetation, equipment, structures, utilities, and other 
improvements at Project site, except those indicated to be removed or altered. Repair damage to existing 
facilities. 

B. Security: Secure building and grounds at Project site from vandalism or theft, during entire time of Contract.  

1. Comply with work restrictions specified in Section 01 35 53 ”Security Procedures.” 

C. Environmental Protection: Provide protection, operate temporary facilities, and conduct construction as 
required to comply with environmental regulations and that minimize possible air, waterway, and subsoil 
contamination or pollution or other undesirable effects. 

1. Comply with work restrictions specified in Section 01 10 00 "Summary." 

D. Stormwater Control: Comply with requirements of authorities having jurisdiction. Provide barriers in and 
around excavations and subgrade construction to prevent flooding by runoff of stormwater from heavy 
rains. 

E. Existing Landscaped Areas: Return the grounds back to the State in condition equal to or better than existed 
upon commencement of Work. 

F. Enclosure Fence:  Before construction operations begin, furnish and install an enclosure fence in a manner 
that will prevent people from easily entering the enclosed work area except by entrance gates. 

1. Extent of Fence:  As required to enclose a portion of the site determined sufficient to accommodate 
construction operations. 

2. Maintain security by limiting number of keys and restricting distribution to authorized 
personnel. Furnish one set of keys to State. 

G. Barricades, Warning Signs, and Lights: Comply with requirements of authorities having jurisdiction for 
erecting structurally adequate barricades, including warning signs and lighting. 

H. Temporary Egress: Provide temporary egress from existing occupied facilities as indicated and as required 
by authorities having jurisdiction. Provide signage directing occupants to temporary egress. 

I. Temporary Enclosures: Provide temporary enclosures including insulation for protection of construction, 
in progress and completed, from exposure, foul weather, other construction operations, and similar 
activities. Provide temporary weathertight enclosure for building exterior. 

J. Temporary Fire Protection: Install and maintain temporary fire-protection facilities of types needed to 
protect against reasonably predictable and controllable fire losses. Comply with NFPA 241; manage fire-
prevention program. 

3.5 MOISTURE AND MOLD CONTROL 

A. Moisture and Mold Protection: Protect stored materials and installed Work per manufacturer’s 
recommended practices. 

B. Exposed Construction Period: Before installation of weather barriers, when materials are subject to wetting 
and exposure and to airborne mold spores, protect as follows: 

1. Protect porous materials from water damage. 

2. Protect stored and installed material from flowing or standing water. 
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3. Keep porous and organic materials from coming into prolonged contact with concrete. 

4. Remove standing water from decks. 

5. Keep deck openings covered or dammed. 

C. Partially Enclosed Construction Period: After installation of weather barriers but before full enclosure and 
conditioning of building, when installed materials are still subject to infiltration of moisture and ambient 
mold spores, protect as follows: 

1. Do not load or install drywall or other porous materials or components, or items with high organic 
content, into partially enclosed building. 

2. Keep interior spaces reasonably clean and protected from water damage. 

3. Periodically collect and remove waste containing cellulose or other organic matter. 

4. Discard or replace water-damaged material. 

5. Do not install material that is wet. 

6. Discard and replace stored or installed material that begins to grow mold. 

7. Perform work in a sequence that allows wet materials adequate time to dry before enclosing the 
material in gypsum board or other interior finishes. 

D. Controlled Construction Period: After completing and sealing of the building enclosure but prior to the full 
operation of permanent HVAC systems, maintain as follows: 

1. Control moisture and humidity inside building by maintaining effective dry-in conditions. 

2. Use temporary or permanent HVAC system to control humidity within ranges specified for installed 
and stored materials. 

3. Comply with manufacturer's written instructions for temperature, relative humidity, and exposure to 
water limits. 

a. Hygroscopic materials that may support mold growth, including wood and gypsum-based 
products, that become wet during construction and remain wet for 48 hours are considered 
defective and require replacing. 

b. Measure moisture content of materials that have been exposed to moisture during construction 
operations or after installation. Record readings beginning at time of exposure and continuing 
daily for 48 hours. Identify materials containing moisture levels higher than allowed. Report 
findings in writing to State. 

c. Remove and replace materials that cannot be completely restored to their manufactured 
moisture level within 48 hours. 

3.6 OPERATION, TERMINATION, AND REMOVAL 

A. Maintenance: Maintain facilities in good operating condition until removal. 

1. Maintain operation of temporary enclosures, heating, cooling, humidity control, ventilation, and 
similar facilities on a 24-hour basis where required to achieve indicated results and to avoid 
possibility of damage. 

B. Temporary Facility Changeover: Do not change over from using temporary security and protection facilities 
to permanent facilities until Completion. 

C. Termination and Removal: Remove each temporary facility when need for its service has ended, when it 
has been replaced by authorized use of a permanent facility, or no later than Completion. Complete or, if 
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necessary, restore permanent construction that may have been delayed because of interference with 
temporary facility. Repair damaged Work, clean exposed surfaces, and replace construction that cannot be 
satisfactorily repaired. 

1. Materials and facilities that constitute temporary facilities are property of Contractor. State reserves 
right to take possession of Project identification signs. 

2. At Completion, repair, renovate, and clean permanent facilities used during construction period. 
Comply with final cleaning requirements specified in Section 01 77 00 "Closeout Procedures." 

 
 
 

END OF SECTION 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



   
 

 AIRBORNE CONTAMINATES CONTROL 
03/31/2025 01 56 10 - 1 PROJECT NO # 26-20063-000 

SECTION 01 56 10 

AIRBORNE CONTAMINATES CONTROLS 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: Hospital airborne contaminants control policy procedures and an Infection Control Risk 
Assessment (ICRA) and plan. 

1.2 POLICY 

A. Airborne contaminants control is critical in all hospital areas, as well as non-hospital areas. Contractor shall 
limit dissemination of airborne contaminants produced by construction-related activities, including dust, 
chalk, powders, aerosols, fumes, fibers and other similar materials, in order to provide protection of 
immuno-compromised and other patients, staff, diagnostic operations, or sensitive procedures or 
equipment, from possible undesirable effects of exposure to such contaminants.  

1. Construction activities causing disturbance of existing dust, or creating new dust, or other airborne 
contaminants, must be conducted in tight enclosures cutting off any flow of particles into patient 
areas.  

2. Ceilings, walls in Protection Areas and other areas in patient care areas as indicated on drawings 
must be secure at all times. 

B. Infection Control Risk Assessment (ICRA) and plan to mitigate dust is required for each project. The risk 
assessment identifies patient groups at risk for infection due to construction dust. The dust mitigation plan 
is designed to contain dust within the construction zone.  

C. If visible mold is found during construction, renovation, or repairs, any ICRA in-hand is invalid, and risk 
assessment shall be performed to reevaluate ICRA levels and the work plan prior to restart of the work. 
Upon discovering, seal any openings, stop work and notify the State’s Representative immediately. This 
includes projects that are already considered and operating under a Class IV. 

D. Related Sections: 

1. Section 013500 – SPECIAL PROCEDURES 
2. Section 015000 – TEMPORARY FACILITIES AND CONTROLS 
3. Section 017300 – EXECUTION 
4. Section 017700 – CLOSEOUT PROCEDURES 

E. Dust Mitigation Requirements  

1. An ICRA Daily Inspection Log is illustrated in Section 015610 - Attachment A. The Contractor must 
complete this daily checklist and leave posted for the duration of the project at the outside of the 
containment. Any areas of non-compliance must be specifically listed and addressed for corrective 
measures when identified. A copy of the daily ICRA inspections shall be submitted to the State’s 
Representative at an agreed upon time between the Contractor and the Project Manager. 

F. Hospital Construction Dust Infection Prevention Best Practice Standard  

1. The Hospital Construction Dust Infection Prevention Best Practice Standard is attached illustrated in 
Section 015610 – Attachment C and augments information & requirements of Section 015610. 



   
 

 AIRBORNE CONTAMINATES CONTROL 
03/31/2025 01 56 10 - 2 PROJECT NO # 26-20063-000 

2. Refer to the Hospital Construction Dust Infection Prevention Best Practice Standard per requirements 
for. 
a. Responsibilities 
b. Procedures 
c. Training And Certifications 
d. Containment Design & Construction 
e. Materials And Equipment 
f. Cleaning Procedures 
g. Documentation 
h. Containment Verification 
i. Inspection Criteria 
j. And other Dust Infection Prevention Measures 

1.3 SUBMITTALS 

A. Submit to Project Inspector or Post at Anteroom Daily ICRA Inspection Log. 

B. Schedules: Submit work areas and procedure schedules for containment of airborne contaminants. Include 
this work in the Project Schedule per Section 01 32 00. 

C. Detailed Work Plan: Drawings including but not limited to Work Area/ Floor Plan, Path of Travel, Egress 
and Exiting, Rated Construction and details of construction of necessary temporary barriers, and description 
of procedures to be used to achieve and maintain control of construction-related airborne contaminants. 

1. As applicable, the drawing should include the following: location of ante room(s), location of 
manometer, location of negative air units exhausting outside the building including number of 
negative air units and sizes (cfm), and location of sealed blocked off areas of corridors. Any impacts 
to corridors will need to be approved via ILSM (see specification Section 013500 for details). 

2. Identify the areas surrounding the project area, assessing potential impact of construction on the 
patient care area. Identify the specific uses (e.g., patient rooms, medication room, operating room, 
etc.) 

3. Identify the potential impacts including but not limited to. 

a. HVAC, Ventilation (outages, air flow directions, clean to dirty, air intakes/exhausts, air 
balance, disruptions, etc.). 

b. Plumbing (outages, hand-washing access, work area, flushing/draining systems, charging 
systems, disinfecting systems, etc.). 

c. Electricity (outages for critical equipment, special ventilation areas, monitoring). 
d. Identify Airborne infection isolation rooms and patient rooms with immuno-compromised 

conditions that will require High-efficiency Particulate Air (HEPA) filters. 

4. Identify containment measures including but not limited to types of barriers to be used. HEPA 
filtration to be used. Renovation/construction areas should be isolated from occupied areas during 
construction and provide clean-to-dirty airflow with respect to surrounding areas. 

5. Assess preventive maintenance requirements. Will the service/maintenance frequency and level of 
service of systems need to be modified during construction (e.g., ventilation filters, air intake system, 
potable water, plumbing, doors). Work Hours: Can or will the work be done during non-patient care 
hours? 

6. Include provisions for but not limited to traffic flow, entrance, egress, control, debris removal and 
housekeeping. 

7. Work Hours: Identify areas of work that will be done during non-patient care hours. Refer to Sections 
011100 Summary of Work. 
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8. The Detailed Work Plan shall be reviewed and approved by the State’s Representative prior to the
start of Construction.

D. Project Experience and Training: In order to be considered qualified to work with negative pressure
containments; Contractor’s must demonstrate experience by providing either of the following:

1. Documentation that the contactors’ proposed foreman has successfully obtained one of the following
from the American Society for Healthcare Engineering (ASHE):

a. Certified Healthcare Constructor (CHC) Certification
b. Health Care Construction (HCC) Certificate
c. Managing Infection Prevention During the Construction & Operation of Health Care Facilities

Course Completion

1.4 QUALITY CONTROL 

A. Pre-construction Meeting: Before any construction on site begins, Contractor’s Superintendent is required
to attend a mandatory pre-construction orientation session held by State’s Representative for a review on
precautions to be taken.

B. Review by Hospital Plan Operations HVAC staff for possibility to disconnect air supply and return into the
project area. Negative air machines shall be connected to separate electrical circuits.

C. Notification: A minimum of fourteen (14) calendar days written notification to State’s Representative of
possible construction activity causing airborne contaminants in Protection Areas.

1.5 DEFINITIONS 

A. Critical Openings – Include all potential paths for air and contaminants to move from the project area to
outside of the project area and include supply registers, return registers, exhaust registers, doors, windows,
and other openings within the area where contaminants can escape. Sealing the critical openings can be
accomplished with tape, plastic, hard barriers and a combination of these materials to seal airtight the critical
opening.

B. HEPA System DOP Testing – An ANSI / ASTM recognized method to test the integrity of a High
Efficiency Particulate filter which filters out 99.97% of particles 0.3 micrometers or larger. DOP testing is
performed by specialty Contractor’s. The Health System requires that HEPA systems be tested to the ANSI
/ ASTM standard as delivered prior to their use onsite as further described in this Standard.

C. ICRA (ICRA) Infection Control Risk Assessment - An evaluation of patient risk based on a matrix of the
patient population health in the work area and the invasiveness of the project. This assessment ultimately
generates a permit (ICRA permit) issued by Infection Prevention requiring compliance with one of four
precaution levels. The ICRA program is documented in Hospital P&P 2120. ICRAs apply to patient care
areas and their adjoining contiguous areas. All ICRA evaluations are the sole responsibility of the Health
System Infection Prevention Department based on an application by the Project Manager. ICRA Permits
expire and can be extended subject to approval by the Infection Prevention Department.

1.6 PERFORMANCE REQUIREMENTS 

A. State’s Representative's Responsibilities:

1. Determination of the Containment and Protection Areas, as well as the standard of limitations of the
Contractor's responsibilities, required for the project.
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2. Statement of Requirements: Description in graphic and written form as required to communicate the 
above based on evaluation of the construction area and the impact of the project on patient care. 

3. Coordinate any testing and monitoring as necessary with EH&S or a third party. 

B. Contractor Responsibilities: 

1. Provide specific means and methods of achieving and maintaining control of airborne contaminants 
during construction. 

2. Implement all mitigation measures as listed in the Hospital Construction Dust & Hazardous Materials 
Inspection Worksheet, which have been reviewed and approved by Infection Prevention and EH&S. 
The work shall be performed in accordance with the specific ICRA/Dust Mitigation Plan, Class IV 
and approved ICRA Permit. Contractor shall ensure that all workers are trained and adhere to the 
mitigation requirements including provisions indicated per Hospital Construction Dust Infection 
Prevention Best Practice Standard attached at the end of this Section. 

3. Contractor shall notify State’s Representative in writing, a minimum of fourteen (14) calendar days 
prior to starting construction activity, which might be expected to produce excess levels of airborne 
contaminants in containment area so that additional precautions may be taken. 

4. If project construction activities will occur beyond the expiration date identified in the ICRA Permit, 
Contractor shall coordinate with State’s Representative to request extension of the ICRA Permit 
utilizing the ICRA Permit Extension Form attached at the end of this section. 

PART 2 - PRODUCTS 

2.1 MATERIALS 

A. Temporary Polyethylene: Polyethylene used for critical barriers and for sealing walls, floors or ceiling 
systems shall be a minimum of 6 mil thickness and fire-retardant type listed by Fire Underwriters 
Laboratories, Griffolyn #T55R with Griffolyn fire retardant tape, or equal. 

B. Construction Equipment: Erect, equip, operate, and maintain construction equipment in strict accordance 
with applicable statutes, laws, ordinances, rules, and regulations of authorities having jurisdiction. 
1. Provide and maintain scaffolding, staging, runways, and similar equipment, as needed. 

PART 3 - EXECUTION 

3.1 PROJECT SPECIFIC REQUIREMENTS: The below criteria shall be applied on a case-by-case basis as 
outlined in the project specific requirements, ICRA Permit(s), and EH&S Worksheet(s). Refer to Hospital 
for documents. 

3.2 CONTAINMENT CRITERIA 

A. Field The outside of the work containment shall have present: ICRA Permit, Interim Life Safety Measure 
(ILSM) Permit, Daily ICRA Inspection Forms, manometer, entry warning sign, Containment Entry Log 
(provided by the Contractor) that lists all persons who enter the containment regardless of affiliation, 
including all Hospital employees, an emergency telephone number of person to call 24 hours a day in the 
event of a negative pressure alarm or other issue, and that an Environment of Care Incident Report under 
the category of “Construction Dust” must be filed by area nursing management in case of constant or 
annoying alarms. 

B. The interior of the containment area shall be cleaned on a continual basis daily. Hard surface floors in work 
area, adjacent hallways and passage areas require vacuuming with HEPA-filtered vacuum cleaners and 
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frequent wet-mopping during demolition and construction; protect adjacent carpeted areas with plastic and 
plywood and vacuum with HEPA-filtered vacuum cleaners. Only an EPA Listed Germicide approved by 
the DSH Health Infection Prevention shall be used on the project site. 

C. Regardless of containment strategies, execute work by methods to minimize raising dust from construction 
operations. Water may be used to assist in controlling airborne dust. 

D. Full containment 

1. All surfaces in the containment area except surface where work is to occur must be covered in plastic 
unless they are non-porous, smooth, and accessible for cleaning. 

2. Sealing of Openings: Use tape or other impenetrable sealant to seal barrier wall seams, cracks around 
window and door frames, exhaust system ductwork, pipes, joints and ducts. Use of spray glue is not 
acceptable to be used inside of the building. 

3. Contractor must block off existing ventilation supply registers, return registers and exhaust registers 
in the construction area. 

4. All polyethylene and other materials used for temporary enclosures shall be at least 6 mil thickness 
and fire-retardant type. Zip poles or other easily removable supports shall be used for projects 
extending beyond one work shift. Temporary walls with metal stud framing may be required for long 
term projects and must be approved by the Project Manager. All doors leading into the containment 
area shall utilize zippered doors for control of the air flow and closing the plastic doors. 

E. Critical seal of areas 

1. Use tape or other impenetrable sealant to seal barrier wall seams, cracks around window and door 
frames, exhaust system ductwork, pipes, joints and ducts. Use of spray glue is not acceptable to be 
used inside of the building. 

F. Cubes 

1. Mini containments (pop-up cubes) which are designed to have at most 1-2 people are means of 
control to access attic spaces, wall spaces and subfloor spaces usually at defined entry points such as 
access hatches or above a drop-in ceiling system. Cubes are reviewed and approved by the State’s 
Representative on a case-by-case basis. 

G. Glove Boxes 

1. A glove box can be used for some work where a HEPA filtered vacuum is attached to the glove box 
when a small area of work is to be performed. A glove bag is attached to the box enclosure to allow 
the worker to make small openings by drilling or cutting within the negative pressure glove box. 
Glove boxes are reviewed and approved by the State’s Representative on a case-by-case basis. 

H. Shrouded tools 

1. Shrouded tools can be used for some work. A HEPA (DOP Tested) filtered vacuum is attached to 
the shroud. Shrouded tools are reviewed and approved by the State’s Representative on a case-by-
case basis. 

3.3 NEGATIVE AIR CRITERIA 

A. Fire Under no circumstances shall the HEPA filtered air be discharged into existing HVAC returns, exhaust 
ducting or building plenum spaces. 

B. When the air from the HEPA filtered negative air unit exhaust cannot be directed outside of the building 
due to no windows in the vicinity of the work or if impractical, all HEPA filtered negative air units shall be 
exhausted to a location agreeable to the PM. Each HEPA unit shall be plugged into a separate electrical 
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circuit to provide temporary redundancy should one unit fail or due loss of electrical power. The State’s 
Representative shall inspect each circuit connected to the HEPA negative air unit prior to use. 

C. When the air from the negative air units is exhausted inside of the building, the exhaust air from negative 
air unit shall be directed into a “diffusion cube” constructed of pleated filters to disperse the air in a manner 
that does not raise dust or blow air directly onto patients, staff or visitors. The Contractor shall consider and 
install charcoal filters in the negative air units to control smells/odors associated with the construction. 

D. Negative air units shall be positioned as far from the entry ante room containment as possible for 
distribution of air flow throughout the project area. The number of negative air units shall be to provide 
sufficient negative pressure and for a minimum of at least four 

E. (4) air changes per hour of the volume of the entire work containment. 

F. Dual HEPA Units operating in parallel may be required for redundancy in high-risk areas. 

G. DOP testing of HEPA equipment 

1. Negative air units and HEPA filtered vacuums are to be challenge tested onsite by the DOP test 
method by a third party prior to being placed in service, after a HEPA filter change, when dropped 
or damaged or moved from the project site. Only HEPA systems that pass the challenge DOP testing 
can be used on the project. All HEPA equipment shall be tested per ANSI/ASME N510 Section 10 
to ensure 99.97% efficiency at 0.3 micrometer mean aerodynamic diameter. 

2. The entire piece of HEPA equipment shall be challenge tested, not just the filter media. The State’s 
Consultant or EH&S shall witness the HEPA challenge testing procedure in entirety. Once the HEPA 
system passes the challenge testing and passes, the HEPA equipment may be used at the location 
tested for a period not to exceed one year. The testing label shall remain on the HEPA equipment 
and remain legible. Re-testing of the HEPA equipment is required annually, if the piece of equipment 
is transported out of the building to another building location on the campus, if dropped, or otherwise 
subjected to forces that might unseat the HEPA filter, damaged by water or laceration of the filter or 
if HEPA filter maintenance or adjustments are performed. 

3. When utilizing HEPA Filtered Vacuums for glove boxes or shrouded tools these HEPA Vacuums 
must be DOP tested. 

3.4 NEGATIVE AIR MONITORING CRITERIA  

A. Fully Monitored Negative Air Maintaining -0.020” Water Column (in-WC) 

1. Build containment with negative air machines capable of maintaining a pressure differential of -
0.020 in-WC across all critical barriers 

2. Demonstrate negative pressure is achieved continuously (24/7) by means of an electronic manometer 
sensitive to measure down to -0.020” wp. An Omniguard IV recording manometer is recommended 
as the standard instrument for containment pressure monitoring, but other electronic manufactured 
models with similar sensitivities at low pressures and recording capabilities are acceptable. 

B. Hybrid Monitoring and Visual Verification 

1. Build containment with negative air machines capable of maintaining a pressure differential of -
0.020 in-WC across all critical barriers. 

2. During the course of construction, the scope of work may dictate removal of work (e.g. Ceilings or 
drywall) that would make it difficult to maintain -0.02 in-WC of negative pressure. During working 
hours Visual Verification of negative pressure may be used in lieu of the -0.02 in-WC requirement 
with electronic monitoring. 
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3. At the end of shift all openings must be sealed to bring the containment back to the -0.020 in-WC 
requirement. 

C. Visual Verification 

1. The containment shall be visually inspected to verify the plastic is bowed inward to the project area. 
Tell tail ribbon may also be used to confirm negative pressurization. Visual Verification of negative 
pressure without the use of a manometer shall be performed upon first entry to the work area, during 
the course of the work, especially if there are any changes to the workspace that may change the 
negative pressure, prior to taking any breaks and at the end of the work period. 

3.5 ADDITIONAL CONTAINMENT CRITERIA 

A. Ante Room 
1. An ante room is a separate chamber attached to the containment area with zippered doors to allow 

entry and exit into the containment area. Entry into the containment area shall be only via the ante 
room. The ante room is commonly constructed of zip poles or equivalent, plastic and tape. The ante 
room is sized for each project to allow workers and equipment to be moved into and out of the 
containment area. A sticky mat is required in the ante room for workers and carts on wheels to use 
when existing the ante room from the containment area. The zippered doors are to remain closed or 
adjusted slightly open as necessary to allow negative pressure to be maintained at least -0.020 in-
WC. 

2. The ante room shall have a sticky mat present which is intended to remove any debris from the 
bottom of work shoes before leaving the ante room into the public area. The sticky mat is not intended 
to clean debris from the bottom of disposable coveralls or from booties. The sticky mat layers shall 
be replaced many times during a work shift when work involves movement of many workers and 
supplies out of the containment area. The Contractor is responsible for removing a dirty sticky mat 
and replacing it with a clean one when it is necessary. 

3. Workers entering into the containment area will put on a full body disposable coverall with booties 
inside of the ante room before entering the containment area. Entry into the ante room requires one 
of the two zippered doors to be opened at one time to maintain the required negative pressure. After 
entering the ante room, the zipper shall be closed before leaving the ante room into the containment 
area. 

B. Air Scrubbing 
1. The Contractor shall place additional HEPA filtered fan units (negative air unit) inside of the project 

work area and operate them in recirculation mode or “scrub mode” near the final cleaning phase of 
the project to aide in additional particulate cleaning of the space. These units will circulate air internal 
to the containment area and scrub the air to reduce the total airborne particle concentrations inside 
of the containment area. 

C. Disposable Coveralls and Booties 
1. Disposable coveralls are required in all Class IV containment areas and selected to provide protection 

of street clothes from particulates generated inside of the containment area. Disposable coveralls 
shall be changed if they become ripped and are no longer serviceable. 

2. Proper use of the disposable coveralls, booties and use of the sticky mat shall be followed at all times 
for all workers and DSH Health employees, when it is required by the ICRA Permit. At no time shall 
workers leave the containment area wearing disposable coveralls and booties. They are to be removed 
in the ante room or immediately in front of the ante room within the containment area if it is free and 
clean of debris. The workers shall remove all disposable coveralls and booties and place them in the 
plastic garbage bag and leave the ante room after walking on the sticky mat. 
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3.6 CONTAINMENT SET UP 

A. Notify State’s Representative forty-eight (48) hours prior to containment set up. 

B. Build containment in compliance with ICRA, drawings and plans. 

C. Notify State’s Representative and EH&S for inspection prior to start of work. Before any demolition or 
construction begins, all Protection Areas (infection control areas), control measures put in place and work 
plan by the Contractor will be inspected by the State’s Environmental Health & Safety Personnel, or by a 
designated representative of the Hospital. Work cannot begin until the containment area has been inspected 
and approved, meeting all of the provisions of the ICRA Permit. 

3.7 REMOVAL OF CONTAINMENT 

A. Provide thorough cleaning of existing surfaces, which become exposed to dust, before leaving the 
containment area and before allowing staff and the public access to the project area. 

B. Final cleaning of the containment area requires diligent HEPA vacuuming of all horizontal surfaces and 
wet wiping all surfaces. Clean towels, sponges, cloth rags or other means shall be used with clean water to 
effectively clean all surfaces within the containment area. Use of a measured solution of an EPA Listed 
Germicide is required as part of the final detail cleaning. 

C. Additional HEPA filtered negative air units may be installed for scrubbing of particles (see 3.5 B). 

D. Coordinate with the State’s Representative to call for a final visual inspection of the containment area. The 
final visual inspection will be made after the Contractor has thoroughly cleaned the entire containment area. 
The Contractor will be allowed to remove the containment barriers after the interior has passed the visual 
inspection for cleanliness. 

E. Particle count assessment may be made inside of the containment area by the State’s Representative as part 
of the final visual inspection process in addition to the final visual inspection. Particle testing will include 
testing the airborne concentration of various particle sizes compared to the concentration outside of the 
containment area. If particle counts inside of the containment area are significantly greater than outside of 
the containment area, the Contractor shall continue to scrub the air inside of the project area with HEPA 
filtered negative air units and conduct additional surface cleaning until subsequent particle testing has 
demonstrated particle concentrations inside of the containment area are not significantly greater than 
particle concentrations immediately outside of the containment area. 

3.8 ENTRY / EGRESS 

A. Protection Entry into the project containment area shall be through the ante room. Entry into the ante room 
requires one of the two zippered doors to be opened at one time to maintain the required negative pressure. 
After entering the ante room, the zipper shall be closed before leaving the ante room into the containment 
area. Equipment and supplies brought into the containment area shall be in sealed leak tight containers 
inside of rolling covered carts. Equipment, tools and supplies brought into the building shall be clean and 
free of dust, debris, mold and other contaminants. Cardboard products shall not be brought into the 
containment area if they are water damaged or have suspect mold growth. 

B. All HEPA equipment when transported into and out of the containment area shall be cleaned of all debris 
on the surfaces and shall have the intake openings sealed with plastic and duct tape. 

C. All workers leaving the containment area shall leave in clean clothes. At no time shall disposable coveralls 
or booties be worn when leaving the containment area through the anteroom into the public area. The 
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workers shall clean all gross particulate debris from the coveralls using a HEPA filtered vacuum. 
Disposable coveralls can be taken off after gross debris has been removed from the disposable coveralls. 
The worker shall remove the disposable coverall inside of the ante room by rolling the disposable coverall 
inside out and then place it into a garbage container (plastic bag) located inside of the ante room or just 
inside of the project work area. 

D. All equipment and supplies leaving the containment area shall be cleaned of all dust and debris before 
leaving the containment area. Removal of supplies, materials and waste debris from the containment area 
shall be using tightly covered containers/carts that contain the waste material. The wheels of carts shall be 
cleaned on a frequent schedule to minimize track-out of debris as they are removed from the containment 
area. All waste material shall be in sealed leak tight containers. If plastic bags are used, they shall be 6 mil 
thick at a minimum. 

3.9 ENFORCEMENT 

A. Failure to maintain required containment will result in issuance of written warning; if situation is not 
corrected within eight (8) hours of receipt of warning, Hospital will have cause to stop the work as provided 
in Article 2.1 (if Brief Form) or 2.3 (if Long Form) of the General Conditions. Any egregious violation of 
safety requirements shall be grounds for Immediate Work Stoppage. 

3.10 REFER TO THE FOLLOWING ATTACHMENTS 

A. Infection Control Risk Assessment (ICRA) with Matrix of Precautions for Construction & Renovation: 3 
Pages. 

B. Infection Control Construction Permit: 1 Page. 

C. DSH Construction Dust & Hazardous Materials Inspection Worksheet: 1 Page. 

D. ICRA Permit Extension Request and Instructions: 2 Pages. 

E. Appendix 
1. Section 015610 - Appendix A: Inspection Documentation Form and Daily Inspection Log. 
2. Section 015610 - Appendix B: Entry Warning Sign with Project Manager Contact. 
3. Section 015610 - Appendix C: DSH Health Construction Dust Infection Prevention Best Practice 

Standard. 

 

END OF SECTION 
  
 
  
 



CONTAINMENT INSPECTION LOG  DOCUMENT 01 56 10 – APPENDIX A 1 

Permit Number: 
123456 

DSH Project Manager: 
First Last name

DSH Project Manager Phone Number: 
562-651-4376

Project Number: 
26-20063-000

Project Name: 
Central Kitchen Air Conditioning

Alternate Contact: 
First Last name - CM: ###-###-####

CONTAINMENT INSPECTION LOG 

Type of 
Inspection 
Pre-Start, Post 
Demo, 
Downgrade, 
Final or Work 
Day 

Date & 
Time 

Performed by 
(Name & 
Company) 

Pressure 
Reading 
(+/‐) 

Acceptable 
Negative 
Pressure? 
(Yes/No) 

ILSM 
conditions 
still met? 
(Yes/No or 
N/A) 

Tack Mat 
useable? 
(Yes/No) 

Interior free 
of dust and 
debris? 
(Yes/No) 

Containment 
Integrity 
Intact? 
(Yes/No) 

All ICRA 
permit 
conditions 
met? 
(Yes/No) 

Other Issues? 
(Explain) 

Corrective 
Actions 

Example 
Workday 

01/13/23 
0800 

B. Clean
ACME 
Construction 

-0.025 Yes N/A Yes Yes No Yes No 
Containment 
Breach; Patched 
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CAUTION 

CONSTRUCTION DUST PRECAUTIONS IN USE 

DO NOT ENTER 

For more information, contact the DSH Project Manager 

First Last Name 
(Name) 

###-###-#### 
Phone number 

This sign must be posted in color 
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PURPOSE 
This document represents the minimum best practice standards to prevent the acquisition of 
nosocomial infection in patients due to exposure to potentially infectious or harmful dust created 
by construction, renovation, or maintenance activities. 

Aspergillus fungal spores carried on dust particles are the most common cause of construction-
related infection in healthcare settings. Overall mortality from a healthcare construction and 
renovation-related fungal infection is 50%. Infection due to construction in healthcare facilities is 
estimated to cause 5,000 deaths each year in the United States. 

The Project Manager (PM), Infection Prevention (IP), and Environmental Health & Safety 
(EH&S) will audit performance to this standard, as amended by the needs of specific projects. 
All users of this standard are authorized to contact EH&S directly with questions or for 
consultation. 

SETTING 
All work has been evaluated by IP and EH&S and received an Infection Control Risk 
Assessment (ICRA) permit for construction, remodeling, maintenance, or repair activities at the 
Department of State Hospitals (DSH) facilities.  

This standard does not apply to projects contacting hazardous materials, such as asbestos, lead, 
chemical, or radioactive materials. Projects involving hazardous materials must undergo 
additional assessment and approval processes. If hazardous materials are discovered during 
work, immediately contact the DSH IP and EH&S for additional risk assessment. 

DEFINITIONS 
Anteroom – a small room connected to the entrance of the negative pressure containment, used 
for donning/doffing protective clothing and adding a layer of insulation between the containment 
and hospital environment; required on Class IV and V containments. 

Containment – a system of barriers and/or negative pressure equipment that isolates the 
construction zone air space from the adjacent hospital environment. 

Critical Barrier – barrier sealed over critical openings into the work area such as HVAC vents, 
doorways, electrical outlets, gaps in a drop in ceilings, or other openings. 

DOP test – filter challenge test; a standard recognized method to test the integrity of a HEPA 
filter using dispersed oil particulate (DOP) and particle counting techniques which a specialty 
contractor performs. 

HEPA filter – High-Efficiency Particulate Air (HEPA) filter removes 99.97% of particles 0.3 
micrometers and is even more efficient for particles of other sizes. 

Immunocompromised – having a weakened immune response due to an infection, disease, or 
immunosuppressive agents such as medication or irradiation. 

Infection Control Risk Assessment (ICRA) – process which evaluates patient risk due to 
construction activities focused on reducing the risk of infection; based on a matrix of the affected 
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patient population and the invasiveness of the work. This assessment generates a permit issued 
by Infection Prevention requiring compliance with one of five precaution levels (classes).  

In writing – written, hard copy, or electronic communications. Electronic communications must 
be retained in the same manner as hard-copy documents. 

Manometer – electronic pressure measuring instrument sensitive to measuring one-thousandth 
of an inch of water pressure (e.g., -0.024” wp). 

Negative pressure – pressure within a system that is less than the environment that surrounds 
that system; having atmospheric pressure that is less than the ambient atmospheric pressure—
examples: vacuum flask (thermos) interstitial space, airborne infectious agent isolation room. 

Nonporous – free from minute spaces or holes (pores) where contamination may be trapped; 
smooth. 

Nosocomial Infection – hospital-acquired infection; infection contracted from the environment, 
staff, or operations of a healthcare facility. 

Particle Counting – method of determining ambient particulate concentrations of various sized 
airborne particles using a laser diode and photodetector; not specific to the nature of the sampled 
particle. 

Poly – polyethylene sheeting; plastic film sheeting used to contain contamination. 

Positive pressure – pressure within a system that is greater than the environment that surrounds 
that system; having atmospheric pressure that is greater than the ambient atmospheric pressure. 
Example: inside of an inflated balloon or tire. 

Patient Care Area – a location where patient care is provided, not limited to direct treatment, 
and can include waiting rooms, lobbies, food service areas, and other places throughout the 
facility where patients may be present. Infection risks are elevated in these locations as 
immunocompromised patients are concentrated. 

RESPONSIBILITIES 
All parties to this standard must primarily act in the best interests of patients and patient care, 
regardless of the impact on project timelines or other constraints. 

PROJECT MANAGER 

The PM is the Facilities Planning, Construction and Management (FPCM) or Hospital Plant 
Operations (PLOPS) representative overseeing project execution. The PM oversees the 
Contractor or inhouse personnel performing the work. A third-party construction manager may 
supplement the PM’s duties, but the DSH PM retains all responsibility under this best practice 
standard. 

The project manager shall ensure the following: 

• All work is performed under an approved ICRA 
• An Interim Life Safety Measure (ILSM) plan is created, if necessary 
• Coordination with work area stakeholders regarding the potential impacts on patient 

care, including the containment location, project duration, and any changes during 
construction 
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• This best practice document is followed throughout the duration of the project 
• A qualified consultant is hired for projects (as determined by agreement between 

FPCM and EH&S) and projects which take place after hours or on weekends 
• Plans and specifications (bidding documents) are developed per this best practice 

standard 
• Containment inspectors and consultants perform to this best practice standard 
• Contractor expectations are communicated in writing before the start of work 
• The Contractor must comply with plan specifications and approved ICRA permit 

precautions. 
• Routine containment inspections are performed and documented by a trained, qualified 

containment inspector 
• Project documentation is maintained 
• Containment failures or severe breaches of practice are communicated to EH&S and 

IP in writing as soon as possible 
• Root causes of failures are determined, and corrective action is taken to prevent future 

episodes 
• Work is stopped for excessive noise/vibration, breach of containment, non-compliance 

with this best practice standard, or other patient care is compromised by the work 
• Environmental Services (EVS) is contacted for a terminal clean of the project area 

after a successful final inspection and containment dismantlement 

CONTRACTOR 

The Contractor is responsible for complying with all provisions of plans, specifications, and 
approved ICRA permit precautions to control construction dust at the project site. These 
provisions include witnessed DOP testing of all HEPA-filtered equipment. 

The Contractor shall ensure that all site workers, including subcontractors, are knowledgeable of 
the requirements of plans, specifications, and approved ICRA permit precautions and the reasons 
for controlling construction dust. The Contractor is required to stop work at times of excessive 
noise or vibration when containment is breached, when this standard is not being complied with, 
and when directed by the PM, EH&S, or IP. 

CONTAINMENT INSPECTORS 

Containment inspectors may perform any of the inspections listed in the “Inspection Criteria” 
section except for the initial containment inspection (aka “Pre-start”). Containment inspectors 
must be trained by EH&S (or a qualified consultant) and report to the PM and EH&S. 

ENVIRONMENTAL HEALTH AND SAFETY 

Environmental Health and Safety (EH&S) is responsible for providing consulting services 
related to this best practice standard, auditing containment inspector and consultant performance, 
and updating these best practices document. 

EH&S is responsible for ensuring either EH&S or the consultant performs the following: 

• Witness DOP testing of HEPA-filtered equipment or perform particle count challenge 
testing in rare cases 

• Complete site inspections according to this best practice standard (must perform the 
pre-start inspection and approve of the containment design) 
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• Audits of contractor performance, including particle counting 
• Training of containment inspectors 
• Environmental sampling, as needed 
• Investigation of containment failures 
• Stop work for excessive noise/vibration, breach of containment, non-compliance with 

this best practice standard, or other patient care is compromised 
• Along with IP, approve any deviations to this best practice standard 

INFECTION PREVENTION 

The Department of State Hospital Epidemiology and Infection Prevention (IP) is involved in 
many facets of the control and prevention of nosocomial infections at the Hospital, including 
infections from construction dust. The IP Department reviews and approves Infection Control 
Risk Assessments (ICRAs) of construction projects; along with EH&S, approves temporary 
deviations to this best practice standard to support unique scenarios; and approves this best 
practice standard document. IP may audit compliance with this Standard and has the authority to 
stop work for: excessive noise/vibration, breach of containment, noncompliance with this 
standard, or other project issues compromising patient care. 

ENVIRONMENTAL SERVICES 

Environmental services (EVS) personnel perform terminal cleaning of project areas once 
containments have been removed (per DSH Hospital Policy and Procedure ). The PM must 
provide a 24-hour notification to EVS that terminal cleaning will be needed, in addition to 
notification when the containment is being removed. 

Note: containment removal cannot occur until the Contractor has completed a full cleaning of the 
containment, and the final visual inspection has passed. EVS personnel also occasionally 
perform final clean inspections for some work. 

CONSULTANTS 

Consultants retained by DSH provide project scoping, planning, specification, and work plan 
development, project monitoring for compliance with this standard, and inspection services. 
FPCM shall approve consultants based on education, training, and experience. Consultants may 
only use qualified employees trained and experienced with infection prevention and construction 
dust control in a hospital setting. Consultants shall be directed by the PM and shall communicate 
with EH&S. 

POLICY 
All work that has received an ICRA Class III*, IV, or V permit must be completed using a 
negative pressure containment system to separate the construction air space from the hospital 
environment. This system comprises an enclosed work area and HEPA-equipped filtration units 
providing negative pressure to the work area. The following policies shall apply to all personnel 
working with negative pressure containments at DSH facilities. 

TRAINING 

All personnel working with negative pressure containments shall be trained and knowledgeable 
in the following: 
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• ICRA Permit contents and requirements 
• Site-Specific Containment plan 
• Provisions of this best practice standard 
• Requirements in Section 01561 Airborne Contaminant Control Specifications 
• Infection risks associated with construction 
• Methods to control the dissemination of dust and fungal spores 
• Proper use of protective clothing 
• Proper entry and exit procedures 
• Manufacturer’s requirements, where manufactured containment systems are used (e.g., 

cubes) 
• How to respond to a loss of negative pressure or too much negative pressure 
• Breach in Practice response and required notifications 
• Contractors shall be additionally trained in the following: 
• Proper containment design, construction, and maintenance techniques 
• Proper load-out techniques for equipment/wastes 
• Containment cleaning regime: daily, final, and terminal cleaning 
• Containment Failure Emergencies caused by the Contractor may require retraining at 

the discretion of the PM, IP, or EH&S. Training is to be provided by EH&S, or an 
EH&S approved training provider, such as a consultant. 

EXPERIENCE 

Contractors, consultants, and containment inspectors shall demonstrate the following experience 
requirements before performing duties under this standard. 

CONTRACTORS 

To be considered qualified to work with negative pressure containments, contractors must 
demonstrate experience by providing either of the following: 

• Previously completed, documented negative pressure containment work in a 
healthcare facility along with an owner reference. Minimum documentation shall 
include project descriptions and photographs or containment schematics. 

• Documentation that the contactors’ proposed onsite Foreman and onsite Supervisor 
has successfully obtained one of the following from the American Society for 
Healthcare Engineering (ASHE): 
o Certified Healthcare Constructor (CHC) Certification; 
o Health Care Construction (HCC) Certificate; or 
o Managing Infection Prevention During the Construction & Operation of Health 

Care Facilities Course Completion 

CONSULTANTS 

To be considered qualified to work with negative pressure containments, consultants must 
demonstrate all the following: 

• Hands-on oversight by a Certified Industrial Hygienist (CIH) in good standing with 
the American Board of Industrial Hygiene (ABIH) 

• Field personnel shall be experienced in Healthcare Construction Infection Prevention 
and shall possess certification in good standing by Cal/OSHA as a California Certified 
Asbestos Consultant (CAC) or Certified Site Surveillance Technician (CSST) 
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• Owner references for previously completed, documented negative pressure 
containment oversight work in healthcare facilities 

CONTAINMENT INSPECTORS 

Containment inspectors may be trained in-house DSH personnel or outside, third-party 
consultants. EH&S shall approve all containment inspectors before commencing inspection 
tasks. Approval shall include ensuring familiarity with the following: 

• The operation, maintenance, and inspection of HEPA-filtered equipment 
• Methods to achieve and maintain negative pressure in containments 
• Methods to monitor negative pressure 
• Inspection elements and documentation requirements 

EQUIPMENT 

Equipment used for construction containments must arrive free and clean of any debris or 
significant dust. 

Equipment that cannot be thoroughly decontaminated must arrive wrapped in 6 mil (0.006 
inches) polyethylene sheeting, be used only within negative pressure containment, be wrapped 
before transporting out of the containment, and be transported offsite in a covered cart. 

All polyethylene sheeting shall be flame retardant and at least six mils thick. Waste bags shall be 
six mils thick. 

All HEPA-filtered equipment must be tested before being utilized to ensure the integrity of the 
filter and housing. The equipment will be tested onsite by standard dispersed oil particulate 
(DOP) challenge testing using a certified independent testing contractor. In rare cases or 
emergencies, EH&S or an approved consultant may perform onsite particle challenge testing of 
HEPA-filtered equipment. A legible label indicating the date tested, testing party, and expiration 
date must be affixed to the equipment for it to be considered compliant with this best practice 
standard. 

Both DOP and particle tests shall be valid for six months from the date of initial testing, provided 
the Contractor certifies and can verify that the machines have remained at the same building with 
the same filters in place since initial testing and have not been moved, modified, inverted, or 
roughly handled in that time. Previously tested equipment removed from the building shall be 
tested before being reutilized onsite. 

PROCEDURE 
Best practice procedures must be used wherever possible when working with negative pressure 
containment systems. 

WORK PRACTICES 

To minimize the creation of airborne dust, capture and control dust as close to the source of 
generation as possible. Use water mist, HEPA vacuums, vacuum tool attachments, and/or other 
methods to prevent the spread of dust within the containment. 

Clean as you go and clean up promptly. Vacuum up dust as it is generated. Vacuum out exposed 
cavities as soon as they are made accessible. The Contractor shall perform daily cleaning of the 
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containment interior by HEPA, vacuuming any noticeable dust, and bagging up debris. Do not 
leave debris in an unoccupied containment. 

The Contractor shall inspect the containment before starting work and immediately repair any 
breaches, holes, or other issues. 

Stop work and notify the PM immediately if unforeseen hazardous materials (including mold) 
are discovered during construction. This condition will warrant a reassessment of the project by 
IP and EH&S. 

Use only tested, HEPA filter-equipped vacuums. Do not use standard shop vacuums; all 
vacuums without HEPA filters are dust distributors. 

Avoid dry sweeping, dry shoveling, or other dry debris cleanups. Use a water mist or sweeping 
compound before sweeping or shoveling debris. Do not use compressed air on dust or debris.  In 
occupied areas, provide an effective means of diffusing the air exhausted from HEPA-filtered 
negative air machines. 

PROTECTIVE CLOTHING 

Class IV and V containments require protective clothing, including shoe covers. The purpose of 
this clothing is to protect street clothing from becoming contaminated during work and prevent 
the track out of dust. 

Shoe covers may be attached to protective suits or may be worn separately. Head coverings are 
not required unless dust creation is expected to be extensive, as in the case of abrasive blasting or 
concrete coring, or head exposure is likely, as in the case of attic crawling. Protective clothing 
may be disposable (e.g., Tyvek suits) or reusable and regularly laundered. 

Note that disposable suits are not typically fire-resistant and, therefore, not intended for hot work 
environments. If fire-resistive clothing is necessary, it must be brought onsite in a sealed bag, 
used only within containment, and re-bagged and sealed before offsite transport. 

DECONTAMINATION 

To avoid tracking construction dust in the hospital environment, workers and equipment must be 
carefully decontaminated before exiting the containment. 

PERSONNEL 

For exceptionally dusty work, before removing protective clothing, clean the outside surface 
using a HEPA equipped vacuum or damp towel/sponge frequently rinsed in clean water. Do not 
use disinfectants to wipe skin or protective clothing to avoid chemical hazards. 

If respiratory protection is used, remove protective clothing before removing the respirator.  
When removing protective clothing, roll the suit outwards and down the body such that the 
exterior side is rolled into itself and only the clean side of the suit is exposed. Only touch the 
inside (clean side) of the suit. Step out of the suit and discard it into a waste bag for disposal or a 
plastic bag for laundering. If shoe covers are not attached to the suit, remove them by rolling the 
dirty side onto itself. 

Step onto the tack mat several times to remove fugitive dust before stepping onto the flooring 
outside the work area. Note: The sticky mat is not intended to clean the bottom of the booties. 
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They are designed to clean the bottom of the work boots/shoes after removing booties or full-
body coveralls. 

When working in semi-restricted or restricted areas, put on clean protective clothing before 
entering the semi-restricted or restricted area located outside the negative pressure containment. 

Wash face, hands, and any exposed skin surfaces as soon as possible upon exiting containment. 
A wash station near the work area may be required for dusty work. 

EQUIPMENT & WASTES 

Decontaminate the exterior surface of all bagged waste, tools, or construction materials before 
the exit of the containment by wet wiping. Tools or materials that cannot be exposed to water 
may be thoroughly HEPA vacuumed before removal.  

Contaminated construction materials, tools, or other reusable items contaminated with dirt or 
debris must be wrapped in 6 mil plastic sheeting or bags any time they are outside the 
containment and before covered cart transport. Insides of transport carts shall be maintained free 
and clean of dust and debris. Nonporous/smooth and cleanable containers with a hard lid must be 
used to transport trash and debris from the construction areas. Before leaving the contained work 
area, these containers must be damp wiped, cleaned, and free of visible dust/debris. Open carts or 
plastic-covered carts are unacceptable. 

CONTAINMENT DESIGN & CONSTRUCTION 
Containment is the primary engineering control to prevent patient exposure to contamination. 
Proper containment design and construction are necessary for proper function. The following 
sections are related to whole, negative pressure containments; alternative containment strategies 
are presented in the next section. 

LOCATION 

Nurse management must approve the containment location and configuration in patient care 
areas. Containment location concerning emergency egress must be reported to the State Fire 
Marshal’s Office. An Interim Life Safety Measure (ILSM) plan may be required.  Containment 
location shall be indicated on the construction drawings. 

MATERIALS 

Temporary containments in non-fire-rated locations lasting less than 30 days may be constructed 
of fire-rated polyethylene sheeting (at least six mil in thickness) that meets the standards 
specified by the DSH Fire Marshal’s Office. The polyethylene used for critical barriers and 
sealing walls, floors, or ceiling systems shall be a minimum of 6 mil thickness and fire-retardant 
type listed by Fire Underwriters Laboratories, Griffolyn #T55R with Griffolyn fire retardant 
tape, or equal, (no known equal). 

Only approved one-hour fire-rated temporary containment systems that meet ASTM E84, Class 
A requirements for smoke and fire for fire-rated assemblies/enclosures shall be used. Only 
approved fire damper systems used to control smoke/fire in a fire-rated containment assembly 
shall be used. 

Containments to remain in place for more than 30 days, those requiring additional security or 
those designed to control highly dusty environments, as in the case of abrasive blasting or 
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concrete coring, shall be constructed of rigid, airtight materials, such as drywall and metal wall 
framing. A hard-sided containment with a lockable door shall be used when there are concerns 
about security or safety from unauthorized entry, especially if the containment will be left 
unattended for extended amounts of time. Avoid creating tape damage on existing finish 
materials. 

CONSTRUCTION 

Locate the HEPA-filtered negative pressure unit as far away from the containment entrance (or 
other location of makeup air) as possible and duct the exhaust outdoors whenever feasible. 
Distancing the negative pressure unit from the source of makeup air helps to ensure complete 
and effective scrubbing of the contained airspace. Locating the unit too near the entrance can 
allow pockets of contamination to exist within the contained zone. At least four air changes per 
hour must be provided within the negative pressure containment at all times, which can be 
determined by the number of HEPA-filtered negative air unit scrubbers operating cubic feet per 
minute and the volume of the containment. All sources of air infiltration into the work zone 

must be sealed off before erecting containment barriers. These critical barriers include those over 
HVAC supply and return registers, electrical outlets, gaps in the drop-in ceilings, doorways not 
being used, etc.  

All existing surfaces within the containment which are not to be disturbed during construction 
must be covered with polyethylene sheeting unless they are nonporous, smooth, and accessible 
for cleaning. Where floors are likely to be damaged by the construction activities, durable 
flooring (e.g., plywood, Masonite) shall be installed over two layers of plastic sheeting. 

Locate tack mats outside of the containment exit when possible. Otherwise, locate tack mats on 
the floor, just inside the containment exit. An additional tack mat may be useful for incredibly 
dusty projects. Expose a new tack sheet when tack mats are no longer sticky and again at the end 
of each shift. The use of wetted carpet mats is not acceptable. 

When required, a manometer displaying the current containment pressure must be installed in an 
accessible location near the containment entrance. 

NEGATIVE PRESSURE REQUIREMENTS 

Negative pressure containments shall be a minimum of -0.020 inches of water column or less (-
0.021, -0.022, - 0.023….) relative to the adjacent, uncontained space. Exceptions to this 
requirement may be allowed by IP and will be listed on the ICRA permit. Demonstrate negative 
pressure is achieved continuously (24/7) through an electronic manometer sensitive to measure 
down to -0.020” wp. The manometer shall be capable of measuring the water pressure down to at 
least -0.001” in-WC. Inclined manometers using a liquid water solution and non-digital air 
pressure gauges are unacceptable since they do not meet the sensitivity of measuring -0.001” 
WC. 

Zero pressure or positive pressure is unacceptable and must be responded to immediately. Locate 
and repair holes or breaches in the exterior containment system with tape. Secure zip poles if 
they have fallen. Close the entry door by zipping lower or closing the flaps and securing it. A 
pressure too negative (-0.060 inches of water column or less) can cause the containment to 
collapse inwards. To relieve too negative pressure, turn down the negative air machines, if 
possible, and increase the size of the containment door openings. 
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Manometer 
Reading 

Why it’s a problem Response Options 

Positive Pressure 
(+0.001 and 
greater) 
 

Active contaminant 
ejection 
 

This is an emergency.  
Call Project Manager ASAP! 
 

No pressure 
(0.000) 
 

Possible 
contaminant 
migration 
 

Close zipper doors, Check and repair 
breaches, Ensure correct operation of 
negative air machines, and Call 
Project Manager. 

Too Negative 
(-0. 060 and less) 

Could collapse 
containment 

Lift the zipper on the containment and 
anteroom door. 

 

ALTERNATIVE CONTAINMENT STRATEGIES 

A full negative pressure enclosure is not always possible or warranted. Work may be completed 
using alternative containment strategies such as those listed below. IP may approve other 
alternative containment strategies on a case-by-case basis. 

MOBILE CONTAINMENTS, AKA “CUBES” 

Cubes are manufactured containment systems that are erected on a mobile platform. Examples 
are pictured on the following page. They are most often used for Class III or IV work and must 
conform to all Class III or IV ICRA permit requirements, including negative pressure, cleaning, 
inspection, required postings, etc. Cubes are not typically inspected at the same frequency as 
fixed containments as the work is often of short duration and may occur in several locations 
throughout a single day. The containment inspector shall conduct periodic, unannounced audits 
of cube work to ensure compliance with the ICRA and this best practice standard. Inspect cube 
operations two times or more for each ICRA permit issued. Projects longer than two weeks shall 
be audited at least twice per month. Where failures are located, corrective action must be taken 
immediately. 
EXAMPLES OF MOBILE CONTAINMENTS OR “CUBES” 
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“GLOVE” BAGS OR BOXES & HEPA SHROUDS 

Small projects may be accomplished by containing the work only - and not the workers. Glove 
bags, boxes, and HEPA shrouds can be used to complete work that disturbs small areas. Some 
examples of these systems are pictured on the following page. 
 
EXAMPLES OF GLOVE BAGS OR BOXES 

 
 
EXAMPLES HEPA SHROUDED SYSTEMS 

 
Projects commonly completed using these systems include drilling small penetrations, cutting in 
for wire receptacles, and placing backing plates for hanging objects from the wall. Because the 
containment cannot be posted, display the required postings (including the ICRA permit) in the 
work area. Before first use, the design and construction of these types of containments shall be 
approved by IP and EH&S. 

The glove bag or box should be composed of a sturdy frame enclosed in polyethylene or a 
transparent, sturdy material (e.g., plastic panel). Do not use corrugated materials, as they tend to 
collect and retain dust. A tested HEPA vacuum is used to maintain negative pressure within the 
glove bag/box. The bag/box must be cleaned before detachment. The negative pressure may be 
verified by observing the bowing of the bag/box sides, using visible smoke, tissue paper, or other 
means approved by EH&S. 

Work utilizing these types of containments is typically very short in duration; therefore, 
inspections differ from those performed in fixed containments. Further, because these types of 
systems heavily rely on the work practices used, contractors must be strictly monitored, 
especially at the beginning of a project. 

The containment inspector shall conduct periodic, unannounced audits of the work to ensure 
compliance with the ICRA permit and this best practice standard. Where failures are located, 
corrective action must be taken immediately, and EH&S must be notified immediately. 
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DEHUMIDIFICATION 

Dry-out efforts using dehumidifiers are allowed if completed within 72 hours of initial wetting 
and are approved by EH&S and/or IP. If the duration of the wetting is unknown, additional 
measures must be performed to ensure no mold growth has occurred – consult with EH&S. 

Dehumidification may only be used in clean water or steam condensate intrusion cases. Materials 
wetted by contaminated, black, or grey water require measures beyond dehumidification, ideally 
removal and replacement. 

Dehumidification of voids such as wall or ceiling cavities must be done as a closed loop such 
that the space does not become positively pressured relative to patient care areas. 

 
POSTINGS 
All the following postings must be maintained in the work area at all times a Class I-V permitted 
project is in progress: 

• Copy of ICRA Permit 
• Copy of Interim Life Safety Measure (ILSM) Permit 
• Containment Inspection Log (See Appendix A) 
• Entry Warning Sign with Project Manager Contact (See Appendix B) 

CLEANING PROCEDURES 

Once all work has been completed within containment, use the following procedures to perform 
a final cleaning. Final cleaning must be verified and signed off by the containment inspector 
before removing the containment. 

• Change into a clean disposable suit or clean clothing. 
• Carefully HEPA Vacuum all surfaces. Use an appropriate attachment to ensure all 

large dust is removed. Vacuum slowly and pay special attention to cracks and crevices 
where dust may have accumulated. 

• Prepare a measured solution of a DSH-approved EPA-listed disinfectant and use it 
according to the instructions on the label. 

• Using clean towels or sponges, wipe all surfaces with disinfectant. If visible dust 
accumulates on the applicator, wipe again until no residue is detected. Frequently 
change to clean applicators. 

• Leave the surface wet and allow it to air dry. Do not wipe dry. 
• Remove the top floor layer, if present, and HEPA vacuum and wipe down the bottom 

floor layer. 
• Call for a final visual inspection. The inspection will not be performed until the 

containment is dry. 
• If the containment does not pass inspection, the entire containment must be re-cleaned 

using the steps outlined above before re-inspection. 
• When containment passes inspection, remove the components, retain the documents 

for the PM, and contact EVS for terminal cleaning of the project area. 

DOCUMENTATION 

The PM shall retain all the following documents related to the containment: 
• Copy of ICRA permit 
• Containment Inspection Log (see Appendix A) and any Manometer Logs 
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• Copies of HEPA equipment certification 
• Records of sampling conducted, if any 
• Findings from project audits 
• Documents should be retained until the project is completed and occupancy has been 

granted. 

CONTAINMENT VERIFICATION 

Periodic particle counting is recommended and may be required to ensure exhausted air meets 
the HEPA rating and ambient air near the project is not excessively loaded with particles, 
compared to baseline measurements collected before construction or measurements collected in 
areas deemed currently acceptable. Particle counters should be set to log the collected data, and 
all sampling records must be provided to the PM and EH&S.  

INSPECTION CRITERIA 
Inspections are required: at the initial containment setup to verify proper construction each day to 
ensure a proper operation once all demolition has been completed, whenever an ICRA 
reclassification is requested, and when all work has been completed, and the containment has 
been cleaned. The requirements of each of these types of inspections follow. 

INITIAL CONTAINMENT INSPECTION (AKA “PRE-START”) – EH&S OR CONSULTANT 
ONLY 

To ensure the containment is sufficient before the start of work, EH&S or the consultant shall 
check for the following and sign off on the posted “inspection documentation form” with their 
name and the date and time the pre-start inspection passed. 

 ILSM permit conditions are met (if applicable) 
 All equipment is free and clear of dust/debris or arrives wrapped in poly 
 A hard lid-covered cart is available for waste transport 
 HEPA-filtered equipment has passed inspection and is not expired 
 Protective clothing is available 
 HVAC is sealed off in the work area, and other critical barriers are in place 
 Containment is complete (no holes/gaps) and structurally sound 
 Negative pressure exhaust is located as far from containment entry as possible 
 Nonporous, non-cleanable surfaces not in the scope are covered in poly 
 Fixtures outside of the scope of work are covered or removed 
 Where floor damage may occur, durable floor protection is in place 
 Installed manometer displays sufficient negative pressure 
 Negative pressure exhaust is diffused/not directing high-velocity air onto occupants 
 All required postings are in place 

INSPECTIONS WHILE WORKING 

Containment inspections shall be performed at least once per workday. For projects of extended 
length when work activity is not being performed, including on weekends or holidays, and if the 
work area had a comprehensive surface cleaning and received a passing visual inspection by a 
third-party environmental consultant, the daily inspections are not required. At a minimum, 
ICRA inspections shall be made weekly for containments on projects of extended non-work 
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activity. Containment checks shall include the following. The containment inspector shall note 
observations on the “Containment Inspection Form” (see Section 01 56 10 - Appendix A) 
attached to the containment. 

• ILSM permit conditions are met (if applicable) 
• Containment remains complete (no holes/gaps/tears) and structurally sound 
• No unauthorized personnel are inside 
• All required postings are in place 
• No changes to the location of the HEPA exhaust 
• The tack mat is present and usable 
• No signs of track out are observed 
• Installed manometer displays sufficient negative pressure 
• Containment is generally clean 
• Covered carts with hard lids are being used to transport equipment and wastes 
• All ICRA permit conditions are met 

IN-PROGRESS INSPECTIONS (AKA “POST-DEMO”) 

To ensure completion of the demolition phase of projects, the containment inspector shall verify 
the following conditions and sign off on the containment documentation form with their name 
and the date and time the inspection was completed. 

• All wetted or hazardous materials have been removed entirely (may require using 
infrared cameras and/or moisture meters to verify remaining materials are dry). 

• The demolition scope is complete 
• No hazardous materials have been discovered 
• Containment is clean, and waste has been removed 

ICRA CLASS CHANGE (AKA “ICRA DOWNGRADE”) 

At times, with the approval of IP, construction work may begin under ICRA Permit Class III, IV, 
or V and become reclassified to a lower ICRA Class once significant dust-producing activities 
have ceased. An inspection must take place before the downgrade to ensure that the dust-
producing work is complete, the Class III or IV containment is clean, and the IP requirements of 
the ICRA permit downgrade are met. The containment must meet the below criteria for a “final 
visual”, except for all construction efforts being complete. 

FINAL INSPECTION BEFORE DISMANTLEMENT (AKA “FINAL VISUAL”) 

Once the construction is complete, a containment inspector shall verify the following and 
document a passing final inspection by signing the inspection log form attached to the 
containment, including the date and time the inspection passed. Before dismantling the 
containment, the Contractor shall collect all posted paperwork, including any manometer tapes, 
and deliver it to the PM, who is responsible for contacting EVS for the terminal cleaning. 

• All construction efforts are completed 
• No tools, equipment, or personal belongings are present (clean ladder excepted) 
• No debris or wastes are present 
• The tack mat is clean 
• Containment is “white glove” clean – no visible dust can be wiped from any surface 
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SECTION 01 60 00 

PRODUCT REQUIREMENTS 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes administrative and procedural requirements for selection of products for use in 
Project; product delivery, storage, and handling; manufacturers' standard warranties on products; 
special warranties; and substitutions. 

1.2 DEFINITIONS 

A. Products: Items obtained for incorporating into the Work, whether purchased for Project or taken 
from previously purchased stock. The term "product" includes the terms "material," "equipment," 
"system," and terms of similar intent. 

1. Named Products: Items identified by manufacturer's product name, including make or 
model number or other designation shown or listed in manufacturer's published product 
literature that is current as of date of the Contract Documents. 

2. New Products: Items that have not previously been incorporated into another project or 
facility. Salvaged items or items reused from other projects are not considered new 
products. Items that are manufactured or fabricated to include recycled content materials 
are considered new products, unless indicated otherwise. 

B. Basis-of-Design Product Specification: A specification in which a single manufacturer's product 
is named and accompanied by the words "basis-of-design product," including make or model 
number or other designation. Published attributes and characteristics of basis-of-design product 
establish salient characteristics of products. 

C. Subject to Compliance with Requirements: Where the phrase "Subject to compliance with 
requirements" introduces a product selection procedure in an individual Specification Section, 
provide products qualified under the specified product procedure. In the event that a named 
product or product by a named manufacturer does not meet the other requirements of the 
specifications, select another named product or product from another named manufacturer that 
does meet the requirements of the specifications; submit a substitution request, if applicable. 

D. Basis-of-Design Product Specification Submittal: An action submittal complying with 
requirements in Section 01 33 00 "Submittal Procedures." 

E. Substitution: Refer to Section 01 25 00 "Substitution Procedures" for definition and limitations 
on substitutions. 

1.3 QUALITY ASSURANCE 

A. Compatibility of Options: If Contractor is given option of selecting between two or more products 
for use on Project, select product compatible with products previously selected, even if previously 
selected products were also options. 
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B. Identification of Products: Except for required labels and operating data, do not attach or imprint 
manufacturer or product names or trademarks on exposed surfaces of products or equipment that 
will be exposed to view in occupied spaces or on the exterior. 

1. Labels: Locate required product labels and stamps on a concealed surface, or, where 
required for observation following installation, on a visually accessible surface that is not 
conspicuous. 

2. Equipment Nameplates: Provide a permanent nameplate on each item of service- or power-
operated equipment. Locate on a visually accessible but inconspicuous surface. Include 
information essential for operation, including the following: 

a. Name of product and manufacturer. 
b. Model and serial number. 
c. Capacity. 
d. Speed. 
e. Ratings. 

3. See individual identification Sections in Divisions for equipment identification 
requirements. 

1.4 COORDINATION 

A. Modify or adjust affected work as necessary to integrate work of approved comparable products 
and approved substitutions. 

1.5 PRODUCT DELIVERY, STORAGE, AND HANDLING 

A. Deliver, store, and handle products, using means and methods that will prevent damage, 
deterioration, and loss, including theft and vandalism. Comply with manufacturer's written 
instructions. 

B. Delivery and Handling: 

1. Schedule delivery to minimize long-term storage at Project site and to prevent 
overcrowding of construction spaces. 

2. Coordinate delivery with installation time to ensure minimum holding time for items that 
are flammable, hazardous, easily damaged, or sensitive to deterioration, theft, and other 
losses. 

3. Deliver products to Project site in an undamaged condition in manufacturer's original 
sealed container or other packaging system, complete with labels and instructions for 
handling, storing, unpacking, protecting, and installing. 

4. Inspect products on delivery to determine compliance with the Contract Documents and 
that products are undamaged and properly protected. 

C. Storage: 

1. Provide a secure location and enclosure at Project site for storage of materials and 
equipment. 

2. Store products to allow for inspection and measurement of quantity or counting of units. 
3. Store materials in a manner that will not endanger Project structure. 
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4. Store products that are subject to damage by the elements under cover in a weathertight 
enclosure above ground, with ventilation adequate to prevent condensation and with 
adequate protection from wind. 

5. Store loose granular materials on solid surfaces in well-drained area; prevent mixing with 
foreign matter. 

6. Protect foam plastic from exposure to sunlight, except to extent necessary for period of 
installation and concealment. 

7. Comply with product manufacturer's written instructions for temperature, humidity, 
ventilation, and weather-protection requirements for storage. 

8. Protect stored products from damage and liquids from freezing. 

1.6 PRODUCT WARRANTIES 

A. Warranties specified in other Sections shall be in addition to, and run concurrent with, other 
warranties required by the Contract Documents. Manufacturer's disclaimers and limitations on 
product warranties do not relieve Contractor of obligations under requirements of the Contract 
Documents. 

1. Manufacturer's Warranty: Written standard warranty form furnished by individual 
manufacturer for a particular product and issued in the name of the State or endorsed by 
manufacturer to State. 

2. Special Warranty: Written warranty required by the Contract Documents to provide 
specific rights for State and issued in the name of the State or endorsed by manufacturer to 
State. 

B. Special Warranties: Prepare a written document that contains appropriate terms and identification, 
ready for execution. 

1. Manufacturer's Standard Form: Modified to include Project-specific information and 
properly executed. 

2. Specified Form: When specified forms are included in the Project Manual, prepare a 
written document, using indicated form properly executed. 

3. See other Sections for specific content requirements and particular requirements for 
submitting special warranties. 

C. Submittal Time: Comply with requirements in Section 01 77 00 "Closeout Procedures." 

PART 2 - PRODUCTS 

2.1 PRODUCT SELECTION PROCEDURES 

A. General Product Requirements: Provide products that comply with the Contract Documents, are 
undamaged and, unless otherwise indicated, are new at time of installation. 

1. Provide products complete with accessories, trim, finish, fasteners, and other items needed 
for a complete installation and indicated use and effect. 

2. Components required to be supplied in quantity within individual Specification Sections 
shall be the same and shall be interchangeable. 
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3. Standard Products: If available, and unless custom products or nonstandard options are 
specified, provide standard products of types that have been produced and used 
successfully in similar situations on other projects. 

4. State reserves the right to limit selection to products with warranties meeting requirements 
of the Contract Documents. 

5. Where products are accompanied by the term "as selected," State will make selection. 
6. Descriptive, performance, and reference standard requirements in the Specifications 

establish salient characteristics of products. 
7. Or Equal: For products specified by name and accompanied by the term "or equal," "or 

approved equal," comply with requirements in Section 01 25 00 “Substitution Procedures" 
to obtain approval for use of an unnamed product. 

a. Submit additional documentation required by State in order to establish equivalency 
of proposed products. Unless otherwise indicated, evaluation of "or equal" product 
status is by the State, whose determination is final. 

b. Where the words "or equal" are used following trade names, patented products, or 
proprietary products or methods, they shall be deemed to read "or equal in quality, 
design, utility and suitability"; as solely determined by the State.  Where such trade 
names, products, or methods are without the use of the words "or equal", they shall 
be deemed to be followed by the words "or equal in quality, design, utility and 
suitability" as solely determined by the State. 

B. Product Selection Procedures: 

1. Sole Product: Where Specifications name a single manufacturer and product, provide the 
named product that complies with requirements. Comparable products or substitutions for 
Contractor's convenience will not be considered. 

2. Sole Manufacturer/Source: Where Specifications name a single manufacturer or source, 
provide a product by the named manufacturer or source that complies with requirements. 
Comparable products or substitutions for Contractor's convenience will not be considered. 

3. Non-Limited List of Products: Where Specifications include a list of names of both 
available manufacturers and products, provide one of the products listed or an unnamed 
product that complies with requirements. 

a. Non-limited list of products is indicated by the phrase "Subject to compliance with 
requirements, available products that may be incorporated in the Work include, but 
are not limited to, the following." 

b. Provision of an unnamed product is considered a substitution. 

4. Non-Limited List of Manufacturers: Where Specifications include a list of available 
manufacturers, provide a product by one of the manufacturers listed or a product by an 
unnamed manufacturer that complies with requirements. 

a. Non-limited list of manufacturers is indicated by the phrase "Subject to compliance 
with requirements, available manufacturers whose products may be incorporated in 
the Work include, but are not limited to, the following." 

b. Provision of products of an unnamed manufacturer is considered a substitution. 

5. Basis-of-Design Product: Where Specifications name a product, or refer to a product 
indicated on Drawings, and include a list of manufacturers, provide the specified or 
indicated product or a comparable product by one of the other named manufacturers. 
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Drawings and Specifications may additionally indicate sizes, profiles, dimensions, and 
other characteristics that are based on the product named. 

a. For approval of products by unnamed manufacturers, comply with requirements in 
Section 01 25 00 "Substitution Procedures" for substitutions. 

C. Visual Selection Specification: Where Specifications include the phrase "as selected by State 
from manufacturer's full range" or a similar phrase, select a product that complies with 
requirements. State will select color, gloss, pattern, density, or texture from manufacturer's 
product line that includes both standard and premium items. 

D. Sustainable Product Selection: Where Specifications require product to meet sustainable product 
characteristics, select products complying with indicated requirements. Comply with 
requirements in Division 01 sustainability requirements Section and individual Specification 
Sections. 

1. Select products for which sustainable design documentation submittals are available from 
manufacturer. 

PART 3 - EXECUTION (Not Used) 

END OF SECTION 
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SECTION 01 73 00 

EXECUTION 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes general administrative and procedural requirements governing execution of the Work, 
including, but not limited to, the following: 

1. Construction layout. 
2. Installation of the Work. 
3. Cutting and patching. 
4. Coordination of State’s portion of the Work. 
5. Progress cleaning. 
6. Starting and adjusting. 
7. Protection and repair of installed construction. 

1.2 DEFINITIONS 

A. Cutting: Removal of in-place construction necessary to permit installation or performance of subsequent 
work. 

B. Patching: Fitting and repair work required to restore construction to original conditions after installation of 
subsequent work. 

1.3 QUALITY ASSURANCE 

A. Cutting and Patching: Comply with requirements for and limitations on cutting and patching of construction 
elements. 

1. Structural and Other Construction Elements: When cutting and patching structural elements, or when 
encountering the need for cutting and patching of elements whose structural function is not known, 
notify State of locations and details of cutting and await directions from State before proceeding. 
Shore, brace, and support structural elements during cutting and patching. Do not cut and patch 
structural elements in a manner that could change their load-carrying capacity or increase deflection. 
Do not cut and patch other construction elements or components in a manner that could change their 
load-carrying capacity, that results in reducing their capacity to perform as intended, or that results 
in increased maintenance or decreased operational life or safety. 

2. Patching shall achieve security, strength, and weather protection, and shall preserve continuity of 
existing fire ratings. 

3. Visual Elements: Do not cut and patch construction in a manner that results in visual evidence of 
cutting and patching. Do not cut and patch exposed construction in a manner that would, in State’s 
opinion, reduce the building's aesthetic qualities. Remove and replace construction that has been cut 
and patched in a visually unsatisfactory manner. Patching shall successfully duplicate undisturbed 
adjacent finishes, colors, textures, and profiles.  Where there is a dispute as to whether duplication is 
successful or has been achieved to a reasonable degree, the State's judgment shall be final. 
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B. Manufacturer's Installation Instructions: Obtain and maintain on-site manufacturer's written 
recommendations and instructions for installation of specified products and equipment. 

PART 2 - PRODUCTS 

2.1 MATERIALS 

A. Comply with requirements specified in other Sections. 

1. For projects requiring compliance with sustainable design and construction practices and procedures, 
use products for patching that comply with sustainable design requirements. 

B. In-Place Materials: Use materials for patching identical to in-place materials. For exposed surfaces, use 
materials that visually match in-place adjacent surfaces to the fullest extent possible. 

1. If identical materials are unavailable or cannot be used, use materials that, when installed, will 
provide a match acceptable to State for the visual and functional performance of in-place materials. 
Use materials that are not considered hazardous. 

C. Cleaning Agents: Use cleaning materials and agents recommended by manufacturer or fabricator of the 
surface to be cleaned. Do not use cleaning agents that are potentially hazardous to health or property or that 
might damage finished surfaces. 

1. Use cleaning products that comply with the California Code of Regulations maximum allowable 
VOC levels. 

PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Existing Conditions: The existence and location of underground and other utilities and construction 
indicated as existing are not guaranteed. Before beginning sitework, investigate and verify the existence 
and location of all underground utilities, and other construction affecting the Work. 

B. Examination and Acceptance of Conditions: Before proceeding with each component of the Work, examine 
substrates, areas, and conditions, with Installer or Applicator present where indicated, for compliance with 
requirements for installation tolerances and other conditions affecting performance. 

C. Proceed with installation only after unsatisfactory conditions have been corrected. Proceeding with the 
Work indicates acceptance of surfaces and conditions. 

3.2 PREPARATION 

A. Field Measurements: Take field measurements as required to fit the Work properly. Recheck measurements 
before installing each product. Where portions of the Work are indicated to fit to other construction, verify 
dimensions of other construction by field measurements before fabrication. Coordinate fabrication schedule 
with construction progress to avoid delaying the Work. 

B. Space Requirements: Verify space requirements and dimensions of items shown diagrammatically on 
Drawings. 
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C. Review of Contract Documents and Field Conditions: Immediately on discovery of the need for 
clarification of the Contract Documents, submit a request for information to State in accordance with 
requirements in Section 01 31 00 "Project Management and Coordination." 

3.3 CONSTRUCTION LAYOUT 

A. Verification: Before proceeding to lay out the Work, verify layout information shown on Drawings, in 
relation to the property survey and existing benchmarks and existing conditions. If discrepancies are 
discovered, notify State promptly. 

B. Engage a land surveyor experienced in laying out the Work, using the following accepted surveying 
practices: 

C. Site Improvements: Locate and lay out site improvements, including pavements, grading, fill and topsoil 
placement, utility slopes, and rim and invert elevations. 

D. Building Lines and Levels: Locate and lay out control lines and levels for structures, building foundations, 
column grids, and floor levels, including those required for mechanical and electrical work. Transfer survey 
markings and elevations for use with control lines and levels. Level foundations and piers from two or more 
locations. 

3.4 INSTALLATION 

A. Locate the Work and components of the Work accurately, in correct alignment and elevation, as indicated. 

1. Make vertical work plumb and make horizontal work level. 
2. Where space is limited, install components to maximize space available for maintenance and ease of 

removal for replacement. 
3. Conceal pipes, ducts, and wiring in finished areas unless otherwise indicated. 

B. Comply with manufacturer's written instructions and recommendations for installing products in 
applications indicated. 

C. Install products at the time and under conditions that will ensure satisfactory results as judged by State. 
Maintain conditions required for product performance until Completion. 

D. Conduct construction operations, so no part of the Work is subjected to damaging operations or loading in 
excess of that expected during normal conditions of occupancy of type expected for Project. 

E. Sequence the Work and allow adequate clearances to accommodate movement of construction items on-
site and placement in permanent locations. 

F. Templates: Obtain and distribute to the parties involved templates for Work specified to be factory prepared 
and field installed. Check Shop Drawings of other portions of the Work to confirm that adequate provisions 
are made for locating and installing products to comply with indicated requirements. 

G. Attachment: Provide blocking and attachment plates and anchors and fasteners of adequate size and number 
to securely anchor each component in place, accurately located and aligned with other portions of the Work. 
Where size and type of attachments are not indicated, verify size and type required for load conditions with 
manufacturer. 
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1. Mounting Heights: Where mounting heights are not indicated, mount components at heights directed 
by State. 

2. Allow for building movement, including thermal expansion and contraction. 
3. Coordinate installation of anchorages. Furnish setting drawings, templates, and directions for 

installing anchorages, including sleeves, concrete inserts, anchor bolts, and items with integral 
anchors, that are to be embedded in concrete or masonry. Deliver such items to Project site in time 
for installation. 

H. Joints: Make joints of uniform width. Where joint locations in exposed Work are not indicated, arrange 
joints for the best visual effect, as judged by State. Fit exposed connections together to form hairline joints. 

I. Repair or remove and replace damaged, defective, or nonconforming Work. 

1. Comply with Section 01 77 00 "Closeout Procedures" for repairing or removing and replacing 
defective Work. 

3.5 CUTTING AND PATCHING 

A. General: Employ skilled workers to perform cutting and patching. Proceed with cutting and patching at the 
earliest feasible time, and complete without delay. 

1. Cut in-place construction to provide for installation of other components or performance of other 
construction, and subsequently patch as required to restore surfaces to their original condition. 

B. Existing Warranties: Remove, replace, patch, and repair materials and surfaces cut or damaged during 
installation or cutting and patching operations, by methods and with materials so as not to void existing 
warranties. 

C. Temporary Support: Provide temporary support of Work to be cut. 

D. Protection: Protect in-place construction during cutting and patching to prevent damage. Provide protection 
from adverse weather conditions for portions of Project that might be exposed during cutting and patching 
operations. 

E. Adjacent Occupied Areas: Where interference with use of adjoining areas or interruption of free passage to 
adjoining areas is unavoidable, coordinate cutting and patching with State. Provide 48-hour notice. 

F. Existing Utility Services and Mechanical/Electrical Systems: Where existing services/systems are required 
to be removed, relocated, or abandoned, bypass such services/systems before cutting to prevent interruption 
to occupied areas. 

G. Cutting: Cut in-place construction by sawing, drilling, breaking, chipping, grinding, and similar operations, 
including excavation, using methods least likely to damage elements retained or adjoining construction. If 
possible, review proposed procedures with original Installer; comply with original Installer's written 
recommendations. 

H. Patching: Patch construction by filling, repairing, refinishing, closing up, and similar operations following 
performance of other Work. Patch with durable seams that are as invisible as practicable, as judged by 
State. Provide materials and comply with installation requirements specified in other Sections, where 
applicable. 

I. Paint over complete surface plane, unless otherwise indicated. Over patched wall or ceiling surfaces, paint 
to nearest cutoff line for entire surface, such as intersection with adjacent wall or ceiling, beam, pilasters, 
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or to nearest opening frame, unless otherwise indicated. Painted surfaces shall not present a spotty, touched-
up appearance. 

J. Cleaning: Clean areas and spaces where cutting and patching are performed. Remove paint, mortar, oils, 
putty, and similar materials from adjacent finished surfaces. 

3.6 PROGRESS CLEANING 

A. Clean Project site and work areas daily, including common areas. Enforce requirements strictly. Dispose of 
materials lawfully. 

1. Comply with requirements in NFPA 241 for removal of combustible waste materials and debris. 
2. Do not hold waste materials more than seven days during normal weather or three days if the 

temperature is expected to rise above 80 deg F. 
3. Containerize hazardous and unsanitary waste materials separately from other waste. Mark containers 

appropriately and dispose of legally, according to regulations. 
a. Use containers intended for holding waste materials of type to be stored. 

B. Site: Maintain Project site free of waste materials and debris. 

C. Work Areas: Clean areas where Work is in progress to the level of cleanliness necessary for proper 
execution of the Work. 

D. Installed Work: Keep installed work clean. Clean installed surfaces according to written instructions of 
manufacturer or fabricator of product installed, using only cleaning materials specifically recommended. 

E. Concealed Spaces: Remove debris from concealed spaces before enclosing the space. 

F. Exposed Surfaces: Clean exposed surfaces and protect as necessary to ensure freedom from damage and 
deterioration at time of Completion. 

G. Waste Disposal: Do not bury or burn waste materials on-site. Do not wash waste materials down sewers or 
into waterways. 

3.7 STARTING AND ADJUSTING 

A. Coordinate startup and adjusting of equipment and operating components with requirements in 
Section 01 91 13 "General Commissioning Requirements." 

B. Start equipment and operating components to confirm proper operation. Remove malfunctioning units, 
replace with new units, and retest. 

C. Adjust equipment for proper operation. Adjust operating components for proper operation without binding. 

D. Test each piece of equipment to verify proper operation. Test and adjust controls and safeties. Replace 
damaged and malfunctioning controls and equipment. 

E. Manufacturer's Field Service: Comply with qualification requirements in Section 01 40 00 "Quality 
Requirements." 
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3.8 PROTECTION AND REPAIR OF INSTALLED CONSTRUCTION 

A. Provide final protection and maintain conditions that ensure installed Work is without damage or 
deterioration at time of Completion. 

B. Repair Work previously completed and subsequently damaged during construction period. Repair to like-
new condition. 

C. Protection of Existing Items: Provide protection and ensure that existing items to remain undisturbed by 
construction are maintained in condition that existed at commencement of the Work. 

D. Comply with manufacturer's written instructions for temperature and relative humidity. 

END OF SECTION
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SECTION 01 74 19 

CONSTRUCTION WASTE MANAGEMENT AND DISPOSAL 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes administrative and procedural requirements for the construction waste management and 
disposal. 

B. Waste Management Objective for the Project: 
1. Project shall minimize the generation of construction and demolition waste at the site. 
2. Waste disposal in landfills shall be minimized. 

1.2 DEFINITIONS 

A. Construction Waste: Building, structure, and site improvement materials and other solid waste resulting 
from construction, remodeling, renovation, or repair operations. Construction waste includes packaging. 

B. Demolition Waste: Building, structure, and site improvement materials resulting from demolition 
operations. 

C. Disposal: Removal of demolition or construction waste and subsequent salvage, sale, recycling, or deposit 
in landfill, incinerator acceptable to authorities having jurisdiction, or designated spoil areas on Owner’s 
property. 

D. Recycle: Recovery of demolition or construction waste for subsequent processing in preparation for reuse. 

E. Salvage: Recovery of demolition or construction waste and subsequent sale or reuse in another facility. 

F. Salvage and Reuse: Recovery of demolition or construction waste and subsequent incorporation into the 
Work. 

1.3 MATERIALS OWNERSHIP 

A. Unless otherwise indicated, demolition and construction waste becomes property of Contractor. 

B. Historic items, relics, antiques, and similar objects including, but not limited to, cornerstones and their 
contents, commemorative plaques and tablets, and other items of interest or value to State that may be 
uncovered during demolition remain the property of State. 

1. Carefully salvage in a manner to prevent damage and promptly return to State. 
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1.4 SUBMITTALS 

A. Construction Waste Estimate: Within 14 calendar days after Start Date of the Work, or prior to any waste 
removal, whichever occurs sooner, submit construction waste estimate, using the Form 01 74 19.01 
“Construction Waste Estimate”. Include the following information: 

1. Estimate of total job site waste to be generated, including material types and quantities. 
2. Estimate of percentages of waste categories to landfill, to be reused, and to be recycled. 

B. Waste Management Report: Upon completion of Work, including final cleanup, provide a final waste 
management report containing the information required in Form 01 74 19.02 “Waste Management Report”. 
Include the following information: 

1. Total quantity of each waste material generated; and the date(s) removed from the project site. 
2. Percentages of waste categories to landfill, to be reused, and to be recycled. 
3. Identity of the landfill / receiving facility, handling costs, transport costs, tipping fees paid at the 

landfill, and total landfill costs. Attach copies of manifests, weight tickets, receipts, and invoices. 
4. For each material reused or recycled from the Project, include the total costs of handling and 

transportation, and income. Attach manifests, weight tickets, receipts, and/or invoices. 

1.5 QUALITY ASSURANCE 

A. Regulatory Requirements: Comply with transportation and disposal regulations of authorities having 
jurisdiction. 

1. California Department of Resources Recycling and Recovery (CalRecycle); Telephone (916) 341-
6300; https://www.calrecycle.ca.gov/condemo. 

2. Local Integrated Waste Management Programs and Re-Use Programs in the Project area. 
3. California Department of Toxic Substances Control (DTSC). 

1.6 WASTE MANAGEMENT PLAN 

A. General: Develop a waste management plan according to requirements in this Section. Plan shall consist of 
waste identification, waste reduction work plan, and cost/revenue analysis. Indicate quantities by weight or 
volume, but use same units of measure throughout waste management plan. 

B. Waste Identification: Indicate anticipated types and quantities of demolition and construction waste 
generated by the Work. Include estimated quantities and assumptions for estimates. 

1. Recycled Materials: Include list of local receivers and processors and type of recycled materials each 
will accept. Include names, addresses, and telephone numbers. 

2. Disposed Materials: Indicate how and where materials will be disposed of. Include name, address, 
and telephone number of each landfill and incinerator facility. 

3.  Handling and Transportation Procedures: Include method that will be used for separating recyclable 
waste including sizes of containers, container labeling, and designated location where materials 
separation will be performed. 

C. Cost / Recycle Analysis: Indicate total cost of waste disposal as if there were no waste management plan 
and net additional cost or net savings resulting from implementing waste management plan. Include the 
following: 

1. Total quantity of waste. 
2. Estimated cost of disposal (cost per unit). Include transportation and tipping fees and cost of 

collection containers and handling for each type of waste. 
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3. Total cost of disposal (with no waste management). 
4. Revenue from salvaged materials. 
5. Revenue from recycled materials. 
6. Savings in transportation and tipping fees by donating materials. 
7. Savings in transportation and tipping fees that are avoided. 
8. Handling and transportation costs. Include cost of collection containers for each type of waste. 
9. Net additional cost or net savings from waste management plan. 

1.7 PERFORMANCE REQUIREMENTS 

A. General: Practice efficient waste management in the use of materials in the course of the Work. Use all 
reasonable means to divert construction and demolition waste from landfills and incinerators. Facilitate 
recycling and salvage of materials. 

B. Diversion from Landfill: Waste categories appropriate for diversion from landfill shall include, but not be 
limited to, the following: 

1. Land clearing debris. 
2. Soil. 
3. Wood: Clean dimensional wood, palette wood. 
4. Sheet Wood: Plywood, OSB and particle board. 
5. Concrete. 
6. Bricks. 
7. Concrete Masonry Units (CMU). 
8. Asphalt Concrete. 
9. Paper. 

a. Bond. 
b. Newsprint. 
c. Cardboard and paper packaging materials. 

10. Cement Fiber Products: Shingles, panels, and siding. 
11. Metals. 

a. Ferrous. 
b. Non-ferrous. 

12. Paint. 
13. Rigid Foam. 
14. Glass. 
15. Plastics. 
16. Carpet and pad. 
17. Beverage containers. 
18. Insulation. 
19. Gypsum Board. 
20. Piping. 
21. Electrical conduit. 
22. Porcelain Plumbing Fixtures. 
23. Fluorescent Light Tubes (per Department of Toxic Substances Control regulations). 

PART 2 - PRODUCTS (Not Used) 
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PART 3 - EXECUTION 

3.1 IMPLEMENTATION 

A. General: Provide handling, containers, storage, signage, transportation, and other items as required to 
implement waste management during the entire duration of the Contract. 
1. Comply with operation, termination, and removal requirements in Section 01 50 00 "Temporary 

Facilities and Controls." 

B. Waste Management Coordinator: Engage a waste management coordinator or designate on-site party to be 
responsible for implementing, monitoring, and reporting status of waste management work. 
1. Distribute copies of the Construction Waste Estimate and Waste Management Report forms to the 

Job Site Foreman and each Subcontractor. 

C. Training: Train workers, subcontractors, and suppliers on proper waste management procedures, as 
appropriate for the Work. 

D. Meetings: Conduct Waste Management meetings with subcontractors who generate construction waste. 
Present current status of the Waste Management Report at regular job-site meetings. 

3.2 DEMOLITION AND CONSTRUCTION WASTE MANAGEMENT 

A. Materials Handling Procedures:  Provide means by which waste materials will be protected from 
contamination and means to be employed in reuse or recycling of waste material consistent with 
requirements for acceptance by receiving facilities. 

B. Separation Facilities:  Lay out and label a specific area to facilitate separation of materials for reuse and 
recycling.  Recycling and waste bin areas shall be kept neat and clean and clearly marked to avoid 
contamination of materials. 

C. Hazardous Wastes:  Hazardous wastes shall be separated, stored, and disposed of according to local 
regulations, and in accordance with specifications for such work as may be included in this Project. 

D. Instruction:  Provide on-site instruction of appropriate separation, handling, and recycling, salvage, reuse, 
and return methods to be used by all parties at appropriate stages of the Project. 

3.3 DISPOSAL OF WASTE 

A. General: Except for items or materials to be salvaged or recycled, remove waste materials from Project site 
and legally dispose of them in a landfill or incinerator acceptable to authorities having jurisdiction. 
1. Except as otherwise specified, do not allow waste materials that are to be disposed of accumulate on-

site. 
2. Remove and transport debris in a manner that will prevent spillage on adjacent surfaces and areas. 

B. Burning: Do not burn waste materials. 

3.4 ATTACHMENTS 

A. Form 01 74 19.01: Construction Waste Estimate. 

B. Form 01 74 19.02: Waste Management Report. 

END OF SECTION
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This form must be completed by the Contractor.  Attach additional sheets if necessary.  Waste categories appropriate for diversion from landfill shall include but 
not be limited to categories listed below.  Edit the list to suit Project’s scope. 
 
Project Name:  Project Number:  
Contractor’s Name:  Date:  

 

Waste Material (Edit to Suit) Unit 
Estimated Quantity 
Generated 

Percent to Landfill Percent Reused Percent Recycled 

Land Clearing Debris  CY     

Soil  CY     
Wood  CY     
Sheet Wood  CY     
Concrete  CY     
Bricks  CY     
Concrete Masonry Units  CY     
Asphalt Concrete  CY     
Paper  CY     
Cement Fiber Products  CY     
Metal (ferrous)  TON     
Metals (non-ferrous)  LBS     
Paint  GAL     
Rigid Foam  CF     
Glass  CF     
Plastics  CF     
Carpet and Pad  SY     
Beverage Containers  LBS     
Insulation  CF     
Gypsum Board  CF     
Porcelain Plumbing Fixtures  EA     
Fluorescent Light Tubes EA     
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QUANTITIES 
 

Waste Material (Edit to Suit) Unit Date 
Removed 

Total Quantity 
Generated 

Percent to 
Landfill 

Percent Reused Percent 
Recycled 

Land Clearing Debris  CY      
Soil  CY      
Wood  CY      
Sheet Wood  CY      
Concrete  CY      
Bricks  CY      
Concrete Masonry Units  CY      
Asphalt Concrete  CY      
Paper  CY      
Cement Fiber Products  CY      
Metal (ferrous)  TON      
Metals (non-ferrous)  LBS      
Paint  GAL      
Rigid Foam  CF      
Glass  CF      
Plastics  CF      
Carpet and Pad  SY      
Beverage Containers  LBS      
Insulation  CF      
Gypsum Board  CF      
Porcelain Plumbing Fixtures  EA      
Fluorescent Light Tubes EA      
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COST / INCOME 
 

Waste Material (Edit to Suit) Unit Receiving Facility 
Landfill Cost Reused Recycled 

Handling Transport Fee Cost Income Cost Income 
Land Clearing Debris  CY         
Soil  CY         
Wood  CY         
Sheet Wood  CY         
Concrete  CY         
Bricks  CY         
Concrete Masonry Units  CY         
Asphalt Concrete  CY         
Paper  CY         
Cement Fiber Products  CY         
Metal (ferrous)  TON         
Metals (non-ferrous)  LBS         
Paint  GAL         
Rigid Foam  CF         
Glass  CF         
Plastics  CF         
Carpet and Pad  SY         
Beverage Containers  LBS         
Insulation  CF         
Gypsum Board  CF         
Porcelain Plumbing Fixtures  EA         
Fluorescent Light Tubes EA         
          
          
          
          
          
          
          

TOTALS: 
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SECTION 01 74 20 

RECYCLED CONTENT CERTIFICATION 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes administrative and procedural requirements for the recycled content certification. 

1.2 REFERENCES 

A. State Agency Buy Recycled Campaign: https://www.calrecycle.ca.gov/buyrecycled/stateagency. 

1. Access this website for information on the Buy Recycled Campaign. 

1.3 DEFINITIONS 

A. Product Categories: Recycled content categories identified for purchasing and reporting of products. See 
Public Contract Code Section 12207 for further guidance of these categories. 

1. Paper products. 
2. Printing and writing papers. 
3. Soil amendments and soil toppings. 
4. Erosion Control products. 
5. Glass products. 
6. Lubricating oils. 
7. Plastic products. 
8. Paint. 
9. Tires. 
10. Tire-derived products. 
11. Antifreeze. 
12. Metal. 
13. Pavement surfacing. 
14. Building Finishes. 
15. Carpet. 
16. Textiles. 

B. Recycled Content Product (RCP):  All materials, goods, and supplies that are from one of the sixteen (16) 
Product Categories that meet the requirements identified in Public Contract Code, Section 12209, including 
any good or material that has been reused or refurbished without substantial alteration of its original form. 
For reused or refurbished products, there is no minimum content requirement. 

C. Non-Recycled Content Product (non-RCP): All materials, goods, and supplies that are from one of the 
sixteen (16) Product Categories having no recycled content or less than the minimum percentages of 
secondary and postconsumer materials stipulated in the Form 01 74 20.01 “Recycled Content Certification 
Worksheet” footnotes. 
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1.4 REQUIREMENTS 

A. Recycled content reporting for the Project. 

1. Document and report the percentage of recycled content in materials, products, equipment and 
furnishings installed and provided for this Project. 

2. State Agency Buy Recycled Campaign (SABRC) is a joint effort between the Department of General 
Services and the California’s Department of Resources Recycling and Recovery (CalRecycle) to 
implement State law. Public Contract Code, Sections 12200- 12320, requires State agencies to 
purchase recycled content products instead of non- recycled content products in sixteen (16) product 
categories whenever price, quality, and availability are comparable, to ensure that a minimum 
percentage of purchases in those categories have recycled content, and report these purchases 
annually to CalRecycle. This certification and reporting are utilized to comply with those 
requirements. 

3. State and State’s contractor(s) are required to purchase recycled content products in sufficient 
quantities to ensure that mandated recycled content products procurement goals are attained within 
sixteen (16) product categories. 

4. The sixteen (16) product categories and their respective minimum postconsumer-content 
requirements are outlined in SABRC Handout on CalRecycle website: 
https://www2.calrecycle.ca.gov/Docs/Web/114687. 

5. In order to help state agencies identify all reportable purchases and all reportable recycled content 
products purchases, Contractor is mandated by the Public Contract Code, Section 12205 to certify in 
writing to the State the minimum percentage, if not the exact percentage, of postconsumer recycled-
content material in the products, materials, goods, and supplies offered or sold to the State regardless 
of whether the product meets the requirements of Public Contract Code, Section 12209. 

6. All products that can be classified as being in one of the sixteen (16) categories must be included in 
the reporting, whether the product is recycled content products or non- recycled content products. 
Only products that can be classified in one of the categories shall be reported. 

1.5 SUBMITTALS 

A. Form 01 74 20.01 “Recycled Content Certification Worksheet”: Submit with each product submittal from 
one of the sixteen (16) Product Categories, containing the following information: 

1. Product Description, with applicable specification section of product. 
2. Quantity of product. 
3. Estimated material dollar value including any taxes and delivery cost. 
4. Designate the Product Category for each product listed.  
5. Designate whether product is a Recycled Content Product.  
6. Estimate of percentage of material content.  
7. Attach a copy of the manufacturer’s or vendor’s data sheet showing recycled content percentages if 

product is reported as a Recycled Content Product. 

B. Form 01 74 20.02 “State Agency Buy Recycled Campaign Procurement Summary”: Submit with each 
product submittal from one of the sixteen (16) Product Categories, containing the following information: 

1. Product Category. 
2. All reportable purchases, quantity and dollar value including any taxes and delivery cost. 
3. Recycled Content Product purchases, quantity and dollar value including any taxes and delivery cost.  
4. Percent of Recycled Content Product purchases, quantity and dollar value including any taxes and 

delivery cost.  
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1.6 CLASSIFICATION OF PRODUCTS 

A. Recycled content products and non-recycled content products that are made from multiple material types 
should be reported in the product category of the material type representing most of the product. 

PART 2 - PRODUCTS (Not used) 

PART 3 - EXECUTION 

3.1 IMPLEMENTATION 

A. Recycled Content Manager: Designate an individual responsible for instructing suppliers and 
subcontractors, and overseeing and documenting results of Recycled Content Certification for the Project.  

B. Recycled Content Manager shall document results of submitted Form 01 74 20.01 “Recycled Content 
Certification Worksheets” on the Form 01 74 20.02 “State Agency Buy Recycled Campaign Procurement 
Summary”, in total for each product category. Only reportable products from one of the sixteen (16) 
categories should be recorded. 

C. Distribution: Recycled Content Manager shall provide copies of the Form 01 74 20.02 “State Agency Buy 
Recycled Campaign Procurement Summary” at intervals agreed to by the State’s Representative for 
monitoring of the program. At the conclusion of the construction and prior to final payment, Manager shall 
provide a copy of the final Form 01 74 20.02 “State Agency Buy Recycled Campaign Procurement 
Summary” under provisions of Section 01 77 00 “Closeout Procedures”. 

3.2 ATTACHMENTS 

A. Form 01 74 20.01: Recycled Content Certification Worksheet (Example). 

1. An example of a completed form is attached for Contractor’s reference. An electronic version of this 
form for Contractor’s use will be provided by the State at the Project start meeting. 

B. Form 01 74 20.02: State Agency Buy Recycled Campaign Procurement Summary (Example). 

1. An example of a completed form is attached for Contractor’s reference. An electronic version of this 
form for Contractor’s use will be provided by the State at the Project start meeting. 

END OF SECTION 
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FORM 01 74 20.01 RECYCLED CONTENT CERTIFICATION WORKSHEET (EXAMPLE) 

This form must be completed by contractor. The contractor must submit worksheet with each product submittal to the State agency, with a row completed for each product 
supplied to the State. Attach additional sheets if necessary. Information must be included, even if the product does not contain recycled-content material but it is within one of the 
16 categories. Refer to footnotes following this form. 

PROJECT NAME: Visitor’s Non-Secure Entrance, Statewide Youth Correctional Agency PROJECT NUMBER: 000000000001234  

CONTRACTOR’S / VENDOR’S NAME: XYZ Contractors DATE: December 1, 202X  

ADDRESS: 4300 Pleasant Valley Dr, Lincoln Logs, CA  95000 PROJECT MANAGER: (AS NAMED)  

PHONE: (123) 456-7890 FAX: (012) 345-6789   
 

Product Description / Specification Section Quantity 
Estimated 
Dollars 

Product 
Category1 

RCP 
Y/N? 

Virgin Content 
(Percent)2 

Postconsumer 
Material 
(Percent)3 

Secondary 
Material 
(Percent)4 

Total 
Percent5 

High Impact Resistant Gypsum Board / 09260 N/A $2,500 Paper  Y 50 10 40 100% 

Cellulose Building Insulation / 07213 N/A $10,000 Paper  Y 20 10 70 100% 

Underslab Vapor Barrier / 03300 N/A $1,500 Plastic  Y 20 20 60 100% 

Electrical Cover Plates / 16010 N/A $2,500 Plastic  N 90 0 10 100% 

Interior and Exterior Paint / 09900 300gal $8,000 Paint N 100 0 0 100% 

Recessed Entrance Mats / 10420 N/A $1,800 Tire Derived Y 40 20 40 100% 

Ceramic Tile / 09310 N/A $5,000 Glass Y 35 10 55 100% 

Exterior and Interior Windows / 08800 N/A $30,000 Glass N 70 10 20 100% 

Metal Studs / 09206 N/A $6,000 Metal Y 65 15 10 100% 

 
Public Contract Code Section 12205 (a) requires all State agencies to require all 
contractors to certify in writing, under penalty of perjury, the minimum percentage, if 
not the exact percentage, of postconsumer material in the products, materials, goods, 
or supplies offered or sold to the State. 

Public Contract Code Section 12205 (b) requires all businesses to certify in writing, 
under penalty of perjury, the minimum percentage, if not the exact percentage, of 
postconsumer material in the products, materials, goods, or supplies offered or sold to 
the State. 

   

Printed name of person completing form Title Signature of person completing form 

 



  
 

RECYCLED CONTENT CERTIFICATION WORKSHEET (EXAMPLE) 
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Footnotes 

You must submit copies of this form and/or other documentation for each product that is reportable.  
  
1. Product category refers to one of the product categories into which the reportable product purchase falls. For products made from multiple materials, choose the category that 

comprises most of the product, either by a weight or volume criteria. The product categories and corresponding content requirements are defined as follows: 

1.  Paper products 7.  Plastic products 13. Carpet 
2.  Printing and writing papers 8.  Paint 14. Pavement surfacing 
3.  Soil amendments and toppings 9.  Tires 15. Building finishes 
4.  Erosion control products 10. Tire-derived products 16. Textiles 
5.  Glass products 11. Antifreeze  
6.  Lubricating oils 12. Metal  

 
2. Virgin material content is that portion of the product made from non-recycled material, that is, the material is neither secondary nor postconsumer material. 

3. Postconsumer material is defined as “a finished material which would have been disposed of as a solid waste, having completed its life cycle as a consumer item, and does not 
include manufacturing wastes.” This is material such as newspaper that you read and was recycled and then made into recycled-content newsprint or some other recycled 
product. Postconsumer material is generally any product that was bought by the consumer, used, and then recycled into another product. 

4. Secondary material is defined as “fragments of finished products or finished products of a manufacturing process, which has converted a resource into a commodity of real 
economic value, and includes postconsumer material, but does not include excess virgin resources of the manufacturing process.” This is material such as newsprint that is 
trimmed from a roll in the paper plant that is returned to the beginning of the process to make recycled-content newsprint. The material (product) did not get to the consumer 
before being recycled. 
For example, if a printing and writing paper contained 20 percent postconsumer material, you would indicate 20 percent in the postconsumer column and 80 percent in the 
virgin column. If the product had 40 percent secondary material and 20 percent postconsumer material, you would indicate 40 percent in the secondary column, 20 percent in 
the postconsumer column, and 40 percent in the virgin column. To meet the 50/10 content requirement of another product category, the product would contain 50 percent 
recycled content (40 percent secondary and 10 percent postconsumer material) and 50 percent virgin material. 

5. The sum of the virgin column, the postconsumer column, and the secondary column must equal 100 percent. 

Note: Products that are made from multiple material types should be reported in the product category of the material type representing most of the product. The amount of material 
used in the product can be measured by weight or volume. If, for instance, a chair is made from steel, aluminum, and plastic and most of the material, either by weight or volume, 
is plastic, report it as a plastic product. If, however, most of the product, either by weight or volume, is metal, report the purchase as a metal product. 
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05/11/2026 01 74 20.02 - 1 PROJECT NO # 26-20063-000 

FORM 01 74 20.02 STATE AGENCY BUY RECYCLED CAMPAIGN PROCUREMENT SUMMARY (EXAMPLE) 

Attach copies of the recycled-content certification form(s) and/or other documentation for each product that contains any amount of recycled material. Refer to footnotes following 
this form. 

PROJECT NAME: Visitor’s Non-Secure Entrance, Coalinga State Hospital PROJECT NUMBER: 000000000001234  

CONTRACTOR’S / VENDOR’S NAME: XYZ Contractors DATE: January 1, 2026  
ADDRESS: 4300 Pleasant Valley Dr, Lincoln Logs, CA  95000 PROJECT MANAGER: (AS NAMED)  
PHONE: (123) 456-7890 FAX: (012) 345-6789   

 

Column 1 Column 2 Column 3 Column 4 Column 5 Column 6 Column 7 

Product Category1 All Reportable 
Purchases 
(QUANTITY)2 

All Reportable 
Purchases 
(DOLLARS)3 

RCP Purchases 
(QUANTITY)4 

RCP Purchases 
(DOLLARS)5 

Percent of RCP 
(QUANTITY)6 

Percent of RCP 
(DOLLARS)7 

Paper products - $ 18,000.00 - $ 12,500.00 - 70% 

Printing and writing paper  
- 
 

$ 0.00 - $0.00 - 0% 

Soil amendments and 
toppings 

0(cu yd) $ 0.00 0(cu yd) $ 0.00 0% 0% 

Erosion control products - $ 20,000.00 - $ 20,000.00 - 100% 

Glass products - $ 35,000.00 - $ 5,000 - 14% 

Lubricating oils 0(gal) $ 0.00 0(gal) $ 0.00 0% 0% 

Plastic products - $ 4,000.00 - $ 1,500.00 - 38% 

Paint  300(gal) $ 8,000.00 300(gal) $ 0.00 0% 0% 

Tires   0   $ 0.00  0 $ 0.00 0% 0% 

Tire-derived products - $ 2,000.00 - $ 2,000.00 - 100% 

Antifreeze 0(gal) $ 0.00 0(gal) $ 0.00 0% 0% 

Metal - $ 11,000.00 - $ 6,000.00 - 54% 

Carpet 12,000 (sq ft) $ 78,000.00 4,000 (sq ft) $ 42,000.00 33% 54% 

Pavement surfacing 150 (ton) $50,000 75 (ton) $ 20,000.00 50% 40% 

Building Finishes - $ 25,000.00 - $ 5,000.00 - 20% 



  
 

STATE AGENCY BUY RECYCLED CAMPAIGN PROCUREMENT SUMMARY (EXAMPLE) 
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Textiles - $12,000.00 - $2,000.00 - 17% 

 Total8:     $ 263,000     Total9:     $ 116,000     Total10:     44.1%   

 
 

Footnotes 

Attach copies of the recycled-content certification forms and/or other documentation for each product.  
 
Note: All purchases within these product categories, regardless of the source of the product or the type of contract used to purchase them, should be included in 
your report. Include all product purchases –– RCPs and non-RCPs. 
 
6. Include all purchases (RCPs and non-RCPs) within the 16 product categories. RCPs outside of the 16 product categories cannot be counted toward attaining 

the procurement goals and are not reportable. 
7. Indicate the quantity (units) of all purchases (RCPs and non-RCPs) in each product category during the course of the project. Quantities do not need to be 

reported for the product categories with shading. 
8. Indicate the total dollars spent on all purchases (RCPs and non-RCPs) in each product category purchased during the course of the project. 
9. Indicate the total quantity (units) of RCPs purchased during the course of the project. Quantities do not need to be reported for the product categories with 

shading. 
10. Indicate the total dollars spent on RCPs during the course of the project for each category. 
11. Indicate the percentage of RCPs purchased. The percent recycled is calculated by dividing the figure in column 4 by the figure in column 2 and multiplying by 

100. Percentages do not need to be calculated for the product categories with shading. 
12. Indicate the percentage of total dollars spent on RCPs in each category. The percent recycled is calculated by dividing the figure in column 5 by the figure in 

column 3 and multiplying by 100. 
13. The total of column 3 should be equivalent to the total estimated dollars spent on all products (RCPs and non-RCPs) during the course of the project. 
14. The total of column 5 should be equivalent to the estimated total dollars spent on reportable RCPs during the course of the project. 
15. Column 7 is calculated by dividing the figure in column 5 by the figure in column 3 and multiplying by 100. 

 
 



  
 

 STARTING AND ADJUSTING 
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SECTION 01 75 00 

STARTING AND ADJUSTING  

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 

1. Procedures for starting, testing, adjusting, and balancing of the following systems: 

a. Indoor, Exposed, Wall-Mounted Units 

b. Outdoor, Air-Source Heat-Pump Units 

1.2 SUBMITTALS 

A. Sequencing Schedule: 
1. Preliminary schedule listing times and dates for start-up of each item of equipment, in sequence: 

Submit two weeks prior to proposed dates. Accepted Schedule shall be the sequencing schedule. 

B. Reports: Submit manufacturer authorized representative's reports within one week after start-up, listing 
start-up dates. 

C. Qualification Statements: For manufacturer's authorized representative. 

1.3 QUALITY ASSURANCE 

A. When specified in individual specification Sections, Contractor shall require manufacturer to provide 
authorized representative to be present at site to: 

1. Inspect, check, and approve equipment or system installation prior to start-up. 
2. Supervise placing equipment or system in operation. 
3. Provide written report that equipment or system has been properly installed and is functioning 

correctly. 

1.4 PROJECT CONDITIONS 

A. Ensure excess packing and shipping bolts are removed.  

B. Ensure interdependent systems have been checked and are operational. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION 
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3.1 INSPECTION 

A. Verify that Project conditions comply with specified and manufacturer’s requirements. 

B. Verify that status of work meets requirements for start-up of equipment and systems. 

3.2 STARTING SYSTEMS 

A. Coordinate sequence of start-up for various items of equipment. 

B. Notify the State Inspector 7 days prior to start-up of each item of equipment. 

C. Have Contract Documents, shop drawings, product data, and operation and maintenance data at hand during 
entire start-up process. 

D. Verify that each piece of equipment or system has been checked for proper lubrication, drive rotation, belt 
tension, control sequence, and for conditions, which may cause damage. 

E. Verify tests, meter readings, and specified electrical characteristics agree with those required by the 
equipment or system manufacturer. 

F. Verify that wiring and support components for equipment are complete and tested. 

G. Execute start-up under supervision of Contractor's personnel and/or manufacturer’s representative when so 
specified in accordance with manufacturer’s instructions. 

H. Place equipment for operation in proper sequence, in accordance with approved sequencing schedule. 

END OF SECTION 



  
 

 CLOSEOUT PROCEDURES 
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SECTION 01 77 00 

CLOSEOUT PROCEDURES 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes administrative and procedural requirements for Contract closeout, including, but not 
limited to, the following: 

1. Beneficial Occupancy procedures. 
2. Completion procedures. 
3. Warranties. 
4. Record Drawings. 
5. Operation manuals. 
6. Maintenance manuals. 
7. Operation and maintenance documentation directory manuals. 
8. Final cleaning. 

1.2 DEFINITIONS 

A. Punch-list (List of Incomplete Items): Contractor-prepared list of items to be completed or corrected, 
prepared for the State’s use prior to State’s inspection, to determine if the Work is complete. 

1.3 SUBMITTALS 

A. Product Data: For each type of cleaning agent. 

B. Contractor's Punch-list: Initial submittal at Beneficial Occupancy. 

C. Certified Punch-list: Final submittal at Completion. 

D. Certificate of Insurance: For continuing coverage. 

E. Guaranties, Warranties and Bonds: Submittal prior to Final Inspection. 

F. Record Drawings: Comply with the following: 

1. Number of Copies: Submit one set(s) of marked-up record prints. 

G. Record Drawings Reports: Submit written report monthly at the time of Application for Payment 
submittal indicating items incorporated into Project Record Drawings concurrent with progress of the 
Work, including revisions, concealed conditions, field changes, product selections, and other notations 
incorporated. 

H. Submit operation and maintenance manuals indicated. Provide content for each manual as specified in 
individual Specification Sections, and as reviewed and approved at the time of Section submittals. Submit 
reviewed manual content formatted and organized as required by this Section. 

1. Format: Submit operation and maintenance manuals in the following format: 
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a. Submit on Procure. Enable reviewer comments on draft submittals. 

I. Certification of Disabled Veteran Business Enterprise Participation: Submit Form STD 817 with final 
Application for Payment. 

J. Certification of Small Business / Disabled Veteran Business Enterprise Participation: 

1. Preliminary Report upon Completion. 
2. Final Report upon receipt of Final Payment. 

K. Waste Management Report: Submittal prior to Final Inspection. Provide as specified in individual 
Specification Section. 

L. Recycled-Content Certification Worksheet: Submittal prior to Final Inspection. Provide as specified in 
individual Specification Section. 

M. State Agency Buy Recycled Campaign Procurement Summary: Submittal prior to Final Inspection. Provide 
as specified in individual Specification Section. 

N. Schedule of Maintenance Material Items: For maintenance material submittal items required by other 
Sections. 

1.4 COMPLETION PROCEDURES 

A. Punch-list: Prepare and submit a list of items to be completed and corrected a minimum of 30 calendar days 
prior to the end of the Contract Time. 

B. Submittals Prior to Completion: Before requesting final inspection for determining the date of Completion 
of the Work, complete the following. 

1. Certificates of Release: Obtain and submit releases from authorities having jurisdiction, permitting 
State unrestricted use of the Work and access to services and utilities. Include occupancy permits, 
operating certificates, and similar releases. 

2. Submit closeout submittals specified in other Division 01 Sections, including Waste Management 
Report and Recycled-Content Certification Worksheet. 

3. Submit Project Record Drawings, and similar final record information. 
4. Submit each operation and maintenance manual in final form prior to requesting inspection for 

Completion and at least 30 days before commencing demonstration and training. 
5. Submit closeout submittals specified in individual Sections, including warranties, certifications, 

training and similar documents. 
6. Submit maintenance material submittals specified in individual Sections, including tools, spare parts, 

extra materials, and similar items, and deliver to location designated by State. Label with 
manufacturer's name and model number. Obtain State’s signature for receipt of submittals. 

a. Schedule of Maintenance Material Items: Prepare and submit schedule of maintenance 
material submittal items, including name and quantity of each item and name and number of 
related Specification Section. 

7. Submit testing, adjusting, and balancing records. 
8. Submit Completion photographic documentation. 

C. Procedures Prior to Completion: Complete the following a minimum of 14 days prior to requesting 
inspection for determining date of Completion of the Work. List items below that are incomplete at time of 
request. 
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1. Make final changeover of permanent locks and deliver keys to State. Advise State’s personnel of 
changeover in security provisions. 

2. Complete startup and testing of systems and equipment. 
3. Perform preventive maintenance on equipment used prior to Completion. 
4. Instruct State’s personnel in operation, adjustment, and maintenance of products, equipment, and 

systems. Submit demonstration and training video recordings specified in Section 01 79 00 
"Demonstration and Training." 

5. Advise State of changeover in utility services. 
6. Participate with State in conducting inspection and walkthrough with authorities having jurisdiction. 
7. Terminate and remove temporary facilities from Project site, along with mockups, construction tools, 

and similar elements. 
8. Complete final cleaning requirements. 
9. Touch up paint and otherwise repair and restore marred exposed finishes to eliminate visual defects. 

D. Final Inspection: Submit a written request for final inspection to determine Completion a minimum of 14 
days prior to date the Work will be completed and ready for final inspection and tests. On receipt of request, 
State will either proceed with inspection or notify Contractor of unfulfilled requirements. After inspection, 
State will notify Contractor of items, either on Contractor's list or additional items identified by State, that 
must be completed or corrected before Acceptance of the Work. 

1. Request reinspection when the Work identified in previous inspections as incomplete is completed 
or corrected. 

E. Submittals After Final Inspection: 

1. Submit a final Application for Payment in accordance with Section 01 29 00 "Payment Procedures." 
2. Certified Punch-list: Submit certified copy of punch list. Certified copy of the list shall state that each 

item has been completed or otherwise resolved for acceptance. 

F. Completion of the Work date and Acceptance of the Work will be determined as specified in Document 00 
72 00 “General Conditions of the Contract for Construction”, Article 8.6. 

1.5 PUNCH-LIST ITEMS 

A. Organization of List: Include name and identification of each space and area affected by construction 
operations for incomplete items and items needing correction including, if necessary, areas disturbed by 
Contractor that are outside the limits of construction. 

1. Organize list of spaces in sequential order, starting with exterior areas first and proceeding from 
lowest floor to highest floor, listed by room or space number. 

2. Organize items applying to each space by major element, including categories for ceilings, individual 
walls, floors, equipment, and building systems. 

3. Include the following information on each page: 

a. Project name and number. 
b. Date. 
c. Page number. 

4. Submit list of incomplete items in the following format: 
a. PDF Electronic File: State will return annotated file. 
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1.6 SUBMITTAL OF CERTIFICATION OF DISABLED VETERAN BUSINESS ENTERPRISE 
PARTICIPATION 

A. Submit upon Completion of the Work, together with a final Application for Payment, complete and accurate 
Form STD 817 “Prime Contractor’s Certification – DVBE Subcontractor Report”. The State shall review 
the Form STD 817, and if it is determined to be complete and accurate, the payment will be authorized. 

B. If the Form STD 817 is late or determined to be incomplete or inaccurate, the State shall withhold ten 
thousand dollars ($10,000) from the final payment, or the full final payment if less than ten thousand dollars 
($10,000), and provide the Contractor with a notice allowing at least 15 days, but not more than 30 days to 
cure the defect. 

1. If the Contractor does not comply by the deadline identified in the Cure Notice, the State shall 
permanently deduct the ten thousand dollars ($10,000) from the final payment, or the full final 
payment if less than ten thousand dollars ($10,000). 

1.7 CONTRACTORS CERTIFICATION OF SMALL BUSINESS (SB) PARTICIPATION 

A. If final payment has been made to Small Business, upon Completion of the Work, submit the two- page 
certification, Forms 01 77 00.01 and 01 77 00.02 "Contractor’s Certification of Small Business 
Participation”. 

B. If retention has been withheld, and final payment to Small Business subcontractors will not be made until 
the Contractor has received final payment from the State, Contractor shall: 

1. Upon completion of the Work submit the two-page certification, Forms 01 77 00.01 and 01 77 00.02 
"Contractor’s Certification of Small Business Participation”; and mark the box entitled 
“PRELIMINARY REPORT” on Form 01 77 00.02. 

2. Within 30 days of receipt of final payment submit an updated two-page certification, Forms 01 77 
00.01 and 01 77.00.02 "Contractor’s Certification of Small Business Participation” and mark the box 
entitled “FINAL REPORT” on Form 01 77 00.02. The FINAL REPORT shall be mailed to: DGS, 
Real Estate Services Division, Project Management & Development Branch, 707 Third Street 4th 
Floor, West Sacramento, CA 95605; or sent as a scanned Adobe PDF or similar e-mail attachment 
to State’s Representative. 

C. When completing the Certification, include all Small Businesses even if the firms were not listed at bid 
time when completing percentage calculations. Provide comments if Small Business utilization was 
different than that approved in original Agreement. The second page of the Certification may be copied as 
needed to list all firms. 

1.8 SUBMITTAL OF PROJECT WARRANTIES 

A. Standard Guarantee: Refer to Document 00 72 00 “General Conditions of the Contract for Construction”, 
Article 3.5.  Submittal is not required for standard one year guarantee for Work on this project. 

B. Additional Guaranties/Warranties: Provide additional guaranties/warranties, in excess of one year,  where  
specifically  required  by  individual  Specifications  Sections.  Additional guaranties/warranties will 
commence on the date of Completion of the Work as established by the State’s Representative. 

C. Time of Submittal: Submit written warranties on request of State for designated portions of the Work where 
warranties are indicated to commence on dates other than date of Completion, or when delay in submittal 
of warranties might limit State’s rights under warranty. 
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1. For equipment put into use with State's permission during construction, submit warranties within 10 
days after first operation. 

D. Organize warranty documents into an orderly sequence based on the table of contents of Project Manual. 

E. Provide duplicate, notarized copies of warranties. Execute Contractor's submittals and assemble documents 
executed by subcontractors, suppliers, and manufacturers. 

F. Warranties: 

1. Bind warranties and bonds in heavy-duty, three-ring, vinyl-covered, loose-leaf binders, thickness as 
necessary to accommodate contents, and sized to receive 8-1/2-by-11-inch paper. 

2. Provide heavy paper dividers with plastic-covered tabs for each separate warranty. Mark tab to 
identify the product or installation. Provide a typed description of the product or installation, 
including the name of the product and the name, address, and telephone number of Installer. 

3. Identify each binder on the front and spine with the typed or printed title "WARRANTIES," Project 
name and number, and name of Contractor. 

G. Warranty Electronic File: Provide warranties and bonds in PDF format. Assemble complete warranty and 
bond submittal package into a single electronic PDF file with bookmarks enabling navigation to each item. 
Provide bookmarked table of contents at beginning of document. 

H. Provide additional copies of each warranty to include in operation and maintenance manuals. 

1.9 RECORD DRAWINGS 

A. General: The State will provide one set of paper copies of the Contract Drawings to be used as record prints. 

B. Record Prints: Maintain one set of marked-up paper copies of the Contract Drawings and Shop Drawings, 
incorporating new and revised drawings as modifications are issued. 

1. Preparation: Mark record prints to show the actual installation, where installation varies from that 
shown originally. Require individual or entity who obtained record data, whether individual or entity 
is Installer, subcontractor, or similar entity, to provide information for preparation of corresponding 
marked-up record prints. 

a. Give particular attention to information on concealed elements that would be difficult to 
identify or measure and record later. 

b. Accurately record information in an acceptable drawing technique. 
c. Information entered on record prints shall be neat, legible, and emphasized by drawing 

"revision clouds" around changed items. 
d. Symbols and designations used in preparing record prints shall match those used in Contract 

Drawings. 
e. Record data as soon as possible after obtaining it. 
f. Record and check the markup before enclosing concealed installations. 
g. Cross-reference record prints to corresponding photographic documentation. 

2. Content: Types of items requiring marking include, but are not limited to, the following: 

a. Dimensional changes to Drawings. 
b. Revisions to details shown on Drawings. 
c. Depths of foundations. 
d. Locations and depths of underground utilities. 
e. Revisions to routing of piping and conduits. 
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f. Revisions to electrical circuitry. 
g. Actual equipment locations. 
h. Duct size and routing. 
i. Locations of concealed internal utilities. 
j. Special measurements. 
k. Changes made by Change Order. 
l. Changes made following Additional Detailed Instructions. 
m. Details not on the original Contract Drawings. 
n. Field records for variable and concealed conditions. 
o. Record information on the Work that is shown only schematically. 
p. Miscellaneous records required by other Specification Sections. 

3. Mark the Contract Drawings and Shop Drawings completely and accurately. Use personnel 
proficient at recording graphic information in production of marked-up record prints. 

4. Mark record prints with erasable, red-colored pencil. Use other colors to distinguish between changes 
for different categories of the Work at same location. 

5. Mark important additional information that was either shown schematically or omitted from original 
Drawings. 

6. Note Change Order, Request for Information and Additional Detailed Instructions numbers, and 
similar identification, where applicable. 

1.10 MAINTENANCE OF RECORD DRAWINGS 

A. Maintenance of Record Drawings: Store Record Drawings in the field office apart from the Contract 
Documents used for construction. Do not use Project Record Drawings for construction purposes. Maintain 
Record Drawings in good order and in a clean, dry, legible condition, protected from deterioration and loss. 
Provide access to Project Record Drawings for State reference during normal working hours. 

B. Monthly Applications for Payments will not be processed without review and approval of Project Record 
Drawings by the State. 

C. Final Inspection will not be scheduled until Project Record Drawings are submitted to the State. 

1.11 FORMAT OF OPERATION AND MAINTENANCE MANUALS 

A. Manuals, Electronic Files: Submit manuals in the form of a multiple file composite electronic PDF file for 
each manual type required. 

1. Electronic Files: Use electronic files prepared by manufacturer where available. Where scanning of 
paper documents is required, configure scanned file for minimum readable file size. 

2. File Names and Bookmarks: Bookmark individual documents based on file names. Name document 
files to correspond to system, subsystem, and equipment names used in manual directory and table 
of contents. Group documents for each system and subsystem into individual composite bookmarked 
files, then create composite manual, so that resulting bookmarks reflect the system, subsystem, and 
equipment names in a readily navigated file tree. Configure electronic manual to display bookmark 
panel on opening file. 

3. All material shall be neatly typewritten; handwritten instructions are not acceptable. 
4. Extraneous Data: Where contents of manuals include manufacturers' catalog pages, clearly indicate 

precise items included in this installation and delete, or otherwise clearly indicate, manufacturer's 
data with which this installation is not concerned. 
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1.12 REQUIREMENTS FOR OPERATION AND MAINTENANCE MANUALS 

A. Organization of Manuals: Unless otherwise indicated, organize each manual into a separate section for each 
system and subsystem, and a separate section for each piece of equipment not part of a system. Each manual 
shall contain the following materials, in the order listed: 

1. Title page. 
2. Table of contents. 
3. Manual contents. 

B. Title Page: Include the following information: 

1. Subject matter included in manual. 
2. Name and address of Project. 
3. Date of submittal. 
4. Name and contact information for Contractor. 
5. Cross-reference to related systems in other operation and maintenance manuals. 

C. Table of Contents: List each product included in manual, identified by product name, indexed to the content 
of the volume, and cross-referenced to Specification Section number in Project Manual. 

D. Manual Contents: Organize into sets of manageable size. Arrange contents alphabetically by system, 
subsystem, and equipment. If possible, assemble instructions for subsystems, equipment, and components 
of one system. 

1. Assemble a complete set of emergency information indicating procedures for use by emergency 
personnel and by State’s operating personnel for types of emergencies indicated. 

a. Type of Emergency: Where applicable for each type of emergency indicated below, include 
instructions and procedures for each system, subsystem, piece of equipment, and component: 

1) Fire. 
2) Flood. 
3) Gas leak. 
4) Water leak. 
5) Power failure. 
6) Water outage. 
7) System, subsystem, or equipment failure. 
8) Chemical release or spill. 

E. Identification: In the documentation directory and in each operation and maintenance manual, identify each 
system, subsystem, and piece of equipment with same designation used in the Contract Documents. 

1.13 OPERATION MANUALS 

A. Systems and Equipment Operation Manual: Assemble a complete set of data indicating operation of each 
system, subsystem, and piece of equipment not part of a system. Include information required for daily 
operation and management, operating standards, and routine and special operating procedures. 

1. Engage a factory-authorized service representative to assemble and prepare information for each 
system, subsystem, and piece of equipment not part of a system. 

2. Prepare a separate manual for each system and subsystem, in the form of an instructional manual for 
use by State’s operating personnel. 
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B. Content: In addition to requirements in this Section, include operation data required in individual 
Specification Sections and the following information: 

1. System, subsystem, and equipment descriptions. Use designations for systems and equipment 
indicated on Contract Documents. 

2. Performance and design criteria if Contractor has delegated design responsibility. 
3. Operating standards. 
4. Operating procedures. 
5. Operating logs. 
6. Wiring diagrams. 
7. Control diagrams. 
8. Piped system diagrams. 
9. Precautions against improper use. 
10. License requirements including inspection and renewal dates. 

C. Descriptions: Include the following: 

1. Product name and model number. Use designations for products indicated on Contract Documents. 
2. Manufacturer's name. 
3. Equipment identification with serial number of each component. 
4. Equipment function. 
5. Operating characteristics. 
6. Limiting conditions. 
7. Performance curves. 
8. Engineering data and tests. 
9. Complete nomenclature and number of replacement parts. 

D. Operating Procedures: Include the following, as applicable: 

1. Startup procedures. 
2. Equipment or system break-in procedures. 
3. Routine and normal operating instructions. 
4. Regulation and control procedures. 
5. Instructions on stopping. 
6. Normal shutdown instructions. 
7. Seasonal and weekend operating instructions. 
8. Required sequences for electric or electronic systems. 
9. Special operating instructions and procedures. 

E. Systems and Equipment Controls: Describe the sequence of operation, and diagram controls as installed. 

F. Piped Systems: Diagram piping as installed and identify color coding where required for identification. 

1.14 MAINTENANCE MANUALS 

A. Systems and Equipment Maintenance Manuals: Assemble a complete set of data indicating maintenance of 
each system, subsystem, and piece of equipment not part of a system. Include manufacturers' maintenance 
documentation, preventive maintenance procedures and frequency, repair procedures, wiring and systems 
diagrams, lists of spare parts, and warranty information. 

1. Engage a factory-authorized service representative to assemble and prepare information for each 
system, subsystem, and piece of equipment not part of a system. 

2. Prepare a separate manual for each system and subsystem, in the form of an instructional manual for 
use by State’s operating personnel. 
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B. Product Maintenance Manual: Assemble a complete set of maintenance data indicating care and 
maintenance of each product, material, and finish incorporated into the Work. 

C. Content: For each system, subsystem, and piece of equipment not part of a system, include source 
information, manufacturers' maintenance documentation, maintenance procedures, maintenance and 
service schedules, spare parts list and source information, maintenance service contracts, and warranties 
and bonds as described below. 

D. Source Information: List each system, subsystem, and piece of equipment included in manual, identified 
by product name and arranged to match manual's table of contents. For each product, list name, address, 
and telephone number of Installer or supplier and maintenance service agent, and cross-reference 
Specification Section number and title in Project Manual and drawing or schedule designation or identifier 
where applicable. 

E. Manufacturers' Maintenance Documentation: Include the following information for each component part 
or piece of equipment: 

1. Standard maintenance instructions and bulletins; include only sheets pertinent to product or 
component installed. Mark each sheet to identify each product or component incorporated into the 
Work. If data include more than one item in a tabular format, identify each item using appropriate 
references from the Contract Documents. Identify data applicable to the Work and delete references 
to information not applicable. 

a. Prepare supplementary text if manufacturers' standard printed data are not available and where 
the information is necessary for proper operation and maintenance of equipment or systems. 

2. Drawings, diagrams, and instructions required for maintenance, including disassembly and 
component removal, replacement, and assembly. 

3. Identification and nomenclature of parts and components. 
4. List of items recommended to be stocked as spare parts. 

F. Maintenance Procedures: Include the following information and items that detail essential maintenance 
procedures: 

1. Test and inspection instructions. 
2. Troubleshooting guide. 
3. Precautions against improper maintenance. 
4. Disassembly; component removal, repair, and replacement; and reassembly instructions. 
5. Aligning, adjusting, and checking instructions. 
6. Types of cleaning agents to be used and methods of cleaning. 
7. List of cleaning agents and methods of cleaning detrimental to product. 
8. Schedule for routine cleaning and maintenance. 
9. Demonstration and training video recording, if available. 

G. Maintenance and Service Schedules: Include service and lubrication requirements, list of required 
lubricants for equipment, and separate schedules for preventive and routine maintenance and service with 
standard time allotment. 

1. Scheduled Maintenance and Service: Tabulate actions for daily, weekly, monthly, quarterly, 
semiannual, and annual frequencies. 

2. Maintenance and Service Record: Include manufacturers' forms for recording maintenance. 

H. Spare Parts List and Source Information: Include lists of replacement and repair parts, with parts identified 
and cross-referenced to manufacturers' maintenance documentation and local sources of maintenance 
materials and related services. 
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I. Warranties: Include copies of warranties and lists of circumstances and conditions that would affect validity 
of warranties. 

1. Include procedures to follow and required notifications for warranty claims. 

J. Drawings: Prepare drawings supplementing manufacturers' printed data to illustrate the relationship of 
component parts of equipment and systems and to illustrate control sequence and flow diagrams. Coordinate 
these drawings with information contained in record Drawings to ensure correct illustration of completed 
installation. 

1. Do not use original project record documents as part of maintenance manuals. 

PART 2 - PRODUCTS 

2.1 MATERIALS 

A. Cleaning Agents: Use cleaning materials and agents recommended by manufacturer or fabricator of the 
surface to be cleaned. Do not use cleaning agents that are potentially hazardous to health or property or that 
might damage finished surfaces. 

1. Use cleaning products that comply with the California Code of Regulations maximum allowable 
VOC levels. 

PART 3 - EXECUTION 

3.1 FINAL CLEANING 

A. General: Perform final cleaning. Conduct cleaning and waste-removal operations to comply with local laws 
and ordinances and Federal and local environmental and antipollution regulations. 

B. Cleaning: Employ experienced workers or professional cleaners for final cleaning. Clean each surface or 
unit to condition expected in an average commercial building cleaning and maintenance program. Comply 
with manufacturer's written instructions. 
1. Complete the following cleaning operations before requesting inspection for certification of 

Completion for entire Project or for a designated portion of Project: 

a. Clean Project site of rubbish, waste material, litter, and other foreign substances. 
b. Sweep paved areas broom clean. Remove spills, stains, and other foreign deposits. 
c. Rake grounds that are not planted, mulched, or paved to a smooth, even-textured surface. 
d. Remove tools, construction equipment, machinery, and surplus material from Project site. 
e. Clean exposed exterior and interior hard-surfaced finishes to a dirt-free condition, free of 

stains, films, and similar foreign substances. Avoid disturbing natural weathering of exterior 
surfaces. Restore reflective surfaces to their original condition. 

f. Remove debris and surface dust from limited-access spaces, including roofs, plenums, shafts, 
trenches, equipment vaults, manholes, attics, and similar spaces. 

g. Clean flooring, removing debris, dirt, and staining; clean according to manufacturer's 
recommendations. 

h. Vacuum and mop hard surfaces. 
i. Vacuum carpet and similar soft surfaces, removing debris and excess nap; clean according to 

manufacturer's recommendations if visible soil or stains remain. 



  
 

 CLOSEOUT PROCEDURES 
05/11/2026 01 77 00 - 11 PROJECT NO # 26-20063-000 

j. Clean transparent materials, including mirrors and glass in doors and windows. Remove 
glazing compounds and other noticeable, vision-obscuring materials. Polish mirrors and glass, 
taking care not to scratch surfaces. 

k. Remove labels that are not permanent. 
l. Wipe surfaces of mechanical and electrical equipment, elevator equipment, and similar 

equipment. Remove excess lubrication, paint and mortar droppings, and other foreign 
substances. 

m. Clean plumbing fixtures to a sanitary condition, free of stains, including stains resulting from 
water exposure. 

n. Replace disposable air filters and clean permanent air filters. Clean exposed surfaces of 
diffusers, registers, and grills. 

o. Clean ducts, blowers, and coils as required by Sustainable Design Requirements. 
p. Clean luminaires, lamps, globes, and reflectors to function with full efficiency. 
q. Clean strainers. 
r. Remove snow and ice to provide safe access to building. 

C. Deficient cleaning operations, as determined by the State, shall be immediately corrected as directed. 

D. Pest Control: Comply with pest control requirements in Section 01 50 00 "Temporary Facilities and 
Controls." Prepare written report. 

E. Construction Waste Disposal: Comply with waste-disposal requirements. 

3.2 REPAIR OF THE WORK 

A. Complete repair and restoration operations required by Section 01 73 00 "Execution" before requesting 
inspection for determination of Completion. 

3.3 ATTACHMENTS 

A. Certification of Small Business / Disabled Veteran Business Enterprise Participation: 2 pages. 

1. Form 01 77 00.01: Contractor’s Certification of SB Participation (the first page). 
2. Form 01 77 00.02: Contractor’s Certification of SB Participation (the second page). 

END OF SECTION
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State Department Name:

Dep Address

List all Disabled Veteran Business Enterprise firms involved with this contract.

DVBE Subcontractor(s) Name DVBE Subcontractor(s) Address DVBE Certification
ID Number

Total Contract
Commitment

Percentage to DVBE

Total Contract
Commitment
Amount to

DVBE

Total Payment
Amount to

DVBE

Difference in
Amount Paid to

DVBE

Percentage Paid to
DVBE

Number of DVBE Subcontractors Grand Total $ $ $

Comments/Explanations

Use next page for additional lines

I certify under penalty of perjury under the laws of the State of California that all information submitted is true and correct.

Prime Contractor Print Name: Date:

Title:

Signature:

Americans with Disabilities (ADA) Notice: Persons with disabilities requiring reasonable modifications should contact the OSDS Report Coordinator at OSDSReports@dgs.ca.gov 
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State Department Name:

Dep Address

List all Disabled Veteran Business Enterprise firms involved with this contract.

DVBE Subcontractor(s) Name DVBE Subcontractor(s) Address
DVBE

Certification ID

Number

Total Contract

Commitment

Percentage to

DVBE

Total Contract

Commitment

Amount to DVBE

Total Payment Amount to
DVBE

Difference in Amount
Paid to DVBE

Percentage Paid to
DVBE

Number of DVBE Subcontracto Total $ $ $

Attach copies of this page for additional lines

I certify under penalty of perjury under the laws of the State of California that all information submitted is true and correct.
Americans with Disabilities (ADA) Notice: Persons with disabilities requiring reasonable modifications should contact the OSDS Report Coordinator at OSDSReports@dgs.ca.gov 
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State of California 
Department of General Services Procurement Division 
Prime Contractor’s Certification - DVBE Subcontracting Report 
STD 817, Formerly DGS PD 810P 
(Rev. ) Form Completion Instructions 

GENERAL INFORMATION: Military and Veteran Code (MVC) 
999.5(d), 999.7 and Government Code (GC) 14841, and California 
Code of Regulations (CCR) 1896.78(e) requires all Prime 
Contractors that committed to have a Disabled Veteran Business 
Enterprise (DVBE) perform an element of work for a contract to 
report DVBE subcontractor participation information 

Departments are required to withhold $10,000 from the final 
payment, or the full payment if less than $10,000, on contracts 
until the Prime Contractor complies with the certification 
requirements by submitting this form. 

All contracted work must be completed before submission of 
invoice(s) and this certification form. 

Prime Contractors are required to maintain records supporting the 
information submitted on this form and that all payments to 
DVBE subcontractor(s) were made. Upon request, proof of 
payment must be provided (MVC 999.5(d)). 

INCLUDE 
ONLY ONE contract per Report
All DVBEs that performed an element of work for
this contract regardless of tier

State Department Name: Enter the State Department name 

State Department Address: Enter the State Department address 

Contract Manager Name: Enter the Contract Manager name 

Contract Manager Phone Number: Enter the Contract Manager 
phone # 

Contract Manager Email Address: Enter the Contract Manager 
email address 

Contract Number: Enter the Contract Number 

Contract  : Enter the date contract was signed 

Complet : 

Contract Award Amount: 



State of California 
Department of General Services Procurement Division 
Prime Contractor’s Certification - DVBE Subcontracting 
Report STD 817, Formerly DGS PD 810P 

Form Completion Instructions 

Page 4 of 5 

: 

Prime Contractor Name: Enter ame as shown on 
the contract 

Prime Contractor Address: Enter  address 

Phone Number: Enter  number (with area code) 

Email Address: Enter  address 

Date Last Payment Received: 

Contract Received Amount: 

ABLE INSTRUCTIONS 

DVBE Subcontractor(s) Name: Enter the name of all
DVBEs that are listed to perform an element of work or supplies
for this contract and any formal approved substitution(s). (Use
additional lines if the name does not fit on a single line) Use
page two for additional lines.

DVBE Subcontractor(s) Address: Enter the address of
each DVBE (Use page 2 for additional lines if address does not
fit on a single line)

DVBE Certification ID Number: Enter each DVBE's
certification number

Total Contract Commitment Percentage to DVBE: Enter
the total percentage of contracted dollars to each DVBE at the
time of award

Total Contract Commitment Amount to DVBE: Enter the
entire amount contracted to each DVBE at the time of award

Total Payment Amount to DVBE: Enter the total amount
paid to all DVBEs that performed an element of work or were
suppliers for this contract



State of California 
Department of General Services Procurement Division 
Prime Contractor’s Certification - DVBE Subcontracting Report– 

Page 5 of 5 
STD 817, Formerly DGS PD 
810P  

Form Completion Instructions 

Difference in Amount Paid to DVBE: The will
compute the difference of DVBE dollars contracted compared
to dollars paid

Comments/Explanations: Enter any relevant comments
and explanations for any differences between the DVBE
amounts or percentages committed and paid

SIGNATURE BLOCK 
Prime Contractor’s Signature: name, 
title, signature, and 
date 

Note: 
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FORM 01 77 00.01 CONTRACTOR’S CERTIFICATION OF SMALL BUSINESS PARTICIPATION 
 

STATE OF CALIFORNIA DEPARTMENT OF STATE HOSPITALS 
  

CONTRACTOR'S CERTIFICATION OF SMALL BUSINESS PARTICIPATION 
 

TO: Metropolitan State Hospital 
 
 
 

Date: 
 

Project Number: 

 
 

Contract Number: 
 
 

FROM:   

PROJECT 
TITLE: 

 
 
 
 

 
THIS IS TO CERTIFY THAT I, 

 

 (Print Name) 
 
AS AN AUTHORIZED OFFICIAL OF 

 

 (Firm or Corporation) 

 
WORKING IN THE CAPACITY OF 

 

 (Title) 

 
HAVE BEEN PROPERLY AUTHORIZED BY SAID FIRM OR CORPORATION TO SIGN THE FOLLOWING 
STATEMENT PERTAINING TO SUBJECT CONTRACT. 
 
Pursuant to Government Code Section 14841, 
 
I, the undersigned, hereby certify that to the best of my knowledge, the Small Business information listed on the 
attached report for the above contract is complete and correct. 
 
 
 
 
SIGNED: 

 
 
DATE: 
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FORM 01 77 00.02 CONTRACTOR'S CERTIFICATION OF SMALL BUSINESS PARTICIPATION 

1. State of California ∙ Department of State Hospitals ☐   PRELIMINARY REPORT 

CONTRACTOR'S CERTIFICATION OF SMALL BUSINESS (SB) PARTICIPATION ☐                    FINAL REPORT 
 
 

CONTRACT NUMBER PROJECT NUMBER CONTRACT COMPLETION DATE CONTRACT ACCEPTANCE DATE 

PRIME CONTRACTOR ORIGINAL CONTRACT AMOUNT FINAL CONTRACT AMOUNT 

DESCRIPTION OF 
WORK PERFORMED 

AND MATERIALS 
PROVIDED 

 
 

SMALL BUSINESS NAME AND ADDRESS 

 

SB CERT. 
NO. 

SB CONTRACT PAYMENTS 

 
PAYMENT AMOUNT 

 
DATE WORK 
COMPLETED 

DATE OF 
FINAL 

PAYMENT 

 
COMMENTS 

       

       

       

       

       

       

TOTAL $ 
  

 

ORIGINAL SMALL BUSINESS COMMITMENT:  %      

ACTUAL SMALL BUSINESS ACHIEVED:  %      

Page __________ of  __________ 
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SECTION 01 79 00 

DEMONSTRATION AND TRAINING 
 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes administrative and procedural requirements for instructing State’s personnel, including the 
following: 

1. Instruction in operation and maintenance of systems, subsystems, products and equipment. 
2. Demonstration and training video recordings, when required. 

1.2 SUBMITTALS 

A. Instruction Program: Submit outline of instructional program for demonstration and training, including a 
list of training modules and a schedule of proposed dates, times, length of instruction time, and instructors' 
names for each training module. Include learning objective and outline for each training module. 

1. Submit a minimum of 6 weeks prior to requesting inspection for determining date of Completion of 
the Work. 

2. Indicate proposed training modules using manufacturer-produced demonstration and training video 
recordings for systems, equipment, and products in lieu of video recording of live instructional 
module. 

B. Attendance Record: For each training module, within seven days of end training, submit list of participants 
and length of instruction time. 

 

C. Manuals: Submit two copies within seven days of end of each training module. At completion of training, 
submit complete training manual(s) for State’s use prepared in same PDF file format required for operation 
and maintenance manuals. 

1.3 QUALITY ASSURANCE 

A. When so specified in individual Sections, provide demonstration and instruction to State personnel, 
performed by a representative approved by the equipment or system manufacturer. 

1.4 COORDINATION 

A. Coordinate instruction schedule with State’s operations. Adjust schedule as required to minimize disrupting 
State’s operations and to ensure availability of State’s personnel. 

B. Coordinate instructors, including providing notification of dates, times, length of instruction time, and 
course content. 
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C. Coordinate content of training modules with content of approved emergency, operation, and maintenance 
manuals. Do not submit instruction program until operation and maintenance data have been reviewed and 
accepted by State. 

1.5 INSTRUCTION PROGRAM 

A. Program Structure: Develop an instruction program that includes individual training modules for each 
system and for equipment not part of a system, as required by individual Specification Sections. 

B. Training Modules: Develop a learning objective and teaching outline for each module. Include a description 
of specific skills and knowledge that participant is expected to master. For each module, include instruction 
for the following as applicable to the system, equipment, or component: 

1. Basis of System Design, Operational Requirements, and Criteria: Include the following: 

a. System, subsystem, and equipment descriptions. 
b. Performance and design criteria if Contractor is delegated design responsibility. 
c. Operating standards. 
d. Regulatory requirements. 
e. Equipment function. 
f. Operating characteristics. 
g. Limiting conditions. 
h. Performance curves. 

2. Documentation: Review the following items in detail: 

a. Emergency manuals. 
b. Systems and equipment operation manuals. 
c. Systems and equipment maintenance manuals. 
d. Product maintenance manuals. 
e. Project Record Documents. 
f. Identification systems. 
g. Warranties and bonds. 
h. Maintenance service agreements and similar continuing commitments. 

3. Emergencies: Include the following, as applicable: 

a. Instructions on meaning of warnings, trouble indications, and error messages. 
b. Instructions on stopping. 
c. Shutdown instructions for each type of emergency. 
d. Operating instructions for conditions outside of normal operating limits. 
e. Sequences for electric or electronic systems. 
f. Special operating instructions and procedures. 

4. Operations: Include the following, as applicable: 

a. Startup procedures. 
b. Equipment or system break-in procedures. 
c. Routine and normal operating instructions. 
d. Regulation and control procedures. 
e. Control sequences. 
f. Safety procedures. 
g. Instructions on stopping. 
h. Normal shutdown instructions. 
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i. Operating procedures for emergencies. 
j. Operating procedures for system, subsystem, or equipment failure. 
k. Seasonal and weekend operating instructions. 
l. Required sequences for electric or electronic systems. 
m. Special operating instructions and procedures. 

5. Adjustments: Include the following: 

a. Alignments. 
b. Checking adjustments. 
c. Noise and vibration adjustments. 
d. Economy and efficiency adjustments. 

6. Troubleshooting: Include the following: 

a. Diagnostic instructions. 
b. Test and inspection procedures. 

7. Maintenance: Include the following: 

a. Inspection procedures. 
b. Types of cleaning agents to be used and methods of cleaning. 
c. List of cleaning agents and methods of cleaning detrimental to product. 
d. Procedures for routine cleaning. 
e. Procedures for preventive maintenance. 
f. Procedures for routine maintenance. 
g. Instruction on use of special tools. 

8. Repairs: Include the following: 

a. Diagnosis instructions. 
b. Repair instructions. 
c. Disassembly; component removal, repair, and replacement; and reassembly instructions. 
d. Instructions for identifying parts and components. 
e. Review of spare parts needed for operation and maintenance. 

1.6 PREPARATION 

A. Assemble educational materials necessary for instruction, including documentation and training module. 
Assemble training modules into a training manual organized in coordination with requirements in 
Section 01 77 00 "Closeout Procedures." 

B. Set up instructional equipment at instruction location. 

1.7 INSTRUCTION 

A. Engage qualified instructors to instruct State’s personnel to adjust, operate, and maintain systems, 
subsystems, and equipment not part of a system. 

1. State will furnish Contractor with names and positions of participants. 

B. Scheduling: Provide instruction at mutually agreed-on times. For equipment that requires seasonal 
operation, provide similar instruction for all seasons of operations. 
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1. Schedule training with State with at least 14 days' advance notice. 
2. All demonstration and training shall be completed prior to requesting final inspection. 

C. Time Allocated for Instructions: Amount of time required for instruction on each item of equipment and 
system shall be as specified in individual Sections, and not less than one hour. 

D. Training Location and Reference Material: Conduct training on-site in the completed and fully operational 
facility using the actual equipment in-place. Conduct training using final operation and maintenance data 
submittals. 

1. Prepare and insert additional data in operations and maintenance manuals when need for additional 
data becomes apparent during instructions. 

E. Cleanup: Collect used and leftover educational materials and give to Owner. Remove instructional 
equipment. Restore systems and equipment to condition existing before initial training use. 

PART 2 - PRODUCTS 

PART 3 - EXECUTION 

END OF SECTION
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SECTION 01 91 13 

GENERAL COMMISSIONING REQUIREMENTS 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 

1. General requirements for coordinating and scheduling commissioning activities. 
2. Commissioning meetings. 
3. Commissioning reports. 
4. Use of commissioning process test equipment, instrumentation, and tools. 
5. Construction checklists, including, but not limited to, installation checks, startup, performance tests, 

and performance test demonstration. 
6. Commissioning tests and commissioning test demonstration. 
7. Adjusting, verifying, and documenting identified systems and assemblies. 

1.2 DEFINITIONS 

A. Acceptance Criteria: Threshold of acceptable work quality or performance specified for a commissioning 
activity, including, but not limited to, construction checklists, performance tests, performance test 
demonstrations, commissioning tests, and commissioning test demonstrations. 

B. Commissioning Authority: An entity engaged by State to evaluate Commissioning-Process Work. 

C. Commissioning Plan: A document, prepared by Commissioning Authority, that outlines the organization, 
schedule, allocation of resources, and documentation of commissioning requirements. 

D. Commissioning: A quality-focused process for verifying and documenting that the facility and all of its 
systems and assemblies are planned, designed, installed, and tested to comply with State’s Project 
Requirements. 

E. Construction-Phase Commissioning-Process Completion: The stage of completion and acceptance of 
commissioning process when resolution of deficient conditions and issues discovered during 
commissioning process and retesting until acceptable results are obtained has been accomplished. State will 
establish in writing the date construction-phase commissioning-process completion is achieved. 

1. Commissioning process is complete when the Work specified of this Section and related Sections 
has been completed and accepted, including, but not limited to, the following: 

a. Completion of tests and acceptance of test results. 
b. Resolution of issues, as verified by retests performed and documented with acceptance of 

retest results. 
c. Comply with requirements in Section 01 79 00 "Demonstration and Training." 
d. Completion and acceptance of submittals and reports. 

F. State’s Witness: Commissioning Authority, State’s Project Manager, or Architect- or Engineer-designated 
witness authorized to authenticate test demonstration data and to sign completed test data forms. 
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G. "Systems," "Assemblies," "Subsystems," "Equipment," and "Components": Where these terms are used 
together or separately, they shall mean "as-built" systems, assemblies, subsystems, equipment, and 
components. 

H. Test: Performance tests, performance test demonstrations, commissioning tests, and commissioning test 
demonstrations. 

I. Sampling Procedures and Tables for Inspection by Attributes: As defined in ASQ Z1.4. 

1.3 COMPENSATION 

A. If State, and/or State’s Representatives perform additional services or incur additional expenses due to 
actions of Contractor listed below, State will deduct charges for such additional services and expenses from 
the Contract Sum. 

1. Failure to meet acceptance criteria for test. 

B. For a deficiency identified, not related to any pre-functional checklist or start-up fault, the following shall 
apply: 

1. For the first retesting of the equipment the State will not deduct charges from the Contractor for the 
actual cost the State has incurred in retesting.  Additional retesting cost beyond the first retest shall 
be charged to the Contractor and deducted from the Contract Sum. 

2. Retesting required because a specific pre-functional checklist or start-up test item, reported to have 
been successfully completed, but determined during functional performance testing to be faulty, shall 
be charged to the Contractor and deducted from the Contract Sum. 

1.4 COMMISSIONING TEAM 

A. Members Appointed by Contractor(s): 

1. Commissioning Coordinator: A person or entity employed by Contractor to manage, schedule, and 
coordinate commissioning process. 

2. Appointed team members shall have the authority to act on behalf of the entity they represent. 

B. Members Appointed by State: 

1. Commissioning Authority, plus consultants that Commissioning Authority may deem appropriate 
for a particular portion of the commissioning process. 

2. State’s representative(s) that the State may deem appropriate for a particular portion of the 
commissioning process. 

1.5 SUBMITTALS 

A. Comply with requirements in Section 01 33 00 "Submittal Procedures" for submittal procedure general 
requirements for commissioning process. 

B. Commissioning Plan Information: 

1. List of Contractor-appointed commissioning team members to include specific personnel and 
subcontractors performing and participating in the various commissioning requirements. 
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2. List of instrumentation required for each test to include identification of parties that will provide 
instrumentation for each test. 

C. Commissioning schedule: 

1. Schedule of commissioning activities integrated with the Construction Schedule. Comply with 
requirements in Section 01 32 00 "Construction Progress Documentation" for the Construction 
Schedule general requirements for commissioning process. 

D. List test instrumentation, equipment, and monitoring devices. 

E. Test Reports: 

1. Pre-Startup Report: Prior to startup of equipment or a system, submit signed, completed construction 
checklists. 

2. Test Data Reports: At the end of each day in which tests are conducted, submit test data for tests 
performed. 

3. Commissioning Issue Reports: Daily, at the end of each day in which tests are conducted, submit 
commissioning issue reports for tests for which acceptable results were not achieved. 

4. Weekly Progress Report: Weekly, at the end of each week in which tests are conducted, submit a 
progress report. 

5. Data Trend Logs: Submit data trend logs at the end of the trend log period. 
6. System Alarm Logs: Daily, at the start of days following a day in which tests were performed, submit 

printout of log of alarms that occurred since the last log was printed. 

F. Construction Checklists: 

1. Material checks. 
2. Installation checks. 
3. Startup procedures, where required. 

G. Commissioning Report: 

1. At Construction-Phase Commissioning Completion, include the following: 

a. Pre-startup reports. 
b. Approved test procedures. 
c. Test data forms, completed and signed. 
d. Progress reports. 
e. Commissioning issue report log. 
f. Commissioning issue reports showing resolution of issues. 
g. Correspondence or other documents related to resolution of issues. 
h. Other reports required by commissioning process. 
i. List unresolved issues and reasons they remain unresolved and should be exempted from the 

requirements for Construction-Phase Commissioning Completion. 
j. Report shall include commissioning work of Contractor. 

H. Request for Certificate of Construction-Phase Commissioning Process Completion. 

I. Operation and Maintenance Data: For proprietary test equipment, instrumentation, and tools to include in 
operation and maintenance manuals. 
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1.6 QUALITY ASSURANCE 

A. Commissioning Coordinator Qualifications: 

1. Documented experience commissioning systems of similar complexity to those contained in these 
documents on at least three projects of similar scope and complexity. 

2. Certification of commissioning-process expertise. 

B. Commissioning process shall meet the requirements of LEED EA Prerequisite: Fundamental 
Commissioning and Verification. 

PART 2 - PRODUCTS 

2.1 TEST EQUIPMENT, INSTRUMENTATION, AND TOOLS 

A. Test equipment and instrumentation required to perform the commissioning process shall remain the 
property of Contractor unless otherwise indicated. 

B. Test equipment and instrumentation required to perform commissioning process shall comply with the 
following criteria: 

1. Be manufactured for the purpose of testing and measuring tests for which they are being used and 
have an accuracy to test and measure system performance within the tolerances required to determine 
acceptable performance. 

2. Calibrated and certified. 
3. Maintain test equipment and instrumentation. 
4. Use test equipment and instrumentation only for testing or monitoring Work for which they are 

designed. 

2.2 REPORT FORMAT AND ORGANIZATION 

A. General Format and Organization: 

1. Record report on USB thumb drive. 
2. Electronic Data: Portable document format (PDF); a single file with outline-organized bookmarks 

for major and minor tabs and tab contents itemized for specific reports. 

B. Commissioning Report: 

1. Include a table of contents and an index to each test. 
2. Include major tabs for each Specification Section. 
3. Include minor tabs for each test. 
4. Within each minor tab, include the following: 

a. Test specification. 
b. Pre-startup reports. 
c. Approved test procedures. 
d. Test data forms, completed and signed. 
e. Commissioning issue reports, showing resolution of issues, and documentation related to 

resolution of issues pertaining to a single test. Group data forms, commissioning issue reports 
showing resolution of issues, and documentation related to resolution of issues for each test 
repetition together within the minor tab, in reverse chronological order (most recent on top). 
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PART 3 - EXECUTION 

3.1 PREPARATION 

A. Review preliminary construction checklists and preliminary test procedures and data forms. 

3.2 CONSTRUCTION CHECKLISTS 

A. Construction checklists cannot modify or conflict with the Contract Documents. 

B. Create construction checklists based on actual systems and equipment to be included in Project. 

C. Material Checks: Compare specified characteristics and approved submittals with materials as received. 
Include factory tests and other evaluations, adjustments, and tests performed prior to shipment if applicable. 

1. Service connection requirements, including configuration, size, location, and other pertinent 
characteristics. 

2. Included optional features. 
3. Delivery Receipt Check: Inspect and record physical condition of materials and equipment on 

delivery to Project site, including agreement with approved submittals, cleanliness, and lack of 
damage. 

4. Installation Checks: 

a. Location according to Drawings and approved Shop Drawings. 
b. Configuration. 
c. Compliance with manufacturers' written installation instructions. 
d. Attachment to structure. 
e. Access clearance to allow for maintenance, service, repair, removal, and replacement without 

the need to disassemble or remove other equipment or building elements. Access coordinated 
with other building elements and equipment, including, but not limited to, ceiling and wall 
access panels, in a manner consistent with OSHA fall-protection regulations and safe work 
practices. 

f. Utility connections are of the correct characteristics, as applicable. 
g. Correct labeling and identification. 
h. Startup Checks: Verify readiness of equipment to be energized. Include manufacturer's 

standard startup procedures and forms. 

D. Startup: Perform and document initial operation of equipment to prove that it is installed properly and 
operates as intended according to manufacturer's standard startup procedures, at minimum. 

E. Performance Tests: 

1. Static Tests: As specified elsewhere, including, but not limited to, duct and pipe leakage tests, 
insulation-resistance tests, and water-penetration tests. 

2. Component Performance Tests: Tests evaluate the performance of an input or output of components 
under a full range of operating conditions. 

3. Equipment and Assembly Performance Tests: Test and evaluate performance of equipment and 
assemblies under a full range of operating conditions and loads. 

4. System Performance Tests: Test and evaluate performance of systems under a full range of operating 
conditions and loads. 

5. Intersystem Performance Tests: Test and evaluate the interface of different systems under a full range 
of operating conditions and loads. 
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3.3 GENERAL EXECUTION REQUIREMENTS 

A. Schedule and coordinate commissioning process with the Construction Schedule. 

B. Perform activities identified in construction checklists, including tests, and document results of actions as 
construction proceeds. 

C. Perform test demonstrations for State’s witness. Unless otherwise indicated, demonstrate tests for 100 
percent of work to which the test applies. In some instances, demonstration of a random sample of other 
than 100 percent of the results of a test is specified. 

1. On determination of the sample size, the samples shall be selected randomly by State’s witness at 
the time of the test demonstration. 

2. Include in the Commissioning Plan a detailed list of the test demonstrations with lot and sample 
quantities for each test. 

D. Report test data and commissioning issue resolutions. 

E. Schedule personnel to participate in and perform Commissioning-Process Work. 

F. Installing contractors' commissioning responsibilities include, but are not limited to, the following: 

1. Operating the equipment and systems they install during tests. 
2. In addition, installing contractors may be required to assist in tests of equipment and systems with 

which their work interfaces. 
3. Furnish and apply oils, greases, refrigerants, fuels and other lubricants and materials required to place 

equipment in condition ready for operation 

3.4 COMMISSIONING COORDINATOR RESPONSIBILITIES 

A. Management and Coordination: Manage, schedule, and coordinate commissioning process, including, but 
not limited to, the following: 

1. Coordinate with subcontractors on their commissioning responsibilities and activities. 
2. Obtain, assemble, and submit commissioning documentation. 
3. Conduct periodic on-site commissioning meetings. Comply with requirements in Section 01 31 00 

"Project Management and Coordination." 
4. Develop and maintain the commissioning schedule. Integrate commissioning schedule into the 

Construction Schedule. Update Construction Schedule at specified intervals. 
5. Review and comment on preliminary test procedures and data forms. 
6. Report inconsistencies and issues in system operations. 
7. Verify that tests have been completed and results comply with acceptance criteria, and that equipment 

and systems are ready before scheduling test demonstrations. 
8. Direct and coordinate test demonstrations. 
9. Coordinate witnessing of test demonstrations by State’s witness. 
10. Coordinate and manage training. Be present during training sessions to direct video recording, 

present training, and direct the training presentations of others. Comply with requirements in 
Section 01 79 00 "Demonstration and Training." 

11. Prepare and submit specified commissioning reports. 
12. Track commissioning issues until resolution and retesting is successfully completed. 
13. Retain original records of Commissioning-Process Work, organized as required for the 

commissioning report. Provide State’s representative access to these records on request. 
14. Assemble and submit commissioning report. 
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3.5 COMMISSIONING TESTING 

A. Quality Control: Construction checklists, including tests, are quality-control tools designed to improve the 
functional quality of Project. Test demonstrations evaluate the effectiveness of Contractor's quality-control 
process. 

B. State’s witness will be present to witness commissioning work requiring the signature of the State’s witness, 
including, but not limited to, test demonstrations. State will coordinate attendance by State’s witness with 
Contractor's published Commissioning Schedule. State’s witness will provide no labor or materials in the 
commissioning work. The only function of State’s witness will be to observe and comment on the progress 
and results of commissioning process. 

C. Construction Checklists: 

1. Complete construction checklists as Work is completed. 
2. Distribute construction checklists to installing contractors before they start work. 
3. Installers: 

a. Verify installation using approved construction checklists as Work proceeds. 
b. Complete and sign construction checklists for work performed during the preceding day. 

4. Provide Commissioning Authority access to construction checklists. 

D. Installation Compliance Issues: Record as an installation compliance issue Work found to be incomplete, 
inaccessible, at variance with the Contract Documents, nonfunctional, or that does not comply with 
construction checklists. Record installation compliance issues on the construction checklist at the time they 
are identified. Record corrective action and how future Work should be modified before signing off the 
construction checklist. 

E. Pre-Startup Audit: Prior to executing startup procedures, review completed installation checks to determine 
readiness for startup and operation. Report conditions, which, if left uncorrected, adversely impact the 
ability of systems or equipment to operate satisfactorily or to comply with acceptance criteria. Prepare pre-
startup report for each system. 

F. Test Procedures and Test Data Forms: 

1. Test procedures shall define the step-by-step procedures to be used to execute tests and test 
demonstrations. 

2. Test procedures shall be specific to the make, model, and application of the equipment and systems 
being tested. 

3. Completed test data forms are the official records of the test results. 
4. Commissioning Authority will provide to Contractor preliminary test procedures and test data forms 

for performance tests and commissioning tests after approval of Product Data, Shop Drawings, and 
preliminary operation and maintenance manual. 

5. Review preliminary test procedures and test data forms, and provide comments within 14 days of 
receipt from Commissioning Authority. Review shall address the following: 

a. Equipment protection and warranty issues, including, but not limited to, manufacturers' 
installation and startup recommendations, and operation and maintenance instructions. 

b. Applicability of the procedure to the specific software, equipment, and systems approved for 
installation. 

6. After Contractor has reviewed and commented on the preliminary test procedures and test data forms, 
Commissioning Authority will revise and reissue the approved revised test procedures and test data 
forms marked "Approved for Testing." 
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7. Use only approved test procedures and test data forms marked "Approved for Testing" to perform 
and document tests and test demonstrations. 

G. Performance of Tests: 

1. The sampling rate for tests is 100 percent. The sampling rate for test demonstrations is 100 percent 
unless otherwise indicated. 

2. Perform and complete each step of the approved test procedures in the order listed. 
3. Record data observed during performance of tests on approved data forms at the time of test 

performance and when the results are observed. 
4. Record test results that are not within the range of acceptable results on commissioning issue report 

forms in addition to recording the results on approved test procedures and data forms according to 
the "Commissioning Compliance Issues" Paragraph in this Article. 

5. On completion of a test, sign the completed test procedure and data form. Tests for which test 
procedures and data forms are incomplete, not signed, or which indicate performance that does not 
comply with acceptance criteria will be rejected. Tests for which test procedures and data forms are 
rejected shall be repeated and results resubmitted. 

H. Performance of Test Demonstration: 

1. Perform test demonstrations on a sample of tests after test data submittals are approved. The sampling 
rate for test demonstrations shall be 100 percent unless otherwise indicated in the individual test 
specification. 

2. Notify State’s witness at least three days in advance of each test demonstration. 
3. Perform and complete each step of the approved test procedures in the order listed. 
4. Record data observed during performance of test demonstrations on approved data forms at the time 

of demonstration and when the results are observed. 
5. Provide full access to State’s witness to directly observe the performance of all aspects of system 

response during the test demonstration. On completion of a test demonstration, sign the completed 
data form and obtain signature of State’s witness at the time of the test to authenticate the reported 
results. 

6. Test demonstration data forms not signed by Contractor and State’s witness at the time of the 
completion of the procedure will be rejected. Test demonstrations for which data forms are rejected 
shall be repeated and results shall be resubmitted. 

a. Exception for Failure of State’s Witness to Attend: Failure of State’s witness to be present for 
agreed-on schedule of test demonstration shall not delay Contractor. If State’s witness fails to 
attend a scheduled test, Contractor shall proceed with the scheduled test. On completion, 
Contractor shall sign the data form for Contractor and for State’s witness, and shall note the 
absence of State’s witness at the scheduled time and place. 

7. False load test requirements are specified in related sections. 

a. Where false load testing is specified, provide temporary equipment, power, controls, wiring, 
piping, valves, and other necessary equipment and connections required to apply the specified 
load to the system. False load system shall be capable of steady-state operation and modulation 
at the level of load specified. Equipment and systems permanently installed in this work shall 
not be used to create the false load without State’s written approval. 

I. Commissioning Compliance Issues: 

1. Test results that are not within the range of acceptable results are commissioning compliance issues. 
2. Track and report commissioning compliance issues until resolution and retesting are successfully 

completed. 
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3. If a test demonstration fails, determine the cause of failure. Direct timely resolution of issue and then 
repeat the demonstration. If a test demonstration must be repeated due to failure caused by Contractor 
work or materials, reimburse State for billed costs for the participation in the repeated demonstration. 

4. Test Results: If a test demonstration fails to meet the acceptance criteria, perform the following: 

a. Complete a commissioning compliance issue report form promptly on discovery of test results 
that do not comply with acceptance criteria. 

b. Submit commissioning compliance issue report form within 48 hours of the test. 
c. Determine the cause of the failure. 
d. Establish responsibility for corrective action if the failure is due to conditions found to be 

Contractor's responsibility. 

5. Commissioning Compliance Issue Report: Provide a commissioning compliance issue report for 
each issue. Do not report multiple issues on the same commissioning compliance issue report. 

a. Exception: If an entire class of devices is determined to exhibit the identical issue, they may 
be reported on a single commissioning compliance issue report. (For example, if all return-air 
damper actuators that are specified to fail to the open position are found to fail to the closed 
position, they may be reported on a single commissioning issue report.) If a single 
commissioning issue report is used for multiple commissioning compliance issues, each 
device shall be identified in the report, and the total number of devices at issue shall be 
identified. 

b. Complete and submit the commissioning compliance issue report immediately when the 
condition is observed. 

c. Record the commissioning compliance issue report number and describe the deficient 
condition on the data form. 

d. Resolve commissioning compliance issues promptly. Complete and re-submit the 
commissioning compliance issue report when issues are resolved. 

6. Diagnose and correct failed test demonstrations as follows: 

a. Perform diagnostic tests and activities required to determine the fundamental cause of issues 
observed. 

b. Record each step of the diagnostic procedure prior to performing the procedure. Update 
written procedure as changes become necessary. 

c. Record the results of each step of the diagnostic procedure. 
d. Record the conclusion of the diagnostic procedure on the fundamental cause of the issue. 
e. Determine and record corrective measures. 
f. Include diagnosis of fundamental cause of issues in commissioning compliance issue report. 

7. Retest: 

a. Schedule and repeat the complete test procedure for each test demonstration for which 
acceptable results are not achieved. Obtain signature of State’s witness on retest data forms. 
Repeat test demonstration until acceptable results are achieved. Except for issues that are 
determined to result from design errors or omissions, or other conditions beyond Contractor's 
responsibility, compensate State for direct costs incurred as the result of repeated test 
demonstrations to achieve acceptable results. 

b. For each repeated test demonstration, submit a new test data form, marked "Retest." 

8. Do not correct commissioning compliance issues during test demonstrations. 

a. Exceptions will be allowed if the cause of the issue is obvious and resolution can be completed 
in less than 15 minutes. If corrections are made under this exception, note the deficient 



  
 

 GENERAL COMMMISSIONING REQUIREMENTS 
01/02/2026 01 91 13 - 10 PROJECT NO # 26-20063-000 

conditions on the test data form and issue a commissioning compliance issue report. A new 
test data form, marked "Retest," shall be initiated after the resolution has been completed. 

9. Failure due to Manufacturer defect: 

a. If 10% or three, whichever is greater, of identical pieces, size alone does not constitute a 
difference, of equipment fail to perform to the Contract Documents, not allowing it to meet its 
submitted performance specifications, due to manufacturing defect, either mechanically or 
substantively, all identical units may be considered unacceptable. Comply with the following: 

1) Within one week of notification, the Contractor or manufacturer’s representative shall 
examine all other identical units making a record of the findings. 

2) Within 14 calendar days of the original notification, the Contractor or manufacturer 
shall provide a signed and dated written explanation of the problem, cause of failures, 
other pertinent information and proposed solutions which shall include full equipment 
submittals.  The proposed solutions shall not significantly exceed the specification 
requirements of the original installation. 

3) The State shall determine whether a repair is acceptable, or the replacement of all 
identical units is required. 

4) Two samples of the proposed solution shall be installed, tested, and operated for a 
minimum of 7 calendar days, upon which the State will decide whether to accept the 
solution. 

5) Upon acceptance, replace or repair all identical items, at its expense and extend the 
warranty accordingly.  The replacement or repair work shall proceed without delay. 

3.6 COMMISSIONING MEETINGS 

A. Schedule and conduct commissioning meetings. Comply with requirements in Section 01 31 00 "Project 
Management and Coordination." 

3.7 SEQUENCING 

A. Sequencing of Commissioning Verification Activities: For a particular material, item of equipment, 
assembly, or system, perform the following in the order listed unless otherwise indicated: 

1. Construction Checklists: 

a. Material checks. 
b. Installation checks. 
c. Startup, as appropriate. Some startup may depend on component performance. Such startup 

may follow component performance tests on which the startup depends. 
d. Performance Tests: 

1) Static tests, as appropriate. 
2) Component performance tests. Some component performance tests may depend on 

completion of startup. Such component performance tests may follow startup. 
3) Equipment and assembly performance tests. 
4) System performance tests. 
5) Intersystem performance tests. 

2. Commissioning tests. 
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B. Before performing commissioning tests, verify that materials, equipment, assemblies, and systems are 
delivered, installed, started, and adjusted to perform according to construction checklists. 

C. Verify readiness of materials, equipment, assemblies, and systems by performing tests prior to performing 
test demonstrations. Notify State if acceptable results cannot be achieved due to conditions beyond 
Contractor's control or responsibility. 

D. Commence tests as soon as installation checks for materials, equipment, assemblies, or systems are 
satisfactorily completed. Tests of a particular system may proceed prior to completion of other systems, 
provided the incomplete work does not interfere with successful execution of test. 

3.8 SCHEDULING 

A. Commence commissioning process as early in the construction period as possible. 

B. Commissioning Schedule: Integrate commissioning activities into Construction Schedule. See 
Section 01 32 00 "Construction Progress Documentation." 

1. Include detailed commissioning activities in monthly updated Construction Schedule and short-
interval schedule submittals. 

2. Schedule the start date and duration for the following commissioning activities: 

a. Submittals. 
b. Preliminary operation and maintenance manual submittals. 
c. Installation checks. 
d. Startup, where required. 
e. Performance tests. 
f. Performance test demonstrations. 
g. Commissioning tests. 
h. Commissioning test demonstrations. 

3. Schedule shall include a line item for each installation check, startup, and test activity specific to the 
equipment or systems involved. 

4. Determine milestones and prerequisites for commissioning process. Show commissioning 
milestones, prerequisites, and dependencies in monthly updated critical-path-method construction 
schedule and short-interval schedule submittals. 

C. State’s Witness Coordination: 

1. Coordinate State’s witness participation. 
2. Notify State of commissioning schedule changes at least two workdays in advance for activities 

requiring the participation of State’s witness. 

3.9 COMMISSIONING REPORTS 

A. Test Reports: 

1. Pre-startup reports include observations of the conditions of installation, organized into the following 
sections: 

a. Equipment Model Verification: Compare contract requirements, approved submittals, and 
provided equipment. Note inconsistencies. 
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b. Preinstallation Physical Condition Checks: Observe physical condition of equipment prior to 
installation. Note conditions including, but not limited to, physical damage, corrosion, water 
damage, or other contamination or dirt. 

c. Preinstallation Component Verification Checks: Verify components supplied with the 
equipment, preinstalled or field installed, are correctly installed and functional. Verify external 
components required for proper operation of equipment correctly installed and functional. 
Note missing, improperly configured, improperly installed, or nonfunctional components. 

d. Summary of Installation Compliance Issues and Corrective Actions: Identify installation 
compliance issues and the corrective actions for each. Verify that issues noted have been 
corrected. 

e. Evaluation of System Readiness for Startup: For each item of equipment for each system for 
which startup is anticipated, document in summary form acceptable to Owner completion of 
equipment model verification, preinstallation physical condition checks, preinstallation 
component verification checks, and completion of corrective actions for installation 
compliance issues. 

2. Test data reports include the following: 

a. "As-tested" system configuration. Complete record of conditions under which the test was 
performed, including, but not limited to, the status of equipment, systems, and assemblies; 
temporary adjustments and settings; and ambient conditions. 

b. Data and observations, including, but not limited to, data trend logs, recorded during the tests. 
c. Signatures of individuals performing and witnessing tests. 
d. Data trend logs accumulated overnight from the previous day of testing. 

3. Commissioning Compliance Issue Reports: Report as commissioning compliance issues results of 
tests and test demonstrations that do not comply with acceptance criteria. Report only one issue per 
commissioning compliance issue report. Distribute commissioning compliance issue reports to 
parties responsible for taking corrective action. Identify the following: 

a. Commissioning compliance issue report number. Assign unique, sequential numbers to 
individual commissioning compliance issue reports when they are created, to be used for 
tracking. 

b. Action distribution list. 
c. Report date. 
d. Test number and description. 
e. Equipment identification and location. 
f. Briefly describe observations about the performance associated with failure to achieve 

acceptable results. Identify the cause of failure if apparent. 
g. Diagnostic procedure or plan to determine the cause (include in initial submittal) 
h. Diagnosis of fundamental cause of issues as specified below (include in resubmittal). 
i. Fundamental cause of unacceptable performance as determined by diagnostic tests and 

activities. 
j. When issues have been resolved, update and resubmit the commissioning issue report forms. 

Identify resolution taken and the dates and initials of the persons making the entries. 
k. Schedule for retesting. 

4. Progress reports include information for tests conducted since the preceding report and the following: 

a. Completed data forms. 
b. Equipment or system tested, including test number, system or equipment tag number and 

location, and notation about the apparent acceptability of results. 
c. Activities scheduled but not conducted per schedule. 
d. Commissioning compliance issue report log. 
e. Schedule changes for remaining Commissioning-Process Work, if any. 
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5. Data trend logs shall be initiated and running prior to the time scheduled for the test demonstration. 

a. Trend log data format shall be multiple data series graphs. Where multiple data series are trend 
logged concurrently, present the data on a common horizontal time axis. Individual data series 
may be presented on a segmented vertical axis to avoid interference of one data series with 
another, and to accommodate different axis scale values. Graphs shall be sufficiently clear to 
interpret data within the accuracy required by the acceptance criteria. 

b. Attach to the data form printed trend log data collected during the test or test demonstration. 
c. Record, print out, and attach to the data form operator activity during the time the trend log is 

running. During the time the trend log is running, operator intervention not directed by the test 
procedure invalidates the test results. 

6. System Alarm Logs: Record and print out a log of alarms that occurred since the last log was printed. 
Evaluate alarms to determine if the previous day's work resulted in any conditions that are not 
considered "normal operation." 

a. Conditions that are not considered "normal operation" shall be reported on a commissioning 
issue report attached to the alarm log. Resolve as necessary. The intent of this requirement is 
to discover control system points or sequences left in manual or disabled conditions, 
equipment left disconnected, set points left with abnormal values, or similar conditions that 
may have resulted from failure to fully restore systems to normal, automatic control after test 
completion. 

3.10 CERTIFICATE OF CONSTRUCTION-PHASE COMMISSIONING PROCESS COMPLETION 

A. When Contractor considers that construction-phase commissioning process, or a portion thereof which State 
agrees to accept separately, is complete, Contractor shall prepare and submit to State a comprehensive list 
of items to be completed or corrected. Failure to include an item on such list does not alter Contractor's 
responsibility to compete commissioning process. 

B. On receipt of Contractor's list, Commissioning Authority will make an inspection to determine whether the 
construction-phase commissioning process or designated portion thereof is complete. If Commissioning 
Authority's inspection discloses items, whether included on Contractor's list, which is not sufficiently 
complete as defined in "Construction-Phase Commissioning Process Completion" Paragraph in the 
"Definitions" Article, Contractor shall, before issuance of the Certificate of Construction-Phase 
Commissioning Process Completion, complete or correct such items on notification by Commissioning 
Authority. In such case, Contractor sha 

C. ll then submit a request for another inspection by Commissioning Authority to determine construction-
phase commissioning process completion. 

D. Contractor shall promptly correct deficient conditions and issues discovered during commissioning process. 
Costs of correcting such deficient conditions and issues, including additional testing and inspections, the 
cost of uncovering and replacement, and compensation for State’s and Commissioning Authority's services 
and expenses made necessary thereby, shall be at Contractor's expense. 

E. When construction-phase commissioning process or designated portion is complete, Commissioning 
Authority will prepare a Certificate of Construction-Phase Commissioning Process Completion that shall 
establish the date of completion of construction-phase commissioning process. Certificate of Construction-
Phase Commissioning Process Completion shall be submitted prior to requesting inspection for determining 
date of Completion. 

END OF SECTION 
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